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Introduction

Table 1 of this report, lists storm events with rainfall greater than 0.20 inches of
rain (Glendale minimum summer rainfall criteria). Table 1 also specifies reasons
why samples were not collected and/or analyzed. Table 2 of this report,
summarizes data retrievals from the sites.

DURATION

2.2 - 6.5 HOURS

5.2 - 15.6 HOURS

REMARKS

RAINFALL
0.2 - 0.7 INCHES

0.2 - 0.8 INCHES

DATE

TABLE 1
SUMMARY OF GLENDALE STORM EVENTS

WITH RAINFALL> 0.20 INCHES BUT NOT SAMPLED
APRIL 1, 2004 - JUNE 30, 2004

SITE

The U.S. Geological Survey operates and maintains five land based stormwater
monitoring stations for the City of Glendale for compliance with their National
Pollutant Discharge Elimination System (NPDES) stormwater discharge permit.
This report details stormwater sampling and equipment upkeep for the five
Glendale stations for the period from April 1, 2004 through June 30, 2004.

During storm events, only representative storm events are sampled. A
representative storm event has occurred when the following criteria have been
met and there has been no rainfall greater than 0.10 inches within the
previous 72 hours.

Storm duration is defined as the time period from start to end ofa sustained
rainfall. Sustained rainfall is defined as rainfall that continues without a gap of
greater than 150 consecutive minutes. If a gap greater than 150 consecutive
minutes occurs, then the rainfall is considered to be from a separate storm event.
Summer months are April through September and winter months are October
through March.

I BUTLER 04102104 1.25 IDURATION TOO LONG, TOO MUCH RAIN

I CITRUS 04/02104 1.44 I DURATION TOO LONG, TOO MUCH RAIN

I INDPARK 04102104 1.16 I DURATION TOO LONG, TOO MUCH RAIN

I OLIVE 04/02104 1.66 IDURATION TOO LONG, TOO MUCH RAIN
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TABLE 2
SUMMARY OF DATA RETRIEVALS

APRIL 1, 2004 - JUNE 30, 2004

SITE DATE RETRIEVAL TYPE
ARROW 05/05/04 Onsite
ARROW OS/25/04 Onsite
ARROW 06/23/04 Onsite

BUTLER 04/05/04 Onsite
BUTLER 04/20/04 Onsite
BUTLER 05/05/04 Onsite
BUTLER OS/25/04 Onsite

CITRUS 04/05/04 Onsite
CITRUS 04119/04 Onsite
CITRUS 05/05/04 Onsite
CITRUS OS/25/04 Onsite

INOPARK 04/05/04 Onsite
INO PARK 04/09/04 Onsite
INOPARK 04/20/04 Onsite
INOPARK 05/05/04 Onsite
INOPARK OS/25/04 Onsite
INOPARK 06/23/04 Onsite

OLIVE 04/02/04 Phone· Storm
OLIVE 04/09/04 Phone· Weekly
OLIVE 04/10/04 Phone· Storm
OLIVE 04/16/04 Phone· Weekly
OLIVE 04/23/04 Phone· Weekly
OLIVE 04/30/04 Phone· Weekly
OLIVE 05/07/04 Phone· Weekly
OLIVE 05/14/04 Phone· Weekly
OLIVE OS/21/04 Phone· Weekly
OLIVE OS/28/04 Phone· Weekly
OLIVE 06/04104 Phone· Weekly
OLIVE 06111/04 Phone· Weekly
OLIVE 06/18/04 Phone· Weekly
OLIVE 06/25/04 Phone· Weekly
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Maintenance Summary

This section details maintenance activities and problems that occurred from April
1 through June 30, 2004. All water quality samplers are SIGMA 900 MAX
models with the exception of the Olive stormwater station, which uses an ISCO
model 3700 sampler.

ARROW

Sampler was reinstalled on April 20. Intake tubing was replaced on April 20.
The sampler was reset on April 20, May 5,25, and June 23. The phone battery
was replaced on April 20, May 5, 25, and June 23. All sampler tubing and
collection bottles were cleaned on April 20. Pulled data with the DTU unit on
May 5,25 and June 23. Samplerwas programmed for summer sampling criteria
on April 20. Sampler clock was reset on May 26.

BUTLER

The sampler was reset on April 1, 20, May 5, 25, and June 23. All sampler
tubing and collection bottles were cleaned on April 5, 20. Pulled data with the
DTU unit on April 5, 20 and May 5, 25. Sampler battery was replaced on June
23. Sampler was reprogrammed for summer sampling criteria on April 1.

CITRUS

The sampler was reset on April 1, 5, 19, May 5, 25, and June 23. All sampler
tubing and collection bottles were cleaned on April 5. Pulled data with the DTU
unit on April 5, 19 and May 5, 25. Sampler was reprogrammed for summer
sampling criteria on April 1.

INDUSTRIAL PARK

The sampler was reset on April 1, 5, 9, 20, May 5, 25, and June 23. All sampler
tubing and collection bottles were cleaned on April 5, 20. Pulled data with the
DTU unit on April 5, 9, 20, May 5, 25, and June 23. Sampler battery was
replaced on April 1. Sampler was reprogrammed for summer sampling criteria
on April 1.

OLIVE

All sampler tubing and collection bottle were cleaned on April 5, 9, 20. The
sampler was reset on April 5, 9, 20. The data logger battery was replaced on
April 1, 20, May 5, and June 16. Installed solar panel and regulator for CR-10
datalogger on June 16.
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Data compiled for April 1 through June 30, 2004

The remainder of this report contains data. The following data are included:

• Rainfall tables for five Glendale NPDES raingages.

• Rainfall data for four Glendale ALERT raingages.

• Operation and maintenance log sheets.
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Rainfall Data Tables
(NPDES raingages)



- - - - - - - - - _.- - - - - - - - -
Gauge
Rainfall
(inches)

I
Gage Number ARROW

Location Skunk Creek near 79th Avenue

July August September October November December January February March April May June
2003 2003 2003 2003 2003 2003 2004 2004 2004 2004 2004 2004

1 0.06· sampler

2 0.05 sent for

3 0.02 0.01 Repair

4 0.04 0.05 "
5 "
6 "
7 "
8 Sampler "

9 0.28 sent for "
10 0.93 Repair "
11 0.04 0.21 " "

12 0.88 " "
13 0.15 · "
14 1.13 · "
15 0.24 " "
16 " "
17 · Sampler

18 " sentfor

19 0.40 " Repair

20 ·
21 "
22 0.29 0.08 "
23 0.81 "
24 0.03 "

25 ·
26 0.05 "
27 0.22 "

28 "

29 -- Sampler

30 sent for

31 Repair

Month
Total 0.00 2.05 0.35 0.93 1.07 0.26 0.31 0.89 0.11 0.00 0.00 0.00



- - - - - - - - - - - - - - - - - - -
Gauge
Rainfall
(inches)

I
Galle Number Bl1TLER

Location 56th Drive and Orchid Lane

I
July August september October November December January February March April May June
2003 2003 2003 2003 2003 2003 2004 2004 2004 2004 2004 2004

1 0.07 0.13 0.03

2 0.08 1.25

3 0.01

4 1.41

5

6
7

8

9
10 0.30 0.07

11 0.03 0.28 0.06

12 1.57

13 0.06 0.02

14 1.41

15

16
17

18

19 0.29

20 0.16

21 0.02

22 0.40 0.06

23 0.02 1.50

24 0.02 0.01

25 0.06

26 0.05

27 0.06

28

29 0.90

30
31

Month
Total 1.06 1.89 0.02 0.30 1.75 0.33 0.51 1.56 1.56 1.35 0.00 0.00



- - - - - - - - - - - - - - - - - - -
Gauge
Rainfall
(inches)

Gage Number CITRUS
Location Grovers at 71at Avenue

July August September October November December January February March April May June
2003 2003 2003 2003 2003 2003 2004 2004 2004 2004 2004 2004

1 0.10 0.02

2 0.04 1.44

3 0.01

4 0.34

5

6

7
8

9 0.11

10 1.09

11 0.05 0.17

12 0.30

13 0.18 0.06

14 1.26

15
16

17

18
19 0.32

20

21
22 0.27 0.08

23 0.81

24

25

26 0.04 0.05

27 0.17

28

29 0.47

30 0.01

31

Month
Total 0.48 1.88 0.11 1.09 0.55 0.22 0.27 0.89 0.45 1.44 0.00 0.00



- - - - - - - - - - - - - - - - - - -
Gauge
Rainfall
(inches)

Gage Number INDUSTRIAL PARK
Location New River north of Glendale Avenue

July August September October November December January February March April May June
2003 2003 2003 2003 2003 2003 2004 2004 2004 2004 2004 2004

1 0.04 0.05

2 0.07 1.16

3 0.01

4 1.05 0.03

5
6 0.04

7 0.10

8
9 0.10 0.16

10 0.23 0.07

11 0.04 0.26 0.04

12 0.38

13 0.03

14 1.35

15

16
17

18
19 0.20

20

21 0.02

22 0.25 0.12

23 0.82

24 0.05 0.03 0.02

25
26 0.04

27

28

29 0.39

30 0.01

31

Month
Total 0.47 1.69 0.17 0.23 0.42 0.30 0.27 0.94 1.20 1.57 0.00 0.00



- - - - - - - - - - - - - - - - - - -
I

Gauge
Rainfall
(inches)

I
Gaae Number OLIVE

Location Olive and 67th Avenue

July August september October November December January February March April May June
2003 2003 2003 2003 2003 2003 2004 2004 2004 2004 2004 2004

1 0.11 0.10 0.04

2 0.10 1.66

3 0.02

4 1.56

5

6
7 0.09

8
9 0.36 0.02

10 0.39 0.17

11 0.07 0.39 0.04

12 1.89

13 0.02 0.01 0.03

14 2.35
..

15

16
17

18

19 0.50

20 0.30

21 0.01

22 0.55 0.19

23 0.04 1.71

24 0.03 0.01

25 0.05

26 0.06

27 0.25 0.03

28

29 -
30
31

Month
Total 0.31 3.23 0.39 0.39 2.07 0.45 0.65 1.93 1.76 1.98 0.00 0.00
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Rainfall Data Tables
(ALERT raingages)



- - - - - - - - - - - - - - - - - - -
Gauge
Rainfall
(inches)

,
Gage Number 4785

Location Butler Park

July August September October November December January February March April May June
2003 2003 2003 2003 2003 2003 2004 2004 2004 2004 2004 2004

1 0.04 0.08

2 0.04 0.94

3 0.04

4 -- 0.98

5 0.04 --
6

7

8

9
10 0.20 0.04

11 0.04 0.16

12 1.10 0.04 0.04

13 0.04

14 1.02

15 0.04

16

17

18

19 0.24

20 0.08

21
22 0.28 0.04

23 0.04 1.02

24

25 - 0.04

26 -- 0.04

27 0.04

28
29 0.59 -
30 0.04

31 0.04

Month
Total 0.71 1.38 0.00 0.20 1.26 0.24 0.36 1.06 1.18 0.98 0.00 0.00



- - - - - - - - - - - - - - - - - - -
I

Gauge
Rainfall
(inches)

I
Galle Number 5505

Location New River at Glendale Avenue

July August September October November December January February March April May June
2003 2003 2003 2003 2003 2003 2004 2004 2004 2004 2004 2004

1 0.04 0.04

2 0.04 0.94

3 0.04

4 1.06

5

6
7 0.04

8

9 0.04

10 0.16 0.04

11

12 0.35 0.04

13 0.04 0.04

14 0.12

15 0.04

16
17

18

19 0.12

20
21 .

22 0.04

23 0.24

24 0.04 0.39

25

26

27

28

29 0.08

30 0.04

31

Month
Total 0.16 0.32 0.00 0.16 0.39 0.04 0.04 0.53 1.18 1.10 0.00 0.00

-



- - - - - - - - - - - - - - - - - - -
Gauge
Rainfall
(inches)

GaQeNumber 5520

location ACDC at 67th Avenue

July August September October November December January February March April May June
2003 2003 2003 2003 2003 2003 2004 2004 2004 2004 2004 2004

1 0.04

2 1.02

3 0.04

4 0.83

5

6

7

8
9

10 0.47

11 0.04 0.20 0.12

12 0.76

13 0.04

14 1.26

15

16
17

18
19 0.28

20

21
22 0.24 0.04

23 0.79

24

25

26 0.12 0.04

27 0.04

28

29 0.66

30
31

Month
Total 0.55 1.74 0.00 0.47 0.83 0.24 0.24 0.83 0.99 1.02 0.00 0.00



- - - - - - - - - - - - - - - - - - -
I

Gauge
Rainfall
(inches)

Gage Number 5595

Location New River and Bell Road
.

July August September October November December January February March April May June
2003 2003 2003 2003 2003 2003 2004 2004 2004 2004 2004 2004

1 0.04

2 0.04 0.75

3 -
4 0.04 - 0.31 0.08

5

6

7

8 0.08

9
10 0.87

11 0.04 0.12

12 0.51

13 0.12 0.04

14 0.91

15
16

17

18

19 0.28

20

21
22 0.20 0.04 0.04

23 0.51

24

25
26 0.04 ..

27 0.16

28
29 0.31

30
31

Month
Total 0.31 1.39 0.04 0.87 0.67 0.16 0.20 0.55 0.51 0.83 0.00 0.00
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Maintenance Log Sheets



SITE A~~\)W DATE ~/~D oC{
ARRIVAL

o~1-o
DEPARTURE ~./

I

~f3;K"'1Af.-~/(O SSU P1TIME TIME ·,-0 SERVICED BY

.~

GGMA-~OO
t

SAMPLER· MODEL NUMBER Iseo- 3700

Dale: 4/1212004

~ 13f\-rf tttl1 iZO

~~~-t--( 5AtrrL.- t~.

STORMWATER O&M LOG SHEET

1

EQUIPMENT CHECKED COMMENTS

BATIERY VOLTAGE OK
~ 13.0 volts

SOLAR PANEL CLEAN
~
~

CABLES AND CONNECTIONS GOOD
NO

CELLULAR ANTENNA
~

PHONE TONE
~
~

RAiNGAGE (screen, funnel, tipping bucket)
NO

@
SAMPLE TUBING (intake, pump, distributor) NO

CLEANED SAMPLE TUBING AND COLLECTION BOTILE
~

CALIBRATED DEPTH SENSOR
~ depth (in)

CALIBRATED SAMPLE VOLUME
~

ml

I
I
I
I
I
I
I
I
I
~I,

I
I
I
I
I
I SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDnNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

5."...,'"
I
I 3....... ....... .......-"'"..I...O...,...~""":'-"'-"':O.-.r.&.._.11....1.~ .....;:;......=--__~--..:-t-.-...,;..,;;,._~...-:.~~~____'

I'



SITE At\(~w DATE 5(5/0'1 -
i

"~I'

KA$POF-/ro~7tAM
ARRIVAL \lta DEPARTURE

h~O SERVICED BY
TIME TIME

~

6IGMA-9~
I

SAMPLER-MQDELNUMBER ISCQ- 3700

STORMWATER O&M LOG SHEET

2

EQUIPMENT CHECKED COMMENTS

GiY
13. 3vo,tsBATTERY VOLTAGE OK

NO

SOLAR PANEL CLEAN
~

CABLES AND CONNECTIONS GOOD
~

CELLULAR ANTENNA
q:p

PHONE TONE

qr
RAiNGAGE (screen, funnel, tipping bucket)

~

SAMPLE TUBING (intake, pump, distributor)
~

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE (:;)

CALIBRATED DEPTH SENSOR ~ depth (in)

CALIBRATED SAMPLE VOLUME ~) ml

I
I 3---------------------- --1

I

I
I
I
I
I
I
I
I

! I

;'1

I
I
I
I
I
I SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

C#A~C,

Dale: 4/1212004



SITE Att~'\)w DATE tilt, Otj
"

l~~
, I

t!.A7PD·~/'(; S SLAM
ARRIVAL \\)l"S DEPARTURE SERVICED BY

TIME TIME

"""" I--
SAMPLER-MODEL NUMBER SIGMA-900 ISCO- 3700

EQUIPMENT CHECKED COMMENTS

~
J ~. I voltsBATTERY VOLTAGE OK

NO

SOLAR PANEL CLEAN
~

CABLES AND CONNECTIONS GOOD
~
@D

CELLULAR ANTENNA
NO

I, ®:>
PHONE TONE

NO

RAINGAGE (screen, funnel, tipping bucket)
6Jr

SAMPLE TUBING (Intake, pump, distributor)
~

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE @

CALIBRATED DEPTH SENSOR ~ depth (in)

CALIBRATED SAMPLE VOLUME clf0 ml

STORMWATER O&M LOG SHEET

2

I
I
I
I
I
I
I
I
I
:1;

I'
I
I
I
I
,I SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED.INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

I
I 3

1,;;,- ---------------------------'

I
Dale: 411212004
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STORMWATER O&M LOG SHEET

SITE Ai<-~c~ DATE £4"~4
ARRIVAL DEPARTURE rb#f SERVICED BY

f{EM~TIME OrCS;- TIME

~.

~SAMPLER - MODEL NUMBER ISCO- 3700

EQUIPMENT CHECKED COMMENTS

~
BATTERY VOLTAGE OK

NO (3,,3· volt$

@
SOLAR PANEL CLEAN

NO

aa
CABLES AND CONNECTIONS GOOD

NO

CELLULAR ANTENNA
~

PHONE TONE ~
~

RAiNGAGE (screen, funnel, tipping bucket) NO

,6&S
SAMPLE TUBING (Intake, pump, distributor) NO

YES

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE ~

YES

CALIBRATED DEPTH SENSOR ~ depth (In)

YES

CALIBRATED SAMPLE VOLUME ~ ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDnNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

12€Se:r: · 5 IltnPL€12.
.

1 CLOC.K

2

3

Data: SN112004



SITE A "R"ROt..0
DATE

(oil ~/o 4i

ARRIVAL DEPARTURE ~J SERVICED BY
AE:.l\-VWC1<.TIME 69~f: TIME J':; b

~

~SAMPLER-MODEL NUMBER ISCO-3700

EQUIPMENT CHECKED COMMENTS

~
r 3 .. )-BATTERY VOLTAGE OK

NO
volts

@
SOLAR PANEL CLEAN NO

(!f$:J

CABLES AND CONNECTIONS GOOD NO

@
CELLULAR ANTENNA

NO

PHONE TONE ~
~

RAINGAGE (screen, funnel, tipping bucket)
NO

~
SAMPLE TUBING (Intake, pump, distributor)

NO

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE J9
CALIBRATED DEPTH SENSOR ~ depth (in)

CALIBRATED SAMPLE VOLUME ~ ml-

STORMWATER O&MLOG SHEET

2

I
I
I
I
I
I
I
I
I
(I,

I
I
I
I
I r----------------,
I SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDnNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

I'
13r..;..-"=;"~"---=-IIIIG.::=- --1

I
Dale: 511112004



SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDnNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 iZE..~~~ Ge.AM f1~~ SAti\t'~ 'Fo~ SUM.~E-~

2 SAy-I\V L-t.~b R~~e.'f" S~V\"L~~ .
I

3

EQUIPMENT CHECKED COMMENTS

BATTERY VOLTAGE OK
~ 12 ..<5 volts

§>
SOLAR PANEL CLEAN

NO

@
CABLES AND CONNECTIONS GOOD

NO

YES

CELLULAR ANTENNA
NO

PHONE TONE ~
@

RAiNGAGE (screen, funnel, tipping bucket)
NO

SAMPLE TUBiNG (intake, pump, distributor)
~

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE ~

CALIBRATED DEPTH SENSOR ~ depth (in)

CALIBRATED SAMPLE VOLUME @b ml

, .
SERVICED BY f"0 SS u~

DATE till ,f D~

reW6:::./

STORMWATER O&M LOG SHEET

SAMPLER-MODEL NUMBER

ARRIVAL
TIME

SITE

I
I
I
I,

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

Date: 3/12/2004



STORMWATER O&M LOG SHEET

.
SITE '6 \A1L..-e.{Z. DATE ~J5/D~

I

DEPARTURE

I~V
, •

Fo 5 ~ U f"\ ) C" ,.:)0 E-LLIJ
ARRIVAL 1t4D SERVICED BY

TIME TIME

~ I.
SAMPLER· MODEL NUMBER SIGMA-gOO ISCO·3700

EQUIPMENT CHECKED COMMENTS

BATTERY VOLTAGE OK
~ lZ.. L volts

Cffi)
SOLAR PANEL CLEAN NO

@
CABLES AND CONNECTIONS GOOD

NO

YES

CELLULAR ANTENNA NO

@P
PHONE TONE NO

RAINGAGE (screen, funnel, tipping bucket) ~
@

SAMPLE TUBING (intake, pump, distributor)
NO

~
CLEANED SAMPLE TUBING AND COLLECTION BOTTLE NO

~
CALIBRATED DEPTH SENSOR NO

depth (in)

GY
CALIBRATED SAMPLE VOLUME NO

ml

I
I
I
I
I
I
I
I
I
I·
I
I
I
I
I
I SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED.INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

I
I 3L;..----'~......:.....;..;....-~-i-"""-..;.....~--------- --J

I
Dale: 3I12f.1004



SERVICED BY

DATE

STORMWATER O&M LOG SHEET

DEPARTURE
TIME

SITE

ARRIVAL
TIME

. EQUIPMENT CHECKED COMMENTS

illS)
BATTERY VOLTAGE OK

NO J:J,..c: volts

SOLAR PANEL CLEAN
~
,§

CABLES AND CONNECTIONS GOOD
NO

YES

CELLULAR ANTENNA
NO

PHONE TONE
~

~
RAINGAGE (screen, funnel, tipping bucket)

NO

efiS
SAMPLE TUBING (Intake, pump, distributor)

NO

,~

CLEANED SAMPLE TUBING AND COLLECTION BOTTl.E NO

~
CALIBRATED DEPTH SENSOR NO

depth (in)

,~

CALIBRATED SAMPLE VOLUME NO
ml

I
I
I
I
I L.- S_A_M_P_LE_R_-_M_O_D_E_L_N~U_M_B_E_R _..L. ~__-...;~;.;;;~_;;;.;A_;;;;;~;;.,.;9_~ I_SC_O_-_37_0_0 ----,

I
I
I
I

·(1,

I
I
I
I
I
I SPECIFY ITEMS REMOVEDIREPLACEDIREPAJREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

I
I 3"'-----------------------------------------'

I
Dale: 4/12/2004



I
I STORMWATER O&M LOG SHEET

I SITE B~1L~ DATE 5/G/oq
I

,..

KASf'o(l. / Fot? SlAM
ARRIVAL l0,'15

DEPARTURE t~iO SERVICED BY
TIME TIME

-;:;::;

I SAMPLER-MODEL NUMBER SIGMA-900 ISCO-3700

I
EQUIPMENT CHECKED COMMENTS

I ~ /2- .t5 voltsBATTERY VOLTAGE OK

I t5iiJ
SOLAR PANEL CLEAN

NO

I CABLES AND CONNECTIONS GOOD
C!P

YES

CELLULAR ANTENNA
NO

I GJ
PHONE TONE

I ~
RAINGAGE (screen, funnel, tipping bucket) NO

I
@P

SAMPLE TUBING (intake, pump, distributor) NO

I CLEANED SAMPLE TUBING AND COLLECTION BOTTLE ~

~
I

CALIBRATED DEPTH SENSOR depth (in)

~CALIBRATED SAMPLE VOLUME ml

I
SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED.INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

I
1 lIu LLf:r7' VA-rA \p 1tiTU .'e~~ e~ SA~ PL.(;f!..

I I

2

I 3

I
Dale: 4/1212004



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

STORMWATER O&M LOG SHEET

SITE g~1l-r&¢' DATE 6/tt7/Dq
i

l~b
.

r.A5?t>~/ hSSWM
ARRIVAL

l\'50
DEPARTURE SERVICED BY

TIME TIME
.~

~

c:..SIGMA. 9;;
I

SAMPLER·MODELNUMBER ISCO·3700

EQUIPMENT CHECKED COMMENTS

.~
12.. ..., voltsBATTERY VOLTAGE OK

NO

SOLAR PANEL CLEAN
~

~
CABLES AND CONNECTIONS GOOD

NO

YES

CELLULAR ANTENNA NO

G§s.J
PHONE TONE NO

@
RAINGAGE(screen, funnel, tipping bucket)

NO

({§i)
SAMPLE TUBING (intake, pump, distributor) NO

~CLEANED SAMPLE TUBING AND COLLECTION BOTTLE NO

CALIBRATED DEPTH SENSOR ~ depth (in)

CALIBRATED SAMPLE VOLUME ~ ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 9\.1.\,1,617 V~~ W DT\A R~t,~<\ SAl-1YL~~",
2

3

Date: 4/12/2004



ISCO-3700

DATE

STORMWATER O&M LOG SHEET

DEPARTURE
TIME

SAMPLER - MODEL NUMBER

SITE

ARRIVAL
TIME

2

EQUIPMENT CHECKED COMMENTS

~
BATTERY VOLTAGE OK

NO \~ .•.Cf volts

6iJ
SOLAR PANEL CLEAN NO

<tb)
CABLES AND CONNECTIONS GOOD

NO

YES

CELLULAR ANTENNA
NO

PHONE TONE ~
~

RAINGAGE (screen, funnel, tipping bucket) NO

SAMPLE TUBING (intake, pump, distributor) ~
YES

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE ~

CALIBRATED DEPTH SENSOR
;g;

depth (in)

I YES

CALIBRATED SAMPLE VOLUME ~ ml-

I
I 3
~---------------------------------------~

I

I
I
I
I
I
I
I
I
I
(I

t
I
I
I
I
I SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDnNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1

Date: 5/1112004



SERVICED BY (0 S 5 LA M.

DATE LJ' D~

STORMWATER O&M LOG SHEET

SITE

ARRIVAL
TIME

I
I
I
I

~

.,;;;;

<i~I SAMPLER-MODEL NUMBER ISCO- 3700

I
EQUIPMENT CHECKED COMMENTS

I ~ I 3. '1BATTERY VOLTAGE OK volts

I SOLAR PANEL CLEAN
~

I
~

CABLES AND CONNECTIONS GOOD
NO

YES

CELLULAR ANTENNA
NO

-I ~PHONE TONE

I RAINGAGE (screen, funnel, tipping bucket) ~

I ~
SAMPLE TUBING (intake, pump, distributor)

NO

I CLEANED SAMPLE TUBING AND COLLECTION BOTTLE ~

(§CALIBRATED DEPTH SENSOR NO
depth (in)

I ~CALIBRATED SAMPLE VOLUME NO
ml

I
I SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDnNSTALLED. INCLUDE SERiAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

~~~~\) t?~~t\ "",-1)
I

1 SAtJ\"L~~ ~Or( <5uMn€.Jt SA t"\? L1:~ e:,~
v

1Z~'J~-( SAY\fL:c~ .2

13
I

Date: 311212004



Cot--1DE.L.LO
SERVICED BY

DATE

STORMWATER O&M LOG SHEET

l"3~ DEPARTURE
f.,:J TIME

SAMPLER-MODEL NUMBER

SITE

ARRIVAL
TIME

2

EQUIPMENT CHECKED COMMENTS

@
/3. "3 voltsBATTERY VOLTAGE OK

NO

SOLAR PANEL CLEAN
~
G§P

CABLES AND CONNECTIONS GOOD
NO

YES

CELLULAR ANTENNA
NO

&s:>
PHONE TONE

NO

QID
RAINGAGE (screen, funnel, tipping bucket)

NO

~
SAMPLE TUBING (intake, pump, distributor)

NO

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE
~
@P

CALIBRATED DEPTH SENSOR
NO

depth (in)

CALIBRATED SAMPLE VOLUME
C:P

ml

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I SPECIFY ITEMS REMOVEDIREPLACEDIREPAlREDnNSTALLED.INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

I
1.--3~~~ ----'

I
Date; 3/12/2004



SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 ViA LL-tV \)A1'" ~ vJ \1\\A , 'R~~~T S ~",a~1Z .
I

2

3

Dale: 4/1212004

SERVICED BY

DATE

STORMWATER O&M LOG SHEET

DEPARTURE
TIME

SITE

ARRIVAL
TIME

EQUIPMENT CHECKED COMMENTS

BATTERY VOLTAGE OK
c:Y I :3. Lf volts

@V
SOLAR PANEL CLEAN

NO

CABLES AND CONNECTIONS GOOD
~

YES

CELLULAR ANTENNA
NO

PHONE TONE
~
GY

RAINGAGE (screen, funnel, tipping bucket)
NO

6fS)
SAMPLE TUBING (intake, pump, distributor)

NO

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE ~

CALIBRATED DEPTH SENSOR ® depth (in)

CALIBRATED SAMPLE VOLUME ~ ml

I
I
I
I
~ ..L. --L. a..-~~~-+- ~_-_~""'----+-;;;'-'-"';;''''';'---i

I ....... S_A_M_P_LE_R_-M_O_D_EL_N_UM_B_ER ....L. S_I_G_M_A_._9_00 I_S_C_O_._3_70_0 ....

I
I
I
I
I
I
I
I
I
I
I
I
I
I



ISCO·3700

5 5 0'-\
SERVICED BY

DATE
'.

STORMWATER O&M LOG SHEET

\,v

SAMPLER-MODEL NUMBER

SITE

ARRIVAL
TIME

2

EQUIPMENT CHECKED COMMENTS
..

BATTERY VOLTAGE OK
Gr L3.1 volts

.@P
SOLAR PANEL CLEAN

NO

@
CABLES AND CONNECTIONS GOOD NO

YES

CELLULAR ANTENNA NO

®
PHONE TONE

NO

RAINGAGE (screen, funnel, tipping bucket) ~

SAMPLE TUBING (intake, pump, distributor) ~

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE
(;>

CALIBRATED DEPTH SENSOR ~ depth (in)

®CALIBRATED SAMPLE VOLUME NO
ml

I
I
I
I
I
I
I
I
I
'I
I
I
I
I
I
I SPECIFY ITEMS REMOVEDIREPLACEDIREPAJREDIINSTALLED. INCLUDE SERiAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

I
I ~3------------- ---J

I
Dale: 4/1212004



SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDnNSTALLED.INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 Ptlll~j Da-ra. w/ DIlL. Nes~ Sa./YL I'ler.
/

2

3

EQUIPMENT CHECKED COMMENTS

BATTERY VOLTAGE OK
~ I').. '1 l!. volts

SOLAR PANEL CLEAN
CP

CABLES AND CONNECTIONS GOOD
~

YES

CELLULAR ANTENNA ..~

PHONE TONE
q:p

RAINGAGE(screen, funnel, tipping bucket) ~

SAMPLE TUBING (intake, pump, distributor)
~
YES

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE @::>
YES

CALIBRATED DEPTH SENSOR ~ depth (in)

YES

CALIBRATED SAMPLE VOLUME @) ml

ISCO-3700

STORMWATER O&M LOG SHEET

I
I

I SITE Cifrv..$. , DATE s/j.~/t>1
I A~~V:L J0:0 0 DEP:'~~URE frJjio SERVICED BY KtrSpor-l;Coss V W]

I----.......-----L----.L..-~~ff-- .....--------I-..-----------------t

I SAMPLER - MODEL NUMBER @MA -9~
L...-- ..a...-- --'

I
I
I
I
\1·
I
I
I
I
I
I
I
I
I

Date: 4/1212004



I
I
I
I
I
I
I
I
I
;1,

I
I
I
I
I
I
I
I
I

STORMWATER O&M LOG SHEET

SITE
C'T~tJS

DATE &/c2"5la4
{

ARRIVAL DEPARTURE
11&';6 SERVICED BY

~AU~'RTIME 16 d..~ TIME

~'

~SAMPLER-MODEL NUMBER ISCO-3700

EQUIPMENT CHECKED COMMENTS

~
1~.9BATIERYVOLTAGE OK NO volts

~
SOLAR PANEL CLEAN

NO

CABLES AND CONNECTIONS GOOD
~

YES

CELLULAR ANTENNA NO

~
PHONE TONE NO

RAINGAGE (screen, funnel, tipping bucket)
t!2
~

SAMPLE TUBING (intake, pump, distributor) NO

CLEANED SAMPLE TUBING AND COLLECTION BOTILE ~

CALIBRATED DEPTH SENSOR ~ depth (in)

CALIBRATED SAMPLE VOLUME ~ ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDnNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 ·~.£:ser UAn4fJ'~

2

3

Dale: 511112004



STORMWATER O&M LOG SHEET

SITE lrJP rA~1L DATE ~/ J } oq
;'

.'"r ; • .
Fo S StAvt

ARRIVAL DEPARTURE

~OQ10 ~,' V SERVICED BY
TIME TIME

,-'"'

~'

(SIGMA~SAMPLER· MODEL NUMBER ISCO·3700

EQUIPMENT CHECKED COMMENTS

BATTERY VOLTAGE OK ~ l1-.<6 volts

(YES)

SOLAR PANEL CLEAN NO

CABLES AND CONNECTIONS GOOD ~
YES

CELLULAR ANTENNA NO

PHONE TONE ~

RAINGAGE (screen, funnel, tipping bucket) ~

SAMPLE TUBING (intake, pump, distributor) ~

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE (A;
YES

CALIBRATED DEPTH SENSOR ~ depth (in)

CALIBRATED SAMPLE VOLUME r;, mi

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDnNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 C\-l Pc~~'" \> 51.C1Y\-A 'Bp..'T 'e,~'" . RE r~l>r £'Ih'"lM£,J)

SA~~L,~
I

2 ~O~ 5\AtI\J{\~IZ. SA"~t .tNt, R~?~-r
I

3 SA \"\~ Lt-R ,

Dale: 3/1212004



STORMWATER O&M LOG SHEET

SITE fr-JO ?p.. ¢..'I- DATE ~j6/D~
ARRIVAL DEPARTURE rif'

l

~ S-Sut1 / t OtV~UDTIME \0150 TIME \ ~~~!S· SERVICED BY

9

~
,

SAMPLER-MODEL NUMBER ISCO-3700

EQUIPMENT CHECKED COMMENTS

BAnERYVOLTAGE OK
~ 11'~f volts

SOLAR PANEL CLEAN
q:;p

CABLES AND CONNECTIONS GOOD
~

YES

CELLULAR ANTENNA
NO

PHONE TONE
0JP

RAINGAGE (screen, funnel, tipping bucket) ~
@

SAMPLE TUBING (intake, pump, distributor) NO

CLEANED SAMPLE TUBING AND COLLECTION BOnLE
~

0P
CALIBRATED DEPTH SENSOR NO

depth (in)

CALIBRATED SAMPLE VOLUME ~
ml

2

---"'\~¥:.~ ~ ~"f>J:N ~

'EO\~L~S

Dale: 3/12/2004



SITE
iN\> ?~a.\L DATE Ii ~. ID~

(

ARRIVAL ()q '5 DEPARTURE ~~
I

h,.;nlJ.l--\Jcb ,1f)fE;L LDTIME TIME
SERVICED BY

•. ..-.'J

.~'

~GMA.900
£

SAMPLER·MQDELNUMBER ISCQ- 3700

EQUIPMENT CHECKED COMMENTS

~
rt.. ~ " voltsBATTERY VOLTAGE OK

NO

<ffi:>
SOLAR PANEL CLEAN

NO

@:>
CABLES AND CONNECTIONS GOOD

NO

YES

CELLULAR ANTENNA
NO

PHONE TONE
~

RAINGAGE (screen, funnel, tipping bucket) ~
~

SAMPLE TUBING (intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE (§)
YES

CALIBRATED DEPTH SENSOR @V depth (in)

~CALIBRATED SAMPLE VOLUME
NO

ml

STORMWATER O&M lOG SHEET

2

I.
I
I
I
I
I
I
I
I
I'
I
I
I
I
1...----------------.
I SPECIFY ITEMS REMOVEDIREPLACEDIREPAlREDnNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

I

1.L:..-3
--------------'

I
Date: 2/25/2004



SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDnNSTALLED.INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

SITE S~V ?Att~ DATE q/1,O/ 0 ~
;

'I' I V

~ t;nAu..f,e!Po $ $ U t1
ARRIVAL

l () 40
DEPARTURE

l~6 SERVICED BY
TIME TIME

~.

~'

~
I

SAMPLER·MODELNUMBER ISCO·3700

~L

STORMWATERO&M LOG SHEET

2

EQUIPMENT CHECKED COMMENTS

BATTERY VOLTAGE OK
~ I 7.- .L/ volts

SOLAR PANEL CLEAN ~
m0

CABLES AND CONNECTIONS GOOD
NO

YES

CELLULAR ANTENNA
NO

PHONE TONE
~

RAINGAGE (screen, funnel,tipping bucket)
~

SAMPLE TUBING (Intake, pump, distributor)
<S>

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE
~

CALIBRATED DEPTH SENSOR
~

depth (in)

CALIBRATED SAMPLE VOLUME ~
ml

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I ......3 -----"

I
Date: 4/1212004



SPECIFY ITEMS REMOVEDIREPLACEDJREPAIREDnNSTALLED.INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 'PU LL'fA) VA~~ 'f:) 1>1\\ ~~ t,€-~ SP\MP~L.
I

2

3

EQUIPMENT CHECKED COMMENTS

BATTERY VOLTAGE OK
~ It. r; volts

@>
SOLAR PANEL CLEAN

NO

CABLES AND CONNECTIONS GOOD
G=>

YES

CELLULAR ANTENNA
NO

PHONE TONE ~
~

RAINGAGE (screen, funnel, tipping bucket) NO

SAMPLE TUBING (Intake, pump, distributor)
qjp

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE @

CALIBRATED DEPTH SENSOR ~ depth (in)

CALIBRATED SAMPLE VOLUME ~ ml

I
I
I
I
I
I
I
I
I
;,1

I
I
I
I
I
I
I
I
I

STORMWATER O&M LOG SHEET

SITE 1~\} ?~~1L DATE t3)tfJ/oy
1-/ .. I

~ /I SPc> \Z. } r-t?C?o4 u V"\
ARRIVAL oqto DEPARTURE

~·'O SERVICED BY
TIME TIME .-

..:.:-' '

~

~
I

SAMPLER - MODEL NUMBER ISCO-3700

Date: 4/1212004



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

STORMWATER O&M LOG SHEET

SITE
1\\i1 ?I~~\l, DATE ~ It~ IV~

,{' I

K~~?()'AJ FV$,.tLt1ARRIVAL

\t~o
DEPARTURE

l~.-o SERVICED BY
TIME TIME

-.4. ,
SAMPLER· MODEL NUMBER SIGMA- 900 ISCO·3700

EQUIPMENT CHECKED COMMENTS

~ ft. tJ voltsBATTERY VOLTAGE OK
NO

SOLAR PANEL CLEAN
~

CABLES AND CONNECTIONS GOOD
~
YES

CELLULAR ANTENNA
NO

PHONE TONE
(YJp
~

RAINGAGE (screen, funnel, tipping bucket)
NO

SAMPLE TUBING (intake, pump, distributor)
c!i'

YES

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE ~

CALIBRATED DEPTH SENSOR c; depth (in)

CALIBRATED SAMPLE VOLUME ~ ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 rULL~~ \]k\~ 'W 'O\U , R~t;~1' <;~t'\~L~~.
"

,
2

3

Oato: 5/1112004



EQUIPMENT CHECKED COMMENTS

BATTERY VOLTAGE OK
~ l~.~ volts

6§j)
SOLAR PANEL CLEAN

NO

,<@
CABLES AND CONNECTIONS GOOD

NO

YES

CELLULAR ANTENNA
NO

<1ID
PHONE TONE

NO

@)
RAINGAGE (screen, funnel, tipping bucket)

NO

SAMPLE TUBING (Intake, pump, distributor)
~

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE ~

CALIBRATED DEPTH SENSOR ;; depth (In)

YES

CALIBRATED SAMPLE VOLUME ~ ml

Dale: 5/1112004

ISCO·3700

STORMWATER O&M LOG SHEET

SAMPLER· MODEL NUMBER

I
I
I SITE DATE (P;;/ g/o 4

II-A_~_~M_IV:_L--1_0_S.:.....:·~:....:C:...L. ....J.:::::""';~_-I-_S_E_R_V_IC_E_D_B_Y_.....L...t.~...;:.;;E"m:..;......:~...:....;;...;:.fle...:.;;:: -1

I
I
I
I
I
;1

I
I
I
I
I
I SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDJlNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

I
I 1:-

3
-------------- --_-1

I



I
I
I
I
I
I
I
I
I
;·1

I
I
I
I
I
I
I
I
I

STORMWATER O&M LOG SHEET

SITE DL..t. \J t:. DATE Ll /1 O~
'or ,

ARRIVAL OqLlD
DEPARTURE

D~!5 SERVICED BY rO??UfJ1TIME TIME

~

~CO-370VSAMPLER-MODEL NUMBER SIGMA-gOO

EQUIPMENT CHECKED COMMENTS

(ffi::>
{t.l,BATTERY VOLTAGE OK

NO
volts

&j)
SOLAR PANEL CLEAN

NO

CABLES AND CONNECTIONS GOOD
~
YES

CELLULAR ANTENNA
NO

@b
PHONE TONE

NO

W
RAINGAGE (screen, funnel, tipping bucket)

NO

SAMPLE TUBING (intake, pump, distributor)
~p

~CLEANED SAMPLE TUBING AND COLLECTION BOTTLE
NO

CALIBRATED DEPTH SENSOR @> depth (in)

CALIBRATED SAMPLE VOLUME ~cD ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 L, \AP\~~e.V CR-,O gA"1~~~'1. .

2

3

Date: 3112/2004



STORMWATER O&M LOG SHEET

SPECIFY ITEMS REMOVEDIREPLACEDIREPAlREDJlNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

.
SITE OL'f>J{S. DATE ~/5/D'1

DEPARTURE t~g
t

fossut\)CON1)£J.f 0
ARRIVAL

\1 ~D SERVICED BY
TIME TIME

~

15\;0":.3700SAMPLER-MODEL NUMBER SIGMA- 900

EQUIPMENT CHECKED COMMENTS

BATTERY VOLTAGE OK
~ IZ.'5 volts

@:>
SOLAR PANEL CLEAN

NO

CABLES AND CONNECTIONS GOOD

,~

YES

CELLULAR ANTENNA
NO

PHONE TONE ~

RAINGAGE (screen, funnel, tipping bucket)
~

SAMPLE TUBING (intake, pump, distributor)
q:p

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE
~
@)

CALIBRATED DEPTH SENSOR
NO

depth (in)

CALIBRATED SAMPLE VOLUME ~
ml

I
I
I
I
I
I
I
I
I
,I

I
I
I
I
I
I
I 2

F----.;......::;;;.;E;~.;...;..-.z=..=--::.....L.IIl:::..:~--....;;...~--....;;...L.:..LJ...L..!I=:.II:::...:....;;;.....--------__l

I J,;",.3 -..1

I
Dale: 3N2I2004



CSCO-~7~0

I

Foss Ur\. !I'Dtkln~1J.n

SIGMA- 900

• •
SERVICED BY

DATE

STORMWATER O&M LOG SHEET

DEPARTURE
TIMEvQ40

SAMPLER - MODEL NUMBER

SITE

ARRiVAL
TIME

EQUIPMENT CHECKED COMMENTS

BATTERY VOLTAGE OK
~ I Z. '5 volts

SOLAR PANEL CLEAN ~
@b

CABLES AND CONNECTIONS GOOD NO

YES

CELLULAR ANTENNA
NO

@§>
PHONE TONE

NO

RAINGAGE (screen, funnel, tipping bucket) ~

SAMPLE TUBING (intake, pump, distributor)
~

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE
qp

CALIBRATED DEPTH SENSOR
GP

depth (in)

CALIBRATED SAMPLE VOLUME ~
ml

I
I
I
I
I
I
I
I
I
,I

I
I
I
I
I
I SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

ct- \~'6'"J:~

I 2 C 1>e.1' ~Ay'\~.
I 1,;".-3~ --I

I
Dale: 212512004



SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

SITE
OLIUe-

DATE 4-~o),4
~. ,:

~SS" ~/A/c:-~c£YZ
ARRIVAL DEPARTURE J) .; SERVICED BY

TIME o<74L:> TIME
s-li! .

CJ-:::zt60
~.

@-~SAMPLER-MODEL NUMBER SIGMA- 900

EQUIPMENT CHECKED COMMENTS

BATIERY VOLTAGE OK
~ 11- .S volts

~
SOLAR PANEL CLEAN

NO

CABLES AND CONNECTIONS GOOD
~

YES

CELLULAR ANTENNA
NO

PHONE TONE
~

@
RAINGAGE (screen, funnel, tipping bucket)

NO

~
SAMPLE TUBING (intake, pump, distributor)

NO

~
CLEANED SAMPLE TUBING AND COLLECTION BOTILE

NO

/~
CAUBRATED DEPTH SENSOR

NO
depth (in)

.~
CALIBRATED SAMPLE VOLUME

NO
ml

Date: 4/1212004

STORMWATER O&M LOG SHEET

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I r.;...3 ----1

I



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

STORMWATER O&M LOG SHEET

SITE oL"t."~
DATE SIt3/0~

'"'", :
,

""SrbfZ./ ~O -7 ~ lLM
ARRIVAL

100 8
DEPARTURE

l~t6 SERVICED BY
TIME TIME

~

@O~SAMPLER-MODEL NUMBER SIGMA-gOO

EQUIPMENT CHECKED COMMENTS

BATTERY VOLTAGE OK
CiP It.qvolts

SOLAR PANEL CLEAN
~

CABLES AND CONNECTIONS GOOD
GP

YES

CELLULAR ANTENNA NO

PHONE TONE ~

RAINGAGE (screen, funnel, tipping bucket)
q:p

SAMPLE TUBING (intake, pump, distributor) ~

CLEANED SAMPLE TUBING AND COLLECTION BOTTLE
@b

CALIBRATED DEPTH SENSOR ~ depth (in)

CALIBRATED SAMPLE VOLUME ~ ml

SPECIFY ITEMS REMOVEDJREPLACEDJREPAIREDJlNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDJREMOVED.

1 G.t\\~C,~Q C~-10 ~~~~~t~.

2

3

Dale: 4/1212004



Dale: SN 112004

STORMWATER O&M LOG SHEET

SITE Ol.1.'J~ DATE (g!,(p! DY
l' ...

ARRIVAL DEPARTURE ~~~t)
, •

~$~UJ4./ KI\<;Pb!Z-.TIME e~C;O TIME
SERVICED BY

?

C'£O-370"0)SAMPLER-MODEL NUMBER SIGMA-900

EQUIPMENT CHECKED COMMENTS

BATIERYVOLTAGE OK
~ J'J.~ volts

~
SOLAR PANEL CLEAN NO

~
CABLES AND CONNECTIONS GOOD NO

YES

CELLULAR ANTENNA NO

PHONE TONE ctEP
@

RAINGAGE (screen, funnel, tipping bucket) NO

SAMPLE TUBING (Intake, pump, distributor) ~

CLEANED SAMPLE TUBING AND COLLECTION BOTTI.E ~

CALIBRATED DEPTH SENSOR ~ depth (in)

CALIBRATED SAMPLE VOLUME ~ ml
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I SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDnNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.
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