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ATTENTION 

ALL PROSPECTIVE BIDDERS 

A.R.S. § 34-201 requires that construction bid proposals be accompanied by a certified check, cashiers 

check, or surety bond for ten percent (10%) of the total amount of the bid. 

All bonds must be executed solely by a surety company or companies holding a Certificate of Authority 

to transact surety business in Arizona, issued by the Director of the Arizona Department of Insurance. 

Bonds (bid, payment, and performance) executed by an individual surety or sureties are not in compliance 

with the Arizona Revised Statutes. 

Bids received containing bid bonds not m compliance with the Arizona Revised Statutes will be 

considered as being non-responsive. 

The use of Flood Control District of Maricopa County (District) supplied bond forms is required. 

Please submit your bids accordingly. 

Contract FCD 2004C017 Page ii of 30 
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FLOOD CONTROL DISTRICT OF MARICOPA COUNTY 

INVITATION FOR BID 

BID OPENING DATE: Monday, July 25,2005 at 2:00PM 

PROJECT LOCATION: 
The project is located within unincorporated Maricopa County, in the Goodyear-Buckeye area, south of 
Northern Avenue and west of the Beardsley Canal. 

PROPOSED WORK: 
This construction contract is the fust phase in a two phase project for the rehabilitation of an existing 
flood control dam, White Tanks FRS No. 3. The work includes construction of a soil-cement 
embankment structure (dam) approximately 2500 foot long by nominal height of 33 feet that is located 
upstream and adjacent to an existing earthen embankment (dam). Structural and common earth fill will be 
required as part of the embankment structure. The work includes construction of two parallel cutoff walls 
beneath the soil-cement embankment. The walls are approximately 30 feet deep by 3 feet wide and are 
constructed of a soil-cement-bentonite material. The cutoff walls will require construction using a slurry 
wall technique. The project includes construction of two new 48" diameter reinforced concrete cylinder 
pipe outlets that are gated. One of the 48" outlets includes a atural Resources Conservation Service 
(NRCS) concrete riser structure and downstream impact (stilling) basin. The earth fill and soil materials 
for the embankment structure and cutoff walls shall be excavated from on-site borrow source(s) . 

BIDS: 
SEALED BIDS for the proposed work will be received by the Flood Control District of Maricopa 
County, 2801 West Durango Street, Phoenix, Arizona 85009 until2:00 PM (MST) on Monday, July 25, 
2005 and then publicly opened and read in the New River Conference Room at 2801 West Durango 
Street, Phoenix, Arizona 85009. All bids are to be marked in accordance with Section 102.9 of the MAG 
Uniform Standard Specifications and addressed to the General Manager, Flood Control District of 
Maricopa County, 2801 West Durango Street, Phoenix, Arizona 85009. No bids will be received after the 
time specified for bid opening. All bids must be submitted on proposal forms furnished by the Flood 
Control District of Maricopa County and included in the Construction Specifications. The Board of 
Directors reserves the right to reject any and all bids and to waive minor informalities in any bid received 
if advantageous to the Flood Control District of Maricopa County. 

ELIGIBILITY OF CONTRACTOR: 

The bidder shall be required to certify that it has the appropriate "A" Contractor's license in the State of 
Arizona to perform the above referenced type of work. Certification shall be on the form provided herein. 

The bidder may be required to furnish an affidavit as evidence of previous satisfactory performance in the 
above referenced type of work. 

MANDATORY SITE VISIT AND MANDATORY PRE-BID CONFERENCE: 

A MANDATORY Site Visit and MANDATORY Pre-Bid meeting will be held on Thursday, July 7, 
2005. The mandatory Site Visit is at 8:00A.M. CMST). The mandatory Pre-Bid meeting will start at 1:30 
PM, on the same dav and be held at the offices of the Flood Control District of Maricopa County. 

Contract FCD 2004C017 Page 4 of30 
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Potential Bidders will meet the staff of the Flood Control District of Maricopa County at the Southwest 
corner of the Beardsley Canal and Northern A venue. The District will provide access to the project site 
from this location. The Beardsley Canal is approximately 2.5 miles west of Cotton Lane. 

The mandatory pre-bid conference will be held the same dav, starting at 1:30 PM at the District 
Administration Building, in the Adobe Conference Room, 2801 West Durango Street, Phoenix. 
Attendance will be recorded at the project site and pre-bid conference. 

All potential contractors must attend both the mandatory site visit and the mandatory pre-bid meeting for 
their bid to be considered. Attendees should be prepared at that time of the mandatory pre-bid .meeting to 
submit questions in writing and to discuss any comments conceming this solicitation. Potential 
subcontractors are encouraged to attend. 

QUESTIONS AND CLARIFICATIONS: 

Questions or items for clarification may be addressed to the Contracts Branch Manager, in writing, 
at least five (5) working days prior to bid opening date. Questions received after this deadline may not 
be accepted. Responses to all questions submitted will be sent to all planholders by addenda. Verbal 
interpretations, unless specifically addressed by an addendum, shall not be binding nor have any legal 
effect. 

CONTRACT TIME: 

All work on this contract is to be completed within three hundred fifteen (315) calendar days from the 
date of Notice to Proceed. 

MINORITY AND WOMEN-OWNED BUSINESS ENTERPRISE 
(MWBE) PARTICIPATION: 

It is the policy of the Flood Control District of Maricopa County to endeavor to ensure in every way 
possible that minority and women-owned business enterprises have every opportunity to participate in 
providing professional services, purchased goods, and contractual services without being discriminated 
against on the grounds of race, religion, gender, age, disability, or national origin. 

The utilization of MWBE subcontractors is governed by the Maricopa County Minmity and Women
Owned Business Enterprise Program. The Maricopa County MWBE Program maintains a Certified 
Business Directory, compiled and updated monthly, of certified MWBE firms. The MWBE Program and 
the Certified Business Directory are both available at Internet Site 
http://www.mcdot.maricopa.gov/procurement/mwbe/home.htm. The Flood Control District of Maricopa 
County uses the MWBE Certified Business Directory as the official listing of certified minority and 
women-owned firms. 

The Maricopa County Minority and Women-Owned Business Enterprise Program, effective January 1, 
1992, is incorporated herein by reference. 

Two Affidavits are included herein. The first form, the "MWBE Assurances Affidavit," must be 
completed and submitted with the bid -Failure to do so may be cause for rejection of the bid. 

If MWBE goals have been established, the first and second low bidders must complete and return the 
second form, "Actual MWBE Participation Affidavit," to the Flood Control District of Maricopa County 
by 4:00P.M. on the seventh (7th) calendar day after bid opening. 

Contract FCD 2004C017 Page 5 of30 
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For this contract, a goal of ten percent (10%) MWBE is established for Minority and Women
Owned Business Enterprises. 

Bidders unable to meet the established goal must submit "Good Faith" documentation. Failure to 
implement good faith efforts in accordance with the Maricopa County Minority and Women-Owned 
Business Enterprise program for MWBE to the satisfaction of the Flood Control District of Maricopa 
County may result in rejection of the bid. 

Contract FCD 2004C017 Page 6 of 30 
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PROJECT PLANS, SPECIAL PROVISIONS AND CONTRACT DOCUMENTS: 

Paper Plans and Construction Documents for the cost of $132.00 or *CD of Plans and paper Construction 
Documents (Optional) for the cost of $16.50 may be obtained from the Flood Control District of 
Maricopa County, 2801 West Durango Street, Phoenix, Arizona 85009 upon payment by cash, check, or 
postal money order payable to the FLOOD CONTROL DISTRICT OF MARICOPA COUNTY. Mail 
orders for project documents must include an additional $18.50 for first class U.S. postage and handling. 
The first class U.S. postage and handling will not be refunded. Bid documents are refundable if returned 
to the District in good condition within ten (10) calendar days after the bid opening. NOTE: 
Regardless of circumstances, we cannot guarantee mail delivery. 

*WARNING: The CD option is for bidding purposes only. The construction of this project will be built 
in accordance with the paper Plans and Specifications. 

Each bid must be accompanied by a Bid Bond executed on the District-supplied bond form, cashier's or 
certified check or postal money order equal to ten percent (10%) of the bid, made payable to the FLOOD 
CO TROL DISTRICT OF MARICOPA COUNTY as a guarantee that if the work is awarded to the 
bidder, the bidder will within ten (10) days of receipt of the Proposal Acceptance, enter into proper 
contract and bond condition for the faithful performance of the work otherwise, said amount may be 
fmieited to the said BOARD OF DIRECTORS. 

Contract FCD 2004C017 Page 7 of30 
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PRINCIPLE ITEMS AND APPROXIMATE QUANTITIES 

Q UANTITY UNIT D ESCRIPTION 

41 AC Clearing and Grubbing 

41 AC Stripping 

50,876 SY Foundation Preparation 

108,133 CY Excavation of Dam Face and Toe 

200 CY Graded Filter 

37,911 CY Structural Fill 

161,825 CY Common Fill 

370 CY Riprap 

70,865 CY Soil Cement Dam Embankment and Upstream Outlet Works 
Foundation 

1,470 CY Soil Cement for the Downstream Outlet Works Foundation 

620 TON Untreated Base 

2 LS Closure of Existing Outlet Structures 

2 EA Sluice Gate Inlet Structure and Appurtenances 

1 LS Principal Spillway 

1 LS Impact Basin 

1 LS Outlet Pipe Encasement 

2 EA Trash rack 

2 EA Sluice Gate and Appurtenances 

151 ,505 SF Cutoff Wall Construction 

375 LF 48" RCCP Outlet Pipes 

5,338 LF TDR Instrumentation 

Contract FCD 2004C017 Page 8 of30 
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BID 

TO THE BOARD OF DIRECTORS 
FLOOD CONTROL DISTRICT OF MARICOPA COUNTY 
PHOENIX, ARIZONA 

Gentlemen: 

The following Bid is made for Contract FCD 2004C017, White Tanks Flood Retarding 
Structure No. 3 Remediation - Phase I, in the County of Maricopa, State of Arizona. 

The following Bid is made on behalf of 

and no others. Evidence of authority to submit the bid is herewith furnished . The bid is in all respects 
fair and is made without collusion on the part of any person, firm, or corporation mentioned above, and 
no member or employee of the Flood Control District of Maricopa County Board of Directors is 
personally or fmancially interested, directly or indirectly, in the bid, or in any purchase or sale of any 
materials or supplies for the work in which it relates, or in any portion of the profits thereof. 

The Undersigned certifies that the approved Plans, Supplementary General Conditions, Special 
Provisions, Forms of Contract, Bonds, and Sureties authorized by the Board of Directors and constituting 
essential parts of the bid, have been carefully examined and also that the work site has been personally 
inspected. 

The Undersigned declares that the amount and nature of the work to be done is understood and 
that at no time will misunderstanding of the Plans, Construction Specifications, Special Provisions, 
Supplementary General Conditions, or conditions to be overcome, be pled. On the basis of the Plans, 
Construction Specifications, Special Provisions, Supplementary General Conditions, the Forms of 
Contract, Bonds, and Sureties proposed for use, the Undersigned proposes to furnish all the necessary 
machinery, equipment, tools , apparatus, and other means of construction, to do all the work and to furnish 
all the materials in the manner specified and to finish the entire project within the time hereinafter 
proposed and to accept, as full compensation therefore, the sum of various products obtained by 
multiplying each unit price, herein bid for the work or materials, by the quantity thereof actually 
incorporated in the complete project, as determined by the Engineer or Architect. 

The Undersigned understands that the quantities mentioned herein are approximate only and are 
subject to increase or decrease and hereby proposes to perform all quantities of work, as either increased 
or decreased, in accordance with the provisions of the Specifications, at the unit price bid in the Bidding 
Schedule. 

The Undersigned further proposes to perform all extra work that may be required on the basis 
provided in the Specifications and to give such work personal attention and to secure economical 
performance. 

The Undersigned further proposes to execute the Contract Agreement and furnish satisfactory 
Bonds and Sureties within ten (10) days of receipt of otice of Bid acceptance, TIME BEING OF THE 
ESSENCE. The Undersigned fwiher propo"ses to begin work as specified in the contract attached hereto, 
and to complete the work within three hundred fifteen (315) calendar days from the effective date 
specified in the Notice to Proceed, and maintain at all times a Payment and Performance Bond, approved 

Contract FCD 2004CO 17 Page 9 of 30 
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by the Board of Directors, each in an amount equal to one hundred percent (100%) of the contract 
amount. This Bond shall serve not only to guarantee the completion of the work on the part of the 
Undersigned, but also to guarantee the excellence of both workmanship and material and the payment of 
all obligations incurred, said Bonds and Sureties to be in full force and effect until the work is finally 
accepted and the provisions of the Plans, Specifications, and Special Provisions fulfilled. 

A bid bond in the amount and character named in the Invitation to Bid, and amounting to not less 
than ten percent (10%) of the total bid, is enclosed. The bid bond is submitted as a guaranty of good faith 
that the Bidder will enter into a written contract to do the work, as provided, if successful in securing the 
award thereof. It is therefore agreed that if the Undersigned withdraws its bid at any time except as herein 
provided, or if the bid is accepted and the Undersigned fails to execute the contract and furnish 
satisfactory Bonds and Sureties as herein provided, the Flood Control District of Maricopa County shall 
be entitled and is hereby given the right to retain the said Bid Bond as liquidated damages. 

The Undersigned acknowledges receipt of the following addenda, has attached these to the bid 
package, and has included their provisions in the bid: 

Addendum No. Dated 

Addendum No. Dated 

Addendum No. Dated 

Addendum No. Dated 

Addendum No. Dated 

Addendum No. Dated 

The Undersigned has enclosed the required bid security to the Bid. 

Contract FCD 2004C017 Page 10 of30 
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BID SCHEDULE I_ .I I I 

Contract FCD 2004C017, CONTRACT TITLE- White Tanks FRS No. 3 Remediation Project- Phase 1 
PROJECT UNIT COST EXTENDED 

ITEM No. DESCRIPTION UNIT QUANTITY NUMBERS AMOUNT 

105 - 1 Partnering Allowance LS 1 $ 10,000.00 $ 10,000.00 

107 - 1 AZPDES/SWPPP Permits LS 1 

107 - 2 Project Sign Allowance LS 1 $ 4,000.00 $ 4,000.00 

107 - 3 Public Information and Notification Allowance LS 1 $ 4,000.00 $ 4,000.00 

107 - 4 Water Management LS 1 

201 - 1 Clearing and Grubbing AC 41 

201 - 2 Stripping AC 41 

202 - 1 Mobilization LS 1 

205 - 1 O&M Roadway Construction SY 5,507 

206 - 1 Foundation Preparation SY 50,876 

206 - 2 Excavation of Dam Face and Toe CY 108,133 

206 - 3 Overexcation and Structural Backfill CY 2,500 

211 - 1 Graded Filter CY 200 

211 - 2 Structural Fill CY 37,211 

211 - 3 Common Fill CY 161 ,825 

215 - 1 Excavation , Diversion Channel CY 12,516 

220 - 1 Rip rap CY 370 

221 - 1 Soil Cement Dam Embankment and Upstream Outlet Works Foundation CY 70,865 

221 - 2 Soil Cement for the Downstream Outlet Works Foundation CY 1,470 

231 - 1 Geotextile SY 400 

232 - 1 Geocomposite Wall Drain SY 60 

310 - 1 Untreated Base TON 620 

350 - 1 Closure of Existing Outlet Structures LS 2 

350 - 2 Removal of Perimeter Fence LF 3,306 

401 - 1 Traffic Control LS 1 

405 - 1 Monuments EA 10 I 
420 - 1 Fencing LF 3,179 I 

Contract FCD 2004CO 17 Page 11 of 30 
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505 - 1 Sluice Gate Inlet Structure and Appurtenances EA 2 

505 - 2 Principal Spillway LS 1 

505 - 3 Impact Basin LS 1 

505 - 4 Outlet Pipe Encasement LS 1 

516 - 1 Trash rack EA 2 

51 7 - 1 Sluice Gate and Appurtenances EA 2 

604 - 1 CLSM Backfill CY 270 

606 - 1 Cutoff Wall Construction SF 151 ,505 

618 - 1 48" RCCP Outlet Pipes LF 375 

796 - 1 TOR Instrumentation LF 5,338 

TOTAL BID AMOUNT IN WRITTEN NUMBERS: 

TOTAL BID AMOUNT IN WRITTEN WORDS 

SUBMITTING FIRM (Please print): 

Contract FCD 2004CO 17 Page 12 of30 
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By: 

(Printed Name) (Title) (Address) 

(Signature) (Date) (Telephone Number) (Fax Number) 

(e-mail address) 

IF BY A FIRM, PARTNERSHIP OR L.L.C. (LIMITED LIABILITY CORPORATION) : 

(Finn Name) (Firm Address) 

(Signature -Title) (Date) (Telephone Number) (Fax Number) 

(e-mail address) 

**Name and Address of each Member, or each Manager of L.L.C. per Operating Agreement 

**The name and post office address of each Member of the Firm or Partnership must be shown, or of 
each Manager of an L.L. C., also address of the registered office of the L.L. C. 

IF BY A CORPORATION: 

(Corporate Name) (Corporation Address) 

(Printed Name) (Title) (Telephone Number) (Fax Number) 

By: 

(Signature) (Date) (e-mail address) 

*Incorporated under the Laws of the State of _______ and Names and Addresses of Officers: 

(President) (Address) 

(Secretary) (Address) 

(Treasurer) (Address) 

*The name of the State under which the Laws of the Corporation was Chartered, and the name, title, and 
business address of the President, Secretary, and Treasurer must be shown. 

Contract FCD 2004C017 Page 13 of30 
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SUBCONTRACTOR LISTING 

As required in Section 102.6 of the Supplementary General Conditions, the following is a listing of 
Subcontractors and material suppliers (including any minority and women-owned business enterprises 
participation) that are to be used in the event the undersigned should enter into contract with the Owner. 
Although this list will not be considered as fmal commitment on the part of the successful proposer, any 
Subcontractor changes from those listed must have Owner's written approval prior to commencement of 
Subcontractor work on site. 

(Signature) 

Contract FCD 2004CO 17 Page 14 of 30 
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SURETY BOND 

KNOW ALL MEN BY THESE PRESENTS: 

That we, , as Principal, (hereinafter called the Principal), 
and the , a corporation duly organized under the laws of 
the State of , as Surety, (hereinafter called the Surety), are held and 
firmly bound unto the Flood Control District of Maricopa County (hereinafter called the Obligee), in the 
sum of ten percent (10%) of the total amount of the bid of Principal, submitted by him to the Obligee, 
for the work described below, for the payment of which sum, well and truly to be made, the said Principal 
and the said Surety, bind themselves, their heirs, executors, and administrators, successors and assigns, 
jointly and severally, firmly by these presents, and in conformance with the Arizona Revised Statutes. 

WHEREAS, the said Principal is herewith submitting its proposal for FCD 2004C017, White Tanks 
Flood Retarding Structure No. 3 Remediation- Phase I. 

NOW, THEREFORE, if the Obligee accepts the proposal of the Principal and the Principal enters into a 
contract with the Obligee in accordance with the terms of the proposal and give the Bonds and 
Certificates of Insurance as specified in the Standard Specifications with good and sufficient Surety for 
the faithful performance of the contract and for the prompt payment of labor and material fumished in the 
prosecution of the contract, or in the event of the failure of the Principal to enter into the contract and give 
the Bonds and Certificates of Insurance, if the Principal pays the Obligee the difference not to exceed the 
penalty of the bond between the amount specified in the proposal and such larger amount for which the 
Obligee may in good faith contract with another pa1ty to perform the work covered by the proposal then 
this obligation is void. Otherwise it remains in full force and effect, provided however, that this bond is 
executed pursuant to the provisions of Section 34-201, Arizona Revised Statutes, and all liabilities on this 
bond shall be determined in accordance with the provisions of the section to the extent as if it were copied 
at length herein. 

Signed and sealed this ____ day of ________ _ , A.D., 200 __ . 

Agent of Record, State of Arizona Principal 
By: 

Agent Address and Phone Number: (Printed Name) 

(Signature) 

(Title) 

Surety Name 

Bond Number: ________ _ By: 

(Printed Name) 

By: 

(Signature) 

ATTACH SURETY POWER OF ATTORNEY (Title) 
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NO COLLUSION AFFIDAVIT 

AFFIDAVIT BY CONTRACTOR CERTIFYING THAT THERE WAS 
NO COLLUSION IN BIDDING FOR CONTRACT 

STATE OF _______________ ) 
)§ 

County of __________ ) 

_____ __________ __ being first duly sworn, deposes and says: 

That he/she is ____________ of _______________ _ 

bidding on Contract FCD 2004C017 for White Tanks Flood Retarding Structure No. 3 Remediation -

Phase I, in the County of Maricopa, State of Arizona. 

That, in connection with the above-referenced project, neither he/she, nor anyone associated with the 

aforesaid business, has, directly or indirectly, participated in any collusion, entered into any contract, 

combination, conspiracy or other act in restraint of trade or commerce in violation of the provisions of 

Arizona Revised Statutes, Title 34, Chapter 2, Article 4, as amended. 

(Signature of Affiant) 

Subscribed and sworn to before me this ___ day of _________ , 200 __ . 

(Notary Public) 

My Commission Expires 

Contract FCD 2004CO 17 Page 16 of30 
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CERTIFICATION OF LICENSE 

Pursuant to A.R.S. Section 32-1169, I hereby state that I hold a current contractor's license, duly issued 
by the office of the Registrar of Contractors for the State of Arizona, said license has not been revoked, 
that the license number is that my privilege license number (as required by A.R.S. 
Section 42-5005) is ; and that, if any exemption to the above licensing 
requirements is claimed; 

1. The basis for the claimed exemption is _____________ ______ and; 

2. The name(s) and license number(s) of any general, mechanical, electrical, or plumbing contractor(s) 
to be employed on the work are: 

IT IS UNDERSTOOD THAT THE FIT.,ING OF AN APPLICATION CONTAINING FALSE OR 

INCORRECT INFORMATION CONCERNING AN APPLICA T'S CONTRACTOR'S LICENSE OR 

PRIVIT.,EGE LICENSE WITH THE INTENT TO VOID SUCH LICENSING REQUIREMENTS IS 

UNSWORN FALSIFICATION PUNISHABLE ACCORDING TO A.R.S. SECTION 13-2704. 

Signature of Licensee 

Date: _________________ _ 

Company: ___ ____________ _ 

Contract FCD 2004CO 17 Page 17 of30 
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MWBE ASSURANCES AFFIDAVIT 

MARICOPA COUNTY 
MINORITY AND WOMEN-OWNED BUSINESS ENTERPRISE PROGRAM 

NOTE: F AlLURE TO COMPLETE AND SUBMIT TIDS AFFIDAVIT WITH THE BID 
PROPOSAL MAY BE CAUSE FOR REJECTION OF THE BID. 

The undersigned, fully cognizant of the Flood Control District of Maricopa County MWBE Program 
requirements and of the goal established, hereby certifies that in the preparation of this bid, 

____________________ (the entity submitting the bid) 

(CHECK ONE) 

__ Will meet the established goal for participation by Minority and Women-Owned Business 
Enterprises. 

__ Will provide the necessary documentation to the Flood Control District of Maricopa County to 
establish that a good faith effort was made. 

A sample Actual Participation affidavit is included in these Bid documents. The first and second low 
bidders are required to specify their MWBE participation by submitting a notarized affidavit no later 
than 4:00 P.M. the seventh (7th) calendar day following the bid opening, or by providing 
documentation of their good faith efforts. If participation is "None," the documentation shall provide 
bidder's good faith efforts to obtain the participation. The Flood Control Dist:tict of Maricopa County 
will review this documentation to determine whether in fact a comprehensive "good faith" effort has been 
implemented. Affidavit forms and Good Faith documentation forms are available from the Flood Control 
District of Maricopa County, 2801 West Durango Street, Phoenix, Arizona 85009, Telephone area code 
602-506-1501. 

Name of Firm 

(Signature) 

B: 
(Printed Name) 

(Title) 

STATE OF _______________ ~ 
)§ 

County of __________ __, 

Subscribed and sworn to before me this __ day of _________ , 200_. 

Notary Public 

My Commission Expires: _______ _ 
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MWBE ACTUAL PARTICIPATION AFFIDAVIT 

MARICOPA COUNTY 
MINORITY AND WOMEN-OWNED BUSINESS ENTERPRISE PROGRAM 

(NOTE: COMPLETED AFFIDAVIT MUST BE SUBMITTED 
WITHIN SEVEN (7) CALENDAR DAYS 

FOLLOWING THE BID OPENING.) 

Contract o. ---------- Total Amount or Contract------ -
arne or Contractor 

MWBE Goal: _______ ___ % 

Contact Person 

Street No. 

City State Zip 

Minoritv and Women-Owned Firm Principal Tvpe of Work 
Dollar Amount & 
Contract Percentage 

TOTALS (Dollars/Percentage) -----------

The undersigned has entered into a formal agreement with the MWBE subconsultants/subcontractors/supplicrs listed above in the 
execution of this contract with the Flood Control District of Maricopa County. 

Signature Date 

Title 

STATE OF _______ -' 
)§ 

County of ________ _, 

Subscribed and sworn to before me tllis ____ day of ___________ by -:-:---::-:--:-:------------
Notary Public 

My Conunission Expires: - ------
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MWBE PARTICIPATION REPORT 

MARICOPA COUNTY 
MINORITY AND WOMEN-OWNED BUSINESS ENTERPRISE PROGRAM 

(To be attached with each request for pay for each MWBE Subcontractor.) 

Date: ______ _ 

Prime Contractor: 

Contractor Contact Person: 

Contractor Address: 

Contractor Telephone Number: 

Contractor Fax Number: 
Contract Description: 

Contract Number: 

Invoice For Pay Period of (indicate dates): 

MWBE Subcontractor Name: 

Contact Person: 

Address: 

Telephone Number: 

Type of Firm: 

Type of Work performed for this contract 
by this MWBE firm: 

Total MWBE Subcontract Amount for this Subcontractor: 

The amount above is the MWBE percentage goal calcul ated fTom the TOTAL CONTRACT AMOUNT; it is THE SAME 
TOTAL amount shown for the subcontractor on the MWBE Actual Affidavit previously submitted by your firm. 

Amount paid/owed to this MWBE Subcontractor on this invoice payment: 

Total paid/owed to this Subcontractor since the contract start date: 

Total MWBE Contract Goal = % 

Total MWBE Participation on this contract to date= ___ % 

Send to: Flood Control District of Maricopa County 
Finance Services Branch 
2801 West Durango Street 
Phoenix, Arizona 85009 
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CONTRACT AGREEMENT 

TillS AGREEMENT, made and entered into this __ day of by and between the 
Flood Control District of Maricopa County, hereinafter called the Owner, acting by and through its 
BOARD OF DIRECTORS, and , hereinafter called the Contractor. 

WITNESSETH: That the said Contractor, for and in the consideration of the sum of _______ _ 
____ ______ ($ ) to be paid to him by the Owner, in the manner 
and at the times hereinafter provided, and of the other covenants and agreements herein contained, hereby 
agrees for himself, heirs, executors, administrators, successors , and assigns as follows: 

ARTICLE I - SCOPE OF WORK: The Contractor shall construct, and complete in a workmanlike 
and substantial manner and to the satisfaction of the Owner, a project for the Flood Control District of 
Maticopa County, designated as FCD 2004C017, White Tanks Flood Retarding Structure No. 3 
Remediation - Phase I and furnish at its own cost and expense all necessary machinery, equipment, 
tools, apparatus, materials, and labor to complete the work in the most substantial and workmanlike 
manner according to the Plans and Construction Specifications on file with the Flood Control District of 
Maricopa County, 2801 'West Durango Street, Phoenix, Arizona 85009, and such modifications of the 
same and other directions that may be made by the Flood Control District of Maricopa County, as 
provided herein. 

ARTICLE ll- CONTRACT DOCUMENTS: The Construction Documents, i.e., Invitation to Bid, 
Plans, Standru·d Specifications and Details, Supplementary General Conditions, Special Provisions, 
Addenda, if any, Proposal, Affidavits, Performance Bond, Payment Bond, Indemnification, Insurance 
Requirements, Certificates of Insurance, and Change Orders, if any, are by this reference made a part of 
this contract and shall have the same effect as though all of the same were fully inserted herein. 

ARTICLE ill- TIME OF COMPLETION: The Contractor further covenants and agrees at its own 
proper cost and expense, to do all work as aforesaid for the construction of said improvements and to 
completely construct the same and install the material therein, as called for by this agreement free and 
clear of all claims, liens, and charges whatsoever, in the manner and under the conditions specified within 
three hundred fifteen (315) calendar days following notice to proceed. 

ARTICLE N - PAYMENTS: For and in consideration of the faithful performance of the work 
herein embraced as set fmth in the contract documents, which are a part hereof and in accordance with the 
directions of the Owner, through its Engineer and to its satisfaction, the Owner agrees to pay the said 
Contractor the amount earned, computed from actual quantities of work pelformed and accepted or 
materials furnished at the unit bid price on the Proposal made a patt hereof, and to make such payment in 
accordance with the requirements of A.R.S. Section 34-221 , as amended. The Contractor agrees to 
discharge its obligations and make payments to its subcontractors and suppliers in accordance with A.R.S . 
Section 34-221. With each request for payment, the Contractor shall complete and provide the form 
"MWBE Patticipation Report" which is included with this contract document. 
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ARTICLE V- TERMINATION: The Owner hereby gives notice that pursuant to A.R.S. Section 38-
Sll(A) this contract may be canceled without penalty or further obligation within three (3) years after 
execution if any person significantly involved in initiation, negotiation, securing, drafting or creating a 
contract on behalf of the Owner is, at any time while the contract or any extension of the contract is in 
effect, an employee or agent of any other party to the contract in any capacity or a consultant to any other 
party of the contract with respect to the subject matter of the contract. Cancellation under this section 
shall be effective when written notice from the Chief Engineer and General Manager of the Owner is 
received by all of the parties to the contract. In addition, the Owner may recoup any fee for commission 
paid or due to any person significantly involved in initiation, negotiation, securing, drafting or creating 
the contract on behalf of the Owner from any other party to the contract arising as a result of the contract. 

ARTICLE VI- NEGOTIATION CLAUSE: Recovery of damages related to expenses incurred by 
the Contractor for a delay for which the Owner is responsible, which is unreasonable under the 
circumstances and which was not within the contemplation of the parties to the contract, shall be 
negotiated between the Contractor and the Owner. This provision shall be construed so as to give full 
effect to any provision in the contract which requires notice of delays, provides for arbitration or other 
procedure for settlement or provides for liquidated damages. 

ARTICLE VII - COMPLIANCE WITH LAWS: The Contractor is required to comply with all 
Federal, State and local ordinances and regulations. The Contractor's signature on this contract certifies 
compliance with the provisions of the I-9 requirements of the Immigration Reform Control Act of 1986 
for all personnel that the Contractor and any subcontractors employ to complete this project. It is 
understood that the Owner shall conduct itself in accordance with the provisions of the Maricopa County 
Procurement Code. 

ARTICLE Vill- MWBE PROGRAM: The Owner will endeavor to ensure in every way possible that 
minority and women-owned business enterprises shall have every opportunity to participate in providing 
professional services, purchased goods, and contractual services to the Owner without being 
discriminated against on the grounds of race, religion, gender, age, disability, or national origin. The 
Maricopa County Minority and Women-Owned Business Enterprise Program is incorporated by 
reference. 

ARTICLE IX- ANTI-DISCRIMINATION PROVISION: The Contractor agrees not to discriminate 
against any employee or applicant for employment because of race, religion, gender, age, disability, or 
national origin and further agrees not to engage in any unlawful employment practices. The Contractor 
further agrees to insert the foregoing provision in all subcontracts hereunder. 
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IN WITNESS WHEREOF: Five (5) identical counterparts of this contract, each of which shall for all 
purposes be deemed an original thereof, have been duly executed by the pru.ties hereinabove named, on 
the date and year first above written. 

FIRM NAME 
Party of the First Pru.t 

Signature 

Printed Name of Signatory 

Title of Signatory 

Date of Signing 

Tax Identification Number 

FLOOD CONTROL DISTRICT OF MARICOPA COUNTY 
PARTYOFTHESECONDPART 

RECOMMENDED BY: 

Acting Chief Engineer &General Manager Date 
Flood Control District of Maricopa County 

LEGAL REVIEW . 

Approved as to form and within the powers and 
authority granted under the laws of the State of 
Arizona to the Flood Control District of 
Maricopa County. 

District General Counsel Date 

Contract FCD 2004CO 17 

B 
Chairman, Board of Directors 

ATTEST: 

Clerk of the Board 

Date 

Date 
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STATUTORY PAYMENT BOND PURSUANT T O TITLE 34 
CHAPTER 2, ARTICLE 2, OF THE ARIZONA REVISED STATUTES 

(Penalty of this bond must be 100% of the Contract amount) 

KNOW ALL MEN BY THESE PRESENTS: 

That, (hereinafter called the Principal), as Principal, and __ 
_________________ ____, a corporation organized and existing under the laws of 
the State of , with its principal office in the City of (hereinafter 
called the Surety), as Surety, are held and firmly bound unto the Flood Control District of Maricopa 
County, in the County of Maricopa, State of Arizona (hereinafter called the Obligee), in the amount of _ 
---------------'-"''----------L• for the payment whereof, the said Principal and Surety 
bind themselves, and their heirs, administrators, executors, successors and assigns, jointly and severally, 
firmly by these presents. 

WHEREAS, the Principal has entered into a certain written contract with the Obligee, dated the __ 
day of , 200_ for the FCD 2004C017, White Tanks Flood Retarding Structure 
No. 3 Remediation- Phase I, which contract is hereby referred to and made a part hereof as fully and to 
the same extent as if copied at length herein. 

NOW, THEREFORE, THE CONDITION OF TillS OBLIGATION IS SUCH, that if the Principal 
promptly pays all monies due to all persons supplying labor or materials to the Principal or the Principal's 
subcontractors in the prosecution of the work provided for in the contract, this obligation is void. 
Otherwise it remains in full force and effect. 

PROVIDED, HOWEVER, that this bond is executed pursuant to the provisions of the Title 34, 
Chapter 2, Article 2, of the Arizona Revised Statutes, and all liabilities on this bond shall be determined 
in accordance with the provisions, conditions, and limitations of Title 34, Chapter 2, Article 2, Arizona 
Revised Statutes, to the same extent as if it was copied at length in this Agreement. 

The prevailing party in a suit on this bond shall recover as a part of the judgment reasonable attorney 
fees that may be fixed by a judge of the court. 

Witness our hands this ___ day of---------' 200_. 

Agent of Record, State of Arizona 

Agent Address and Phone Number: 

Bond Number: --------

ATTACH SURETY POWER OF ATTORNEY 

Contract FCD 2004C017 

Principal 

Signature 

B: 
Printed Name 

Title: 

Surety 

Signature 
B: 

Printed Name 

Seal 
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STATUTORY PERFORMANCE BOND PURSUANT TO TITLE 34 
CHAPTER 2, ARTICLE 2, OF THE ARIZONA REVISED STATUTES 

(Penalty of this bond must be 100% of the Contract amount) 

KNOW ALL MEN BY THESE PRESENTS: 

That, (hereinafter called the Principal), as Principal, and __ 
-----------------~ a corporation organized and existing under the laws of 
the State of , with its principal office in the City of (hereinafter 
called the Surety), as Surety, are held and firmly bound unto the Flood Control District of Maricopa 
County, in the County of Maricopa, State of Arizona, (hereinafter called the Obligee) in the amount of _ 
----------------'=----------"-' for the payment whereof, the said Principal and Surety 
bind themselves, and their heirs, administrators, executors, successors and assigns, jointly and severally, 
firmly by these presents. 

WHEREAS, the Principal has entered into a certain written contract with the Obligee, dated the __ 
day of 200 the FCD 2004C017, White Tanks F lood Retarding Structure No. 
3 Remediation - Phase I which contract is hereby referred to and made a prut hereof as fully and to the 
same extent as if copied at length herein. 

NOW, THEREFORE, THE CONDITION OF THIS OBLIGATION IS SUCH, that if the Principal 
faithfully performs and fulfills all of the unde1takings, covenants, terms, conditions and agreements of the 
contract during the original term of the contract and any extension of the contract, with or without notice 
to the Surety, and during the life of any guaranty required under the contract, and also performs and 
fulfills all of the undertakings, covenants, terms, conditions and agreements of all duly authorized 
modifications of the contract that may hereafter be made, notice of which modifications to the Surety 
being hereby waived; the above obligation is void. Otherwise it remains in full force and effect. 

PROVIDED, HOWEVER, that this bond is executed pursuant to the provisions of the Title 34, 
Chapter 2, Article 2, of the Arizona Revised Statutes , and all liabilities on this bond shall be determined 
in accordance with the provisions, conditions, and limitations of Title 34, Chapter 2, Article 2, Arizona 
Revised Statutes, to the extent as if it was copied at length in this agreement. 

The prevailing party in a suit on this bond shall recover as part of the judgment reasonable attorney 
fees that may be fixed by a judge of the court. 

Witness our hands thls ___ day of---------' 200_. 

Agent of Record, State of Arizona 

Agent Address and Phone Number: 

Bond Number:--------

ATTACH SURETY POWER OF ATTORNEY 

Contract FCD 2004CO 17 

Principal 

Signature 

B: 
Printed N arne 

Title: 

Surety 

Signature 
B: 

Printed N arne 

Seal 
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INDEMNIFICATION 

To the fullest extent permitted by law, the Contractor shall defend, indemnify, and hold harmless the 
Flood Control District of Maricopa County, Maricopa County, and their agents, representatives, officers, 
directors, officials, and employees from and against all claims, damages, losses, and expenses including, 
but not limited to, attorney fees, court costs, expert witness fees, and the cost of appellate proceedings, 
relating to, arising out of, or alleged to have resulted from the negligent acts, errors, omissions or 
mistakes relating to the performance of this Contract. The Contractor's duty to defend, indemnify, and 
hold harmless the Flood Control District of Maricopa County, Maricopa County, and their agents, 
representatives , offtcers, directors, officials, and employees shall arise in connection with any claim, 
damage, loss or expense that is attributable to bodily injury, sickness, disease, death, or injury to, 
impairment, or destruction of property, including loss of use resulting therefrom, caused by any negligent 
acts, errors, omissions, or mistakes in the performance of this Contract including any person for whose 
negligent acts, enors, omissions, or mistakes the Contractor may be legally liable. 

The amount and type of insurance coverage requirements set forth herein will in no way be construed as 
limiting the scope of the indemnity in this paragraph. 

INSURANCE REQUIREMENTS 

The Contractor, at the Contractor's own expense, shall purchase and maintain the herein stipulated 
minimum insurance from a company or companies duly licensed by the State of Arizona and possessing a 
current A.M. Best, Inc. rating of B++6. In lieu of State of Arizona licensing, the stipulated insurance may 
be purchased from a company or companies, which are authorized to do business in the State of Arizona, 
provided that said insurance companies meet the approval of the Flood Control District of Maricopa 
County. The form of any insurance policies and forms must be acceptable to the Flood Control District of 
Maricopa County. 

All insurance required herein shall be maintained in full force and effect until all work or service required 
to be performed under the terms of the Contract is satisfactorily completed and formally accepted. 
Failure to do so may, at the sole discretion of the Flood Control District of Maricopa County, constitute a 
material breach of this Contract. 

The Contractor's insurance shall be primary insurance as respects the Flood Control District of Maricopa 
County and Maricopa County, and any insurance or self-insurance maintained by the Flood Control 
District of Maricopa County or Maricopa County shall not contribute to it. 

Any failure to comply with the claim repmting provisions of the insurance policies or any breach of an 
insurance policy warranty shall not affect the Flood Control District of Maricopa County's right to 
coverage afforded under the insurance policies. 

The insurance policies may provide coverage that contains deductibles or self-insured retentions . Such 
deductible and/or self-insured retentions shall not be applicable with respect to the coverage provided to 
the Flood Control District of Maricopa County under such policies. The Contractor shall be solely 
responsible for the deductible and/or self-insured retention and the Flood Control District of Maricopa 
County, at its option, may require the Contractor to secure payment of such deductibles or self-insured 
retentions by a surety bond or an inevocable and unconditional letter of credit. 
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The Flood Control District of Mruicopa County reserves the right to request and to receive, within ten 
(10) working days, certified copies of any or all of the herein required insurance policies and/or 
endorsements. The Flood Control District of Mruicopa County shall not be obligated, however, to review 
such policies and/or endorsements or to advise the Contractor of any deficiencies in such policies and 
endorsements, and such receipt shall not relieve the Contractor from, or be deemed a waiver of the Flood 
Control District of Maricopa County's right to insist on strict fulfillment of the Contractor's obligations 
under this Contract. 

The insurance policies required by this Contract, except Workers' Compensation and Errors and 
Omissions, shall name the Flood Control District of Maricopa County, Maricopa County, and their 
agents, representatives, officers, directors, officials, and employees as Additional Insureds'. 

The policies required hereunder, except Workers ' Compensation and Errors and Omissions, shall contain 
a waiver of transfer of rights of recovery (subrogation) against the Flood Control District of Maricopa 
County, Maricopa County and their agents, representatives, officers, directors, officials, and employees 
for any claims arising out of the Contractor's work or service. 

REQUIRED COVERAGES 

Commercial General Liability. 
Commercial General Liability insurance and, when necessru·y, Commercial Umbrella insurance with a 
limit of not less than $1 ,000,000 for each occunence, $2,000,000 Products/Completed Operations 
Aggregate, and $2,000,000 General Aggregate Limit. The policy shall include coverage for bodily injury, 
broad form property damage, personal injury, products, and completed operations and blanket contractual 
coverage, and shall not contain any provision that would serve to limit third party action over claims. 
There shall be no endorsement or modification of the CGL limiting the scope of coverage for liability 
arising from explosion, collapse, or underground property damage. 

Automobile Liability. 
Commercial/Business Automobile Liability insurance and, if necessary, Commercial Umbrella insurance 
with a combined single limit for bodily injury and property damage of not less than $1,000,000 each 
occurrence with respect to any of the Contractor's owned, hired, and non-owned vehicles assigned to or 
used in performance of the Contractor' s work or services under this Contract. 

Workers' Compensation. 
Workers' Compensation insurance to cover obligations imposed by federal and state statutes having 
jurisdiction of the Contractor's employees engaged in the performance of the work or services under this 
Contract; and Employer's Liability insurance of not less than $1,000,000 for each accident, $1 ,000,000 
disease for each employee, and $1,000,000 disease policy limit. 

The Contractor waives all rights against the Flood Control District of Maricopa County, Maricopa 
County, and their agents, officers, directors, and employees for recovery of damages to the extent these 
damages are covered by the Workers' Compensation and Employer's Liability or commercial umbrella 
liability insurance obtained by the Contractor pursuant to this contract. 

Builder's Risk (Property) Insurance. 
The Contractor shall purchase and maintain, on a replacement cost basis, Builders' Risk insurance and, 
when necessary, Commercial Umbrella insurance in the amount of the initial Contract amount as well as 
subsequent modifications thereto for the entire work at the site. Such Builders' Risk insurance shall be 
maintained until final payment has been made or until no person or entity other than the Flood Control 
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District of Maricopa County has an insurable interest in the property required to be covered, whichever is 
earlier. This insurance shall include the interests of the Flood Control District of Maricopa County, the 
Contractor, and all subcontractors, and sub-subcontractors in the work during the life of the Contract and 
course of construction, and shall continue until the work is completed and accepted by the Flood Control 
District of Maricopa County. For new construction projects, the Contractor agrees to assume full 
responsibility for loss or damage to the work being performed and to the structures under construction. 
For renovation construction projects, the Contractor agrees to assume responsibility for loss or damage to 
the work being performed at least up to the full Contract amount, unless otherwise required by the 
Contract documents or amendments thereto. 

Builders' Risk insurance shall be on a special form and shall also cover false work and temporary 
buildings and shall insure against risk of direct physical loss or damage from external causes including 
debris removal, demolition occasioned by enforcement of any applicable legal requirements, and shall 
cover reasonable compensation for architect's service and expenses required as a result of such insured 
loss and other "soft costs" as required by the Contract. 

Builders' Risk insurance must provide coverage from the time any covered property comes under the 
Contractor's control and/or responsibility, and continue without interruption during construction, 
renovation, or installation, including any time during which the covered property is being transported to 
the construction installation site, and while on the construction or installation site awaiting installation. 
The policy will provide coverage while the covered premises or any part thereof are occupied. Builders' 
Risk insurance shall be primary and not contributory. 

If the Contract requires testing of equipment or other similar operations, at the option of the Flood 
Control District of Maricopa County, the Contractor will be responsible for providing property insurance 
for these exposures under a Boiler Machinery insurance policy. 

Certificates of Insurance 
Prior to commencing work or services under this Contract, the Contractor shall furnish the Flood Control 
District of Maricopa County with Certificates of Insurance in a form acceptable to the Flood Control 
District of Maricopa County, or formal endorsements as required by the Contract in the form provided by 
the Flood Control District of Maricopa County, issued by the Contractor's insurer(s), as evidence that 
policies providing the required coverage's, conditions, and limits required by this Conb:act are in full 
force and effect. Such certificates shall identify this contract number and contract title. 

In the event any insurance policy(ies) required by this contract is(are) written on a "claims made" basis, 
coverage shall extend for two (2) years past completion and acceptance of the Contractor's work or 
services and as evidenced by annual Certificates of Insurance. 

If a policy does expire during the life of the Contract, a renewal ce1tificate must be sent to the Flood 
Control District of Maricopa County fifteen (15) days prior to the expiration date. 

Cancellation and Expiration Notice 
Insurance required herein shall not expire, be canceled, or materially changed without thllty (30) days 
prior written notice to the Flood Control District of Maricopa County. 
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CO NTRACT FCD 2004C017 

Flood Control District of Maricopa County 

CERTIFICATE OF INSURANCE 
PROJECT TITLE W hite Tanks Flood Retard ing Structure No 3 Remediati on - Phase I 

NAME A ND ADDRESS OF INSURANCE AGENCY: *COMPANIES AFFORDING COVERAGES : 
Campa A 
ny 
Letter 
Company B 
Letter 
Company c 
Letter 

NAME A ND ADDRESS OF INSURED: Company D 
Letter 
Company E 
Letter 
Company F 
Letter 

This certificate of insurance certifies that policies of insurance listed below have been issued to the insured named above and are in full force at th is ti me. 

EFFECTIVE EXPIRATION 
*CO. TYPE OF INSURANCE POLICY DATE DATE LIMITS 
LTR. NUMBER (MM/DDIYY) (MM/DDIYY) 

GENERAL LIABILITY: 

[EJ COMMERCIAL GENERAL LIABILITY 
GENERAL AGGREGATE $2,000,000 

0 : Claims Made 0 : Occur 

[EJ : PREM ISES OPERAT IONS PRODUCTS/COMPLETED $2,000,000 
[25]: BLANKET CONTRACTURAL OPERATIONS AGGREGATE 

[25] : BROAD FORM PROPERTY EACH OCCURRENCE $1,000,000 
DAMAGE 

[25] : PERSONAL INJU RY 

[25] : PRODUCTS AND COMPLETED 
OPERATIONS HAZARD 

[25] : XCU HAZARDS 

[25] : INDEPENDENT CONT RACTORS 

[25] : OWNER'S AND CONTRACTOR'S 
PROTECTIV E LIABILITY 

AUTO M OBILE LIABILITY: 

[25] : ANY AUTO 
Combined Single Limit $1,000,000 

[25] : ALL OWNED AND NON-OWN ED 
Bodily Injury $1,000,000 

AUTOS Property Damage $1,000,000 

Per person/Per accident $1,000,000 

0 : EXCESS LIABILITY Each occurrence $ 
0 : Umbrella Form Aggregate $ 

0 : Other than Umbrella Form 

[25]: W ORKERS' COMPENSATION STATUTORY LI MITS AND 

AND EM PLOYERS' LIABILITY 
EMPLOYER'S LIABILITY: 

$1,000,000 EACH ACCIDENT 
DISEASE: EACH EMPLOYEE $1,000,000 
DISEASE: POLICY LIMIT $1,000,000 

[25]: BUILDERS' RISK ALL-RISK REPLACEMENT COSTS 
FORM 

[25] : OTHER: 
Except for Workers' Compensation and Professional Liability Insurance, the Flood Control District 
of Maricopa County, Maricopa County, and ~heir agents, representatives, officers, Directors, 
Offic ials , and employees are named as Additional Insured's. 

Except for Workers' Compensation and Professional Liability Insurance, the Flood Control District of Maricopa County (District), Maricopa County, and their agents, 
representatives, officers, Directors, Officials, and employees are named as Adclit ionallnsured's on those types of policies described herein which are required to be furni shed 
by this contract entered into between t11e insured and the District. To the extent provided in this Contract, insured shall hold harmless the District from liabi lity arising out of 
any services provided or duty performed by insured as required by statute, law, purchase order or otherwise required, with t11e exception of liability for loss or damage 
resulting from the sole negligence of the District, its agents, employees, or indemnities. It is agreed that any insurance available to the named insured shall be primary of other 
sources that may be available. It is further agreed that no policy sball expire, be cancelled, or materially changed to affect the coverage available to the District without thirty 
(30) days written notice to the District. THIS CERTIFICATE IS NOT VALID UNLESS COUNTERSIGNED BY AN AUTHORIZED REPRESENTATIVE 
OF THE INSURANCE COMPANY. 

FLOOD CONTROL DISTRICT OF MARICOPA COUNTY DAT E ISSUED: 
2801 WEST DURANGO STREET 

PHOENIX, ARIZONA 85009 AUTHORIZED REPRESENTATIVE 
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CERTIFICATE OF PERFORMANCE 
OF CONSTRUCTION CONTRACT AND PAYMENT OF ALL CLAIMS 

__________ ____ _ hereby certifies to the Flood Control District of Maricopa 
(Name of Signer) 

County (District) that all lawful claims for labor, rental of equipment, material used, and any other claims 
by (Firm) or its 
subcontractors and suppliers in connection with performance on FCD 2004C017, White Tanks Flood 
Retarding Structure No. 3 Remediation - Phase I have been duly discharged as required by Arizona 
Revised Statutes, Section 34-221 and Maricopa Association of Governments Uniform Standard 
Specifications for Public Works Construction (MAG), Section 109.7. 

--------------------- (Firm) understands that with receipt of payment 
for previously invoiced amounts plus any retained funds and/or release of escrow funds, that this is a 
settlement of all claims of every nature and kind against the District ruising out of the performance of the 
District's Contract FCD 2004C017 relating to the material, equipment, and work covered in and required 
by this contract. 

The undersigned hereby certifies that to his/her knowledge no contractual disputes exist in regard to this 
contract, and that he/she has no knowledge of any pending or potential claim in regard to this contract. 

Upon submission of this Certificate of Performance and an invoice for any applicable retained funds, the 
District will process final payment and release applicable escrow funds in accordance with the Contract 
and MAG requirements. 

State of Arizona ) 
)§ 

County of Maricopa ) 

Signed this ___ day of ______ , 200_. 

Signature 

Title 

SUBSCRIBED AND SWORN TO before me this ___ day of _ ______ , 200_. 

Notary Public 

My Commission Expires: _ ____ _ 
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FLOOD CONTROL DISTRICT OF MARICOPA COUNTY 

CONTRACT 2004C017 

WHITE TANKS FRS NO.3 
REMEDIATION DESIGN PROJECT 

PCN 470.04.30 

SUPPLE:MENTARY GENERAL CONDITIONS 

The Supplementary General Conditions, while normally keyed to 
another document, for this project are a stand-alone document. 
This document provides the Contractor with Owner-specific 
requirements, interpretations of certain specifications, general 
project and contract requirements, and instructions for 
administering the contract. 

These Supplementary General Conditions, have been written using the Uniform Standard 
Specifications and Details for Public Works Construction document that is sponsored and 
di stributed by the Maricopa Association of Governments (MAG) as a template. 
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SPECIFICATIONS 

Except as otherwise amended in these Supplementary General Conditions and the Construction Special Provisions, this 
project shall be constructed in accordance with all applicable Maricopa Association of Governments (MAG) Uniform 
Standard Specifications and Uniform Standard Details, dated 1998 including all revisions through 2004. 

PRECEDENCE OF CONSTRUCTION DOCUMENTS 

This Contract and its designated documents, whether taken separately or together, are to be interpreted according to full 
intent, meaning, and spirit, and shall be deemed to mutually explain each other and to be descriptive of any materials to be 
furnished and the work to be performed under this Contract. In cases of any difference or discrepancy between the 
Construction Documents, the order of precedence shall be: 

Addendum to the Invitation for Bids 
Contract Agreement 
Supplementary General Conditions 
Construction Special Provisions 
Project Plans 

A) 
B) 
C) 
D) 
E) 
F) MAG Uniform Standard Specifications and Uniform Standard Details 
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SECTION 101 ABBREVIATIONS AND DEFINITIONS 

SUBSECTION 101.1 ABBREVIATIONS: 

Wherever the following abbreviations are used in these specifications, standard details or on the plans, they are to be 
construed the same as the respective expressions represented. 

AASHTO 
AAN 
AB 
A ban 
ABC 
AC 
ACB 
ACI 
ACP 
ACPA 
ACWS 
AFRB 
AGC 
Agg 
ADOT 
Ahd 
AlA 
AlEE 
AISC . 
ANSI 
APA 
Approx 
APWA 
AR 
ARS 
ASCE 
ASME 
Asph 
ASTM 
Ave 
AWPA 
AWSC 
AWWA 

Bbl 
BC 
BCR 
Beg 
Bk 
Blvd 
BM 
Brg 
BST 
BTB 
BTU 
BVC 

c 
CB 
CBF&C 

American Association of State Highway and Transportation Officials 
American Association of Nurserymen 
Aggregate base 
Abandon 
Aggregate base course 
Asphalt cement or concrete 
Asphalt concrete base 
American Concrete Institute 
Asbestos cement pipe 
American Concrete Pipe Association 
Asphalt concrete wearing surface 
Arizona Fire Rating Bureau 
Associated General Contractors of America, Inc. 
Aggregate 
Arizona Department of Transportation 
Ahead 
American Institute of Architects 
American Institute of Electrical Engineers 
American Institute of Steel Construction 
American National Standards Institute 
American Plywood Association 
Approximate 
American Public Works Association 
Aged residue 
Arizona Revised Statutes 
American Society of Civil Engineers 
American Society of Mechanical Engineers 
Asphalt 
American Society for Testing Materials 
Avenue 
American Wood Preservers Association 
American Welding Society Code 
American Water Works Association 

Barrel 
Beginning of curve 
Beginning of curb return 
Beginning 
Book or Back 
Boulevard 
Bench Mark or Board Measure 
Bearing 
Bituminous Surface Treatment 
Bituminous Treated Base 
British Thermal Units 
Beginning of vertical curve 

Centigrade or Curb 
Catch Basin 
Catch basin frame & cover 
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I 
CC or C/C Center to Center 

I CE City or County Engineer 
Cern Cement 
CF Curb face 

I cfs Cubic Feet per second 
CIP Cast Iron pipe 
CIPP Cast-in-place concrete pipe 

,I 
CLore Centerline 
Cm Centimeter 
CMP Corrugated metal pipe 
co Clean out 

I Col Column 
Cone Concrete 
Const Construct 

I 
CP Concrete pipe (non-reinforced) 
CTB Cement Treated Base 
Cu Cubic 

I Deg Degree 
DF Douglas Fir 
DG Decomposed granite 

I 
Dia Diameter 
Dim Dimension 
DIP Ductile Iron Pipe 
Div Division 

I Dr Drive 
Drwg Drawing 
Dwy Driveway 

I Ea Each 
Ease Easement 

I 
E East 
EC End of curve 
ECR End of curb return 
El or Elv Elevation 

I Equa or Eq Equation 
EVC End of vertical curve 
Ex or Exist Existing 

I F Fahrenheit 
FB Field book 
FCDMC Flood Control District of Maricopa County 

I F&C Frame & cover 
FH Fire hydrant 
FLorF Floor line or flow line 

I 
Fl El Floor Elevation 
Fnd Found 
fps Feet per second 
FRS Flood Retarding Structure 

I FRZ Fissure Risk Zone 

I 

FS Finished surface 
FSS Federal Specifications and Standards 

I 
Ft Foot or feet 

G Gutter 
Ga Gage 

I Galv Galvanized 
GL Ground line 
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gpm Gallons per minute 
Gr Grade 

H High or height 

I HC House connection 
Hdwl Headwall 
Horiz Horizontal 

I 
Hwy Highway 

ICA Industrial Commission of Arizona 
ID Improvement District or inside diameter 

I IE Invert Elevation 
IEEE Institute of Electrical and Electronic Engineers 
In Inch 

I 
Inv Invert 
IP Iron Pipe 
IPS Iron Pipe Size 
Irrig Irrigation 

I Jt Joint 
JC Junction Chamber 

I 
Jet Junction 
JS Junction Structure 

L Length 

I Lb Pound 
L&T Lead and tack 
LD Local depression 

I LF Linear Feet 
LH Lamp hole 
Lin Linear 

I 
Long Longitudinal 
Lt Left 

M Map or maps 

I MAG Maricopa Association of Governments 
Max Maximum 
MCR Maricopa County Records 

I 
Meas Measured 
MH Manhole 
MHF&C Manhole frame and cover 
Min Minutes or minimum 

I Mise Miscellaneous 
MLorM Monument line 
mm Millimeter 

I 
Mon Monolithic or monument 
MTD Multiple tile duct 

N North 

I NBS National Bureau of Standards 
NCPI National Clay Pipe Institute 
NE Northeast 

I 
NEC National Electric Code 
NEMA National Electrical Manufacturer's Association 
NFPA National Fire Protection Association 
NFRZ Non-Fissure Risk Zone 

I NP Non-plastic 
NPI Non pay item 
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I 
NSC National Safety Council 

I NSF National Sanitation Foundation 
NW Northwest 
No Number 

I oc On center 
OD Outside diameter 

I 
Oz Ounces 

P.C Point of curvature 
PCC Point of compound curve or Portland Cement Concrete 

I PI Point of intersection or plastic index 
PL Property line 
POC Point of Curve 

I 
POS Point of Spiral 
PP Power pole 
ppm Parts per million 
PRC Point of reverse curve 

I Prod Produced 
Prop Proposed or property 
psi Pounds per square inch 

I 
psf Pounds per square foot 
PTorPOT Point of Tangent 
P&TP Power and telephone pole 
Pvmt Pavement ,, 
Q Rate of flow 

I R Radius 
RC Reinforced concrete 
RCP Reinforced concrete pipe 
Rd Road 

I Rdwy Roadway 
Reinf Reinforced, Reinforcing 
Ret Wall Retaining Wall 

I RGRCP Rubber Gasket Reinforced Concrete Pipe 
rpm Revolutions Per Minute 
Rt Right 

I 
RIW Right-of-way 

s South or slope 
SAE Society of Automotive Engineers 

I San Sanitary 
sc Spiral to Curve 
SCCP Steel cylinder concrete pipe 

I 
SD Storm drain or Sewer District 
Sdl Saddle 
Sec Seconds 
Sect Section 

I SE Southeast 
Sht Sheet 
Spec Specifications 

I 
SPR Simplified Practice Recommendation 
SpMH Special manhole 
Sq Ft Yd Square Foot, Yard 
ss Sanitary sewer 

I St Street 
Sta Station 
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Std 
Str gr 
Struct 
sw 
SWPPP 

T 
TCE 
Tel 
Temp 
TH 
TP 
Tr 
Trans 
TS 
TSC 
Typ 

UL 
USC&GS 
USGS 

v 
vc 
VCP 
Vert 

w 
WI 
ws 
Wt 
Yd 

0 

% 
# 
@ 

I 

Standard 
Structural grade 
Structure or structmal 
Southwest 
Storm Water Pollution Prevention Plan 

Tangent Distance 
Temporary Construction Encasement 
Telephone 
Temporary 
Test hole 
Telephone pole 
Tract 
Transition 
Traffic signal or Tangent to spiral 
Traffic signal conduit 
Typical 

Underwriters ' Laboratories Inc. 
United States Coast and Geodetic Smvey 
United States Geological Smvey 

Velocity of flow 
Vertical cmve 
Vitrified clay pipe 
Vertical 

West or width 
Wrought iron 
W eariog surface 
Weight 
Yard 

feet or minutes 
inches or seconds 
degrees 
percent 
number or pound 
at 
per 
equals 

SUBSECTION 101.2 DEFINITIONS AND TERMS: 

Whenever in these specifications or in other contract documents the following terms or pronouns in place of them are used, 
the intent and meaning shall be interpreted as follows: 

Addendum: A supplement to any of the Contract Documents issued, in writing, after advertisement of but prior to the 
opening of bids for a contract. 

Advertisement: The public announcement, as required by law, inviting bids for work to be performed or materials to be 
fmnished. 

Agency: The governmental agency for which the construction is being done, either by permit or contract. 

Architect: The individual or firm who has accomplished the architectural services for the project, including his/her 
representatives. 
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Award: The forma l action of the governing body is accepting a proposal. 

Backfill: Material placed in an excavated space to fill such space. For trenches, this space will be the area from 1 foot above 
the top of the pipe or conduit to the existing or proposed finished grade of pavement. 

Base Course: The upper course of the granular base of a pavement or the lower course of an asphalt concrete pavement 
structure. 

Bedding: Is the material placed in the area from the bottom of the trench to 1 foot above the top of the pipe or conduit. 

Bidder: Any qualified individual, firm, partnership, corporation or combination thereof, acting directly or through a duly 
authorized representative who legally submits a proposal for the advertised work. 

Board of Supervisors: The Board of Directors acting under the authority of the laws of the State of Arizona and in their 
capacity of the Board of Directors of the Flood Control District of Maricopa County. 

Bond Issue Project: A project financed from bonds issued by the City or County pledging credit or a revenue resource. 

Bridge: A structure, including supports, erected over a depression or an obstruction, as water, highway, or railway, and 
having a track or passageway for carrying traffic or other moving loads and having a length measured along the center of 
roadway of more than 20 feet between undercopings of abutments or extreme ends of openings for multiple boxes. 

(Length) The length of a bridge structure is the over-all length measured along the line of survey stationing back to back of 
backwalls of abutments, if present, otherwise end to end of the bridge floor; but in no case less than the total clear opening of 
the structure. 

(Roadway Width) The clear width measured at right angles to the longitudinal centerline of the bridge between the bottom or 
curbs or guard timbers or in the case of multiple height of curbs, between the bottom of the lower risers. 

Budget Project: A project fina nced by funds set aside in the annual budget or otherwise approved by the Flood Control 
District of Maricopa County Board of Directors. 

Building: Any structure built for the support, shelter, or enclosure of persons, animals, chattel or movable property. 

Building Code: A regulation adopted by the governing body establishing minimum standards of construction for the 
protection of the public health, safety, and welfare in terms of measured performance rather than in terms of rigid 
specification of materials and methods. 

Calendar Day: Everyday shown on the calendar. 

Call for Bids: The standard forms inviting proposals or bids. 

Careful and prudent manner: conducting excavation in such a way that when it approaches within twenty-four inches of the 
underground facility located and marked by the owner or operator, by stakes, paint or in some customary manner, the exact 
location is manually determined, and the uncovered fac ility is supported and protected. 

Change Order: A wri tten order issued by the Engineer to the Contractor to make changes in the work or to perform extra 
work, and setting forth conditions for payment and/or adjustment in time of completion. 

City: A municipal corporation, organized and existing under and by virtue of the laws of the State of Arizona. 

City/County Clerk: The duly authorized person who performs the duties of clerk for the Contracting Agency. 

Completion Time: The number of calendar days for completion of an act, including authorized time extensions. In case a 
calendar date of completion is shown in the proposal in lieu of the number of calendar days, the contract shall be completed 
by that date. The time within which an act is to be done shall be computed by excluding the first and including the last day; 
and if the last day be Sunday or a legal holiday, that shall be excluded. 
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Conflicting Utility: An existing utility, shown or not shown on the plans is conflicting when any part of the utility falls within 
the dimensions of the new installation, such that it would be in physical contact with the new installation. 

Construction Documents: Supplementary General Conditions. 

Construction Project: The erection, installation, remodeling, alteration, of durable faci lities upon, under, or over the ground. 
This shall include, but is not limited to buildings, roadways and utility pipes, lines, poles or other structures. 

Contingent Bid Item: This is a minor bid item which is likely, but not certain, to occur during the course of work. If the 
Engineer determines that this work is required, the Contractor will accomplish the work and payment will be made based on 
the contingent unit bid price included in the proposal. Since the quantity listed in the proposal is primarily for bid comparison, 
the amount of work requiTed by the Engineer may vary materially from this. 

Contract: The written instrument executed by the Contractor and the Contracting Agency by which the Contractor is bound 
to furnis h all labor, equi pment, and materials and to perform the work specified, and by which the Contracting Agency is 
obligated to compensate the Contractor therefor at the prices set forth therein. The Contract Documents are herewith by 
reference made a part of the contract as if fully set forth therein. 

Contract Documents: All the integral documents of the contract, including but not limited to, Call fo r Bids, Plans, Standard 
Specifications and Details, Supplementary General Conditions, Proposal, Addenda, Performance Bond, Payment Bond, 
Certificates of Insurance, Ordinance, Contract, and Change Orders. 

Contracting Agency: The Flood Control District of Maricopa County (District) entity that will contracted for the 
performance of the work and for whom the work is being performed. 

Contractor: The individual, firm, partnership, corporation or combination thereof entering into a contract with the 
Contracti ng Agency to perform the advertised work. 

Council: The City Council , which by law constitutes the Legislative Department of the City. 

County: Maricopa County, organized and existing under and by virtue of the laws of the State of Arizona. 

Culvert: Any structure not classified as a bridge, which provides an opening under or adjacent to the roadway. 

Days: Unless otherwise designated, days will be understood to mean calendar days. 

District : The Flood Contro l District of Maricopa County. 

Emergency: Unforeseen occurrences and combinations of circumstances involving the public welfare or the protection of 
work already done under the Contract Documents, or which endanger life or property and call for immediate action or 
remedy. 

Engineer: The person appointed by the Flood Control District of Maricopa County Board of Directors to the office of Chief 
Engineer and General Manager of the Flood Control District of Maricopa County acting directly or through its authorized 
representative, the Division Manager of Planning and Project Management Division of the Flood Control District of Maricopa 
County. 

Engineer of Record: The independent engineering and design ftrm responsible for the investigation, and preparation of 
contract drawings, special provisions, supplementary general conditions, and construction quality assurance plan under the 
direction of a Professional Engineer registered in the State of Arizona. 

Equipment: (Construction) - All machinery and equipment, together with the necessary supplies for upkeep and maintenance, 
and also tools and apparatus necessary for the proper construction and acceptab le completion of work. (Installed) - All 
material or articles used in equipping a facility as furnishi ngs or apparatus to fulfi ll a functiona l design. 

Extra Work: An item of work not provided for in the contract as awarded but found essential to the satisfactory completion 
of the contract within its intended scope. 
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Flooding: Flooding will consist of the inundation of the entire lift with water, puddled with poles or bars to insure saturation 
of the entire lift. 

Force Account Work: Work done by personnel of the Contracting Agency as in-house work. 

Foundation: For buildings or structures, this will be the substructure. For pipe this will be the native material or prepared 
material on which the pipe rests; normally, this is the bottom grade line of the trench. 

Full Depth Pavement: An asphalt concrete pavement structure in which the granular base and sub-base are replaced by 
proportionate thickness of asphalt concrete. 

General Conditions: This document which spells out the contract conditions by defining the duties and responsibilities of 
those who are signatory to the contract, namely the Owner and Contractor, as well as the duties and responsibilities of those 
affected by the Contract including subcontractors. 

Improvement District Project: A project financed by assessments against the property included in a special assessment 
district authorized under, or implemented by an act of the legislature of the State and/or a procedural ordinance of the City or 
County. 

Inspector: The Engineer's authorized representative assigned to make detailed inspections of contract performance. 

Jetting: Jetting is the densification of material, using a continuous supply of water, under pressure, transmitted to the material 
through a rigid pipe of sufficient length to reach the bottom of the lift being densified. In all cases, the entire lift will be 
completely saturated working from the top to the bottom. 

Laboratory: The established materials testing laboratory of the Contracting Agency's Engineering Department, or other 
laboratories acceptable to and/or authorized by the Engineer to test materials and work involved in the Contract. 

Major Item: A major item shall be the total of any item of work and/or materials specified in the bid schedule that exceeds 
the amount established in Table 109-1. 

Maricopa County Minority Business Office (MBO): The office responsible fo r administering the Maricopa County 
Minority and Women Owned Business Enterprise Program. 

Maricopa County Minority and Women Owned Business Enterprise Program: The Program adopted by the Board of 
Supervisors effective January 1, 1992. 

Materials: Any substance specified in the project, equipment and other material used or consumed in the performance of the 
work. 

Median: The portion of a divided highway separating the roadways used by traffic going in opposite directions. 

Non Pay Item: An item of work for which no separate payment will be made under the proposal, but which must be included 
as an incidental cost for payment on an associated item included in the proposal. 

Notice of A ward: A letter from the Flood Control District of Maricopa County advising the Contractor that he/she is the 
successful bidder and the Flood Control District of Maricopa County has accepted its proposal. 

Notice to Proceed: A directive issued by the Engineer, authorizing the Contractor to start the work or improvements required 
in the Contract. 

Obligee: One to whom another is obligated. 

Open Trench: The excavated area shall be considered as open trench until all the aggregate base course for pavement 
replacement has been placed and compacted or, if outside of a pavement area, until the excavated area is brought to fini sh 
grade or natural grade. 
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Owner: The Flood Control District of Maricopa County, acting through its legally constituted officials, officers or 
employees. 

Pavement: Any surfacing of streets, alleys, sidewalks, courts, driveways, etc., consisting of mineral aggregate bound into a 
rigid or semi-rigid mass by a suitable binder such as, but not limited to, Portland cement or asphalt cement. 

Pavement Structure: The combination of sub-base, base course, and surface course placed on a subgrade to support the 
traffic load and distribute it to the roadbed. 

Pay Item: A detail of work for which separate payments are to be made under the Contract, as specified in the proposal. 

Payment Bond: The security provided by the Contractor solely for the protection of claimants, supplying labor and materials 
to the Contractor or his/her Subcontractors. 

Performance Bond: The security provided by the Contractor solely for the protection of the Contracting Agency and 
conditioned upon the fa ithful performance of the contract in accordance with the plans, specifications and conditions thereof. 

Permit: The license to do construction in public rights-of-way and/or easements; issued by an Agency to a Contractor 
working for another party. 

Plans: All approved drawings or reproductions thereof pertaining to the work and details therefor, which are made a part of 
the Contract Documents. 

Plant: The Contractor's and/or subcontractor's facil ities, including but not limited to small tools and mobile equipment, 
located on and/or offsite, necessary for preparation of materials and prosecution of work for the project. 

Principal: The individual, firm or corporation primarily liable on an obligation, as distinguished from a surety. 

Profile Grade: · The trace of a vertical plan intersecting the top surface of the proposed wearing surface, usually along the 
longitudinal centerline of the roadbed. Profile grade means either elevation or gradient of such trace according to the context. 

Project: A specific coordinated construction or similar undertaking identified by a single project number and bid and 
awarded as one contract. On occasion two or more projects may be bid and awarded as a single contract. 

Proposal: The offer of a bidder on the prescribed form, to perform the work and to furnish the labor and materials at the 
prices quoted. 

Proposal Form: The approved form on which the Contracting Agency requires bids to be prepared and submitted for the 
work. 

Proposal Guarantee: The security furnis hed with a bid to guarantee that the bidder will enter into the contract if his/her bid 
is accepted. 

Proposal Pamphlet: The book or pamphlet pertaining to a specific project, containing proposal forms, special provisions and 
other information necessary for and pertinent to the preparation of the proposal or bid. 

Referred Documents: On all work authorized by the Contracting Agency, any referenced documents in the specification, i.e., 
Bulletins, Standards, Rules, Methods of Analysis or test. Codes and Specifications of other Agencies, Engineering Societies 
or Industrial Associations, refer to the Latest Edition thereof, including Amendments, which are in effect and published at the 
time of Advertising for Bids or the issuing of a permit for the work, unless otherwise stated. 

Right-of-way: A general term denoting land , property, or interest therein, usually in a strip, acquired for or devoted to a 
street, highway, or other public improvement. 

Road: A general term denoting a public way for purposes of vehicular travel, including the entire area within the 
right-of-way. 
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Roadside: A general term denoting the area adjoining the outer edge of the roadway. Extensive areas between the roadways 
of a divided highway may also be considered roadside. 

Roadside Development: Those items necessary to the complete roadway which provide for the preservation of landscape 
materials and features; the rehabilitation and protection against erosion of all areas disturbed by construction through seeding, 
sodding, mulching and the placing of other ground covers; such suitable planting and other improvements as may increase the 
effectiveness and enhance the appearance of the roadway. 

Roadway: The portion of the right-of-way intended primarily for vehicular traffic, and including all appurtenant structures 
and other features necessary for proper drainage and protection. Where curbs exist, it is that portion of roadway between the 
faces of the curbs. 

Sewers: Conduits and related appurtenances employed to collect and carry off water and waste matter to a suitable point of 
final discharge. 

Shop Drawings: Drawings or reproduction of drawings, detailing; fabrication and erection of structural elements, falsework 
and forming for structures, fabrication of reinforcing steel, installed equipment and installation of systems, or any other 
supplementary plans or similar data, which the Contractor is required to submit for approval. 

Shoulder: The portion of the roadway contiguous with the traveled way for accommodation of stopped vehicles, for 
emergency use, and for lateral support of base and surface courses. 

Sidewalk: That portion of the roadway primarily constructed for the use of pedestrians. 

Special Provisions: The special conditions, requirements, additions, and/or revisions to the Standard Specifications, 
applicable to the work, to cover conditions or requirements peculiar to the project under consideration. However, for this 
project the special provisions are stand-alone and represent the specifications for construction. 

Specifications: The descriptions, directions, provisions, and requirement for performing the work as contained in the 
Contract Documents. 

Standard Details: Uniform detail drawings of structures or devices adopted as Standard Details by the Engineer. 

Standard Specifications: Uniform general specifications adopted as Standard Specifications by the Engineer. 

Storm Drain : Any conduit and appurtenance intended for the reception and transfer of storm water. 

Street: Streets, avenues, alleys, highways, crossings, lanes, intersections, courts, places, and grounds now open or dedicated 
or hereafter opened or dedicated to public use and public ways. 

Structures: Bridges, culverts, catch basins, drop inlets, retaining wall s, cribbing, manholes, endwalls, sewers, service pipes 
underdrains foundation drains , fences, swimming pools, and other features which may be encountered in the work and not 
otherwise classed herein. 

Sub-base: The lower course of the base of a roadway, immediately above the subgrade. 

Subcontractors: Those having direct contracts with the Contractor and those who furnish material worked into a special 
design according to the Plans and Specifications for the work, but not those who merely furnish material not so worked. 

Subgrade: The supporting structures on which the pavement and its special undercourses rest. 

Substructure: All of that part of the structure or building below the bearings of simple and continuous spans, skewbacks of 
arches and tops of footings of rigid frames, together with the backwalls, wingwalls and wing protection railings. 

Superintendent: The Contractor's authorized representative in responsible charge of the work. 
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Superintendent of Streets: The person duly appointed by the Council of the Contracting Agency, as provided by Sections 
9-601 and 11-701 of the Arizona Revised Statutes. 

Superstructure: The entire structure or building except the substructure. 

Supplemental Specifications: Additions and revisions to the Standard Specifications that are adopted subsequent to issuance 
of the printed book. 

Supplementary General Conditions: Requirements, or revisions, to the Standard General Conditions, applicable to the 
work, and to cover conditions or requirements peculiar to the project under consideration. However, for this project the 
supplementary General Conditions are stand-alone and represent the standard general conditions for the project. 

Surety: The individual, fLrm or corporation, bound with and for the Contractor for the acceptable performance, execution, 
and completion of the work, and for the satisfaction of all obligations incurred. 

Surface Course: The finished or wearing course of an asphalt concrete pavement structure. 

Title or Headings: The titles or headings of the sections and subsections herein are intended for convenience of reference 
and shall not be considered as having any bearing on their interpretation. 

Township, City, Town or District: A subdivision of the County used to designate or identify the location of the proposed 
work. 

Traveled Way: The portion of the roadway for the movement of vehicles, exclusive of shoulders and auxiliary lanes. 

Underground Facility: any item which shall be buried or placed below ground for use in connection with the storage or 
conveyance of water, sewage, electronic, telephone or telegraphic communications, electric energy, oil, gas or other 
substances, and shall include, but not be limited to pipes, sewers, conduits, cables, valves, lines, wires, manholes, attachments 
and those portions of poles and their attachments below ground. 

Utility: Pipe lines, conduits, ducts, transmission lines, overhead or underground wires, railroads, storm drains, sanitary 
sewers, irrigation faci lities, street lighting, traffic signals, and fLre alarm systems, and appurtenances of public utilities and 
those of private industry, businesses or individuals solely for their own use or use of their customers which are operated or 
maintained in, on, under, over or across public right-of-way or public or private easement. 

Waterworks (Water Supply System) : The reservoirs, pipe lines, wells, pumping equipment, purification works, mains, 
service pipes, and all related appliances and appurtenances utilized in the procurement, transportation and delivery of an 
adequate, safe, and palatable water supply for the Contracting Agency. 

Work: Any or all of the improvements mentioned and authorized to be made, and the construction, demolition, 
reconstruction, and repair of al l or any portion of such improvements, and all labor, services, incidental expenses, and 
material necessary or incidental thereto. 

Working Day: A calendar day, exclusive of Saturdays, Sundays, and Contracting Agency recognized legal holidays, on 
which weather and other conditions not under the control of the Contractor wi ll permit construction operations to proceed for 
the major part of the day with the normal working force engaged in performing the controlling item or items of work which 
would be in progress at that time. 

SUBSECTION 101.3 EXPRESSIONS IN GENERAL CONDITIONS: 

In order to avoid cumbersome and confusing repetition of expressions in these specifications, it is provided that whenever 
anything is, or is to be, done, if, as, or, when, or where contemplated required, determined, directed, specified, authorized, 
ordered, given, designated, indicated, considered necessary, deemed necessary, permitted, reserved, suspended, established, 
approval, approved, disapproved, acceptable, unacceptable, suitable, accepted, satisfactory, unsatisfactory, sufficient, 
insufficient, rejected, or condemned, it shall be understood as if the expression were followed by the words by the Engineer or 
to the Engineer. 

End of Section 
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SECTION 102 BIDDING REQUIREMENTS AND CONDITIONS 

SUBSECTION 102.1 ELIGIBILITY AND PREFERENCE: 

The employment of Contractors and Subcontractors shall be governed by the provisions of the District. 

SUBSECTION 102.2 CONTENTS OF PROPOSAL PAMPHLET: 

The prospective bidder may examine and/or purchase plans, special provisions, and proposal pamphlets at the Engineering 
Office of the Contracting Agency advertising for bids. 

The proposal pamphlet will state the location of the contemplated construction; give the description of the various quantities 
of work to be performed or materials to be furnished, and have a bid schedule of pay items for which unit bid prices are 
invited. In addition, it will state the form and amount of the proposal guarantee, the time in which the work shall be completed 
and include additional instructions not included in these specifications . 

The plans, the special provisions, the contracting agency's supplements and all supplementary documents are essential parts 
of the contract, and a requirement occurring in one is as binding as though occurring in all. They are intended to be 
complementary and to describe and provide for a complete work. 

Each and every provision of law and clause required by law to be inserted in the contract shall be deemed to be inserted 
herein, and the contract shall be read and enforced as though it were included herein. 

SUBSECTION 102.3 INTERPRETATION OF QUANTITIES IN PROPOSAL: 

The quantities appearing in the proposal are approximate only and are to be used for the comparison of bids. Payment to the 
Contractor will be made only for the actual quantities of work performed and accepted or materials furnished in accordance 
with the contract at the unit bid price in the proposal. 

After the contract is awarded the quantities of work listed by any pay item, or all pay items, may be increased or decreased a 
reasonable amount at the discretion of the Contracting Agency, without in any way invalidating the unit bid price. 

SUBSECTION 102.4 EXAMINATION OF PLANS, SPECIAL PROVISIONS AND SITE OF WORK: 

The following is available for review at the District, and Contractors are encomaged to do so: 

A) Contract Form 
B) Bid Schedule 
C) Plans for the White Tanks FRS No. 3 Remediation Design Project 
D) Special Provisions 
E) Supplementary General Conditions 
F) Raw Smvey Data Collected for Design 
G) Results of Soil Materi als Testing for Design 
H) Logs of Soil Borings and Test Pits Conducted at the Site for Design 

The Contracting Agency will prepare plans and special provisions in accordance with acceptable engineering standards, 
giving such direction as will enable any competent Contractor to carry them out. 

The bidder shall examine the site of the proposed work and all documents pertaining to the work. It is mutually agreed that the 
submission of a proposal shall be considered prima facie evidence that the bidder has made such examination and is familiar 
with the character, quality and quantity of the work to be performed and material to be fmnished. 

Logs of the test holes, ground water levels, and any accompanying soil reports as fmnished by the Contracting Agency are 
furnished for general information only. The field condition so set forth shall not constitute a representation or wananty, 
expressed or implied, that such conditions are actually existent. Bidders shall make their own investigations and form their 
own estimates of the site conditions. 
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Existing moisture conditions shall be no basis for claim for additional money or time extensions. The Contractor shall 
manipulate the existing so il as required to achieve stable soi l conditions and the required densities, as well as safe and stable 
side slopes during construction activities. 

After the submission of the proposal, no complaint or claim that there was any misunderstanding as to the quantities, 
condi tions or nature of the work will be entertained. 

Soil boring logs are included in the Geotechnical Report prepared by URS Corporation. The Geotechnical Report is available 
for review at the Owner's office, and Contractors are encouraged to do so. The Contractor shall manipulate the existing soil as 
required to achieve stable soil conditions and the required densities, as well as safe and stable side slopes during construction 
activities. 

The project is located at the discharge point of multiple drainage courses. These drainage courses can convey considerable 
flood flows as well as low flow nuisance flows . The Owner is not responsible for monitoring these flows or notifying the 
Contractor of flood flows within these drainage courses. 

SUBSECTION 102.5 PREPARATION OF PROPOSAL: 

Proposals, including the Bidding Schedule, must be legibly written in ink or typed, with all prices given in numerals. In case 
of a conflict between the unit bid price and the extension, the unit bid price will govern. 

It shall be the responsibility of prospective bidders to determine, prior to submission of a bid, if any addenda have been issued 
by the Flood Control District. This may be accomplished by calling 602-506-1501. Any addendum issued, if not already 
bound into the Special Provisions must be attached and included as part of the Specifications and any quantities on the 
Bidding Schedule requiring change shall be adjusted to the new figure by pen and ink. Bids which do not have appropriate 
addenda attached and show appropriate changes to the Bidding Schedule, and receipt of addenda acknowledged in 
the Proposal shall be invalid. 

The bidder's Arizona State Contractor's License number and the classification under which it proposes to perform the work 
shall be shown on the proposal. An "A" General Engineering License is required for this contract. The two lowest bidders 
may be required to provide certification of prior satisfactory completion for similar construction and to furnish a copy of their 
license and the renewal certificate. 

Allowances as shown on the Bid Schedule shall cover the cost to the Contractor, and if applicab le, delivered to the site, 
unloaded and handled on the site, labor, and installation costs. The Contractor's taxes, bonds, insurance, overhead, profit, and 
other expenses contemplated for the original Allowance amount shall be included in the Base Bid, and not in the Allowance. 
Whenever the costs are more than or less than the Allowance, the Contract Sum shall be adjusted accordingly by Change 
Order, the amount of which will recognize proportionate changes, if any, in handling costs on the site, labor, installation costs, 
taxes, bonds, insurance, overhead, profit, and other expenses. Contractor's monthly Application for Payment shall include 
supporting documentation of Al lowance funds. 

The bidder shall submit his/her proposal on the forms obtained from the Contracting Agency. The bidder shall specify a unit 
bid price and extension in words, figures or both, whichever is required, for each pay item where units and approximate 
quantities are given. 

The proposal total will be obtained by adding the extension amount or lump sum indicated for the individual pay items. If 
there is a conflict between words and figures, the words shall app ly. If there is a confl ict between the unit bid price and the 
extension for a particular pay item, the unit bid price shall govern. In either case, the Contracti ng Agency shall correct the 
discrepancy in accordance with the above procedure and the corrected proposal total will apply. 

In addition, the following shall be completed by the bidder on the proposal: 

A) Acknowledge receipt of and agree that the proposal is based on the listed Addenda received with and/or after receipt 
of the proposal pamphlet. 
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B) Note the bidders Arizona State Contractor's License number and classification. 

C) Signatures in ink and attested or witnessed as applicable. 

SUBSECTION 102.6 SUBCONTRACTORS' LIST: 

The List of Subcontractors' form will be attached to the proposal pamphlet. The bidder shall submit this form with his/her 
proposal, in a separate sealed envelope, listing the firm name and business address of each specialty subcontractor to whom 
he/she proposes to subcontract any portion of the work. Only one name shall be listed for each category. A list of 
subcontractors and suppliers (including any M/WBE participation) intended to be used on the project shall be submitted with 
the bid, on the form provided in the Proposal. Following Notice. of Award, no change of the subcontractors named therein will 
be made unless first approved in writing by Owner. 

The bidder may list himself to perform one or more of the listed categories of work for which he/she has any requisite State 
licenses when required. 

SUBSECTION 102.7 IRREGULAR PROPOSALS: 

Proposals will be considered irregular and may be rejected for the following reasons: 

A) If the proposal is on a form other than that furnished by the Contracting Agency; or if the form is altered or any part 
thereof is detached. 

B) If there are unauthorized additions, statements, conditional or alternate bids, or irregularities of any kind. 

C) If the bidder adds any provisions reserving the right to accept or reject an award, or to enter into a contract pursuant 
to an award. 

D) If the proposal does not contain a unit price for each pay item listed except in the case of authorized alternate pay 
items. 

E) If, when required, the bidder fails to accomplish and submit the List of Subcontractors' form 

F) If the Maricopa County Minority and Women-Owned Business Enterprises Assurances Affidavit is not completed 
and submitted. 

G) If any addenda are not acknowledged and attached. 

H) If the Owner's bond forms are not utilized. 

I) If the entire specifications document is not returned. 

J) If the statement from bidder's insurance carrier as required by Subsection 103.6 is not included. 

SUBSECTION 102.8 PROPOSAL GUARANTEE: 

No proposal will be read unless accompanied by a proposal guarantee in the proper amount and in the form provided in the 
proposal pamphlet. The guarantee shall be made payable and acceptable to the Contracting Agency as a guarantee that the 
bidder, if awarded the contract, will execute the contract documents and furnish the required bonds and certificates of 
insurance to be forfeited if the Contractor fails or refuses to enter into a contract as required by the bid documents. The 
proposal guarantee shall be in the form of a certified check, cashiers check, or surety bond for ten percent of the amount of the 
bid. The surety bond shall be executed solely by a surety company or companies holding a certificate of authority to transact 
surety business in the State of Arizona issued by the Director of the Department of Insurance. The smety bond shall not be 
executed by an individual smety or sureties. In addition, said company or companies shall be rated "Best A-" or better as 
required by the Contracting Agency, as cwTently listed in the most recent Best Key Guide, published by the A.M. Best 
Company. 
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SUBSECTION 102.9 SUBMISSION OF PROPOSAL: 

The proposal and proposal guarantee shall be submitted in a sealed envelope. The outside, lower right-hand corner of which 
shall be marked as follows: 

Bid of [NAME OF CONTRACTOR ! , Contractor 
For WHITE TANKS FRS N0.3 REMEDIATION DESIGN PROJECT PCN 470.04.30 
Construction Contract No. FCD 2004C017 

Envelopes shall be mailed or delivered to the office of the Contracting Agency, and must be received before the time and date 
specified in the Call for Bids or any Addenda. 

Proposals received after the time and date specified will be returned, unopened, to the bidder. 

SUBSECTION 102.10 WITHDRAWAL OR REVISION OF PROPOSAL: 

Any bidder may withdraw or revise a proposal after it has been deposited with the Contracting Agency, provided his/her 
request is received by the Contracting Agency, in writing or by telegram, before the time specified for opening proposals or as 
stipulated herein. 

SUBSECTION 102.11 PUBLIC OPENING OF PROPOSALS: 

Proposals will be opened and read publicly at the time and place specified in the Call for Bids or any Addenda. Bidders, their 
authorized agents and other interested parties are invited to be present. 

When proposals for more than one project are to be opened at the same time, any bidder may, after the time set fo r the 
opening proposals, request to withdraw his/her second or succeeding proposal prior to the opening of proposals for that 
project. Should this occur, there will be a brief delay in the opening of proposals to permit the bidder to submit his/her 
request. Upon receipt of the bidder's written request, by the Contracting Agency, his/her proposal wi ll be returned unopened. 

SUBSECTION 102.12 DISOUALIFICA TION OF BIDDERS: 

Either of the fo llowing reasons may be considered as being sufficient for the disqualification of a bidder and the rejection of 
his/her proposal: 

A) Receipt of more than one proposal for the same work from an individual, partnership or corporation under the same 
or different names. 

B) Evidence of collusion among bidders or assistance from any officer of the Contracting Agency, or of any Department 
thereof. 

SUBSECTION 102.13 SUCCESSFUL BIDDERS: 

Unless otherwise specified in the proposal pamphlet, the successful bidder may obtain 7 sets of plans and special provisions, 
fo r the project from the Contracting Agency, at no cost. 

End of Section 
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SECTION 103 A WARD AND EXECUTION OF CONTRACT 

SUBSECTION 103.1 CONSIDERATION OF PROPOSALS: 

After the proposals, for the contemplated work, have been opened and read as provided in these specifications, the respective 
totals wi ll be checked and compared by the Contracting Agency. The basis of comparison will be to verify the accuracy of the 
total proposal by checking the extens ions and additions. In the event of a discrepancy, in the amount bid for a pay item, the 
unit bid price will govern unless obviously in error. The results of such comparison will be considered public information. 

The right is reserved to award the contract to the lowest ancl!or best responsible bidder, or to reject all proposals and to 
re-advertise for any reason the Contracting Agency determines. 

In case all proposals are rejected, any subsequent changes, additions, addenda, or new sets of plans and special provisions will 
be provided to all purchasers of the first issue of the plans and special provisions at no additional charge, except that 
out-of-town bidders will pay shipping charges. 

SUBSECTION 103.2 RETURN OF PROPOSAL GUARANTEE: 

Al l proposal guarantees, except those of: the two lowest responsible bidders on Bond Issue and Budget Projects; the lowest 
responsible bidder or the lowest responsible bidders of alternative plans and specifications on Improvement District Projects, 
will be returned immediately following the opening and checking of proposals. The retained proposal guarantee or guarantees 
will be returned immediately after the contract documents have been executed by all parties. 

SUBSECTION 103.3 A WARD OF CONTRACT: 

The Contracting Agency, through its duly authorized body or agent will award the contract to the lowest ancl!or best 
responsible bidder, or all proposals will be rejected, as soon as practicable after the date of opening proposals. 

No proposal shall be withdrawn for a period of 50 days after opening without consent of the Contracting Agency through the 
body or agent duly authorized to accept or reject the proposal except that in the case of Federally-assisted projects, or other 
projects award of which is conditioned on the approval of an agency not under the control of the Contracting Agency, 
withdrawal shall be made within a period of 50 days after opening without such consent. 

If written notice of the acceptance of a proposal is delivered to the successful bidder within the times noted above, or at any 
time thereafter before such proposal has been withdrawn, the bidder shall execute and deliver a contract in the prescribed 
form, within 10 days after receipt of such notice or his/her proposal guarantee shall be forfeited as provided elsewhere herein. 
Concurrently with the contract, the Contractor shall submit all documentation required to enable the agency to execute the 
contract. 

The successful bidder will be furnished a Notice of Award on: 

A) Bond Issue or Budget Projects by letter, to the address shown on the proposal. 

B) Improvement District Projects by publication in accordance with the requirements of ARS , Section 9-681. 

SUBSECTION 103.4 CANCELLATION OF A WARD: 

The Contracting Agency reserves the right to cancel the award of any contract at any time before the execution of said 
contract by all parties, without any liability against the Contracting Agency. 

SUBSECTION 103.5 REQUIREMENT OF CONTRACT BONDS: 

Concurrently with the submittal of the contract, the Contractor shall furnish the Contracting Agency the following bonds, 
which shall become binding upon the award of the contract to the Contractor. 
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A) A Performance Bond in an amount equal to the full contract amount conditioned upon the faithful performance of the 
contract in accordance with plans, specifications and conditions thereof. Such bond shall be solely for the protection 
of the Contracting Agency awarding the contract. 

B) A Payment Bond in an amount equal to the full contract amount solely for the protection of claimants supplying 
labor or materials to the Contractor or hi s/her Subcontractors in the prosecution of the work provided for in such 
contract. 

Each such bond shall include a provision allowing the prevailing party in a suit on such bond to recover as a part of his/her 
judgment such reasonable attorney's fees as may be fixed by a judge of the court. 

Each such bond shall be executed by a surety company or companies holding a certificate of authority to transact surety 
business in the State of Arizona issued by the Director of the Department of Insurance. The bonds shall not be executed by an 
individual surety or sureties. The bonds shall be made payable and acceptable to the Contracting Agency. The bonds shall be 
written or countersigned by an authorized representative of the surety who is either a resident of the State of Arizona or whose 
principal office is maintained in this State, as by law required, and the bonds shall have attached thereto a certified copy of 
Power of Attorney of the sigrung official. In addition, said company or companies shall be rated "Best A-" or better as 
required by the Contracting Agency, as currently listed in the most recent Best Key Rating Guide, published by the A.M. Best 
Company. 

SUBSECTION 103.6 CONTRACTOR'S INSURANCE: 

A statement from the bidder's insurance carri er shall be included in the proposal certifying that it will furnish the specified 
kind and amounts of insurance to the bidder if it is awarded the contract. As required by law, the statement will be from an 
insurance carrier or carriers authorized to do business in the State of Arizona, or countersigned by an agent of the carrier 
authori zed to do business in the State of Arizona. Concurrently with the execution of the contract, Contractor shall furnish a 
Certificate of Insurance, using the included Certificate, that names the additional insureds as set out in the Certificate. The 
Certificate shall also name the additional insureds as Certificate Holders. The types of insurance and the limits of liability 
shall be as indicated on the included form. 

Subsection 103.6.1 General: The Contractor shall agree to carry all insurance which may be required by Federal and State 
Laws, County and City Ordinances, Regulations and Codes. Neither the Contractor nor any subcontractor shall commence 
work under a contract until the Contracting Agency has approved the insurance. The entire project covered by the contract 
will be at the Contractor's risk until final acceptance by the Contracting Agency. 

Concurrently with the submittal of the contract, the Contractor shall furnish the Contracting Agency the following: 

(A) Public Liability and Property Damage Insurance: The Contractor shall provide and maintain, during the life of the 
contract, General Liabili ty, Automobile Liability, and Worker's Compensation Insurance as follows: 

INSURANCE 

GENERAL LIABILITY 
Comprehensive Form 
Prerruses/Operations 
Underground Explosion 
and Collapse Hazard 

Exclusions Deleted 
(where applicable) 

Products/Completed 
Operations 

Contractual 
Independent Contractors 

(OCP) 
Broad Form Property Damage 

Personal Injury With Exclusion 
"C" Deleted 

Contract No. FCD 2004C017 

MINIMUM LIMITS OF LIABILITY 

$1,000,000 Combined Single Lirillt 
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AUTOMOBILE LIABILITY 
Owned 
Hired 
Non-Owned 

EXCESS LIABILITY 
Umbrella Form 

WORKER'S COMPENSATION & 
EMPLOYERS ' LIABILITY 

BUILDER RISK/COURSE OF 
CONSTRUCTION 

$ 1,000,000 Combined Single Limit 

As required 

Statutory Limits 

As required 

The Contracting Agency shall have no responsibility or liabili ty for such insurance coverage. 

The Contractor shall furnish a Certificate of Insurance on a form approved by the Contracting Agency. The Certificate 
shall be issued by an insurance company authorized to transact business in the State of Arizona, or be named on the list 
of Unauthorized Insurers maintained by the Arizona Department of Insurance. Insurance coverage shall not expire until 
all the work has been completed and the project has been accepted by the Contracting Agency. If an insurance policy 
does expire during the life of the contract, the Contractor shall provide a renewal certificate of the required insurance 
coverage to the Contracting Agency not less than thirty (30) days prior to the expiration date. 

(B) Worker's Compensation and Employer's Liabili ty: A Letter of Certification, from the Industrial Commission of 
Arizona, that the Contractor is insured by the State Compensation Fund or is an authorized self-insurer or a Certificate 
of Insurance issued by an insurance company authorized by the Arizona Department of Insurance to provide Workmen's 
Compensation and Employer's Liability Insurance in the State of Arizona. 

(C) Builders Risk/Course of Construction: When the project includes construction of a new building or addition to an 
existing building, the Contractor shall also obtain insurance coverage for at least, as a minimum, the perils of fire, 
extended coverage, vandalism and malicious mischief for the full amount of the contract. The Contractor shall be 
responsible for any deductibles, mutual waiver of subrogation and any co-insurance for the construction that is the 
subject of this contract. 

(D) Additional Insured: The Flood Control District of Maricopa County shall be named as insureds on policies listed in 
(A) and (C) and this shall also be indicated on the Certificates of Insurance issued to the Contracting Agency. The 
Contractor's coverage shall be primary for any and all losses arising out of the performance of this contract. The 
Contractor 's Insurance shall include addi tional insureds as indicated on the included Certificate oflnsurance. 

(E) Owner Protective Policy: In addition to other insurance the Contractor is required herein to provide and maintain in its 
own name, the Contractor shall also provide and maintai n a separate policy of insurance, at its sole cost and expense, 
naming the Contracting Agency as the insured and providing primary coverage for the Contracting Agency in an amount 
not less than One Million Dollars, or other minimum amount determined by the Agency, for personal injury or death, 
per person and per occurrence, and not less than $500,000 for property damage for any damage or injury suffered as a 
result of any work performed by Contractor or its employees, representatives, contractors or subcontractors in 
connection with the Project or Permit. Such policy shall also provide the Contracting Agency coverage, in the amounts 
specified above, for any and all damages or injury suffered as a result of alleged acts or omiss ions of the Contracting 
Agency in connection with, directly or indirectly, the Project or Permit. Such policy shall be primary and not 
contributory to any insurance maintained by the Contracting Agency. The insurance company writing such policy must 
have a BEST rating of not Jess than "A-" and be licensed by the Arizona Department of Insurance to do business in the 
State of Arizona. The form of the policy must be approved by the Contracting Agency before the notice to proceed will 
be issued. 

Subsection 103.6.2 Indemnification of the Contracting Agency Against Liability: To the fullest extent permitted by law, 
the Contractor, its successors, assigns and guarantors, shall pay, defend, indemnify and hold harmless the Agency, its agents, 
representatives, officers , directors, officials and employees from and against all allegations, demands, proceedings, suits, 
actions, claims, damages, losses, expenses, including but not limited to, attorney fees, court costs, and tbe cost of appellate 
proceedings, all claim adjusting and handling expense, related to, arising fro m or out of or resulting from any actions, acts, 
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errors, rrustakes or omissions caused in whole or part by the Contractor relating to work or services in the performance of the 
Contract, including but not lirruted to, any Subcontractor or anyone directly or indirectly employed by any of them or anyone 
for whose acts any of them may be liable and any injury or damages claimed by any of the Contractor's and Subcontractor's 
employees. Additionally, Contractor shall execute the Indemnification found in the Construction Documents. 

SUBSECTION 103.7 EXECUTION AND APPROVAL OF CONTRACT: 

The Contractor shall execute the contract with the Contracting Agency as follows: 

A) Bond Issue or Budget Projects within 10 calendar days after the date of Notice of Award of contract from the 
Contracting Agency. 

B) Improvement District Projects, not less than 15 or more than 20 calendar days after the date of the firs t publication of 
Notice of Award, if no objections have been filed. 

The Contracting Agency will approve and execute the contract within 10 calendar days following receipt of signed contract 
and acceptable bonds and certificates of insurance. 

No contract shall be considered in effect until it has been fully executed by all parties concerned. 

Information relative to the execution of contract documents may be obtained from the Engineering Office of the Contracti ng 
Agency advertising for bids. 

SUBSECTION 103.8 FORFEITURE OF PROPOSAL GUARANTEES: 

If the Contractor fails or refuses to enter into the contract, within the time stated, then the Contracting Agency may declare a 
forfeiture of his/her proposal guarantee as liquidated damages for failure to enter into the contract. 

End of Section 
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SECTION 104 SCOPE OF WORK 

SUBSECTION 104.1 WORK TO BE DONE: 

Subsection 104.1.1 General: The Contractor shall perform all work as may be necessary to complete the contract in a 
satisfactory and acceptable manner in full compliance with the plans, specifications and terms of the contract. Unless 
otherwise specified in the special provisions, the Contractor shall furnish all labor, materi als, equipment, transportation, 
utilities, services and facilities required to perform all work for the construction of the project within the time specified. 

The proposed work is located in unincorporated Maricopa County. The site is approximately 40 miles west of Phoenix and 
can be reached by proceeding west on Northern Avenue. The northern gate to the site is located on the south side of Northern 
Avenue, west of the Beardsley Canal. The overall construction activities associated with the remediation of the White Tanks 
Flood Retarding Structure (FRS) No. 3 will be completed in two (2) phases. The proposed Work outl ined in these 
construction documents relates to the first phase (Phase 1) construction activities. Phase 2 acti vities are not part of this scope. 

Principal construction features for the Phase 1 portion of the project include: 

A) Overexcavation to remove undesirable soil materials. 

B) Installation of two cutoff walls with Soil-Cement-Bentonite (SCB) backfill. 

C) Construction of a soil cement dam embankment approximately 2,500 feet long. 

D) Two outlet pipes with appurtenant structures including; a Principal spillway, two manually operated sluice gates with 
trashrack structures, and an impact basin common to both pipes. 

E) Structural fill and Common fi ll construction over the soil cement dam extentions and for the transitions from the soil 
cement to the existing White Tanks FRS No. 3. 

F) Installation of various gradations of sand and gravel to serve as fi lters and/or drains. 

G) Closure activities for two existing outlet pipes within the existing White Tanks FRS No. 3. 

The prescribed schedule for construction is as follows: 

1. Perform outlet pipe closure activi ties for the two (2) existing outlet pipes. 

2. Excavate the upstream face of the existing White Tanks FRS No. 3 and upstream soil cement foundation. 

3. Construct cutoff walls within soil cement foundation area. 

4. Construct the lower lifts of the soil cement extension and soil cement outlet works fo undation. 

5. Construct the outlet pipes and principal spillway. 

6. Construct the soil cement extension with structural and common fill cover. 

7 . Construct the structural fi ll transitions to the existing White Tanks FRS No.3. 

8. Breach the existing White Tanks FRS No. 3 and complete the construction of the outlet works. Note: Breaching of 
the existing White Tanks FRS No.3 cannot be performed until all upstream construction activities and 
structural fill transitions have been completed and approved. 

The average elevation of the project is 1200 feet (NA VD 1988). 

No interruption of traffic will be permitted on surface streets. 
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All water fo r construction purposes, drinking water, temporary electric power, heat and telephone service shall be arranged 
and provided for as per requirements of the work by Contractor at his/her expense. 

The U.S. Army Corps of Engineers Section 404 Permit (Appendix B) outlines the requirements for the Contractor to follow 
during all construction activities at the site. Jurisdictional Waters of the United States identified at the site have been 
delineated on the Plans. 

Inspection and Testing: 

The Contractor will be responsible for all quality control for the project and wi ll provide the Engineer with copies of the 
results of all tests performed by the Contractor Quality Control. The Owner and Engineer wil l provide quality assurance of the 
project. The construction quality assurance and quality control requirements are detailed in the Construction Quality 
Assurance Quality Control Plan included in Appendix A. 

Quality control refers to those actions taken by the Contractor, and those parties charged with the procurement and 
installation of manufactured materials, and the placement and compaction of the soil materials, soil cement, soil cement 
bentonite, and concrete which provide a means to determine and sometimes quantify the characteristics of the product. The 
results of a quality control program are compared to the Special Provisions of other contractual or regulatory requirements. 
During each aspect of the handling of these materials , quality control is provided by the manufacturer, fabricator, or installer 
of the materials, or the supplier and earthworks contractor for the soi ls, to ensure that the materials and workmanship conform 
to the plans and Special Provisions. The Contractor and hi s/her suppliers and manufacturers retain quality control 
responsibility. 

Quality assurance is a planned and systematic pattern of all means and actions intended to provide adequate confidence that 
the materials and procedures conform to the plans and Special Provisions, and any applicable regulatory requirements. The 
Owner, or their designated representative, provides quality assurance. 

Subsection 104.1.2 Maintenance of Traffic: The Contractor's operations shall be in accordance with the traffic manual 
and/or policies of the appropriate public agency having jurisdiction over the project and Section 401. These operations shall 
cause no unnecessary inconvenience to the public and public access rights shall be considered at all times. Unless otherwise 
authorized in the specifications or on a temporary basis by the Engineer, traffic shall be permitted to pass through the work 
area. The Contractor shall coordinate with the various agencies both commercial and public, involved in the collection and 
removal of trash and garbage, so that adequate services are maintained. 

Safe and adequate pedestrian and vehicular access shall be provided and maintained to fire hydrants, commercial and 
industrial establishments, churches, schools, parking lots, motel, hospitals, ftre stations, police stations, and establishments of 
a similar nature. Access to residential properties shall be in accordance with Section 107. 

Grading operations, roadway excavation and fi ll construction shall be conducted and maintained in such a manner as to 
provide a reasonably satisfactory and safe surface for vehicular and pedestrian traffic. When rough grading is completed, the 
roadbed shall be brought to and maintained in a reasonably smooth condition, satisfactory and safe for vehicular traffic at the 
posted speed limit. Pedestrian walkways shall be provided and maintained in a like manner. The Contractor shall accomplish 
any additional grading operations and/or repairs, including barricade replacement or repairs during working and nonworki ng 
periods which, in the opinion of the Engineer, are required . 

In the event of abnormal weather conditions, such as windstorms, rainstorms, etc., the Contractor shall immediately inspect 
hi s/her work area and take all necessary actions to insure that public access and safety are maintained. 

The Contractor shall provide the Engineer with the emergency address of his/her representatives as required by Section 105. 

Subsection 104.1.3 Cleanup and Dust Control: Throughout all phases of construction, including suspension of work, and 
until final acceptance of the project, the Contractor shall keep the work area clea:~ and free from rubbish, excess materials and 
debris generated by Construction Activities. 

At disposal sites and storage sites, other than agency landfills, the Contractor shall be responsible for all required dust control 
measures. This includes temporary yard or staging areas. 
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The Contractor shall take whatever steps, procedures or means required to prevent any dust nuisance due to his/her 
construction operations. The dust control measures shall be mai ntained at all times to the satisfaction of the Engineer and in 
accordance with the requirements of the Maricopa County Bureau of Air Pollution Control Rules and Regulations. 

Failure of the Contractor to compl y wi th the Engineer's cleanup orders may result in an order to suspend work until the 
condition is corrected. No add itional compensation or time will be allowed as a result of such suspension and the Engineer 
has the authority to take such other measures as may be necessary to remedy the si tuation. Subsection 104.2 .5 applies. 

Subsection 104.1.4 Final Cleaning Up: Before fi nal acceptance, all private or public property and grounds occupied by the 
Contractor in connection with the work shall be cleaned of all rubbish, excess materials, temporary structures and equipment, 
and all parts of the work area shall be left in an acceptable condition. 

SUBSECTION 104.2 ALTERATION OF WORK: 

Subsection 104.2.1 By the Contracting Agency: The Owner may, at any time, by written order, and without notice to the 
sureties, make changes within the general scope of this contract in any one or more of the fo llowing: 

A) Drawings, designs, or specifications 

B) Method or manner of performance of the work 

C) Owner-furnished facilities, equipment, materials, services, or site 

D) Directing acceleration in the performance of the work 

Any other written or oral order fro m the Owner that causes a change shall be treated as a change order under this section 
provided that the Contractor gives the Owner written notificatio n within two working days after receipt of such direction 
stating: 

A) The date, nature, and circumstances of the conduct regarded as a change 

B) The particular elements of the cqntract performance for which the Contractor is seeking an equitable adjustment 
under this section, including any price or schedule adj ustments 

C) The Contractor's esti mate of the time by which the Owner must respond to the Contractor 's notice to minimize cost, 
delay, or disruption of performance. 

The Contractor shall diligently continue performance of this contract to the maximum extent possible in accordance with its 
provisions. Except as provided in thi s section, no order, statement, or conduct of the Owner shall be treated as a change or 
entitle the Contractor to an equitable adjustment. If any change under this section causes an increase or decrease in the 
Contractor's cost of, or the time required for, the performance of any part of the work under this contract, the Owner shall 
make an equitable adjustment and modify the contract in writing. The equitable adj ustment shall not include increased costs 
or time extensions for delay resulting from the Contractor ' s fai lure to provide notice or to diligently continue performance. 
No proposal for the Contractor for an equitable adj ustment shall be allowed if asserted after final payment under this contract. 

Subsection 104.2.2 Due to Physical Conditions: 

A) Should the Contractor encounter or discover during the process of the work, subsurface or latent physical condi tions 
at the site differing materi ally from those indicated in the contract, or unknown physical conditions at the site of an 
unusual nature, di ffering materially from those ord inari ly encountered and generall y recognized as inherent in work 
of the character provided for in the contract, the Engineer shall be promptly notified in writing of such conditions 
before they are disturbed. The Engineer will thereupon promptly investigate the conditions and , if he/she finds they 
do so materially differ and cause an increase or decrease in the cost of or the time req uired for performance of the 
contract, an equitable adj ustment wi ll be made and the contract modified in writing accordingly. 

B) If at the time of openi ng up any portion of the work, material from which the subgrade, backfill or bedding is to be 
constructed contai ns an excess of moisture so that the required compaction cannot be obtained without additional 
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manipulation, the Engineer wi ll determine the cause of such condition. If the cause of such condition is determined to 
have been unforeseeable and beyond the control of and without fault or negligence of the Contractor, the Engineer 
wi ll determine whether the material shall be aerated or removed and replaced. Such work shall be done as directed 
and will be paid for as provided in Section 109. 

C) Failure to notify the Engineer of the conditions described in A and B above prior to doing any work may be just 
cause to reject any claims for additional monies and/or time. 

D) Material in ditches and ditch banks that contains moisture in an amount considered excessive by the Engineer shall 
be removed and shall be aerated to the extent required by the Engineer before compaction is effected. No 
measurement or direct payment for the removal and aeration of such material will be made. 

E) After any portion of the work has been opened up, saturation of material caused by irrigation water, storm drainage, 
weather or such similar causes will be considered as within the responsibility of the Contractor. 

Subsection 104.2.3 Due to Extra Work: The Contractor shall perform unforeseen work, for which there is no unit bid price 
in the proposal, whenever it is deemed necessary or desirable by the Engineer in order to fully complete the work as 
contemplated. Such work shall be governed by all applicable provisions of the contract documents and payment will be made 
in accordance with the provisions set forth in Section 109. 

Should the Contractor claim that any instructions received involve extra work under the contract, he/she shall give the 
Engineer written notice within two work days after receipt of such instructions, and in any event before proceeding to execute 
the work, except in emergencies endangering life or property. No claim shall be valid unless written notice is given. 

If trus extra work is performed by others, the Contractor agrees to cooperate fully with the other source accomplishing this 
work and agrees that this action shall not invalidate the Contract or release the surety. 

The Owner may at any time, by written order, and without notice to the sureties, if any, make changes within the general 
scope of this contract in any one or more of the following: 

A) Drawings, designs, or specifications; 

B) Method or manner of performance of the work; 

C) Owner-furnished facilities, equipment, materials, services, or site; 

D) Directing acceleration in the performance of the work. 

Any other written or oral order from the Owner that causes a change shall be treated as a change order under this section 
provided that the Contractor gives the Owner written notification within two work days after receipt of such direction stating: 

A) The date, nature, and circumstances of the conduct regarded as a change; 

B) The particular elements of the contract performance for which the Contractor is seeking an equitable adjustment 
under this section, including any price or schedule adjustments; 

C) The Contractor's estimate of the time by which the Owner must respond to the Contractor's notice to minimize cost, 
delay, or disruption of performance. 

The Contractor shall diligently continue performance of this contract to the maximum extent possible in accordance with its 
provisions. Except as provided in this section, no order, statement, or conduct of the Owner shall be treated as a change or 
entitle the Contractor to an equitable adjustment. If any change under this section causes an increase or decrease in the 
Contractor's cost of, or the time required for, the performance of any part of the work under this contract, the Owner shall 
make an equitable adjustment and modify the contract in writing. The equitable adjustment shall not include increased costs 
or time extensions for delay resulting from the Contractor's failure to provide notice or to diligently continue performance. 
No proposal for the Contractor for an equitable adj ustment shall be allowed if asserted after final payment under this contract. 
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Subsection 104.2.4 At the Contractor's Request: Changes in the plans or specifications, which do not materially affect and 
are not detrimental to the work or to the interests of the Contracting Agency, may be granted to facilitate the work. Requests 
shall be in writing and submitted to the Engineer for approval. These changes, if approved and when resulting in a saving to 
the Contractor, will be made at an equitable reduction in cost or in no case at any additional cost to the Contracting Agency. 

The Contractor and any lower-tier subcontractors shall submit itemized cost estimates or price proposals for any owner
directed change order or Contractor-initi ated claim. 

Cost estimates or pricing proposals shall be itemized to include direct labor by man-hours, individual craft, hourly wage rate 
and verifiable labor burden. Other direct costs shall include rental and operator rates for rented or owned equipment, material 
trucking expenses and other costs clearly identified and directly allocable to contract performance. Material costs shall be 
itemized by item description, quantity for each item, unit price per item, including applicable sales tax markup, and extended 
total price per item. The Contractor shall provide copies of material suppl ier quote sheets , invoices or purchase orders, as 
appropriate. In case of a confl ict between the unit price and the extended total for a specific item, the unit price will govern. 

Lump sum cost estimates or price proposals shall be rejected and returned to the Contractor for 'itemization as described 
above. Failure of the Contractor to submit properly itemized cost estimates or price proposals shall not constitute an 
excusable delay and will result in a change order being unilaterally priced at the Owner 's fair estimated price. 

Subsection 104.2.5 Due to the Failure of the Contractor to Properlv Maintain the Pro ject: 

A) If the Contractor fails to provide adequate Maintenance of Traffic or Cleanup and Dust Control or to correct 
deficiencies resulting fro m abnormal weather conditions, the Engineer has the authority to suspend the work wholly 
or in part until thi s condition has been corrected. 

B) If the Contractor fa ils to comply with the Engineer' s wri tten order to provide adequate maintenance of traffi c, 
cleanup, dust control, or to correct deficiencies resulting from abnormal weather conditions, the Engineer has the 
authority to have this work accomplished by other sources. 

C) The Contractor agrees to cooperate fully with the other source accomplishing thi s work and agrees that this action 
shall not invalidate the Contract or release the surety. 

Subsection 104.2.6 Value Engineering: 

A) General. The Contractor is encouraged to voluntarily develop, prepare, and submit value engineering change 
proposals (VECPs) . The Contractor shall share in any instant contract savings reali zed from accepted VECPs, in 
accordance with paragraph (F) below. The Owner reserves the right to make alterations to the contract, in 
accordance with procedures elsewhere within this contract. Such alterations will not be eligible for inclusion in any 
VECP. 

B) Definitions. 

Contractor's development and implementation costs means those costs the Contractor incurs on a VECP in 
developing, testing, preparing, and submitting the VECP as well as those costs incurred by the Contractor to make 
the changes required by the Owner's acceptance of the VECP. 

Owner costs means those owner costs that result directly from developing and implementing the VECP, such as any 
net increases in the cost of testing, operations, maintenance, and logistical support. The term does not include the 
normal administrative costs of processing the VECP. 

Instant contract savings means the estimated reduction in Contract cost of performance resulting from acceptance 
of the VECP, minus the allowable Contractor 's development and implementation costs, minus subcontractor 's 
development and implementation costs (see paragraph (G) below). 

Value engineering change proposal (VECP) means a proposal that (1) requires a change to the contract; (2) results 
in reducing the contract price or estimated cost without impairing essential functions or characteristics; and (3) does 
not involve a change in deliverable end item quanti ties, schedule, or a change to the contract type. 
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C) VECP Preparation . As a mxmmum, the Contractor shall include in each VECP the information described in 
subparagraphs (1) through (7). below. If the proposed change affects contractually required schedule and cost 
reporting, it shall be revised to incorporate proposed VECP modifications. The VECP shall include the following: 

(1) A description of the difference between the existing contract requirement and that proposed, the comparative 
advantages and disadvantages of each, a justification when an item's function or characteristics are being 
altered, and the effects of the change on the end item's performance. All design changes must be submitted on 
24"x 36" standard drawing sheets along with supporting calculations. Each drawing sheet and at least the 
content sheet of the calculations shall be sealed by an Engineer registered in the State of Arizona. 

(2) A list and analysis of the contract requirements that must be changed if the VECP is accepted, including any 
suggested specification revision. 

(3) A separate, detailed cost estimate for the affected portions of the existing contract requirements and the VECP. 
The cost reduction associated with the VECP shall take into account the Contractor's allowable development 
and implementation costs, including any amount attributable to subcontracts under paragraph (G) below. 

(4) A description and estimate of costs the Owner may incur implementing the VECP, such as test and evaluation 
and operating and support costs . This is an estimate based only on the Contractor's understanding of additional 
efforts to be expended by the Owner, should the VECP be accepted. The final cost will be determined by the 
Owner. 

(5) A prediction of any effects the proposed change would have on collateral costs to the agency, i.e., costs of 
operation or maintenance. 

(6) A statement of the time by which a contract modification accepting the VECP must be issued in order to achieve 
the maximum cost reduction, noting any effect on the contract completion time or delivery schedule. 

(7) Identification of any previous submissions of the VECP, including the dates submitted, the agencies and contract 
numbers involved and previous Owner actions, if known. 

D) Submission . The Contractor shall submit VECPs to the Owner's Engineer. 

E) Owner Action. 

(1) The Owner will notify the Contractor of the status of the VECP within 15 calendar days after receipt from the 
Contractor. If additional time is required, the Owner will notify the Contractor within the 15-day period and 
provide the reason for the delay and the expected date of the decision. The Owner will process VECPs 
expeditiously; however, it shall not be liable for any delay in acting upon a VECP. 

(2) If the VECP is not accepted, the Owner will notify the Contractor in writing, explaining the reasons for 
rejection. 

(3) The Contractor may withdraw any VECP, in whole or in part, at any time before it is accepted by the Owner. 

(4) Any VECP may be accepted, in whole or in part, by the Owner's award of a change order to this contract, citing 
this subsection. The Owner may accept the VECP, even though an agreement on price reducti on has not been 
reached, by issuing the Contractor a notice to proceed with the change. Until a notice to proceed is issued or a 
change order incorporates a VECP to thi s contract, the Contractor shall perform in accordance with the existing 
contract .. The Owner's decision to accept or reject all or any part of any VECP shall be final and not subject to 
disputes or otherwise subject to litigation. 

F) Cost Sharing . 

(1) Rates. The Owner's share of savings is determined by subtracting the Owner's costs from instant contract 
savings and multiplying the result by 50 percent. The Contractor ' s share shall be the remaining 50 percent. 
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(2) Payment. Payment of any share due the Contractor for use of a VECP on this contract shall be authorized by a 
change order to this contract to accept the VECP, reduce the contract price or estimated cost by the amount of 
instant contract savings, and provide the Contractor's share of savings by adding the amount calculated to the 
contract price. 

G) Subcontracts. The Contractor may include an appropriate value engineering clause in any subcontract. In computing 
any adjustment in this contract's price under paragraph (F) above, the Contractor's allowable development and 
implementation costs shall include any subcontractor' s allowable development and implementation costs clearly 
resulting from a VECP accepted by the Owner under this contract, but shall exclude any value engineering incentive 
payments; provided that these payments shall not reduce the Owner's share of the savings resulting from the VECP. 

End of Section 
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SECTION 105 CONTROL OF WORK 

SUBSECTION 105.1 AUTHORITY OF THE ENGINEER: 

Subsection 105.1.1 Engineer's Evaluation: Engineer will be allowed a reasonable time within which to evaluate each 
proposal or submittal made pursuant to subsections 105.3. 1 and 106.4. Engineer will be the sole judge of acceptability. No 
"or-equal" or substitute will be ordered, installed or utilized without Engineer 's prior written acceptance that will be 
evidenced by either a Change Order or an approved Shop Drawing. Owner may require Contractor to furnish at Contractor's 
expense a special performance guarantee or other surety with respect to any "or-equal" or substitute. Engineer will record 
time required by Engineer and Engineer 's Consultants in evaluating substitutes proposed or submitted by Contractor pursuant 
to subparagraphs 105.3.1 and 106.4(B) and in making changes in the Construction Documents (or in the provisions of any 
other direct contract with Owner for work on the project) occasioned thereby. Whether or not Engineer accepts a substitute 
item so proposed or submitted by Contractor, Contractor shall reimburse Owner for the charges of Engineer and Engineer 's 
Consultants for evaluating each such proposed substitute item. 

The Engineer will decide all questions which may arise as to the quality and acceptability of materials furnished and work 
performed and as to the rate of progress of the work; all questions which may arise as to the interpretation of the plans and 
specifications; all questions as to the acceptable fulfi llment of the contract on the part of the Contractor. The Engineer 's 
estimates and decisions shall be final and conclusive. In case any question should arise, relati ve to the Contract Documents, 
the determination or decision of the Engineer shall be a condition precedent to the r ight of the Contractor to receive final 
approval of the work being questioned under the contract. 

In giving instructions , the Engineer may make minor changes in the work, not involving extra work and not inconsistent with 
the purpose of the work, except in emergencies endangering life or property. 

The Engineer will suspend the work wholly or in part due to the failure of the Contractor; to correct conditions unsafe for the 
workmen or the general public; for failure to carry out provisions of the contract; for failure to carry out orders; for such 
periods as he/she may deem necessary due to unsuitable weather; for conditions considered unsuitable for the prosecution of 
the work or for any other condition or reason deemed to be in the public interest. 

SUBSECTION 105.2 PLANS, SHOP DRAWINGS, AND SUBMITTALS: 

Shop Drawings means drawings, submitted to the Engineer by the Contractor pursuant to the contract, showing in detail (i) the 
proposed fabrication and assembly of structural elements and (ii) the installation (i.e., form, fit, and attachment details) of 
materials or equipment. It includes drawings, diagrams, layouts, schematics, descriptive literature, illustrations, schedules , 
performance and test data, and similar materials furnished by the Contractor to explain in detail specific portions of the work 
required by the contract. 

Product Data is information furnished by the Contractor to explain in detail manufactured items, either stock or modified, 
including descriptive literature, operating data, performance curves, certified dimensional drawings, wiring or schematic 
control diagrams, piping, instrumentation, parts lists, and operating, maintenance, and lubrication manuals. 

The Contractor shall submit, for review, a proposed schedule of shop drawings and product data submittals. This schedule 
will include concrete and asphalt concrete mix designs unless they are previously approved supplier 's mix design. The 
schedule will show the needed response date for each submittal and wi ll indicate the relationship of the submittal to the 
proj ect construction schedule. 

The Contractor shall submit to the Engineer P lans, Shop Drawings, and other submittals listed in these specifica ti ons a 
minimum of two (2) weeks prior to the construction activity in which they are related unless otherwise stated in the individual 
sections on the Supplementary General Conditions or Special Provisions. 

The Contractor shall submit five (5) copies of each shop drawing, product data or mix design to the Engineer for review. Each 
submittal shall be numbered sequentially and shall be submitted in accordance with the schedule established in conjunction 
with the Contracting Agency so as to cause no delay in the work schedule. The Contractor shall certify, by stamp or letter, that 
he/she has reviewed and approved the submittal and that it conforms to the requirements of the contract documents. If this 
certification is not included, the submittal will be returned without action. 
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At the time of each submittal, the Contractor shall define and delineate in wntmg, separate from the certification, any 
deviations from the contract documents . If the Engineer accepts this deviation, he/she will authorize the deviation by issuing a 
change order or if the deviation is minor by endorsement to the letter. 

The Engineer will review and return the submittals in accordance with the previously established response date. The review 
will be only for conformance with the design concept of the work and for compliance with the information contained in the 
contract documents. The review of a specified item, as such, will not indicate review of the assembly in which the item 
functions . Review by the Engineer will not relieve the Contractor from responsibility for any errors or omissions in the 
submittals nor from his/her responsibility for complying with the contract documents. The only exception is deviations 
accepted in accordance with the preceding paragraph. 

If the submittal is acceptable, one (1) copy with each page stamped ''Furnish as Submitted" will be returned to the Contractor. 
The Contractor shall submit additional copies (as required) to the Engineer. 

If the Engineer determines that the submittal requires corrections or is to be rejected , one (1) copy stamped ' 'Furnish as 
Noted" or "Revise and Resubmit" will be returned to the Contractor. The Contractor shall submit five (5) corrected or new 
copies. 

The copy stamped "Furnish as Submitted," returned to the Contractor, shall become a part of the contract documents and shall 
be kept at the job site. Any work done prior to the receipt of this review will be at the Contractor's risk and expense. 

SUBSECTION 105.3 CONFORMITY WITH PLANS AND SPECIFICATIONS: 

All work performed and all materials furnished shall be in conformity with the lines, elevations, grades, cross sections, 
dimensions and material requirements, including tolerances, shown on the plans or indicated in the specifications. 

In the event the Engineer finds the materials or the finished product in which the materials are used not in conformity with the 
plans and specifications, but that reasonably acceptab le work has been produced, he/she shall then make a determination if the 
work shall be accepted and remain in place. In this event, the Engineer will document the basis of acceptance by contract 
modification which wi ll provide for an appropriate adjustment in the contract price for such work or materials as he/she 
deems necessary to conform to his/her determination based on engineering judgment. 

In the event the Engineer finds the materials or the finished product in which the materials are used or the work performed are 
not in conformity with the plans and specifications and have resulted in an inferior or unsatisfactory product, the work or 
materials shall be removed and replaced or otherwise corrected by the Contractor at no additional cost to the Contracting 
Agency. 

In all instances wherein the items and/or specifications require installation or construction in accordance with either 
manufacturers' or suppliers' recommendations and/or instructions, said recommendations and/or instructions shall be 
submitted with the applicable portion clearly marked for approval prior to the commencement of work on that item or 
portions of the contract. 

Subsection 105.3.1 Substitute Construction Methods or Procedures : If a specific means, method, technique, sequence or 
procedure of construction is shown or indicated and expressly required by the Construction Documents, Contractor may 
furnish or utilize a substitute means, method, technique, sequence or procedure of construction acceptable to Engineer. 
Contractor shall submit sufficient information to allow Engineer, in Engineer's sole discretion, to determine that the substitute 
proposed is equivalent to that expressly called for by the Construction Documents. The procedure for review by Engineer will 
be similar to that provided in subparagraph 106.4(B). 

SUBSECTION 105.4 COORDINATION OF PLANS AND SPECIFICATIONS: 

The Contractor shall take no advantage of any apparent error or omission in the plans or specifications. In the event the 
Contractor discovers such an error or omission, he/she shall immediately notify the Engineer. The Engineer will then make 
such corrections and interpretations as may be deemed necessary for fulfilling the intent of the plans and specifications. 
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SUBSECTION 105.5 COOPERATION OF CONTRACTOR: 

The Contractor will be supplied with a minimum of seven sets of approved plans and construction specifications, one set of 
which the Contractor shall keep available on the work at all times. 

The Contractor shall give the work the constant attention necessary to facilitate the progress thereof, and shall cooperate with 
the Engineer, his/her inspectors, and other Contractors in every way possible. 

The Contractor shall at all times be present at the work in person or represented by a competent superintendent. The 
superintendent shall be authorized to receive and fulfill instructions from the Engineer and who shall supervise and direct the 
work. No less than fourteen days prior to the scheduled/planned Notice to Proceed, the Contractor shall submit to the 
Engineer for review and approval, the name and qualifications of the proposed superintendent. When the superintendent is 
approved, he/she shall not be changed by the Contractor without written approval of the Engineer. Instructions and 
information given by the Engineer to the Contractor's superintendent shall be considered as having been given to the 
Contractor. 

A) Al l phases of the project such as concrete work, pipe work, etc., shall be under the direct supervision of a foreman or 
his/her designated representative on the site who shall have authority to accept instructions, with respect to that 
particular phase of the project, and take action required to properly carry out the work. 

B) In the event of noncompliance with the above, the Engineer may require the Contractor to stop work on that part of 
the project unti l the required supervision is present. 

The Contractor shall fi le with the Engineer, the names, addresses, and telephone numbers of representatives who can be 
contacted, at any time, in case of emergency. These representatives must be fully authorized and equipped to correct unsafe or 
excessively inconvenient conditions on short notice. · 

Emergencies may arise during the progress of the work which may require special effort or require extra shifts of men to 
continue the work beyond normal working hours. The Contractor shall be prepared in case of such emergencies from 
whatever cause, to do all necessary work promptly. 

Subsection 105.5.1 Partnering: The Owner intends to encourage the foundation of a partnering relationship with the 
Contractor and its subcontractors. This partnering relationship will be structured to draw on the strength of each organization 
to identify and achieve reciprocal goals . The objectives are effective and efficient contract performance, intended to achieve 
completion within budget, on schedule, and in accordance with plans and specifications. 

This partnering relationship will be bilateral in makeup. Any cost associated with effectuating partnering will be covered by 
the Bid Item. The initia l partnering workshop shall be scheduled after award of the contract, and prior to the Notice to 
Proceed, and shall be facilitated by a third party competent in the fundamentals of partnering, and mutually acceptable to 
Contractor and Owner. The Contractor shall be responsible for scheduling, coordinating, and hiring the third party facilitator, 
and planning all of the partnering meetings in consultation with the Engineer. The Owner will be responsible to notify and 
coordinate attendance at the partnering meetings by other agencies. To achieve the desired partnering relationships, the 
Contractor will need to encourage attendance by its major subcontractors on the project. Follow-up workshops will be held 
periodically throughout the duration of the contract as agreed to by the Contractor and Owner. 

An integral aspect of partnering is the resolution of disputes in a timely, professional, and non-adversarial manner. Alternative 
dispute resolution (ADR) methodologies will be encouraged in place of the more formal dispute resolution procedures. ADR 
will assist in promoting and maintaining an amicable working relationship to preserve the partnering relationship. ADR in this 
context is intended to be a voluntary, non-binding procedure available for use by the parties to this contract to resolve any 
dispute that may arise during performance. 

Payment for Partnering will be made on the basis of invoices of actual costs, and will be for a total amount not to exceed the 
amount shown in the bid schedule for the item. 
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ITEM 105-1 - PARTNERING ALLOWANCE. 

Subsection 105.5.2 P re-Construction Meeting: After award of the contract, a pre-construction meeting shall be scheduled at 
a location and time (prior to mobilization and start of construction) to be agreed upon between the Owner and the Contractor. 
The Contractor shall make all necessary arrangements to have key personnel of his/her company and of his/her principal 
subcontractors present at the meeting. Each representative shall have authority to make commitments and act for his/her firm. 
The purpose of the pre-construction meeting is to discuss any specific concerns or potential problems that the Contractor is 
aware of, to provide general information appropriate to the contract, to identify responsible individuals for various functions 
within each organization, and to develop tentative dates for the start of' construction. The Contractor shall submit to the 
Engineer during the pre-construction meeting the following documents: 

1. Material data safety sheets 
2. Manufacturers' certificates for all materials 
3. Shop drawings 
4. Preliminary survey layout, staking and excavation plans 
5. Preliminary work schedule 
6. Preliminary traffic control plan 
7. Emergency telephone numbers 
8. Signing authority letter 
9. Name and telephone number of the certified safety professional 
10. Any other documents specified in the Supplementary General Conditions and Special Provisions 

The pre-construction meeting will cover topics such as critical elements of the work schedule, payment application and 
processing of invoices. Additionally, a scheduled start date for the work will be determined. 

The Contractor shall be responsible to take minutes of the pre-construction meeting and distribute copies to all meeting 
participants. The meeting minutes shall be distributed within 48 hours of the meeting. At the subsequent construction progress 
meeting, the minutes will be attested or revised, as appropriate. The cost for attendance at the pre-construction meeting, and 
preparation and distribution of meeting minutes shall be incidental to the project and no extra payment will be made. 

Subsection 105.5.3 Construction P rogress Meetings: Construction progress meetings shall be scheduled weekly, or as 
considered necessary by the Owner. The Contractor shall make all arrangements to have key personnel of his/her company 
and of his/her principal subcontractors present at all progress meetings; representatives shall have authority to make 
commitments and act for their firms. The Contractor shall assume full responsibility to act for and commit any subcontractor 
employed by the Contractor, whether or not such subcontractor is represented at the meeting. 

During the construction progress meeting the Owner' s representative will act as chairman and will advise the Contractor of 
any administrative matters connected with the contract. The Contractor shall submit for review his/her two-week rolling 
schedule. The Contractor's representative at these meetings shall be prepared to discuss and resolve construction problems 
and concerns, material delivery and vendor data submittals status, construction progress as measured against the Contractor's 
approved construction schedule and the Contractor's short range construction activities as provided on his/her two-week 
rolling schedule. The Contractor shall not be relieved of his/her responsibility to fu lfill all of the terms of the contract as a 
result of any inferences drawn or suggestions made available at these meetings. 

The Contractor shall be responsible to take minutes of the construction progress meetings and distribute copies to all meeting 
participants. The meeting minutes shall be distributed within 48 hours of the meeting. At the subsequent construction progress 
meeting, the minutes wi ll be attested or revised, as appropriate. The cost for attendance at meetings, and preparation and 
distribution of meeting minutes shall be incidental to the project and no extra payment will be made. 

SUBSECTION 105.6 COOPERATION WITH UTILITIES: 

Subsection 105.6.1 General: The Contracting Agency will notify all utility companies, all pipe line owners, or other parties 
affected, and endeavor to have all necessary adjustments of the public or private uti lity fixtures, pipe lines, and other 
appurtenances within or adjacent to the limits of construction, made as soon as practicable. 
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The Contractor shall comply with the requirements of ARS-40-360.21 through 40-360.29 (one call system, Blue Stake) in 
notification to the interested utility owners prior to start of construction. The Contractor shall resolve all problems with the 
utility owners concerned. 

Where water users association facilities obstruct construction of the work, the Contractor shall contact officials of the 
association relative to the shutdown of irrigation water and shall acquaint himself with and conform to the requirements of the 
association. 

Water lines, gas lines, wire lines, service connections, water and gas meter boxes, water and gas valve boxes, light standards, 
cableways, signals and all other utility appurtenances within the limits of the proposed construction which are to be relocated 
or adjusted are to be moved by the owners at their expense except as otherwise provided for in the special provisions or as 
noted on the plans. In the event an existing service is found to be in a materially different location than shown on the plans 
and requires additional or more costly work on the part of the Contractor, the procedures in Section 104, will apply. 

It is understood and agreed that the Contractor has considered in his/her proposal all of the permanent and temporary utility 
appurtenances in their present or relocated positions as shown on the plans and that no additional compensation will be 
allowed for any delays, inconvenience, or damage sustained by him due to any interference from the said utility appurtenance 
or the operation of moving them. If delays are encountered because utility owners have not relocated or adjusted their 
facilities, the contract time will be adjusted in accordance with Section 108. 

It shall be the responsibility of the Contractor to ascertain the need for bracing or shoring of utility poles during the 
construction of the project and no additional compensation will be allowed for such bracing or shoring. 

In general , the contract will indicate various utility items, certain of which are to be relocated or adjusted by the utility owner 
and others by the Contractor. Any work performed by the Contractor for any utility company, separate from the contract shall 
be paid for by the utility company and will not be a part of the agency contract. 

An attempt has been made to determine the location of all underground utilities, drainage pipes, and structures; however, it 
shall be the Contractor's responsibility to cooperate with the pertinent utility companies so that any obstructing utility 
installation(s) may be adjusted . The location of the underground and overhead utilities as shown on the plans is based on the 
best available information. The Contractor shall not assume that this represents an exact location of the line. No guarantee is 
made to the accuracy of the location shown on the plans. The Contractor shall determine for himself the exact location of all 
utilities. Should Contractor's operations result in damage to any utility the location of which has been brought to its attention, 
he/she shall assume full responsibility for such damage. There also exists the strong likelihood that other abandoned older and 
undocumented underground utility and irTigation lines exist within the project area. Contractor shall contact Arizona Blue 
Stake (telephone number 263-1100) a minimum of two (2) working days before beginning any underground work. In 
addition, Blue Stake notification(s) shall be maintained on a cwTent basis. 

There may be utilities located within the project limits. As many as possible have been identified and shown in the 
approximate or anticipated locations. The Contractor shall bid his/her work recognizing that such utility interferences exist, 
and that other such utility crossings may exist that are not shown on the plans. The Contractor shall consider these utility 
interferences when bidding the project. All existing utilities shall be protected-in-place (P.I.P.). It may be necessary for 
some of the utilities to be relocated to avoid conflict with construction. Appropriate bid item allowances have been provided 
for any such occurrences, and the Contractor shall bid them accordingly. 

The following telephone numbers should put the Contractor in contact with the proper personnel: 

Maricopa Municipal Water District #1 (MWD) 
Glen Vortherms 

Salt River Project Power Distribution (SRPPD) 
Greg Wilson 
Craig Wacker 

Salt River Project Power Transmission (SRPPT) 
Brent Bornmann 

Salt River Project Irrigation (SRP) 
Gary Bastian 

Contract No. FCD 2004C017 PCN 470.04.30 

623-546-8266 

602-236-8643 
602-236-6324 

602-236-8073 

602-236-4609 

SGC Page 34 of 66 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

I 

Arizona Public Service (APS) 
Steve Goodman 

AT&T Fiber Optic Telephone 
Franco Jauregui 

Qwest Communications 
Tom Meador 

Cox Communication (COX) 
Carl McKay 

El Paso Natural Gas (EPNG) 
Bill Ward 

Southwest Gas (SWG) 
Gene Florez 

Union Pacific Railroad Company (UPRR) 
Sam Kephart 

602-371-6965 

909-898-4776 

480-768-4284 

602-322-7214 

602-484-5302 

602-257-253 1 

It shall be the responsibility of the Contractor to verify the location of all utilities prior to any construction activities 
in a particular area where such facilities may exist. All existing overhead and underground utilities shall be P.I.P. 
unless noted otherwise on the plans, these Supplementary General Conditions, and the Special Provisions. 

At all times during construction, the Contractor shall comply with all laws, ordinances, rules, regulations, and safety 
requirements, including but not limited to the National Electric Safety Code, and the Occupational Safety and Health 
Standards for General Industry and specific requirements of electric utility companies when working in the vicinity of 
these high voltage lines. 

Subsection 105.6.2 Notifications Requirement in the Event of Any Damage to or Dislocation of Underground 
Facilities: In the event of any damage to or dislocation of any underground faci li ty, the Contractor responsible for the 
excavation operation shall immediately notify the owner of such facility and shal l not attempt to repair any facil ity, except 
those intended for the conveyance or storage of water and sewage. The excavation shall be left open until the arrival of 
representatives of the owner. The owner will dispatch its representative promptly to examine the underground facility and, if 
necessary, make repairs. 

Subsection 105.6.3 Construction Water: Construction water may be available from Maricopa Water District (MWD). The 
Contractor shall contact MWD to determine the availability of such water. The cost for such uses of these water resources is 
considered incidental to the project. 

SUBSECTION 105.7 COOPERATION BETWEEN CONTRACTORS: 

The Contracting Agency reserves the right at any time to contract for and perform other or additional work on or near the 
work covered by the contract. 

When separate contracts are let within the limits of any one project, each Contractor shall conduct his/her work so as not to 
interfere with or hinder the progress or completion of the work being performed by other Contractors. Contractors working on 
the same project shall cooperate with each other as directed. 

Each Contractor involved shall assume all liability, financial or otherwise, in connection with his/her contract and shall 
protect and save harmless the Contracting Agency from any and all damages or claims that may arise because of 
inconvenience, delay, or loss experienced by him because of the presence and operations of other Contractors working within 
the limits of the same project. 

The Contractor shall arrange his/her work and shall place and dispose of the materials being used so as not to interfere with 
the operations of the other Contractors within the limits of the same project. He/she shall join his/her work with that of others 
in an acceptable manner and shall perform it in proper sequence to that of the others. 

The Contracting Agency will not honor any claim for extra compensation due to delays, extra work, or extension of time 
caused by any other Contractors working within the limits of the same project. 
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SUBSECTION 105.8 CONSTRUCTION STAKES, LINES AND GRADES: 

The following applies to the stakes, lines, and grades relative to construction: 

A) The Engineer will furnish a Benchmark which the Contractor will use to set line and grade for all construction. All 
other surveying required for the project shall be the Contractor's responsibility. The Engineer will not set any 
construction stakes. 

B) Before any construction work is started, the Contractor shall perform all base surveys and cross sections of existing 
conditions that may be required as a basis for quantity determination. 

C) The Contractor shall submit original construction surveyor's notes duly signed by a Registered Land Surveyor to the 
Engineer at the end of the project. Copies of the survey notes shall be submitted to the Engineer during construction 
as and when requested. 

D) As-built drawings shall be prepared by updating original mylar drawings as provided by the Owner. Any changes 
required are to be made in red ink having waterproof, opaque, and reproducible characteristics. Deleted items shall 
be crossed out or lined out, no erasures will be allowed. Paper as-built progress drawings shall be maintained in a 
current condition at all times until completion of the work and shall be available for review by the Engineer at all 
times. The final as-built mylar drawings shall be sealed by an Engineer registered in the State of Arizona and shall 
be provided by the Contractor to the Engineer prior to project close out and prior to the final contract payment. And, 
as-builts will also be provided in electronic format using files on disk or CD as provided by the Owner. 

SUBSECTION 105.9 DUTIES OF INSPECTOR: 

The Engineer may provide the Inspector, assistants, and other field staff to assist the Engineer in observing performance of 
the work of the Contractor. Through onsite observations of the work in progress and field checks of materials and equipment, 
the Inspector shall endeavor to provide further protection for the Contracting Agency against defects and deficiencies in the 
work of the Contractor, but, the furnishing of such services will not make the Inspector responsible for or give the Inspector 
control over construction means, methods, techniques, sequences, or procedures or for safety precautions or programs, or 
responsibility for the Contractor's failure to perform the work in accordance with the contract documents . 

Inspectors employed by the Contracting Agency will be authorized to inspect all work done and materials furnished. Such 
inspection may extend to all or any part of the work and to the preparation, fabrication or manufacture of the materials to be 
used. The inspector will not be authorized to alter or waive the provisions of the contract. The inspector will not be authorized 
to issue instructions contrary to the plans and specifications or to act as foreman for the Contractor. 

The inspector will, however, have the authority to reject work or materials until any questions at issue can be referred to and 
decided by the Engineer. 

SUBSECTION 105.10 INSPECTION OF WORK: 

Inspection of the work by the Engineer or his/her authorized representative shall not be considered as direct control of the 
individual workman and his/her work. The direct control shall be solely the responsibility of the Contractor's foreman and 
superintendent. 

The Engineer shall be permitted to inspect all materials, and each part or detail of the work at any time for the purpose of 
expediting and facilitating the progress of the work. He/she shall be furnished with such information and assistance by the 
Contractor as is required to make a complete and detailed inspection. Any work done or materials used without supervision 
and inspection by an authorized Contracting Agency representative may be ordered removed and replaced at no additional 
cost to the Contracting Agency. Failure to reject any defective work or materials shall not in any way prevent later rejection 
when such defect is discovered nor obligate the Engineer to final acceptance. 

When any unit of government or political subdivision is to pay a portion of the cost of the work covered by the contract, its 
representatives shall have the right to inspect the work. Such inspection shall in no sense make any unit of government or 
political subdivision a party to the contract, and shall in no way interfere with the rights of either party to the contract. 
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SUBSECTION 105.11 REMOVAL OF UNACCEPTABLE AND UNAUTHORIZED WORK: 

Unacceptable work, whether the result of poor workmanship, use of defective materials, damage through carelessness or any 
other cause, found to exist prior to the final acceptance of the work, shall be removed immediately and replaced in an 
acceptable manner. 

No work shall be done without lines and grades having been given by the Engineer. Work done contrary to the instructions of 
the Engineer, work done beyond the lines shown on the plans, or as given, or any extra work done without authority, will be 
considered as unauthorized and will not be paid for under the provisions of the contract. Work so done may be ordered 
removed or replaced at no additional cost to the Contracting Agency. 

SUBSECTION 105.12 MAINTENANCE DURING CONSTRUCTION: 

The Contractor shall maintain the work during construction and until the project is accepted. This maintenance shall constitute 
continuous and effective work prosecuted day by day, with adequate equipment and forces to the end so that the roadway or 
structures are kept in satisfactory conditions at all times. 

In the case of a contract for the placing of a course upon a course or subgrade previously constructed, the Contractor shall 
maintain the previous course or sub grade during all construction operations. All cost of maintenance work during construction 
and before the project is accepted shall be included in the unit bid price on the various pay items. 

SUBSECTION 105.13 FAILURE TO MAINTAIN ROADWAY OR STRUCTURE: 

If the Contractor, at any time, fails to perform maintenance during construction, the Engineer will immediately notify the 
Contractor of such noncompliance. If the Contractor fails to remedy unsatisfactory maintenance within 24 hours after receipt 
of such notice, the Engineer may immediately proceed to maintain the project. The entire cost of this maintenance will be 
deducted from monies due or to become due the Contractor on his/her contract. 

SUBSECTION 105.14 PARTIAL USE OR OCCUPANCY: 

Should an urgent or unforeseen need occur, the Contractor agrees to let the Contracting Agency use or occupy a unit or 
portion of the project, such as a structure, utility service, or a section of road or pavement, prior to final acceptance. 

Prior to such use or occupancy the Contracting Agency will prepare a written agreement with the Contractor and accomplish a 
partial acceptance inspection. The written agreement will include a revised construction schedule, responsibilities for 
maintenance of the partial acceptance and continued construction of the original project to final acceptance, payments, 
insurance and bond requirements. 

SUBSECTION 105.15 ACCEPTANCE: 

(A) PARTIAL ACCEPTANCE: If at any time during the prosecution of the project the Contractor substantially 
completes a unit or portion of the project, such as a structure, utility service, or a section of road or pavement, he/she 
may request the Engineer to make final inspection of that work. If the Engineer finds, upon inspection, that the work 
has been satisfactorily completed in compliance with the contract he/she may accept the work as being completed 
and the Contractor may be relieved of further responsibility for that work. Such partial acceptance shall in no way 
void or alter any terms of the contract. 

(B) FINAL ACCEPTANCE: Upon due notice from the Contractor of presumptive completion of the entire project, the 
Engineer will make an inspection. If all construction provided for and contemplated by the contract is found 
completed to his/her satisfaction, that inspection shall constitute the final inspection and the Engineer will make the 
final acceptance. The Contractor will be notified in writing of this acceptance as of the date of the final inspection. 
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If, however, the inspection discloses any work, in whole or in part, as being unsatisfactory, the Engineer will give the 
Contractor the necessary instructions for correction of same, and the Contractor shall immediately comply with and execute 
such instructions. Upon correction of the work, another inspection will be made whjch shall constitute the final inspection 
provided the work has been satisfactorily completed. In such event, the Engineer will make the final acceptance and notify the 
Contractor in writing of this acceptance as of the date of the final inspection. 

End of Section 
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SECTION 106 CONTROL OF MATERIALS 

SUBSECTION 106.1 SOURCE OF MATERIALS AND QUALITY: 

-
All construction materials to be used on the work or incorporated into the work, equipment, plant, tools, appliances or 
methods to be used on the work shall be subject to the inspection and approval or rejection of the Engineer. 

The materials used on the work shall meet all quality requirements of the contract. In order to expedite the inspection and 
testing of materials, the Contractor shall notify the Engineer of his/her proposed source of materials prior to delivery. At the 
option of the Engineer, materials may be approved at the source of supply before delivery is started. If it is found after trial 
that sources of supply for previously approved materials do not produce specified products the Contractor shall furnish 
materials from other sources. 

Unless otherwise noted, all materials used in the project shall be new and unused. Additionally, any new materials used in this 
project that are damaged during the construction of the project and prior to final acceptance, as determined by the Engineer, 
shall be replaced by the Contractor with new material at no additional cost to the Contracting Agency. 

Select Material, Aggregate Base, Mineral Aggregate, concrete, steel products and pipe shall be obtained from commercial 
sources. Contractor shall pay all royalties, or any other charges or expenses, incurred in connection with the securing and 
hauling of the material. Contractor will be required to furnish Engineer with a list of its proposed commercial sources prior to 
use, and shall present certificates stating that the material produced from any commercial sources is in accordance with the 
Special Provisions and these Supplementary General Conditions. 

SUBSECTION 106.2 SAMPLES AND TESTS OF MATERIALS: 

All materials to be incorporated in the work may be subject to sampling, testing and approval, and samples furnished shall be 
representative of the materials to be used. The Engineer may select samples, or may require that samples be delivered by the 
Contractor to a laboratory designated by the Engineer. 

The Contractor is responsible for all quality control in accordance with the Special Provisions. The locations (station, 
elevation, offset from construction centerline) of al l field quality control testing shall be recorded by the Contractor and 
submitted to the Engineer in accordance with the Special Provisions. 

The Contracting Agency will pay for the initial or normal test required by the Engineer to guard against unsuitable materials 
or defective workmanship. Additional tests, requi re due to failure of the initi al or normal test(s), shall be paid for by the 
Contractor. The Engineer will designate the laboratory which will accomplish the additional test(s). 

The procedures and methods used to sample and text materials will be determined by the Engineer. Unless otherwise 
specified, samples and tests wil l be made in accordance with either the Materials Testing Manual of the Contracting Agency 
or the standard methods of AASHTO or ASTM, which were in effect and published at the time of advertising for bids. 

The Contractor shall be required to calibrate all material testing apparatus outlined in these specifications, or which may be 
required for quality control testing, in accordance with the requirements of the equipment manufacturer. 

The laboratory responsible for the test shall furni sh at least one copy of the test results to the Contracting Agency or his/her 
designated representative, to the Contractor, and to the appropriate material supplier. 

With respect to certain manufactured materials, the Engineer may permit the use of some materials prior to sampling and 
testing provided they are delivered with either a certificate of compliance or analysis or both, stating that the materials comply 
in all respects with the requirements of the specifications. These certificates shall be furnished in triplicate and clearly identify 
each delivery of materials to the work area. The certificates shall be signed by a person having legal authority to bind the 
supplier or manufacturer. 

SUBSECTION 106.3 PLANT INSPECTION: 

The Engineer may undertake the inspection of materials at the source. In this event, the fo llowing conditions shall be met: 
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A) The Engineer shall have the cooperation and assistance of the Contractor and the producer with whom he/she has 
contracted for materi als. 

B) The Engineer shall have full entry at all times to such parts of the plant as may concern the manufacture or 
production of the materials being furnished. 

It is understood that the Contracting Agency reserves the ri ght to retest all materials, prior to use in the work, upon delivery. 

SUBSECTION 106.4 TRADE NAMES AND SUBSTITUTIONS: 

Whenever an item of materi al or equipment is specified or described in the Construction Documents by using the name of a 
proprietary item or the name of a particular Supplier, the specification or description is intended to establish the type, function 
and quantity required. Unless the specification or description contains or is followed by words reading that no like, equivalent 
or "or-equal" item or no substitution is permitted, other items of material or equipment of other Suppliers may be accepted by 
Engineer under the following circumstances: 

A) "Or-Equal": If in the Engineer's sole discretion an item of material or equipment proposed by Contractor is 
functionally equal to that named and sufficiently similar so that no change in related Work will be required, it may be 
considered by Engineer as an "or-equal" item, in which case review and approval of the proposed item may, in 
Engineer's sole discretion, be accomplished without compliance with some or all of the requirements for acceptance 
of proposed substitute items. 

B) Substitute Items: If in Engineer's sole discretion an item does not qualify as an "or-equal" item under subparagraph 
106.4 (A), it will be considered a proposed substitute item. Contractor shall submit sufficient information as 
provided below to allow Engineer to determine that the item of material or equipment proposed is essentially 
equivalent to that named and an acceptable substitute therefore. The procedure for review by Engineer will include 
the following and may be supplemented in the Construction Specifications and as Engineer may decide is 
appropriate under the circumstances. Requests for review of proposed substitute items of material or equipment will 
not be accepted by Engineer from anyone other than Contractor. If Contractor wishes to furnish or use a substi tute 
item of material or equipment, Contractor shall first make written application to Engineer for acceptance thereof, 
certifying that the proposed substitute will perform adequately the functions and achieve the results called for by the 
general design, be similar in substance to that specified and be suited to the same use as that specified . The 
application will state the extent, if any, to which the evaluation and acceptance of the proposed substi tute will 
prejudice Contractor's achievement of completion on time, whether or not acceptance of the substitute for use in the 
Work will require a change in any of the Construction Documents (or in the provisions of any other direct contract 
with Owner for work on the project) to adapt the design to the proposed substitute and whether or not incorporation 
or use of the substitute in connection wi th the Work is subj ect to payment of any license fee or royalty. All variations 
of the proposed substitute from that specified will be identified in the application and available maintenance, repair 
and replacement service will be indicated. The application will also contain an itemized estimate of all costs or 
credits that will result directly or indirectly from acceptance of such substitute, including costs of redesign and claims 
of other Contractors affected by the resulting change, all of which will be considered by Engineer in evaluating the 
proposed substitute. Engineer may require Contractor to furnish additional data about the proposed substitute. 

C) Contractor's Expense: All data to be provided by Contractor in support of any proposed "or-equal" or substitute item 
will be at Contractor's expense. 

D) If the final placement of a product wi ll remain the property of the municipality or utility and/or owned by the 
municipality or utility, that entity is responsible for issuing written approval for any equivalent or "or-equal" 
products. The Contractor or Supplier will submit to that entity the req uest and documentation for written approval of 
a product substitution. The Contractor will provide the enti ty's written approval to the Engineer at the Pre
Construction Meeting. 

Plans and specifications may contain references to equipment, materials or patented processes by manufacturer, trade name, 
make or catalog number. Unless the name is fo llowed by words indicating that no substitution is permitted, such references 
shall be regarded as establishing a standard of quality, finish, appearance, performance or, as indicated, a selection based 
upon compatibili ty with existing equipment or materials. 
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The use of an alternate or substitute item or source may be perrrlitted, subject to the following: 

A) No consideration will be given to a substitution prior to the award of the contract. 

B) Only substitutions submitted by the Contractor will be accepted for review. The substitution shall be submitted in 
writing to the Engineer. 

C) The subrrlittal shall certify that the substitution will perform the functions and achieve the results called for by the 
general design, be sirrlilar and of equal substance, and be suited to the same use as that specified. 

D) The subrrlittal shall state any required changes in the contract documents to adapt the design to the proposed 
substitution. This will include all changes required of other contractors/subcontractors affected by the resulting 
changes. 

E) The submittal shall contain an itemized estimate of all costs and credits that will result directly or indirectly from the 
acceptance of such substitution, including costs of design, license fees, royalties, testing, Engineer's evaluation, 
claims of other contractors/subcontractors, etc. Also, the subrrlittal shall include any adjustment in the contract time 
created by the substitution. 

F) The Contractor, on request of the Engineer, shall submit samples or any additional information the Engineer may 
deem necessary to evaluate the acceptability of the substitution. The Engineer will evaluate the information provided, 
perform tests when necessary and make comparisons. The Engineer will then make the final decision as to the 
acceptability of the proposed substitution. The Contractor will be notified in writing by the Engineer as to whether 
his/her substitution has been accepted or rejected. 

G) The subrrlittal, for purposes of review, number of copies, etc., shall follow the procedures as outlined in Section 
105.2, except in the case of response time. If the Engineer does not respond in a timely manner, which in tmn, 
impacts the substitution, the Contractor shall continue to perform the work in accordance with the contract and the 
substitution will be considered rejected. Also, no adjustment in the contract time will be granted for nonacceptance 
of the substitution. 

H) There will be no additional costs to the Contracting Agency for the substitution. If the substitution yields a net 
savings in the contract price, the amount of savings shall be divided between the Contracting Agency and the 
Contractor in a percentage established by the Contracting Agency. 

I) If the substitution is accepted and an adjustment in the contract cost and/or contract time is in order, a change order 
will be issued to the Contractor for the changes. 

SUBSECTION 106.5 STORAGE OF MATERIALS: 

The Contractor shall provide storage facilities and exercise such measures as will insure the preservation of the quality and 
fitness of all materials and/or equipment to be used in the work. Stored materials and/or equipment, even though approved 
before storage, may again be inspected prior to their use in the work. Stored items shall be located so as to facilitate their 
prompt inspection. That portion of the right-of-way and easements not required for public travel may be used for storage 
purposes, when approved by the Engineer. Any additional storage area as required must be provided by the Contractor. 
Private property shall not be used for storage purposes without written permission of the owner or lessee. If requested, by the 
Engineer, copies of such written perrrlission shall be made available. 

The Contractor shall obtain approval of the Engineer when using vacant property to park and service equipment and store 
materials for use. The Contractor will obtain prior written approval of the property owner for such use and submit a copy of 
the approval to the Engineer prior to use of the property. 

The Contractor shall grade all construction yards, easements and lirrllts of construction which are disturbed by construction or 
construction related activities to the lines and grades shown on the plans; or as a rrlinimum, where no line or grade is shown, 
to a condition similar to or better than the pre-existing condition. 
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Subsection 106.5.1 Contractor Access: The proposed work is located in unincorporated Maricopa County. The site is 
approximately 40 miles west of Phoenix and can be reached by proceeding west on Northern Avenue to just beyond the 
Beardsley Canal. Access to the project is along an unimproved road across MWD and/or District property for which the 
Owner has obtained a service road right-of-way. The gated service road is located on the south side of Northern Avenue and 
parallels the Beardsley Canal for about 1/2-rnile then turns southwest to the northern end of White Tanks FRS No. 3, which is 
fenced and gated. This is the only construction access available. Use of the access will require prior coordination with the 
MWD. 

Maricopa Municipal Water District #1 (MWD) 
14825 West Grand Avenue 
Phoenix, Arizona 
623-546-8266 

SUBSECTION 106.6 HANDLING MATERIALS: 

All materials and/or equipment shall be handled in such a manner as to preserve their quality and fitness for the work. 

SUBSECTION 106.7 UNACCEPTABLE MATERIALS: 

All materials and/or equipment not conforming to the requirements of the specifications, whether in place or not, may be 
rejected. Rejected materials and/or equipment shall be removed immediately from the site of work unless otherwise permitted 
by the Engineer. No rejected material and/or equipment, the defects of which have been subsequently corrected, shall be used 
until approved in writing by the Engineer. 

SUBSECTION 106.8 FURNISHED MATERIALS: 

Materials and/or equipment, furnished by the Contracting Agency, will be delivered or made available to the Contractor as 
indicated in the special provisions. The cost of handling and placing shall be considered as included in the contract price for 
the pay item with which they are used. 

The Contractor will be held responsible for all materials and/or equipment accepted by him and will make good any 
shortages, deficiencies and damages which may occur after such acceptance. 

End of Section 
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SECTION 107 LEGAL REGULATIONS AND RESPONSIBILITY TO PUBLIC 

SUBSECTION 107.1 LAWS TO BE OBSERVED: 

The Contractor shall keep full y informed of all Federal and State laws, County and City ordinances, regulati ons, codes and all 
orders and decrees of bodies or tribunals having any jurisdiction or authority, which in any way affect the conduct of the 
work. He/she shall at all times observe and comply with all such laws, ordinances, regulations, codes, orders and decrees; and 
shall protect and indemnify the Contracting Agency and its representatives against any claim or liability arising from or based 
on the violation of such, whether by himself or his/her employees. 

The attention of the Contractors is directed to the provisions of the following sections, Arizona Revised Statutes. 

A) ARS 23-373. Contracts negotiated between public Contractors and public employers shall contain the fo llowing 
contractual provisions: 

In connection with the performance of work under this contract, the Contractor agrees not to di scriminate against any 
employee or applicant for employment because of race, religion, color or national origin. The aforesaid provision 
shall include, but not be limited to, the following: Employment, upgrading, demotion or transfer, recruitment or 
recruitment advertising, layoff or termination, rates of pay or other forms of compensation, and selection for training, 
including apprenticeship. The Contractor agrees to post hereafter in conspicuous places, available for employees and 
applicants for employment, notices to be provided by the contracting officer setting forth the provision of the 
nondiscrimination clause. 

The Contractor further agrees to insert the foregoing provision in all subcontracts, except subcontracts for standard 
commercial supplies or raw materials. 

B) The source of Federal-aid funds used on this project are from PL-566. The PL-566 funds are exempt fro m the 
provisions of the Davis-Bacon Act. 

C) ARS 40-360.22 Excavations: determining location of underground faci li ties; providing information. This statute 
requires that no person shall begin excavating before the location and marking are complete or the excavator is 
notified that marking is unnecessary and requires that upon notification, the owner of the facility shall respond as 
promptly as practical, but in no event later than two working days . The "Blue Stake Center" (263-1100) was formed 
to provide a more efficient method of compliance with this statute. 

This section is not app licable to an excavation made dming an emergency which involves danger to life, health or 
property if reasonable precautions are taken to protect underground faci lities. 

D) ARS-40-360.23. Making excavations in careful , prudent manner: liability for negligence. This statute states that 
obtaining information as requ ired does not excuse any person making any excavation from doing so in a careful and 
prudent manner nor shall it excuse such persons from liability for any damage or inj my resulting from his/her 
negligence. 

E) ARS-40-360.28 Civil penalty; liabili ty. If the owner or operator fa ils to locate, or incon ectly locates the underground 
faci lity, pursuant to this article, the owner or operator becomes liable for resulting damages, costs and expenses to 
the injured party. 

F) ARS 32-2313. Business license; business name; branch office registration; renewal. No person, partnership, 
corporation or association shall engage in the business of general pest or weed control without being duly 
licensed/certified by the Structural Pest Control Board. 

SUBSECTION 107.2 PERMITS: 

Contractor shall obtain all permits and licenses, including those required by the Town of Buckeye, State of Arizona, Maricopa 
County, U.S. Government, or any other local or federal agency, and shall pay all charges , fees, taxes, and provide all notices 
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necessary and incidental to the due and lawful prosecution of the work. In particular, the Contractor will obtain all necessary 
AZPDES and SWPPP permits as required and in accordance with Subsection 107.2.1. 

Corps of Engineers Section 404 Permit: 

The Owner has applied for and obtained the necessary 404 Permit. A copy of the permit and associated stipulations is 
provided in Appendix B. The Contractor will review and ab ide by the permit and stipulations. 

ADWR and NRCS Construction Approval: 

The Arizona Department of Water Resources (ADWR) has determined that this project is under the jurisdiction of their Dam 
Safety Program. The project is also under the jurisdiction of the Natural Resources Conservation Service (NRCS) . The Owner 
has applied for and received and obtained approval from ADWR and NRCS to construct the modifications to White Tanks 
FRS No. 3. All plans, specifications, addendums, plan and specification changes, shop drawings, Value Engineering 
proposals, and other documents pertinent to the modification of White Tanks FRS No. 3 will be reviewed by ADWR and 
NRCS. Any changes to the project plans, specifications, or materials will require advance approval by the District, ADWR, 
and NRCS. Construction means, methods, materials, products, and quality control will be reviewed, inspected, and subject to 
approval by ADWR and NRCS. Acceptance of the constructed facilities by the Owner will be contingent on approval by 
ADWR and NRCS. As such, it is imperative that the Contractor shall follow all the requirements specified on the plans and 
specifications, and maintain strict quality control for all construction work. 

Subsection 107.2.1 - AZPDES Permit Requirements : 

A) This project is subject to the Arizona Pollutant Discharge Elimination System (AZPDES) Storm water requirements 
for construction sites under the Arizona Department of Environmental Quality 's (ADEQ's) General Permit for 
Arizona. Under provisions of that permit, the Contractor shall be designated as permittee, and shall take all necessary 
measures to assure compliance with the AZPDES General Permit for Arizona as well as all other applicable Federal, 
State and local laws, ordinances, statutes, rules and regulations pertaining to storm water discharge. As the permittee, 
the Contractor is responsible for preparing, in a manner acceptable to the ADEQ, all documents required by this 
regulation, including but not necessarily limited to: 

1. Storm Water Pollution Prevention Plan (SWPPP) for the project, including certification of compliance form. 
Contractor shall be required to develop, implement, update and revise the SWPPP, as necessary, in order to 
assure compliance with the ADEQ permit requirements. The SWPPP shall be retained on the project site at all 
times during construction. 

2. Notice of Intent (NOI) to assure compliance with the AZPDES General Permit for Arizona, including 
certification of signatures. 

3. Notice of Termination (NOT) of coverage under AZPDES General Permit for Arizona. 

B) The Contractor shall submit the completed and duly signed NOI forms to ADEQ no later than seven (7) business 
days after the contract award. Proof of the submittal date must be provided to the Owner. If the work is within 
1/4 mile of an Impaired or Unique Water, the SWPPP needs to be submitted with the NOI to ADEQ. If the location 
is farther away than that, no SWPPP needs to be submitted to ADEQ but a copy of the SWPPP must be avai lable on 
site. 

C) When the discharge is to an Impaired or Unique water or is in or near endangered species habitat as identified by 
ADEQ's smart NOI permitting system, applicants are not authorized under this permit for a minimum of 32 business 
days following the receipt of the NOI and SWPPP. ADEQ may notify operators within this time frame that there is 
cause for SWPPP amendment, or denial of coverage as specified in Parts l.D.5 and l.D.6 of the general permit. If 
notification is not received in the 32-business-day time frame, the Contractor may assume coverage under this permit 
according to ADEQ requirements. Contractor must notify Owner of the status of che NOI prior to commencing work. 
The applicant shall submit the NOI (application) to: 
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Arizona Department of Environmental Quality 
Water Permits Section/Stormwater NOI (5415B-3) 
1110 W. Washington Street 
Phoenix, Arizona 85007 
or fax to (602) 77 1-4674 

If the faci lity has the potential to di scharge to a municipal separate storm sewer system (MS4), the applicant must 
also fo rward a copy of the completed NOI to the owner/operator of the MS4 system at the time it is submitted to the 
Department. 

Failure by the Contractor (or Subcontractors of any tier) to submit NOI's within the mandated time frame shall result 
in delay of the construction start date, and no claim for extension of time will be granted for such delay. A copy of 
the completed NOI shall be posted at the construction site and a copy of the general permit and SWPPP should be 
on-site at all times. 

D) Inspections of all storm water pollution control devices on the project shall be performed by Contractor every 7 days 
or at least once every 14 calendar days , and also within 24 hours of the end of a storm event of 0.50 inches or more 
as required under provisions of the AZPDES general permit for Arizona. A reduced inspection frequency may be 
used provided the conditions in Part IV.H.2 of the general permit have been met. Contractor shall prepare reports on 
such inspections and retain the reports fo r a period of three years after the general permit coverage expires or is 
terminated. Inspection reports shall be submitted monthly to Owner along with progress payment requests. 
Additionally, Contractor shall maintain all storm water pollution control devices on the project in proper working 
order, which shall include cleaning and/or repair during the duration of the project. 

E) Contractor warrants that its employees and Subcontractors of any tier and their employees shall at all times comply 
with all applicable laws, ordinances, statutes, rules and regulations set forth by all federal, state and local 
governments and ADEQ in connecti on with AZPDES permitting requirements and laws and regulations pertaining to 
air, groundwater and surface water quality. 

Fines and penalties imposed by ADEQ against Owner or the Contractor for Contractor's failure to comply with any 
of the requirements of AZPDES General Permit of Arizona shall be borne by the Contractor. 

F) Upon project completion, acceptance and demobilization, Contractor shall submit its completed, duly executed NOT 
form to ADEQ at the address listed in Section (C) above, thereby terminating all AZPDES permit coverage for the 
project. Contractor shall then sunender to Owner copies of the SWPPP, inspection information and all other 
documents prepared and maintained by the Contractor in compliance of the AZPDES permit coverage for the 
project. Contractor shall retain the originals of such documents for a period of three (3) years following the 
completion of the project. 

G) The Lump Sum price for the SWPPP shall include al l material, labor, and all other costs relating to the preparation, 
installation and maintenance of the SWPPP during project construction, including assming proper operation of the 
pollution control devices installed, and all maintenance, cleaning, and disposal costs associated with clean-up and 
repair fo llowing storm events, runoff or releases on the project. The Lump Smn price for the SWPPP shall be 
inclusive of all costs, and no additional claims shall be made by Contractor under any other specification provision 
of these documents, including Changed Conditions. Payment for this bid item shall be upon completion and 
acceptance of the project, as per Section 109 .1. 

H) Copies of all required forms and guidance for preparing the SWPPP are available in the "Drainage Design Manual 
for Maricopa County, Volume III Erosion Control." The manual is availab le at the Flood Control District, 2801 
West Durango Street, Phoenix, Arizona 85009. For appropriate guidance and forms as provided by ADEQ, the 
Contractor should refer to the ADEQ webs ite at: 
http:/ /wwww. adeq .state.az. us/environ/water/permi ts/stormwater. h tml#const. 

Payment for Construction AZPDES/SWPPP permit requirements shall be made on the basis of lump sum for all work 
described in Subsection 107.2.1 for: 

ITEM 107-1 AZPDES/SWPPP PERMITS 
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Subsection 107.2.2 - Other Permits: The fo llowing permits have been obtained by the Owner for the construction of the 
dam. The Contractor shall fo llow all terms and conditions of each permit as they apply to his/her operations. 

State 401 Water Quality Certification: 

The Corps of Engineers and the Arizona Department of Environmental Quality have determined that this activity is 
precertified for a Section 40 1 permit under nationwide permit no. 3. The following are general requirements of the 
certification: 

THE A RIZONA DEPARTMENT OF ENVIRONMEN TAL QUALITY -
POLICY FOR PROTECTING WA TER QUA LITY DURING FACILITY 
CONSTR UCTION 

Appropriate items as listed below should be included in specifications for 
construction and related activities in or near watercourses. Adherence to the 
cited procedures should assure compliance with Water Quality Standards for 
Navigable Wate rs, A.A.C. R18-ll -1. Specifications should require the person 
responsible for the activity to submit a program fo r effective control of water 
pollution to the person in charge of the project which includes procedures for 
protecting water from pollution with fu.els, oils, bitumens, calcium chloride, 
silt, cement, asphalt, tires, batteries and other harmful materials, and for 
conducting and scheduling operations so as to avoid or minimize silting of the 
water. 

SPECIFIC PROCEDURES FOR PREVENTING WA TER POLL UTION 
MAY INCLUDE: 

1. Provision for tempormy pollution control measures such as: dikes, 
basins, ditches, diversions, silt fences and the application of straw and 
seed, to be functional prior to land disturbing activities. 

2. Erosion control measures including minimizing clearing and grubbing 
and limiting exposure of erodible surface to 750,000 square feet for each 
construction phase or location. 

3. Construction of footings in water by sheet pile cofferdam method and 
pumping water from within the dam to settling ponds before returning it 
to the waterc,ourse. 

4. Isolation of the construction area by dikes and/or berms. 

5. Erection of barriers, covers, shields and other protective devices as 
necessary to prevent any construction materials, equipment or 
contaminants/pollutants from falling or being thrown into a watercourse. 

6. Construction of drainage facilities with armoring when necessary to 
control erosion and sedimentation. 

7. Provision of an adequate means, such as a bypass channel, to cany a 
stream free from mud and silt around operations which remove material 
from beneath a flowing stream. 

8. A requirement for the transportation of materials across live streams to be 
condU;cted without muddying the stream. Mechanized equipment should 
not be operated in stream channels of live streams except as may be 
necesswy to construct crossings or barriers and fi ll for channel 
modifications. 
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9. A requirement for wash water from aggregate washing or other 
operations containing mud or silt to be treated by fi ltration or retention in 
a settling pond, or ponds adequate to prevent water from transporting 
sediment into streams or watercourses. 

10. A requirement for oily or greasy or substances originating from the 
contractor 's operations not be placed where they will later enter a stream 
or watercourse. 

11. Provisions for Portland cement or fresh Portland cement concrete not be 
allowed to enter flowing water of streams. 

12. A requirement to return the flow of streams as nearly as possible to a 
meandering thread without creating a possible future bank erosion 
problem when operations are completed. 

13. A requirement that material derived from roadway work should not be 
deposited in a stream or watercourse where it could be washed away by 
stream flows. 

Contractor shall follow all the requirements in the 401 Water Quality Certification permit. The permit will be attached to the 
bid documents. 

US Army Corps of Engineers, 404 Permit (Appendix B to SGCs): 

The Corps of Engineers has determined, under Section 404 of the Clean Water 
Act (33 U.S.C. 1344), that the contract work complies with the terms of the 
404 Permit Number: 2004-00476-SDM (Reference Appendix B to SGCs). 

The Contractor must comply with all General and Special Condition(s) of the 
404 permit. 

SUBSECTION 107.3 PATENTED DEVICES, MATERIALS AND PROCESSES: 

If the Contractor employees any design, device, material, or process covered by letters of patent or copyright, he/she shall 
provide for such use by suitable legal agreement with the patentee or owner. The Contractor and the surety shall indemnify 
and save harmless the Contracting Agency, any affected third party or political subdivision from any and all claims for 
infr ingement by reason of the use of any such patented design, device, material or process, or any trademark or copyright, and 
shall indemnify the Contracting Agency for any costs , expenses, and damages which it may be obligated to pay by reason of 
any infringement, at any time during the prosecution or after the completion of the work. 

SUBSECTION 107.4 ARCHAEOLOGICAL REPORTS: 

Attention is directed to Sections 41-844 and 41-846 Arizona Revised Statues. In view of the above, it shall be a provision of 
every contract that when archaeological features are encountered or unearthed in the excavation of material pits or of the 
roadway prism, or other excavation, the Contractor shall report promptly to the Director of the Arizona State Museum and the 
Contracting Agency. The Contractor will be allowed extra time as appropriate in accordance with the provisions of 
Section 108. 

Any cultural and/or paleontological resource (historic or prehistoric site or object) discovered by the Contractor, or any 
person working on his/her behalf, shall be immediately reported to the Engineer. The Contractor shall suspend all operations 
in the immediate area of such discovery until written authorization to proceed is issued by the Engineer. An evaluation of the 
discovery will be made by authorized personnel and the Engineer to determine appropriate actions to prevent the loss of 
significant cultural or scientific resources. The Contractor shall prevent his/her employees from trespassing on, removing, or 
otherwise disturbing such resources. 
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SUBSECTION 107.5 SAFETY, HEALTH AND SANITATION PROVISIONS: 

The Contractor shall provide and maintain in a neat, sanitary condition such accommodations for the use of his/her employees 
as may be necessary to comply with the requirements and regulations of the Arizona State Department of Health or as 
specified by the Maricopa County Health Department, Sanitary Code. 

The Contractor shall provide all safeguards , safety devices and protective equipment and take any other needed actions, on 
his/her own responsibility or as the Engineer may determine, reasonably necessary to protect the life and the health of 
employees on the job, the safety of the public and to protect property in connection with the performance of the work covered 
by the contract. 

Precaution shall be exercised by the Contractor at all times for the protection of persons (i ncluding employees) and property. 
The Contractor shall comply with the provisions of all applicable laws, pertaining to such protection including all Federal and 
State occupational safety and health acts, and standards and regulations promulgated thereunder. 

The entire construction site shall be considered a "Hard Hat Area" and all personnel in the area will be required to wear a 
hard hat. 

Subsection 107.5.1 Asbestos Materials: If asbestos materials are encountered during any building remodeling/demolition 
work, the Contractor shall comply full y with the Arizona Administrative Code, A.A.C. R1 8-2-901 and notify the Engineer. As 
stated in Section 350 of the Special Provisions, the upstream portions of the outlet pipes to be removed and the remaining 
porti ons of the upstream outlet pipes to be grouted in place, are known asbestos-containing-materials (ACM's). The asbestos 
Jab testing results are included in Appendix C. An extension of contract time will be granted for any delay resulting from the 
discovery of asbestos materials, other than those outlined in these specifications, in accordance with Section 108. 

Subsection 107.5.2 Lead-Containing Paint: Paint and similar surface coating materials that contain lead compounds and in 
which the lead content exceeds 0.06 percent of the total weight of the non-volatile content of the paint or the weight of the 
dried paint film is declared a banned hazardous product and will not be used (Consumer Product Safety Act Part 1303 dated 
9-1-77). 

Subsection 107.5.3 Compliance with the Arizona Communication Standard: Owner will provide Contractor with 
Material Safety Data Sheets (MSDS) for any products known to exist on the site that are deemed health hazards. Contractor 
will provide a copy of Owner-provided MSDS to ail Subcontractors. 

Contractor will provide Owner and all Subcontractors with MSDS for any products that have or are deemed health hazards 
that will be brought onto the site or created on the site by either Contractor or by any Subcontractors. 

Contractor will provide Owner with a statement certifying that all personnel (Contractor and Subcontractor) employed by 
Contractor or by a Subcontractor on the job site have received the required Hazard Communication Standard training. 

Subsection 107.5.4 Contractor's Status During anv Hazard Remediation: If remediation of any discovered Regulated 
waste such as petroleum products (i.e. oi l, grease), asbestos or hazardous waste not identified in this contract is necessary, the 
Owner will address the problem, and if this interferes with the project's critical path, then the CPM and project schedule wi ll 
be reviewed and revised as mutually acceptable by the Engineer and Contractor to minimize the impact to the total project 
schedule. An extension in contract time for any delay to Contractor then resulting may be granted by Owner in accordance 
with Subsection 108.7. 

If any Regulated substance, asbestos, or hazardous substance is encountered that results in a changed condition, then a change 
order may be issued in accordance with the contract. 

If the delay impacts the CPM in such a manner that Contractor is prevented from continuing work on any portion of the 
project, and Owner issues a suspension of work order, then Contractor shall be entitled to compensation in the form of a one
time payment of Demobilization and Rebmobilization costs, which shall be no more than 6 percent of the original bid item 
for mobilization. 
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SUBSECTION 107.6 PUBLIC CONVENIENCE AND SAFETY: 

The Contractor shall at all times so conduct his/her work as to assure the least possible obstruction to traffic and adj acent 
residents . The safety, convenience, and the protection of persons and property, of the general public and residents along the 
street, highway, and areas adj acent to the work area shall be provided for by the Contractor. 

Subsection 107.6.1 Contractor's Marsha ling Yard: Contractors shall notify the Engineer when using vacant property to 
park and service equipment and store material for use on the Contracting Agency construction contracts. 

A) Any use of vacant property adjacent to or near the project for parking or servic ing equipment and/or storing of 
material will require the Contractor to obtain written approval from the property owner. 

B) A copy of the property owner's approval shall be submitted to the Engineer, stating the use of the Marshaling Yard 
in connection with the project. 

C) The Yard shall be adequately maintained to control dust and mud from leaving the property. 

D) Work in the Marshaling Yard shall be scheduled so as to comply with the Agency Noise Ordinance. 

E) Equipment, materials , etc., shall be located so as to minimize impact on adjacent properties. 

F) The Contractor shall clean up property promptly upon completion of use. 

G) Contractor's notificatio n to the Engineer shall specify in detail how the Contractor proposes to comply with (C) 
through (F) above. 

H) The Contractor shall obtain a written release from the property owner after completion of use. A copy of the release 
shall be presented to the Engineer. 

Subsection 107.6.2 Noise Level : The Contractor shall comply with the Agency Code concerning work hours and noise level 
during construction. 

Subsection 107.6.3 Pro ject Signs Allowance: Contractor shall provide and install five project information signs, at locations 
to be determined by the Engineer, before beginning construction to inform the public of the forthcoming project, construction 
dates, and suggested alternate travel routes. Project signs shall include the names of all agencies participating in the project. 
The signs shall also include the 24-hour hot line complaint telephone number. Signs shall be constructed in accordance with 
the "Project Sign Information" drawing to be provided to the Contractor at the pre-construction meeting. The signs shall be 
installed at the location(s) approved by the Engineer. The Contractor shall maintain the signs as necessary, and update the 
information as requested by the Engineer. Payment shall be made according to the allowance in the Bidding Schedule in 
installments of 50 percent upon installation, and the remaining 50 percent upon final payment for the work by bid schedule. 

ITEM.107-2 PROJECT SIGNS ALLOWANCE. 

Subsection 107.6.4 Public Info rmation and Notification: Informing the public on a regular basis of construction activities 
and associated di sruptions and inconveniences will be extremely important on this project. The Contractor shall employ a 
specialty public information service as a subcontractor to provide the commun ity relations program for the project as 
described herein. The name and address of the public information subcontractor shall be submitted with the bid as specified in 
subsection I 02.6 of the Supplementary General Conditions. Contractor shall work closely with hi s/her subcontractor in 
developing and carrying out the community relations program, but shall not expect to actually perform the work of providing 
the public information services. Contractor shall submit a hi story of the subcontactor 's qualifications and experience in public 
information services at the pre-construction conference for acceptance by the Engineer. The community relations program 
shall be designed to run the full length of calendar days in the contract for this project. The program will include but not be 
limited to: 

1. Distributing a pre-construction information letter to all residents, business, etc., within one (1) mile of the project 
site. 

Contract No. FCD 2004C017 PCN 470.04.30 SGC Page 49 of 66 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

2. Printing and distribution of public notices and/or newsletters as required or as directed by the Engineer. All printed 
materials must be in both Engl ish and Spanish. 

The Contractor will use these or other means to inform the local citizens of necessary operations which create high noise 
levels, street closures, limited access, water and sewer service disruption, detour locations, haul route and material delivery 
routes, hours of construction and di sruption of bus, trash, school bus and other delivery/pick-up routes. 

The Contractor will be required to furnish a private line telephone to be used solely for receiving incoming calls from local 
citizens with questions or complaints concerning construction operations or procedures. The Contractor shall publish thjs 
telephone number and maintain a 24-hour answering service. The answering service must be fluent in both English and 
Spanish and shall be operated by Contractor personnel during all hours that work is being performed on the job site. The 
Contractor shall maintain a log of incoming calls, responses, and action taken which shall be submitted to the Engineer 
weekly and/or upon request. 

Prior to the start of work, the Contractor shall notify, by letter, all affected businesses and residents of construction plans and 
schedules within the geographic area identified above. In addition, all schools and emergency services which serve · the 
geographic area wi ll also be notified even though they may be located outside the geographic area described above. The letter 
shall contain, as a minimum, the following information: 

1. Name of Contractor 
2. 24-hour telephone compliant number 
3. Brief description of the project 
4. Name of Contractor Project Superintendent 
5. Name of Engineer 
6. Name of area supervisor 
7. Construction schedule including anticipated work hours 
8. Traffic regulations including land restrictions 
9. Town of Buckeye's telephone number 

The Contractor shall submit a Public Information and Notification Plan to the Engineer at the pre-construction meeting. No 
payments shall be made for this item until the Engineer approves the plan. 

The plan and work, which is eligible for reimbursement, shall include: meetings with impacted businesses, schools, 
emergency services, residents, etc.; scheduling; preparation and distribution of newsletter at least monthly; and maintaining a 
24-hour telephone hot line for complaints. 

The Contractor shall submit a final report/evaluation of the Public Information and Notification process performed for this 
project. This report shall be submitted before the Contractor receives final payment. 

Payment will be based on invoices, and will be for a total amount not to exceed the amount shown in the bid schedule for the 
item, "PUBLIC INFORMATION AND NOTIFICATION ALLOWANCE," for work performed in notifying and coordinating 
with the local population impacted by this project. To cover the cost for administration and supervision, the General 
Contractor may add an amount equal to not more than 5 percent of the accumulated total invoiced billing for actual public 
information services provided by a Subcontractor. This cost for administration and supervision will be considered included in 
the "PUBLIC INFORMATION AND NOTIFICATION ALLOWANCE." 

ITEM 107-3 PUBLIC INFORMATION AND NOTIFICATION ALLOWANCE 

SUBSECTION 107.7 BARRICADES AND WARNING SIGNS: 

The Contractor shall provide, erect, and maintain all necessary barricades, suitable and sufficient lights, danger signals, signs 
and other traffic control devices, and shall take all necessary precautions for the protection of the work and safety of the 
public. Roads, partially or fully closed to traffic, shall be protected by effective barricades, and obstructions shall be 
illuminated during hours of darkness. Suitable warning signs shall be provided to properly control and direct traffic. 

The Contractor shall erect warning signs in advance of any place on the project where operations may interfere with the use of 
the road by traffic, and at all intermediate points where the new work crosses or coincides With an existing road. Such 
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warni ng signs shall be constructed and erected in accordance with the Traffic Barricade Manual prepared or adopted by the 
Contacting Agency's Traffic Engineering Department, which is hereby made a part of these specifications . 

SUBSECTION 107.8 USE OF EXPLOSIVES: 

The use of explosives wi ll NOT be permjtted for any construction activities on the project. 

SUBSECTION 107.9 PROTECTION AND RESTORA TJON OF PROPERTY AND LANDSCAPE: 

The Contractor shall Jimjt all construction activities to the areas shown in the plans and shal l not disturb any areas other than 
as required for construction as shown on the plans. 

Under no circumstances shall the disposal of debris from construction operations create a blerrtish on the landscape. Material, 
which is to be stockpiled or disposed of off-site, shall not encroach on running or intermittent streams, or other waters of the 
U.S. unless the Contractor has obtained the appropriate perrrtits in accordance with applicable state and federal regulations. 

The Contractor shall protect-in-place all existing st:ructmes and other features as identified on the plans, including but not 
lirrtited to transmission towers, canals and related irrigation contro l structures, adjacent residential and commercial structures, 
fences, and walls, and existing vegetation located outside of the right-of-way lirrtits. 

The Corps of Engineers Section 404 Permit provided in Appendix B allows for the dam remediation construction activities, 
to impact 11.5 acres of waters of the United States, in order to maintain the flood control functions at White Tanks 
FRS No. 3. In addition to the permit's General Conditions, the Contractor must comply with the permit Special Conditions. 

The Contractor will grade all Temporary Construction and Permanent Easement areas, and project areas which are disturbed 
du:ring construction to the lines and grades shown on the plans, or as a minimum, where no lines and grades are shown, to a 
condition simi lar to or better than the pre-existing condition. 

The Contractor shall restore the area of all temporary drain locations to as good as or better than pre-existing conditions, 
including backfilling any temporary ditches and removing any temporary berms and pipes. 

The Contractor shall be responsible for the preservation of all public and private property and shall protect carefully from 
disturbance or damage all land monuments and property marks until the Engineer has witnessed or otherwise referenced their 
location and shall not move them until directed. 

The Contractor shall be responsible for all damage or injury to property of any character, during the prosecution of the work, 
resulting from any act, omission, neglect, or misconduct in his/her manner or method of executing the work, or at any time 
due to defective work or materials, and said responsibility wi ll not be released until the project shall have been completed and 
accepted. 

When or where any direct or indirect damage or injury is done to public or private property by or on account of any act, 
omission, neglect, or misconduct in the execution of the work, or in consequence of the nonexecution thereof by the 
Contractor, he/she shall restore, at no cost to the Contracting Agency, such property to a condition sim.ilar or equal to that 
existing before such damage or injury was done, by repairing, rebuilding, or otherwise restoring as may be directed, or he/she 
shall make good such damage or injury in an acceptab le manner. Such damage will include but not be lim.ited to landscaped 
areas. The contractor shall regrade the disturbed area as directed and restore the surface material to match existing in type and 
quality. 

When construction is within temporary construction easements, the Contractor shall restore all disturbed areas to a condition 
equal to or better than the existing improvements. Such restoration will include but not be limited to asphalt, walkways, 
fences, lights, sprinklers, landscaping, etc. In the case of landscaping, the Contractor may remove and store sod and plant 
material. If, in the determination of the Engineer, the sod and/or plant material did not survive the transplanting in good 
condition, the Contractor shall replace the sod and/or plant material to match in type and quality. Also, the Contractor may 
salvage any sprinkler system materials, lighting materials, etc. In the event that it is not feasible to reinstall the salvaged 
material, new material shall be installed. 
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The Contractor shall not dump spoil or waste material on private property without first obtaining from the owner written 
permission for such dumping. All such dumping shall be in strict conformance with the Grading and Drainage Ordinance of 
the Contracting Agency. 

Access to private property shall be maintained to keep inconvenience to the property owner to a minimum. Prior to any 
construction in front of driveways the Contractor shall notify the property owner 24 hours in advance. Inconvenience caused 
by construction across driveways and sidewalks shall be kept to a minimum by restoring the serviceability as soon as possible. 
If it is necessary to leave open excavation for a long period of time, the Contractor shall provide structurally adequate steel 
plates to bridge the excavation. 

SUBSECTION 107.10 CONTRACTOR'S RESPONSIBILITY FOR WORK: 

The Contractor shall properly guard, protect, and take every precaution necessary against injury or damage to all finished or 
partially finished work, by the action of the elements or from any other cause until the entire project is completed and 
accepted by the Engineer. The Contractor shall rebuild, repair, restore, and make good all injuries or damages to any portion 
of the work before final acceptance at no cost to the Contracting Agency. Partial payment for completed portions of the work 
shall not release the Contractor from such responsibility. 

In case of suspension of the work for any cause whatever, the Contractor shall be responsible for the project and shall take 
such precautions as may be necessary to prevent damage to the project and shall erect any necessary temporary structures, 
signs, or other facilities at no cost to the Contracting Agency. 

The Contractor shall be responsible for completing work under the following conditions: 

A) Storm water runoff in the area generally flows from the west. The project is located at the discharge point of multiple 
drainage courses. These drainage courses can convey considerable flood flows as well as low flow nuisance flows . 
The area within the project limits upstream of the existing White Tanks FRS No. 3 is subject to impoundment of 
these flows. The Contractor shall take all necessary precautions to protect his/her work from damage that may be 
caused by such runoff and pending. 

B) No payment will be made for providing excavation protective works for such things as dewatering. The cost thereof 
shall be included in the bid price for the construction or installation of the items to which said excavation protective 
works are incidental or appurtenant. 

C) The Contractor shall take all necessary action to protect the public from the construction work area. The Contractor 
will also notify the Engineer of any unauthorized personnel in the project area, including the presence of the general 
public. 

D) The Contractor will refer to Appendix B for the 404 Permit and associated stipulations that the Contractor must 
abide by during construction. 

E) The Contractor shall maintain dust control measures at all times during the project. 

F) The Contractor shall not remove any vegetation, plants and/or trees outside the rights-of-way. 

G) Where no fences exist, or where existing fences are to be removed, the Contractor shall provide temporary fencing . 

H) The Contractor shall take all necessary action to ensure that all construction materials are stored in such a manner 
that storm runoff from the storage area does not divert the flows or block the historical runoff patterns. 

I) The Contractor will contact MWD at least 14 calendar days in advance of any of any construction activities that 
affect the Beardsley Canal and/or existing MWD facilities. 

J) Management of surface flows, subsurface flows , and groundwater within the project limits, may be necessary in 
order to construct the project. The Contractor will develop a plan for such water management and submit it to the 
Engineer for review. Payment for water management including all equipment, labor, materials , and restoration of any 
disturbed areas shall be made on the basis of the lump sum price bid for water management. 
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ITEM 107-4 WATER MANAGEMENT 

SUBSECTION 107.11 CONTRACTOR'S RESPONSIBILITY FOR UTILITY PROPERTY AND SERVICES: 

At points where the Contractor's operations are adjacent to properties of utility fi rms or other property, damage to which 
might result in considerable expense, loss, or inconvenience, work shall not commence unti l all arrangements necessary for 
the protection thereof have been made. 

The Contractor shall cooperate wi th the owners of any underground or overhead utilities in their removal and rearrangement 
operations in order that these operations may progress in a reasonable manner, that duplication of work may be reduced to a 
minimum, and that services rendered by those parties will not be unnecessaril y interrupted. 

If any utility service is interrupted as a result of accidental breakage, the Contractor shall promptly notify the proper authority 
and shall cooperate with the said authority in the restoration of service. No work shall be undertaken around fire hydrants until 
provisions fo r continued service have been approved by the local fire authority. 

The Contractor shall expose all underground utilities and structures which might interfere with the construction of the project, 
in order to permit survey location prior to construction. 

The Contractor shall assume full responsibili ty for damages to any underground facili ty/utility as a result of fa iling to obtain 
information as to its location, fai ling to excavate in a careful , prudent manner or failing to take measures for protection of the 
facilities/utili ties. The Contractor is liable to the owner of the underground faci lity/uti lity for the total cost of the repair. 

SUBSECTION 107.12 FURNISIDNG RIGHT-OF-WAY: 

The Contracting Agency will provide right-of-way, easements, and temporary construction easements (TCE) for all work in 
advance of construction. Any exceptions will be indicated in the special provisions. 

SUBSECTION 107.13 PERSONAL LIABILITY OF PUBLIC OFFICIALS: 

In carrying out any provisions of these specifications, or in exercising any power or authority granted to them by or wi thin the 
scope of the contact, there shall be no liabi lity upon the Contracting Agency, Engineer, or their authorized representatives, 
either personally or as officials of the Contracti ng Agency, it being understood that in all such matters they act solely as 
agents and representatives of the Contracting Agency. 

SUBSECTION 107.14 NO WAIVER OF LEGAL RIGHTS: 

Upon completion of the work, the Contacting Agency will expeditiously make final inspection and notify the Contractor of 
acceptance. Such final acceptance, however, shall not preclude or stop the Contracting Agency from con ecting any 
measurement, estimate, or certificate made before or after completion of the work, nor shall the Contracting Agency be 
precluded or stopped from recovering fro m the Contractor or hi s/her surety, or both, such overpayment as it may sustain , or 
by failure on the part of the Contractor to ful fill hi s/her obligations under the contract. A waiver on the part of the Contracting 
Agency of any breach of any part of the contract shall not be held to be a waiver of any other or subsequent breach. 

The Contractor, without prejudice to the terms of the contract and in addi tion to any specific remedy provided the Contracting 
Agency in the contract documents , shall be liable to the Contracting Agency for latent defects, fraud or such gross mistakes as 
may amount to fraud, or as regards the Contracting Agency's rights under any warranty or guaranty or remedy required by 
law. 

End of Section 
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SECTION 108 COMMENCEMENT, PROSECUTION AND PROGRESS 

SUBSECTION 108.1 NOTICE TO PROCEED: 

Contractor shall commence work within thirty (30) calendar days after the date of the Notice to Proceed or receipt of the 
AZPDES General Permit, whichever is the first to occur, and complete all work within two-hundred and forty (240) calendar 
days beginning the day following the effective date specified in the Notice to Proceed. 

The Contractor shall notify the Field Engineering Inspection Section 24 hours in advance of the time and place where work 
will begin and the Survey Section 2 working days in advance for staking. 

SUBSECTION 108.2 SUBLETTING OF CONTRACT: 

For this project, Contractor shall perform, with its own organization, work amounting to 50 percent (50 percent) or more of 
the total contract cost. 

The Contractor shall not sublet, sell , transfer, assign, or otherwise dispose of the contract or contracts, or of his/her right, title, 
or interest therein, without wri tten consent of the Contracting Agency. 

Subcontracts shall be in accordance with and the Contractor shall be bound by the following provisions: 

A) All subcontracts shall be subject to the approval of the Engineer. 

B) All subcontracts shall be in writing and shall provide that all work to be performed thereunder shall be performed in 
accordance with the terms of the contract. 

C) Subcontractors shall conform to the regulations governing employment of labor. 

D) The subcontracting of any portion of the work will in no way release the Contractor of hi s/her liabili ty under the 
contract and bonds. 

E) On all contracts for pipeline construction, roadway construction or roadway maintenance, the Contractor shall 
perform, with his/her own organization, work amounting to not less than 50 percent of the total contract cost. 

On other types of contracts the individual agency shall determine the percentage or waive this requirement. 

SUBSECTION 108.3 CORRESPONDENCE TO THE CONTRACTOR: 

A wri tten notice, to the Contractor from the Contracting Agency, shall be considered delivered and the service thereof 
completed, when said notice is posted, by certified mail , to the said Contractor at his/her last given address, or delivered in 
person to the Contractor or his/her authorized representative on the work. 

SUBSECTION 108.4 CONTRACTOR'S CONSTRUCTION SCHEDULE : 

Contractor shall submit a proposed work schedule to Engineer for review before starting work using the Primavera or other 
similar software program that is acceptable to the Engineer. Weekly updates shall be submitted to Owner's Engineer at the 
weekl y coordination meeting. 

Contractor shall be solely responsible for the planning, scheduling and execution of the work to assure timely completion of 
the project. 

Subsection 108.4.1 Contracto r 's Billing Schedule: The Contractor shall furnish the Engineer an Estimated Billing 
Schedule, which shall include the estimated amount of each billing for the total project at the pre-construction conference, and 
thereafter at monthly intervals as agreed to between the Contractor and Engineer. 
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SUBSECTION 108.5 LIMITATION OF OPERATIONS: 

The normal work week shall be 40 hours, Monday through Friday, and the work hours will be determined at the pre
construction meeting. This does not imply that this contract can be completed on time utilizing normal working hours. The 
Contractor shall furnish sufficient forces and shall work such hours including night shifts and overtime operations as 
necessary to ensure the completion of the work within the time required. To work other than normal working hours, for other 
than emergency situations , the Contractor shall give the Engineer at least 24 hours advance notification and receive written 
approval before working. Should the Contractor elect to perform any work after regular working hours, on weekends, or legal 
holidays, any charges incurred by the Owner for inspection of the work, surveys or tests of materials will be deducted from 
monies due or to become due to the Contractor. 

The Contractor shall conduct the work at all times in such a manner and sequence that will assure the least interference with 
traffic and inconvenience to the public. The Engineer may require the Contractor to finish a section on which work is in 
progress before work is started on any additional sections if the opening of such section is essential to public convenience. 

All traffic affected by the construction will be regulated in accordance with the current Traffic Barricade Manual prepared or 
adopted by the Contracting Agency's Traffic Engineering Department. 

Except in emergencies endangering life or property, written permission shall be obtained from the Engineer to perform any 
work after regular working hours, on weekends, or legal holidays. Prior to the start of such work, the Contractor shall arrange 
with the Engineer for the continuous or periodical inspection of the work, surveys and tests of materials, when necessary. 

If, in the opinion of the Engineer, the Contractor has fallen behind the approved progress schedule, the Contractor shal l take 
such steps as may be required by the Engineer, including but not limited to, increasing the number of personnel, shifts, and/or 
overtime operations, days of work, and/or amount of construction equipment until such tune as the work is back on schedule. 
He/she shall also submit for approval no later than the time of submittal of the next request for partial payment, such 
supplementary schedule or schedules as may be deemed necessary to demonstrate the manner in which the approved rate of 
progress will be regained, all at no additional cost to the Contracting Agency. 

SUBSECTION 108.6 CHARACTER OF WORKMEN; METHODS AND EQUIPMENT: 

The Contractor shall at all times employ sufficient labor and equipment for prosecuting the several classes of work to full 
completion in the manner and time required by the specifications. 

All workmen shall be competent and have sufficient ski ll , knowledge and experience in their class of work and in the 
operation of equipment required to perform all work properly and satisfactorily. 

Any person employed by the Contractor or any Subcontractor who, in the opinion of the Engineer, does not perform his/her 
work in a proper and skillful manner or is intemperate or disorderly shall , at the written request of the Engineer, be removed 
from the work by the Contractor or Subcontractor employing such person, and shall not be employed again in any portion of 
the work without the approval of the Engineer. The Contractor or Subcontractor shall keep the Contracting Agency harmless 
from damages or claims for compensation that may occur in the enforcement of this section. 

Should the Contractor or Subcontractor fail to remove such person as required above, or fai l to furnish sui table and sufficient 
personnel for the proper prosecution of the work, the Engineer may suspend the work by written notice until such orders are 
complied with. 

All equipment which is proposed to be used on the work shall be of sufficient size and in such mechanical condition as to 
meet requirements of the work and to produce a satisfactory quality of work. Equipment used on any portion of the project 
shall be such that it will not damage property adjacent to the work area. 

When the methods and equipment to be used by the Contractor in accomplishing the construction are not prescribed, the 
Contractor is free to use any methods or equipment that he/she demonstrates to the satisfaction of the Engineer will 
accomplish the work in conformity with the requirements of the specifications. 

When the specifications state the construction shall be performed by the use of certain methods and equipment, such methods 
and equipment shall be used unless others are authorized by the Engineer. If the Contractor desires to use a method or type of 
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equipment other than those specified, he/she may request authority from the Engineer to do so. The request shall be in writing 
and shall include a full description of the methods and equipment proposed to be used and an explanation of the reasons for 
desiring to make the change. If approval is given, it will be on the condition that the Contractor will be fully responsible for 
producing construction work in conformity with the specifications. If, after trial use of the substituted methods or equipment, 
the Engineer determines that the work produced does not meet the specifications, the Contractor shall di scontinue the use of 
the substitute method or equipment and shall complete the remai ning construction with the specified methods and equipment. 
The Contractor shall remove the deficient work and replace it with work of specified quality, or take such other corrective 
action as the Engineer may direct. No change will be made in basis of payment for the construction items involved nor in 
contract time as result of authorizing a change in methods or equipment under these provisions. 

SUBSECTION 108.7 DETERMINATION AND EXTENSION OF CONTRACT TIME: 

The number of calendar days allowed for the completion of the work included in the contract will be as stated in the proposal 
and will be known as the contract time. 

When the contract time is on a calendar day basis it shall consist of the number of calendar days specified, including all 
weekends and legal holidays. All calendar days elapsing between the effective dates of any written notice from the Engineer 
to suspend work and to resume work following suspensions, not the fa ult of the Contractor, shall be excluded. 

When the contract completion time is a fixed calendar date it shall be the date on which all work on the project shall be 
completed and meet fi nal inspection. 

If the Contractor finds it impossible for reasons beyond his/her control to complete the work within contract time as specified 
or as extended, he/she shall immediately submi t a written request to the Engineer for an extension of time setting forth therein 
the reasons which he/she believes wi ll justify the granting of hi s/her request. The Contractor 's plea that insufficient time was 
specified is not a valid reason for extension of time. If the Engineer' finds that the work was delayed because of conditions 
beyond the control and through no fault of the Contractor, he/she may extend the time for completion in such amount as the 
conditions justify. The extended time for completion shall then be in full force and effect the same as though it were the 
original time for completion. 

SUBSECTION 108.8 GUARANTEE AND WARRANTEE PROVISIONS: 

The Contractor shall guarantee the work against defective workmanship or materials for a period of 1 year from the date of its 
final acceptance under the contract, ordinary wear and tear and unusual abuse or neglect excepted. 

Any omission on the part of the Engineer to condemn defective work or materials at the time of construction shall not be 
deemed an acceptance, and the Contractor will be required to correct defective work or materials at any time before final 
acceptance and within 1 year thereafter. 

Should any defects develop within 1 year from the date of fi nal acceptance due to faults in workmanship or materials the 
Contractor shall , within 14 calendar days of receipt of written notice from the Contracting Agency, begin making the 
necessary repairs to the satisfaction of the Engineer. Such work shall include the repair or replacement of other work or 
materials damaged or affected by making the above repairs or corrective work, all at no additional cost to the Contracting 
Agency. 

If defects develop which are determined by the Engineer to be an emergency, the Engineer shall notify the Contractor, via the 
most expeditious means, regarding the nature and condition of the defects. In turn , the Contractor shall immediately dispatch 
necessary forces to correct the defect or the emergency condition. If the Contractor, in his/her initial action , resolves the 
emergency condition but not the defect, a letter as discussed above will follow and normal procedures for corrections wi ll be 
employed . If immediate or appropriate action, satisfactory to the Engineer, is not taken by the Contractor, of if the Contractor 
cannot be contacted, the Engineer will deploy necessary forces to coiTect and/or secure the deficiency. Costs of the Engineer's 
action shall be paid by the Contractor and/or his/her bonding agency. Should it later be determined that the defects requiring 
such emergency action are not the responsibility of the Contractor, the Contractor will be paid for all costs incurred as a result 
of these demands in accordance with Subsection 109.5. Such action by the Engineer wi ll not relieve the Contractor of the 
guarantees required by this section or elsewhere in the Contract Documents. 

Contract o. FCD 2004C017 PCN 470.04.30 SGC Page 56 of 66 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

In case of work, materials, or equipment for which written warranties are required by the special provisions, the Contractor 
shall provide or secure from the appropriate Subcontractor or supplier such warranties addressed to and in favor of the 
Contracting Agency and deliver same to the Engineer prior to final acceptance of the work. Delivery of such warranties shall 
not relieve the Contractor from any obligation assumed under any other provisions of the contract. 

The warrantees and guarantees provided in this subsection of the contract documents shall be in addition to and not in 
limitation of any other warrantees, guarantees or remedies required by law. 

SUBSECTION 108.9 FAILURE TO COMPLETE ON TIME: 

The actual cost per calendar day incurred by the District for Administrative and Inspection Services on this project will be 
added to the daily charges as indicated by MAG TABLE 108-1, LIQUIDATED DAMAGES, and will be deducted from 
money due or to become due to the Contractor for each and every calendar day that work shall remain incomplete after the 
time specified for the completion of the work in the proposal, or as adjusted by the Engineer. Nothing contained in this 
provision shall prohibit the Owner from deducting from money due or to become due to the Contractor for any other costs 
incurred by the Owner directly attributable to the delay in completing this contract. 

For each and every calendar day that work shall remain incomplete after the time specified for the completion of the work in 
the proposal, or as adjusted by the Engineer, the sum per calendar day shown in table 108-1, unless otherwise specified in the 
proposal form, may be deducted from monies due to or to become due to the Contractor, not as a forfeit or penalty but as 
liquidated damages. This sum is fixed and agreed upon between the parties because the actual loss to the Contracting Agency 
and to the public caused by delay in completion will be impractical and extremely difficult to ascertain and determine. 

Permitting the Contractor to continue and finish the work or any part of it after the time fixed for its completion, or after the 
date to which the time fixed for its completion may have been extended, will in no way operate as a waiver on the part of the 
Contracting Agency of any of its rights under the contract. 

TABLE 108-1 
LIQUID A TED DAMAGES 

Original Contract Amount Daily Charges 
From More Than To and Including Calendar Day or Fixed Date 

$0 $25,000 $210 
25,000 50,000 250 
50,000 100,000 280 
100,000 500,000 430 
500,000 1,000,000 570 

1,000,000 2,000,000 710 
2,000,000 5,000,000 1,070 
5,000,000 10,000,000 1,420 
10,000,000 - 1,780 

SUBSECTION 108.10 FORFEITURE AND DEFAULT OF CONTRACT: 

It is further agreed to by the Contractor that if he: 

A) Fails to begin the work under the contract within a reasonable time, or 

B) Fails to perform the work with sufficient workmen and equipment or with sufficient materials to assure the prompt 
completion of said work, or 

C) Performs the work unsuitably or neglects or refuses to remove materials or to perform anew such work as may be 
rejected as unacceptable and unsuitable, or 

D) Discontinues the prosecution of the work, or 

E) Fails to resume work which has been discontinued within a reasonable time after notice to do so, or 
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F) At any time colluded with any party or parties, or 

G) Allows any final judgment to stand against him unsatisfied for a period of 14 calendar days, or 

H) For any cause whatsoever, fails to carry on the work in an acceptable manner, the Engineer will give notice in writing 
to the Contractor and his/her surety of such delay, neglect, or default, and advise them that the work must be resumed 
immediately. 

If the Contractor or surety, within a period of 14 calendar days after such notice, has not proceeded in accordance therewith, 
then the Contracting Agency will, upon written notification from the Engineer of the fact of such delay, neglect or default and 
the Contractor's failure to comply with such notice, have full power and authority without violating the contract, to take the 
prosecution of the work out of the hands of the Contractor. The Contracting Agency may appropriate or use any or all 
materials and equipment on the ground as may be suitable and acceptable and may enter into an agreement for the completion 
of said contract according to the terms and provisions thereof, or use such other methods as in the opinion of the Engineer will 
be required for the completion of said contract in an acceptable manner. 

All costs and charges incurred by the Contracting Agency, together with the cost of completing the work under contract, will 
be deducted from any monies due or which may become due said Contractor. If such expense exceeds the sum which would 
have been payable under the contract, then the Contractor and the surety shall be liable and shall pay to the Contracting 
Agency the amount of such excess. 

SUBSECTION 108.11 TERMINATION OF CONTRACT: 

The Contracting Agency may terminate the contract or a portion thereof if conditions encountered during the progress of the 
work make it impossible or impracticable to proceed with the work or a local or national emergency exists. 

When contracts, or any portion thereof, are terminated before completion of all work in the contract, adjustments in the 
amount bid for the pay items will be made on the actual quantity of work performed and accepted, or as mutually agreed for 
pay items of work partially completed or not started. No claim for loss of anticipated profits will be considered. 

Termination of the contract or any portion thereof shall not relieve the Contractor of his/her responsibilities for the completed 
work nor the surety of its obligation for and concerning any just claims arising out of the work performed. 

End of Section 
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SECTION 109 MEASUREMENTS AND PAYMENTS 

SUBSECTION 109.1 MEASUREMENT OF QUANTITIES: 

All work completed under the contract will be measured by the Engineer according to United States standard measures . The 
methods of measurement and computation to be used in determination of quantities of materials furnished and of work 
performed under the contract will be those methods generally recognized as conforming to good engineering practice. 

A station, when used as a defini tion or term of measurement, will be 100 linear feet. 

Unless otherwise specified, longitudinal measurements will be made along the grade line. 

Unless otherwise specified, transverse measurements for area computations will be the neat dimensions shown on the plans or 
ordered in writing by the Engineer. 

The term ton will mean the short ton consisting of 2,000 pounds avoirdupois. 

Unless otherwise specified, structures will be measured according to neat lines shown on the plans or as altered to fit field 
conditions. 

In computing volumes of excavations or fi ll , the average end area method or other acceptable methods as determined by the 
Engineer will be used. 

Volumes wi ll be computed at 60°F, using ASTM D- 1250 for Asphalt or ASTM D-633 for Tars. 

Lumber will be measured by the thousand board foot measure actually used in the work. Measurement will be based on 
nominal widths and thicknesses and the extreme length of each piece. 

The term lump sum, when used as a pay item, will mean complete payment for the work described. 

Sundry items which have a basis for measurement and payment herein and which are incidental to or required in the 
construction of the work but are not included as items in the bid schedule shall be considered an integral part of the contract, 
and all labor, materials, etc. required for such items shall be furnished by the Contractor and the cost of same included in the 
unit price bid. 

SUBSECTION 109.2 SCOPE OF PAYMENT: 

Measurement and payment for pay items in the proposal will be as indicated in the applicable standard specification or in the 
special provisions. 

When payment is specified to be made on the basis of weight, the weighing shall be done on certified platform scales sealed 
by the State Inspector or the City Sealer of Weights and Measures as defined by ARS Sections 44-2112 and 44-2116. The 
Contractor shall furnish the Engineer with duplicate Weighmaster's Certificates showing the actual net weights together with 
the information required by ARS Section 44-2142. The Contracting Agency will accept the certificates as evidence of the 
weight delivered. 

Payment for the various items in the proposal will be made at the unit price bid in the proposal, and shall be compensation in 
full for furnishing all labor, materials, equipment and appurtenances necessary to complete the work in a satisfactory manner 
as shown on the plans and as required in the specifications, with all connections, testing, and related work completed. Each 
item, fixture, piece of equipment, etc., shall be complete with all necessary connections and appurtenances, for the satisfactory 
use and operation of said item. No additional payment will be made for work related to any item unless specifically called for 
in the proposal. This compensation shall also cover all risk, loss, damage or expense of whatever character arising out of the 
nature of the work or the prosecution thereof, subject to the provisions of Section 107. 

In addition to the contained provisions, the work under this section shall consist of preparatory work and operations, including 
but not limited to, the movement of personnel, equipment, supplies and incidentals to the project site, the establishment of all 
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offices, buildings, and other fac ilities necessary for work on the project, and for all other work operations that must be 
performed and costs incurred prior to beginning work on the various items on the project site. 

The "complete-in-place" rate shall include but not necessarily be limited to all labor, material and equipment costs for 
preparation, installat ion, construction, modification, alteration, or adjustment of the items, which shall include all costs for 
salaries and wages, all payroll additives to cover employee benefits, allowances for vacation and sick leave, company portion 
of employee insurance, social and retirement benefits, all payroll taxes, contribution and benefits imposed by any applicable 
law or regulation and any other direct or indirect payroll-related costs. The rate shall also include but not necessarily be 
limited to all costs for indirect charges or overhead, mileage, travel time, subsistence, materials, freight charges for material to 
Contractor's facility or project site, equipment rental, consumables, tools , insurance to the levels specified in Section 103 .6 
CONTRACTOR'S INSURANCE, all applicable taxes, as well as Contractor's fee and profit. This rate shall further include 
all site clean-up costs and hauling of construction debris to di sposal sites designated by the Engineer. 

Payment will be made for only items listed in the proposal and will not be made in accordance with the measurement and 
payment provisions of the MAG Standard Specifications where this differs from the items listed in the proposal. All materials 
and work necessary for completion of this project are included in proposal items. Any work or materials not specifically 
referred to in these items are considered incidental to the item and are included in the unit price. Payment shall not be made 
for unused materials. 

It is the responsib ility of the bidders to contact all municipalities in the area to determine if they will charge Contractor sales 
taxes or any fees for work on this project. Any such taxes or fees shall be paid by Contractor. 

SUBSECTION 109.3 ASSIGNMENT OF PAYMENTS: 

The Contractor shall not assign payments of a contract or any portion thereof without approval of surety and written consent 
of the Contracting Agency. 

Claims for monies due or to become due the Contractor may be assigned to a bank, trust company, or other financing 
institution, and may thereafter be further assigned and reassigned to any such institution. Any such assignment or 
reassignment may be made to one party as agent or trustee for two or more parties participating in such financing. Any 
assignment of money shall be subject to all proper setoffs and withholdings in favor of the Contracting Agency and to all 
deductions provided for in these specifications. 

SUBSECTION 109.4 COMPENSATION FOR ALTERATION OF WORK: 

Subsection 109.4.1 By The Contracting Agency: Compensation for alternations of work will be: 

A) For a decrease greater than 20 percent in either the total cost of the contract or the total cost of a major item and 
when a reasonable cost analysis supports an increase in the pro rata share of fixed cost chargeable to this item in 
total, an increase adj ustment in the monies due the Contractor may be made. This adjusted compensation will not 
exceed 80 percent of the original lump sum contract amount or, if for a unit price item, the adjustment will not 
exceed 80 percent of the original extended until bid price. This does not apply to items labeled as contingent bid item 
in the bid proposal. 

B) For an increase greater than 20 percent, any adjustment made will only apply to that cost in excess of 120 percent of 
the original bidding schedule. If either party presents a reasonable cost analysis that shows a change in the pro rata 
share of fixed costs chargeable to this item in total, an increase or decrease adjustment will be made. This increase or 
decrease adjustment will be made on such basis as is necessary to cover a reasonable estimate of cost, plus an 
allowance, not to exceed 15 percent, for overhead and profit. If the parties are unable to reach an agreement, the 
Engineer has the authority to order the excess work done on an actual cost basis as specified in Subsection 109.5. 

C) For either an increase or decrease in cost, no claim shall be made by the Contractor for any loss of anticipated 
profits. 
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Subsection 109.4.2 Due to Physical Conditions: Compensation for alternation of work due to physical conditions will be: 

A) If the Engineer, after his/her investigation of the site conditions, agrees that they materially differ from those 
indicated in the contract and would cause an increase in the Contractor's bid cost of accomplishing the work, new 
unit bid prices or a lump sum cost (for the additional work only) may be negoti ated. If the parties are unable to reach 
an agreement on price, the Engineer has the authority to order thi s additional work accomplished on an actual cost 
basis as specified in Subsection 109.5. 

B) If the Engineer, after his/her investigation of the site conditions, finds that these conditions do not materially differ 
fro m those indicated in the contract, he/she has the authority to order the work to be accomplished at the original bid 
price(s). 

Subsection 109.4.3 Due to Extra Work: If the Contractor can present valid, factual evidence, satisfactory to the Engineer, 
that the work in question is an item not provided for in the contract as awarded then a unit bid price or lump sum cost, for this 
item only, may be negotiated. If the parties are unable to reach an agreement on price or cost, the Engineer has the authority to 
order the extra work accomplished on an actual cost basis as specified in Subsection 109.5. 

Subsection 109.4.4 Made at the Contractor's Request: Any alterations, if approved, will be a reduction in cost or at no 
additional cost to the Contracting Agency. 

Subsection 109.4.5 Due to Failure of Contractor to Properlv Maintain the Pro ject: 

A) For any suspension of work during normal working hours due to failure of the Contractor to properly maintain the 
project, there will be no additional compensation or time allowed. 

B) If the Engineer provides the Contractor with a written order to provide adequate maintenance of traffic, adequate 
cleanup, adequate dust control or to correct deficiencies resul ting from abnormal weather conditions and the 
Contractor fai ls to comply in the time fra me specified, the Contracting Agency may have the work accomplished by 
other sources . 

The Contracting Agency will deduct the cost of accomplishing the work from monies due or to become due to the Contractor. 
Computation of the cost wi ll be in accordance with Subsection 109.5.4.2. 

Subsection 109.4.6 Allowable Mark-Ups: Only the allowable mark-ups as defined in Subsection 109.5 shall be allowed. 
Additional compensation for other items shall not be considered or allowed. 

SUBSECTION 109.5 ACTUAL COST WORK: 

The compensation for actual cost work performed by the Contractor (Subcontractor) shall be determined by the Engineer in 
the fo llowing manner. 

Subsection 109.5.1 Equipment: For all equipment, the use of which has been authorized by the Engineer, except for small 
tools and manual equipment, the Contractor will be paid in accordance with the latest Schedule of Equipment Rates used by 
the Arizona Department of Transportation. 

Subsection 109.5.2 Material: For all material, accepted by the Engineer and used in the work, the Contractor will be paid the 
actual cost of such material including transportation cost, to which total cost will be added a sum equal to 15 percent thereof. 

Subsection 109.5.3 Labor: For all labor and for the foreman, when he/she is in direct charge of the operation, the Contractor 
will be paid: 

A) The actual wages paid plus the current percentage thereof as determined by the Arizona Department of 
Transportation which is deemed to cover the Contractor's cost incurred as a result of payment imposed by State or 
Federal Law and payments that are made to, or on behalf of, the workman other than the actual wage. Actual wage is 
defined as the required current hourly rate paid to the labor classification concerned and does not include any fr inge 
benefits or di slocation allowances. If the Contractor is not required to pay fr inge benefits equivalent to the Current 
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rates published in the Federal Register, an equitable deduction will be made from the current percentage established 
by the Arizona Department of Transportation. 

B) For the first $50,000 of labor cost computed under paragraph (A) above, the Contractor will be paid an amount equal 
to (15) fifteen percent for overhead and profit. 

C) For all labor cost computed under paragraph (A) above, in excess of $50,000 but not exceeding $100,000, the 
Contractor will be paid an amount equal to (12) twelve percent for overhead and profit. 

D) For any labor cost computed under paragraph (A) above in excess of $100,000 the Contractor will be paid an amount 
equal to (10) ten percent for overhead and profit. 

Subsection 109.5.4 Work Performed by Subcontractors or Other Sources: 

Subsection 109.5.4.1 Work Performed by Subcontractors: If it is determined by the Engineer that portions of the Actual 
Cost Work to be performed requires specialized labor or equipment not normally used by the Contractor and such work is 
then authorized to be performed by a subcontractor(s), the subcontractor(s) will be paid by the Contractor in accordance with 
the actual cost work procedures outl ined herein. The Contractor will be paid by the Contracting Agency the full amount of the 
subcontract plus the fo llowing percentages for administration and supervision. 

A) For the first $10,000 accumulated total of all change order work performed by subcontractors (less mark-up for 
overhead and profit), the Contractor will be paid an amount equal to 10 percent of the accumulated total for 
administration and supervision. If the accumulated total is $3,000 or less, the Contractor will be paid $300 for 
administration and supervision. 

B) For all change order work in excess of $ 10,000 accumulated total performed by subcontractors (less mark-up for 
overhead and profit), the Contractor wi ll be paid an amount equal to 5 percent of the accumulated total for 
administration and supervis ion. 

Subsection 109.5.4.2 Work performed bv Other Sources: If the Contracting Agency has work performed by other sources, 
in accordance with Subsection 109.4.5 (B), the Contracting Agency will deduct, from monies due or to become due to the 
Contractor, the full amount of the cost of accomplishing the work by other sources plus the following percentages for 
administration and supervision: 

A) For the fi rst $10,000 accumul ated total of work performed by other sources, the Contracting Agency will deduct an 
amount equal to 10 percent of the accumulated total for administration and supervision. If the accumulated total is 
$3,000 or less, the Contracting Agency will deduct $300 for administration and supervision. 

B) For all work in excess of$10,000 accumulated total performed by other sources, the Contracting Agency will deduct 
an amount equal to 5 percent of the accumulated total for administration and supervision. 

Subsection 109.5.5 Documentation: 

A) Except in emergency situations, the Contracting Agency will not be liable for any Actual Cost Work perfo rmed by 
the Contractor prior to wri tten authorization by the Engineer or prior to full execution of a written agreement by all 
parties concerned. 

B) Payment for work performed on an actual cost basis will not be made until the Contractor has furnished the Engineer, 
on forms agreed to by the Contracting Agency, duplicate itemized statements of such work, including 
subcontractor(s) costs, detailed as follows: 

1. Name, classification, date, daily hours, total hours, rate and extension for each laborer and foreman. 

2. Designation, dates, daily hours, total hours, rental rates and extension for each unit of equipment, and 
machinery. 
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3. Quantities of material, prices, extension and transportation cost on a daily basis. These charges shall be 
substantiated by vendor invoices. 

C) The Engineer will compare his/her records with the statement furnished by the Contractor, resolving any differences 
and making the required adjustments. This statement when agreed upon and signed by both parties, shall be the basis 
of payment fo r the work performed. 

Subsection 109.5.6 Bonds and Insurance: The Contractor shall be paid for the actual cost plus (1 0 percent) ten percent for 
Administrati ve cost when the Contractor can provide evidence of payment for premiums on required payment and 
performance bonds, premiums on railroad and/or airport extended liability insurance, and premiums for property damage 
and/or public liability insurance. No duplication of payment for Contractor's costs included under Subsection 109.5.3(A) will 
be allowed. 

Su bsection 109.5.7 Authority of Engineer: The Engineer is in charge of Actual Cost Work and has the authority to direct 
which labor and equipment will be used, to suspend operations, and to refuse to pay for any labor or equipment which he/she 
feels is not doing productive work. 

SUBSECTION 109.6 PAYMENT FOR IMPROVEMENT DISTRICT PROJE CTS: 

Payment to the Contractor shall be made in accordance wi th ARS Sections 9-621 to 9-71 0, both inclusive. 

As soon as the Contractor has fulfilled his/her contract, the Superintendent of Streets shall estimate the benefits arising from 
the work and make assessments to cover the work performed and specified in the contract, including incidental expenses in 
accordance wi th ARS Section 9-686. 

The Contractor agrees to accept payment in the form of Assessments with attached Warrants and/or Improvement Bonds at 
the rate of interest declared in the resolution of intention prepared by the Contracting Agency. 

SUBSECTION 109.7 PAYM ENT FOR BOND ISSUE AND BUDGET PROJECTS: 

A) Partial Payments: The Contracting Agency will make a partial payment to the Contractor on the basis of an 
estimate prepared by the Contractor or Engineer for work completed through the last day of the preceding calendar 
month. Payment will be within 14 calendar days after the estimate has been certified and approved by the Engineer 
and received by the owner. 

The Contracting Agency will retain 10 percent of all estimates as a guarantee for complete performance of the 
contract in accordance with ARS Section 34-221, unless the Contractor elects to deposit securities in accordance 
with ARS Section 34-221, Paragraph 5. 

When the Contractor is fifty percent completed, one-half of the amount retained shall be paid to the Contractor 
provided he/she is maki ng satisfactory progress on the contract and there is no specific cause or claim requiring a 
greater amount to be retai ned. After the contract is fifty percent completed, no more than five percent of the amount 
of any subsequent progress payments made under the contract will be reta ined providing the Contractor is making 
sati sfactory progress on the project. Except that, if at any time the owner determines satisfactory progress is not 
being made, ten percent retention shall be reinstated for all progress payments made under the contract subsequent to 
the determination. Payment or release of retained funds shall be made to the Contractor within th irty (30) days 
fo llowing fi nal payment to the Contractor [reference (B) fo llowing], and Contractor furnishing to Engineer 
satisfactory receipts for all labor and materi al billed and waivers of liens from any and all persons and 
Subcontractors holding claims against the work. Additionally, Contractor shall furnish a completed Certificate of 
Perfo rmance to Engineer evidencing it has satisfactorily discharged all its duties in connection with the work to be 
performed under this Contract. The form of Certi ficate of Performance shall be prov ided to Contractor in an 
attachment to the Constructi on ocuments. 

Any material or equipment which will become an integral part of the completed project will be considered for partial 
payment in the Contractor's monthly progress payments. The intent of making partial payments is to provide the 
Contractor payment for direct material or equipment purchased . The purpose is to mini mize the effect of escalating 
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costs by procuring key materials. It is not the intent to pay for all materials but only those meeting the following 
conditions. 

(1) A total value of all items requested for payment must be greater than $20,000. No payment will be processed 
until the material or equipment has been observed, reviewed or verified by the Contracting Agent representative. 
Only the material or equipment meeting the requirements of the plans and specifications will be paid. Payment 
for material or equipment does not constitute final acceptance. 

(2) Materials or equipment must be stored or stockpiled either on site, in a warehouse, or secured storage area. The 
Contractor assumes all responsibility for protection of these materials or equipment and shall insure them to 
cover loss or damage to same without additional liability or added costs to the Agency for providing this 
security, insurance, and storage. 

(3) The Contractor will provide access to the storage area or warehouse upon request of the Contracting Agent's 
representative for the purpose of verifying the inventory of items paid for under this section. None of the 
materials or equipment paid for under this section will be removed from the storage site until incorporated into 
the work of the project. The storage site shall be within the general geographical area of the project. 

(4) The Contractor shall provide a paid invoice and/or lien waiver for items paid for under this section. The Agency 
will not pay more than the invoice price for the item or items, less retention. 

(5) The Engineer may exclude individual payment requests which in the Engineer's judgment do not warrant storage 
and prepayment under the intent of this section. 

B) Final Payment: When the project has been accepted as provided in Section 105, and within 340 calendar days after 
final inspection of work completed under the contract, the Engineer will render to the Contracting Agency and the 
Contractor, a final estimate which will show the amount of work performed and accepted under the contract. All 
prior estimates and partial payments will be subject to correction in the final estimate for payment. 

The final payment will be made to Contractor by Owner within thirty (30) days following receipt of the As-built 
Plans, Certificate of Performance, Engineer's final estimate and receipt by Owner of Consent of Contractor's Surety 
to said final payment. If payment will be longer than thirty (30) days as aforesaid, Owner will provide Contractor 
specific written findings for reasons justifying the delay in payment. 

The acceptance of the project and the making of the final payment shall not constitute a waiver by the Contracting 
Agency/Owner of any claims arising from faulty or defective work appearing after the completion or from failure of 
the Contractor to comply with the requirements of the contract documents. 

Contractor's monthly pay estimates will be processed by Owner's Construction Branch during the last week of the 
month . 

SUBSECTION 109.8 PAYMENT FOR DELAY: 

The procedures contained in this Subsection shall not be construed to void any provision of the contract which require notice 
of delays, provides for negotiation of other procedures for settlement or provide for liquidated damages. 

Subsection 109.8.1 Failure to Locate or Incorrect Location of Utilities: ARS 40-360 states "that if the owner or operator 
fails to locate or incorrectly locates the underground facility, pursuant to this article, the owner or operator becomes liable for 
resulting damages, costs and expense to the injured party." The Contracting Agency will deny any claims for damages or 
delays if another owner or operator is at fault. 

Subsection 109.8.2 Contracting Agency Delays: ARS 34-221 states "A contract for the procurement of construction shall 
include a provision which provides for negotiations between the Agent and the Contractor for the recovery of damages related 
to expenses incurred by the Contractor for a delay for which the Agent is responsible, which is unreasonable under the 
circumstances and which was not within the contemplation of the parties to the contract." 
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In this case, if the Contractor sustains damages which could not have been avoided by the judicious handling of forces, 
equipment and plant or by reasonable revision in the Contractor's schedule of operation, the compensation for such damages 
will be negotiated. The Contractor shall notify the Engineer of the condition in writing by the next work day. Failure to notify 
the Engineer within this time may be just cause to reject any claims for such damages. 

Compensation for such damages will be negotiated as follows: 

A) The Engineer shall be satisfied that the Contractor has made every reasonable effort to prosecute the work despite 
any delays encountered or revisions in the Contractor's scheduling of work. 

B) The Compensation paid to the Contractor shall be in accordance with Section 109. 

Subsection 109.8.3 Extension of Contract Time: For any such delays , the contract time will be adjusted in accordance with 
Subsection 108.7. 

TABLE 109-1 
DOLLAR VALUE OF MAJOR ITEM 

Original Contract Amount DolJar Value of Major Item 
$0.00 to $ 1,000,000.00 $50,000 or 10 percent of original contract amount, 

whichever is less 
$1,000,000.00 to $5,000,000.00 5.0 percent of original contract amount 

$5,000,000.00 or greater $250,000.00 or 2.5 percent of original contract amount 
whichever is greater 

End of Section 
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SECTION 110 NOTIFICATION OF CHANGED CONDITIONS AND DISPUTE RESOLUTION 

The Contractor and Owner will follow the established rules of the Maricopa County Procurement Code. 

End of Section 
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SECTION 201 CLEARING AND GRUBBING 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 201.1 DESCRIPTION: 

This work shall consist of removing objectionable material from the boundaries of work and such other 
areas as may be specified in the Special Provisions. Clearing, grubbing and stripping shall be performed 
in advance of grading operations. 

Clearing, grubbing and stripping shall be performed within the limits of work only, including borrow 
areas, excavation limits, foundation footprint, and fill zone. Do not clear excessive areas. 

SUBSECTION 201.2 PRESERVATION OF PROPERTY: 

Existing improvements, adjacent property, utilities and other facilities, and trees and plants not to be 
removed, shall be protected from injury or damage resulting from the Contractor's operations, see Section 
107. 

SUBSECTION 201.3 CONSTRUCTION METHODS: 

The construction site and areas to the toe of an embankment, the top of a cut slope, the slope rounding 
limit or to a line 10 feet outside the edge of the surfaced area, whichever is greater, but not beyond the 
boundaries of work, shall be cleared of all trees, stumps, brush, roots (in excess of l-inch in diameter), 
rubbish, debris and other objectionable matter, except as follows. 

All trees and shrubs found suitable for improvement and beautification, which will not interfere with 
excavation or embankment or cause disintegration of the improvements shall not be disturbed. In any 
event, the Contractor shall avoid, as far as practicable, injury to shrubbery, vines, plants, grasses and other 
vegetation growing outside of the clearing limits. The dragging and the piling of materials of various 
kinds and the performing of other work which may be injurious to vegetation shall, insofar as practicable, 
be confined to areas which have no vegetation or which will be covered by embankment or disturbed by 
excavation during grading operations. 

Vegetative and deleterious material shall be carefully removed and discarded from fill material. Hand 
removal of roots in excess of l-inch diameter may be required. Dispose of material generated from 
clearing and grubbing activities shall be disposed of at an approved landfill or greenwaste recycling 
facility. Cavities left below subgrade elevation by removal of stumps or roots shall be carefully backfilled 
and compacted. All tree trunks, stumps, brush, limbs, roots, vegetation and other debris removed in 
clearing and grubbing shall be removed and disposed of so as to leave the construction site and adjacent 
areas in a neat and finished condition, free from unsightly debris. 

All areas cleared and grubbed shall be stripped of the top 6-inches of soil to remove potential seed beds 
from the Work areas. The stripped material shall be stockpiled at the Engineer's discretion at an approved 
location and shall be segregated from designated fill materials. 

SUBSECTION 201.4 REMOVAL AND DISPOSAL OF SALVAGEABLE ITEMS: 

Items and materials of salvage value as determined by the Engineer, unless incorporated in the new work, 
shall remain the property of the Owner and shall be stored in adjacent areas as directed by the Engineer. 
Such items and materials shall be carefully removed and in such a manner as to permit reuse. 

Contract No. FCD 2004C017 PCN 470.04.30 SP Page 2 of 172 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

SUBSECTION 201.5 MEASUREMENT: 

Measurement shall be made for clearing and grubbing on an acre basis. 

Measurement shall be made for stripping on an acre basis. 

No measurement shall be made for removal and disposal of tree trunks, stumps, brush, limbs, roots, 
vegetation, and other debris removed in clearing and grubbing. 

No measurement shall be made for stockpiling stripped materials. 

SUBSECTION 201.5 PAYMENT: 

Payment for clearing and grubbing shall be made on the basis of the bid price per acre. 

Payment for stripping shall be made on the basis of the bid price per acre. 

No separate payment shall be made for the removal and disposal of tree trunks, stumps, brush, limbs, 
roots, vegetation, and other debris removed in clearing and grubbing as such; the cost thereof shall be 
included in the price of clearing and grubbing. 

No separate payment shall be made for stockpiling of stripped materials. 

BID ITEM 201-1 CLEARING AND GRUBBING 

BID ITEM 201-2 STRIPPING 

End of Section 
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SECTION 202 MOBILIZATION 

(Add this section to the MAG Uniform Standard Specifications.) 

SUBSECTION 202.1 DESCRIPTION: 

The work under this section shall consist of preparatory work and operations , including but not limited to, 
the movement of personnel, equipment, supplies and incidentals to the project site; the establishment of 
all offices, buildings and other facilities necessary for work on the project, and for all other work and 
operations that must be performed and costs incuiTed prior to beginning work on various items on the 
project site. A field office is required for this project. 

SUBSECTION 202.2 FIELD OFFICE: 

This work shall consist of providing and maintaining a furnished Field Office for the exclusive use of and 
occupancy by the Engineer and the Engineer' s staff. 

The office shall be a building or mobile trailer erected at a location convenient to the project. The 
Contractor' s and the Engineer's offices shall not be in the same building or mobile trailer, although the 
offices shall be located next to each other or within reasonable walking distance. 

The Contractor may furnish equivalent facilities in an existing building provided such facilities and 
building are located to provide convenient service. 

The field office shall be an approved and weatherproof building or mobile trailer providing a minimum of 
600 square feet of clear floor space, not including the toilet area. The structure shall have a minimum 
ceiling height of seven (7) feet and shall be provided with weatherproof doors equipped with adequate 
locking devices. Windows shall also be provided with adequate locking devices. The Contractor shall also 
provide the following: 

a. Lighting - Electric light, non-glare type luminaries to provide a minimum illumination level at 
desk height level. 

b. Heating & Cooling - Adequate electrically powered equipment to maintain an ambient air 
temperature of 72 degrees F plus or minus 8 degrees. 

c. Toilet - A commode and wash sink in a separately enclosed room within the building or mobile 
trailer, properly ventilated and complying with applicable sanitary codes. Contractor shall provide 
toilet paper, paper towels and soap. A septic/water tank with a pump will be provided. 

d. Maintenance - The Contractor shall maintain all facilities and furnished equipment in good 
working condition, and the office shall be cleaned weekly. 

e. Fire Extinguisher - Two non-toxic, dry chemical, fire extinguishers meeting Underwriters 
Laboratories, Inc . approval for Class A, Class B, and Class C fires with a minimum rating of 
2A:20B: lOC. 

f. Electricity - Contractor shall provide a generator to provide electric power. 

g. Furnishings - Two office desks with drawers, five office chairs (padded, swivel type), one 
drafting table (adjustable height) 3 feet by 6 feet, two 8-foot conference tables, twelve folding 
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chairs, two four-drawer legal size file cabinets, and one draftsman's stool. All furnishings shall be 
in good working order. 

h. Fax, Printer, Copier - Contractor shall provide a working 3-in-1 fax, printer, and copier for the 
exclusive use of the Engineer. 

1. First Aid Kit- Contractor shall provide a flrst aid kit. 

j. Potable Water Supply - Contractor shall provide a potable water supply and pay for all water 
service. 

The office shall be fully equipped and made available for the Engineer's use and occupancy prior to the 
start of any Contract work and not later than 10 days after the date of Notice to Proceed. The Engineer 
will notify the Contractor, in writing, of the acceptability of the Field Office provided. The Contractor 
shall maintain the field office in operating condition until seven (7) days after acceptance of the Contract 
work. 

The Contractor shall maintain all facilities in good operating condition and appearance for the designated 
period, after which all portable buildings or trailers, fencing, surfacing, and utilities shall be removed 
from the site, the areas cleaned and seeded if required and left in a neat and acceptable condition. 

SUBSECTION 202.3 CLEANUP: 

Contractor is responsible for cleanup of the site daily during construction and upon completion of the 
project. Cost of cleanup will be considered incidental to the project and no separate payment will be made 
for cleanup. 

SUBSECTION 202.4 MEASUREMENT: 

Evaluation of measurement for payment for mobilization shall be based on equipment and materials 
delivered to the site and the level of work being accomplished commensurate with the scope of work. 

SUBSECTION 202.5 PAYMENT: 

Payment for mobilization shall be made on the basis of the lump sum price bid and shall be full 
compensation for supplying and furnishing all materials, facilities, and services and performing all work 
involved as specified herein. The lump sum price bid shall not exceed 3 percent of the total project bid 
amount exclusive of mobilization. No additional payment will be made for occupancy and services during 
periods of contract time extension due to engineering changes. 

BID ITEM 202-1 MOBILIZATION 

End of Section 
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SECTION 205 ROADWAY CONSTRUCTION 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 205.1 DESCRIPTION: 

Roadway construction shall consist of earthwork involved in the grading and construction of the operation 
and maintenance (O&M) roadways, except structure excavation, trench excavation and any other 
excavation separately designated. 

The O&M roadways shall be a minimum of 15 feet in width and graded to provide positive drainage and 
prevent birdbaths or standing water within the roadway. 

SUBSECTION 205.2 UNSUITABLE MATERIAL: 

Material shall be considered unsuitable for O&M roadways if it contains organic matter, soft spongy 
earth, or other matter of such nature that compaction to the specified density is unobtainable. 

Material that is unsuitable for the intended use shall be excavated and removed from the site or otherwise 
disposed of as directed by the Engineer. 

The removal and disposal of such unsuitable material will be paid for as roadway construction. 

SUBSECTION 205.3 MEASUREMENT: 

Measurement for the O&M roadway construction between the limits shown by the specified lines, grades, 
and cross-sections shown on the Plans shall be per square yard completed-in-place . 

The Engineer will compute the quantities of constructed roadway by a method, which in his opinion is 
best suited to obtain an accurate determination. 

Excavation in excess of the planned or authorized area will not be paid for, except as provided above. The 
Contractor shall backfill and compact unauthorized excavated areas to the original ground elevation of 
authorized section at no additional cost to the Owner. 

Care shall be exercised to prevent excavating below the grade for the bottom of the ditch and areas 
excavated below grade shall be filled with suitable material and compacted by the Contractor at no 
additional cost to the Owner. 

SUBSECTION 205.4 PAYMENT: 

Payment for O&M roadway construction shall be made on the basis of a price per square yard of 
roadway. Such payment shall include excavating, sloping, rounding tops and ends of excavations, 
loading, depositing, conditioning, spreading, and compacting the material complete in place and disposal 
of surplus material. 

ITEM 205-1 O&M ROADWAY CONSTRUCTION 

End of Section 
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SECTION 206 STRUCTURE EXCAVATION AND BACKFILL 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 206.1 DESCRIPTION: 

Structure excavation shall consist of the excavation of material from the upstream dam face and toe area 
of the existing White Tanks FRS No. 3 and the additional excavation of unacceptable soils within the 
foundation zone for the construction of the soil cement structure and other excavation designated on the 
Plans or in these Special Provisions as structure excavation. 

Structural backfill shall consist of structural fill materials as desctibed in Section 211 for the soil cement 
dam embankment and the transitions from the soil cement embankment to the existing White Tanks FRS 
No. 3, including placing and compacting structural backfill material to the lines designated on the Plans or 
specified or as directed by the Engineer. Areas of incidental fill shall be further identified and approved as 
needed to complete Work as designed. 

Structure excavation and structural backfill shall include the furnishing of all materials and equipment and 
the providing of other facilities which may be necessary to perform the excavations and place and 
compact the structural backfill as they are required or generally called out by the Plans, Special 
Provisions or Engineer. 

SUBSECTION 206.2 FOUNDATION PREPARATION: 

The overall foundation preparation activities will consist of the following general activities: 

• Excavation to the lines, grades and elevations as shown on the Plans 

• Seismic refraction survey of the foundation at depth 

• Foundation over-excavation, cleaning and mapping 

• Foundation surface preparation 

• Final cleanup 

SUBSECTION 206.2.1 Foundation Excavation: 

The Contractor shall excavate the existing upstream dam face and toe area of the existing White Tanks 
FRS No. 3 as shown on the Plans. The limits of the proposed foundations for the various parts of the work 
are approximately as indicated on the Plans. The intent of the foundation excavation depth is to remove, 
to the greatest extent possible, unacceptable soil materials . Unacceptable soil materials are generally 
defined as soils that exhibit low in-place densities. The required soil cement foundation excavation will be 
approximately 10 to 12 feet, typically, except for localized deeper zones where it may extend as deep as 
15 to 25 feet. The Engineer reserves the right to change the depth or width of the foundations if 
unacceptable soil conditions are present in the foundation excavations. 

The foundation shall be visually inspected by the Engineer to ensure unacceptable soil materials have 
been thoroughly removed. Additional localized deeper zones of unacceptable soil materials will be 
quantified by the Engineer and removed by the Contractor after the seismic refraction survey is completed 
in accordance with Subsections 206.2.2 and 206.2.3 of this Special Provision. To aid the Engineer in the 
determination of the acceptable foundation materials, the Contractor shall petform nuclear density testing 
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in accordance with ASTM D 2922 under the direction of the Engineer, typically on the order of 50 to 100 
foot spacing, to further ensure that the unacceptable soils have been removed. It will be important for the 
Engineer to closely observe this construction activity, and for the Contractor to cooperate with the 
Engineer in completing the foundation preparation and treatment. Approval by the Engineer of the 
foundation surface prior to placement of soil cement or structural backfill will be required. 

Once the Engineer has determined that the foundation is acceptable and that the unacceptable soil 
materials have been sufficiently removed, the Contractor shall proceed with the seismic refraction survey 
as specified in Subsection 206.2.2 of this Special Provision. 

SUBSECTION 206.2.2 Seismic Refraction Survey: 

The Contractor shall perform a seismic refraction survey between Stations 135+20.89 and 158+67.61 (the 
entire length of the cutoff walls). The Contractor shall submit a work plan for the seismic refraction 
survey identifying the proposed Geophysicist/Geologist with relevant experience as required by this 
Special Provision, and details of the proposed materials and methods for conducting the survey. This 
work plan shall be submitted to the Engineer for approval at least two weeks prior to the foundation 
excavation activities. The purpose of the seismic survey is for the identification of time delay (travel time) 
features, seismic wave attenuation, changes in wave amplitude and cycle skipping caused by 
discontinuities (such as fractures, fissures, zones of discontinuities, or unacceptable foundation soils). 

The seismic refraction survey shall be conducted by a Geophysicist/Geologist who has a minimum of five 
(5) years of proven and successful experience in the preparation and implementation of seismic refraction 
surveys and the interpretation of seismograph records as described by this Special Provision. 

At a minimum, the following parameters shall be required of the seismic refraction survey: 

• Geophone spacing of five (5) feet (geophone spacing may be adjusted by the 
Geophysicist/Geologist during the seismic refraction survey to get the best resolution based on 
field conditions as approved by the Engineer). 

• Seismic lines shall be continuous, aligned parallel with the centerline of the new dam 
embankment and located between the two cutoff walls. 

• Sledge hammer energy source to induce relatively low frequency seismic waves into the 
subsurface. 

• Shot (sledge hammer or impact) points shall be taken 5 to 10 feet from the end of the line, at the 
center point of the line and at each quarter point. 

• Background seismic vibration noise must be held at a minimum (no planes flying over, all 
equipment grounded with motors turned off). Ambient background seismic vibration noise shall 
be monitored prior to each shot (impact) to assure the background noise will not degrade the 
quality of the seismic refraction data. 

• Total length of each line not to exceed 120 feet 

Upon completion of the seismic refraction survey, preliminary data shall be compiled by the Contractor 
and submitted to the Engineer. The Contractor shall submit preliminary data including the following: 

• Copies of the seismograph printouts for each seismic profile line. 

• A location map of seismic profile lines conducted along the dam centerline. 

• A.l1notation of anomalies identified on each seismograph record for each seismic profile line. 

• Individual identified anomalies or anomaly zones shall be conspicuously flagged for subsequent 
position surveying by the Contractor. 
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• Provide map with locations of anomalies 

The Contractor shall allow up to five (5) working days from the date the preliminary data is submitted to 
the Engineer for review to determine if additional excavation and/or inspection are required for the 
foundation . 

At the direction of the Engineer, the Contractor shall formalize the data into a report format acceptable to 
the Engineer and submit the report along with all supporting data collected from the survey. The formal 
report shall contain, at a minimum, the preliminary data listed above. 

At the direction of the Engineer, the Contractor shall proceed with cleaning the foundation in accordance 
with Subsection 206.2.3 of this Special Provision. 

SUBSECTION 206.2.3 Foundation Over-excavation, Cleaning and Mapping: 

The Contractor shall be responsible for the over-excavation of localized deeper zones of unacceptable soil 
materials and the cleaning on the entire bottom area of the foundation to allow for foundation mapping. 
The foundation shall be visually inspected by the Engineer to ensure localized deeper zones of 
unacceptable soil materials have been thoroughly removed within the foundation area. Upon removal of 
the unacceptable soils and at the direction of the Engineer, the Contractor shall proceed with the 
foundation cleaning activities. 

The cleaning activities shall consist of removing all loose soil and other objectionable materials by any 
combination of additional methods approved and/or directed by the Engineer. In addition, the Contractor 
shall perform air jet cleaning to expose any potential surface feature (i.e., cracks) along the foundation 
bottom between Stations 135+20.89 and 158+67.61 (the entire length of the cutoff walls). The air jet shall 
consist of a nozzle with a supply hose connected to a suitable source of compressed air. The compressed 
air shall have a pressure between 90 and 110 pounds per square inch (psi). The compressed air shall be 
controllable at the nozzle. 

At the direction of the Engineer, special attention will be given to foundation· over-excavation areas where 
anomalous discontinuities or zones are identified by the seismic refraction surveys. If required by the 
Engineer, additional over-excavation may be needed to better expose identified anomalies. Detailed 
logging and photography may be required where discontinuities are observed. 

The cleaning activities shall commence and proceed at the direction of the Engineer. To ensure the 
foundation remains clean during the mapping activities, the Contractor shall clean the foundation area in 
increments not to exceed 500 feet in length in the direction of the construction stationing. The Contractor 
shall indicate the construction centerline stationing within the foundation excavation with marking paint 
at 100-foot intervals . The Engineer will be responsible for inspecting and photographic logging of each 
cleaned area of the foundation and mapping the results of the visual inspection. 

At the direction of the Engineer, the Contractor shall proceed with the foundation surface preparation as 
specified in Subsection 206.2.4 of this Special Provision. 

SUBSECTION 206.2.4 Foundation Surface Preparation: 

Upon completion of over-excavation, cleaning and mapping activitJes, the Engineer shall determine 
(based on the foundation soil condition) the extent of smface preparation required prior to the 
construction of the overlying fill materials. Based on this determination, the Contractor may be required 
to scarify, moisture condition and compact the foundation soils as specified in this subsection of the 
Special Provisions. 
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The Contractor shall prepare all foundation surface areas to receive overlying fill materials at the 
direction of the Engineer prior to the corresponding material placement activities. This surface 
preparation may consist of filling over-excavated areas with structural backfill to achieve a continuous 
foundation bottom elevation, scarifying the foundation to a minimum depth of eight (8) inches, moisture 
conditioning and roller compaction. Structural backfill construction shall be in accordance with Section 
211 of these Special Provisions. 

It should be noted that the scarification, moisture conditioning, and compaction activities required by the 
Engineer between the reinforced concrete guide walls, installed as part of the cutoff wall construction, 
shall be completed after the excavation of the additional two (2) feet of soil materials between the guide 
walls. Scarification, moisture conditioning and compaction of the soil materials between the guide walls 
at the top elevation of the cutoff walls are not required. 

Compaction equipment used for surface preparation of the foundation shall be a self-propelled vibratory 
compactor, consisting of one smooth steel drum at least 72 inches in width. The vibratory compactor(s) 
shall have a minimum static operating weight of 20,000 pounds. The drum shall be capable of producing 
a minimum centrifugal force of 22,000 pounds at a frequency of vibration between 1,200 and 2,000 
cycles per minute. Operate vibrating compactors at a constant frequency of vibration as determined by the 
Engineer. The foundation surface shall be compacted by a maximum of five (5) passes of the said 
compaction equipment as determined by the Engineer. 

The Contractor shall coordinate foundation surface preparation activities with other construction activities 
(namely cutoff wall construction) to prevent damaging constructed components of the overall dam. Cost 
associated with the repair or reconstruction of dam components already constructed shall be borne by the 
Contractor at no additional cost to the Owner. 

At the approval of the Engineer, the Contractor shall proceed with cutoff wall construction and other 
subsequent construction activities related to dam construction. 

SUBSECTION 206.2.5 Final Cleanup and Foundation Preparation: 

After completion of the cutoff wall construction and when the foundation excavation has reached the 
approximate limits as described in Subsection 206.2, the Engineer may direct that a cleanup be performed 
on all or any part of the foundation surface. This cleanup shall consist of removing all loose soil and other 
objectionable material by any combination of additional methods approved or directed by the Engineer. 

SUBSECTION 206.3 INSPECTION: 

All foundation excavations shall be inspected and approved by the Engineer as stated in Subsection 206.2 
prior to cutoff wall construction, placing any soil materials, soil cement, SCB backfill, structural fill or 
common fill materials. Any loose or disturbed zones shall be removed and replaced with structural 
backfill as directed by the Engineer. 

Inspection of the excavation limits is required to verify lines and grades and subgrade compaction. 
Materials testing for density of in-place subgrade may be required prior to backfill operations. 

SUBSECTION 206.4 INCIDENTAL FILL: 

Incidental fill operations shall conform to the following requirements: incidental fill shall not be placed 
until the subgrade has been inspected by the Engineer and approved for the backfilling, and incidental fill 
shall not be placed on foundation areas to receive soil cement. 
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No special treatment of the foundation (subgrade) beneath the incidental fill is required unless the in-situ 
soil is disturbed, or loosened to a depth of 3 inches or more. In the event the foundation/subgrade is 
disturbed, the Contractor is required to moisture condition the loose soil layer and recompact. It is the 
Engineer's discretion to require that a uniform thickness of sub grade be scarified and moistme 
conditioned prior to recompaction operations. 

All soil materials used for incidental fill and foundation preparation shall be placed in approximately 
8-inch loose lifts to produce a compacted lift thickness of approximately 6 inches. The incidental fill shall 
be compacted to a minimum of 95 percent of maximum dry density in accordance with ASTM D 698. 
Compaction of fill shall be accomplished to uniform moisture content within range of plus or minus 
2 percent of its optimum. 

Compaction against the principal spillway and inlet structmes associated with the outlet works within 
three (3) feet of the walls shall be accomplished using non-wheeled, hand-operated compaction 
equipment only. 

Any excavation and backfill conducted by the Contractor outside of the lines and grades shown on the 
Plans, and not pre-authorized by the Engineer shall be considered Incidental. 

SUBSECTION 206.5 MEASUREMENT: 

Measurement for payment of foundation preparation, including seismic retraction survey, foundation 
cleaning, foundation smface preparation, and final cleanup shall be per square yard. 

Measurement for payment of excavation of the White Tanks FRS No.3 dam face and toe shall be per in
place cubic yard. 

Measurement for payment of Engineer required over-excavation and subsequent structural backfill shall 
be per in-place cubic yard . 

No measurement for payment shall be made for incidental fill, compaction, or placement. The cost of 
incidental fill shall be included in the unit prices for foundation preparation and structural excavation. 

SUBSECTION 206.6 PAYMENT: 

Payment of foundation preparation shall be made on the basis of the price bid per square yard. 

Payment of excavation of the existing White Tanks FRS No.3 dam embankment face and toe area shall 
be made on the basis of the price per cubic yard. 

Payment for over-excavation and structural backfill as directed by the Engineer will be made on the basis 
of the price bid per cubic yard. The price shall include all labor, materials, and equipment necessary to 
remove the unsuitable material from the foundations and replacing with structmal backfill as directed by 
the Engineer. 

No payment shall be made for excavation and incidental fill as such, the cost thereof shall be included in 
the bid price for construction of the items to which such excavation and backfill is incidental or 
appmtenant. 

BID ITEM 206-1 FOUNDATION PREPARATION 

BID ITEM 206-2 EXCAVATION OF DAM FACE AND TOE 
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BID ITEM 206-3 OVER-EXCAVATION AND STRUCTURAL BACKFILL ALLOWANCE 

End of Section 
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SECTION 210 BORROW EXCAVATION 

(Replace this section of the MAG Uniform Standard Specifications with the following .) 

SUBSECTION 210.1 LOCAL BORROW: 

Local borrow shall consist of material excavated and used in the const(uction of fills and soil cement or 
for use as selected material or for other construction purposes. Local bonow shall be obtained by 
excavating from the designated borrow sources shown on the Plans or as directed by the Engineer. Local 
bonow shall be excavated to the lines and grades established by the Engineer. 

Investigative soil data showing the borrow material is "generally" consistent with project requirements 
can be made available for the Contractor's understanding and use; however, it remains the Contractor's 
responsibi li ty to satisfy the gradation and compaction requirements for fill. Copies of the Geotechnical 
and Design Reports that contain soils data (including sieve analysis) from limited investigations will be 
made available for review upon request in accordance with Subsection 102.4 of the Supplementary 
General Conditions. 

The Contractor is required to excavate bmTow material and stockpile the material that will be used for soil 
cement, soil-cement-bentonite, and structural fill at pre-approved locations. Stockpiling is necessary to 
sample and petform laboratory testing to prequalify the material before it is placed. It may be necessary to 
blend and/or screen the material to meet the gradation cequirements of the soil cement, soil-cement
bentonite, or structural fill. Each stockpile shall not exceed 20,000 cubic yards of material. Samples shall 
be taken and tested for gradation and plasticity index for each 500 cubic yards of material as it is 
stockpiled. If the variation in the percent fines exceeds ten or the variation in plasticity index ex_ceeds five 
within a group of five consecutive test samples , the Contractor shall be required to mix and blend the 
material to reduce the variation. The maximum allowable variation in fines content shall not exceed ten 
percent for the fines nor shall the plasticity index vary by more than five for the complete stockpile .. The 
additional handling and processing of the material to meet the gradation and plasticity specifications shall 
be the responsibility of the Contractor. The Contractor is also required to strip and stockpile the upper 
6 inches of material within the bonow limits as per Section 201 of these Special Provisions. 

The borrow material shall be free from wood, vegetation, or other deleterious matter. 

The Contractor shall notify the Engineer two weeks in advance of opening any material sites so that cross 
section elevations and measurements of the ground surface after stripping may be taken and so that the 
material can be tested and approved. 

Bonow pits shall be excavated to regular lines to permit accurate measurement; depth of excavation 
throughout the area of bonow pits shall be as uniform as practicable and the side slope shall be dressed to 
such stable slopes as may be directed, leaving the borrow pit area in a clean and safe condition. Borrow 
sites other than the two identified for the project require prior approval by the Engineer and are subject to 
materials testing. 

SUBSECTION 210.2 IMPORTED BORROW: 

Although not anticipated, the contractor may locate and conduct operations at a secondary borrow site, 
importing fill to the site. 

Any imported borrow shall consist of material that meets the requirements in the Special Provisions. The 
Contractor shall make his/her own anangements for obtaining imported bonow and shall pay all costs 
involved. Imported bonow shall be approved by the Engineer. 
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The material shall be free from wood, vegetation, or other deleterious matter. 

SUBSECTION 210.3 PLACING AND COMPACTING: 

Local bon·ow and any imported borrow shall be placed and compacted as specified in Section 211. The 
Contractor shall verify there is sufficient space available in fill locations for placing any excavated 
material, before placing borrow. Any excess excavation which develops as a result of placing borrow in 
advance of completing excavations shall be disposed of by the Contractor at no additional cost to the 
Owner and a corresponding reduction in the quantity of borrow to be paid for will be made, for which the 
Contractor will have no claim for compensation. 

SUBSECTION 210.4 MEASUREMENT: 

No measurement for payment shall be conducted for borrow excavation. 

SUBSECTION 210.5 PAYMENT: 

No payment shall be made for borrow excavation. The cost thereof shall be included in the bid price for 
Section 211, Section 215, and Section 221 for which such borrow excavation is considered incidental or 
appurtenant. 

End of Section 
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SECTION 211 FILL CONSTRUCTION 

(Replace this section of the MAG Uniform Standard Specifications with the following .) 

SUBSECTION 211.1 DESCRIPTION: 

Fill construction shall consist of constructing the graded filter at the interface of the soil cement and 
structural fill transition, structural fill associated with dam construction, common fill associated with dam 
construction, and bedding sand required for trench backfill for the TDR instrumentation. It shall also 
include the placing and compacting of approved fill material to the lines and grades in accordance with 
the Plans. 

The Contractor's approach will require methodical planning and sequencing and may include, but is not 
required to, constructing access ramps on one or both sides of the embankment. 

SUBSECTION 211.1.1 Graded Filter: 

Work specified in this subsection includes excavation and graded filter backfill required at the interface of 
the soil cement and structural fill transitions as shown on the Plans. The earthwork described in this 
section shall be coordinated with the requirements specific to fill construction and associated subsections. 

The backfill material for the graded filter shall be an engineered gravel material. The graded filter shall be 
imported, commercially manufactured material. This material shall be uniformly washed and conform to 
the following requirements: 

A) Certificates of compliance or recent test results signed and stamped by a representative of the 
commercial supplier that ensures the sand delivered to the site meets the requirements of graded 
filter. 

B) Pre-qualified graded filter shall be subject to further laboratory testing to ensure uniformity in 
material delivered to the site in accordance with the QA/QC plan. 

The graded filter shall be manufactured by a commercial material supplier and have the following 
gradation requirements when tested in accordance with ASTM D 422. 

TABLE 211-1 
GRADED FILTER 

Sieve Percent Passing 
1 Y2 inch 100 

1 inch 98-100 

Ih inch 70-84 

No.4 57-64 

No.8 48-62 

No. 16 30-51 

No. 30 15-36 

No. 100 2-6 

No. 200 0-4 

Contract No. FCD 2004C017 PCN 470.04.30 SP Page 15 of 172 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

The Contractor shall prepare a Work Plan identifying the methods, approach, and equipment to be 
incorporated for the construction of the graded filter. This plan shall be submitted to the Engineer and 
approved prior to graded filter construction. 

SUBSECTION 211.1.2 Structural Fill : 

The work under this subsection shall consist of structural fill construction to the lines and grades shown 
on the Plans. The minimum limits of fill are delineated on the Plans. 

Construction of the structural fill shall be in accordance to the drawing lines, grades, and elevations 
without deviation unless specific express written approval from the Engineer. The Contractor is 
responsible for quality control to achieve completed dimensions and elevations as designed . The 
Contractor also has an obligation to notify the Engineer upon discovery of discrepancies within the 
dimensions or elevations prior to work for clarification or approved field design changes. 

Structural fill shall consist of embankment soils excavated from the existing White Tanks FRS No.3 and 
on-site native soils, free of vegetation, debris, organic contaminants, obtained from the borrow source(s) 
delineated on the Plans. Structural fill shall be free of rocks in excess of 3 inches in size. The maximum 
allowable Plasticity Index (PI) shall be 25 . 

Investigative soils data indicate gradation and plasticity index and classification of existing soil from the 
borrow area(s) and existing White Tanks FRS No.3 would be appropliate borrow for fill for the new 
construction. Copies of the Geotechnkal and Design Reports that contain soils data (including sieve 
analysis) from limited investigations will be made available for review upon request in accordance with 
Subsection 102.4 of the Supplementary General Conditions. 

SUBSECTION 211.1.3 Conm1on Fill: 

The work under tbis section shall consist of common fill throughout the grading limits of the project. The 
minimum limits of common fill are delineated on the Plans. Construction of the common fill shall be in 
accordance to the drawing lines, grades , and elevations without deviation unless specific express written 
approval from the Engineer. The Contractor is responsible for quality control to achieve completed 
dimensions and elevations as designed. The Contractor also has an obligation to notify the Engineer upon 
discovery of discrepancies within the dimensions or elevations of the common fill plior to commencing 
work and request clarification or approval of field design changes. 

Common fill shall consist of embankment soils excavated from the existing White Tanks FRS No.3 and 
on-site native soils, free of vegetation, deblis, organic contaminants, obtained from the borrow area(s). 
Common fill shall be free of rocks in excess of 6 inches in size. The maximum allowable Plasticity Index 
(PI) shall be 25. 

SUBSECTION 211.1.4 Bedding Sand: 

The work under this section shall consist of bedding sand used for trench backfill of the TDR 
instrumentation cable. The bedding sand shall conform to the requirements of ASTM C33 fine aggregate. 
The bedding sand shall meet the requirements of Section 701 of the Special Provisions and conform to the 
following gradation when tested in accordance with ASTM D 422: 

TABLE211-2 
BEDDING SAND 

Sieve Percent Passing 
Ys inch 100 
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No.4 95-100 

No.8 80-100 

No. 16 50-85 

No. 30 25-60 

No. 50 10-30 

No. 100 2-10 

Construction of the bedding sand backfill shall be in accordance to the drawing lines, grades, and 
elevations without deviation unless specific express written approval from the Engineer. The Contractor is 
responsible for quality control to achjeve completed dimensions and elevations as designed. The 
Contractor also has an obligation to notify the Engineer upon discovery of discrepancies within the 
dimensions or elevations of the bedding sand prior to commencing work and request clarification or 
approval of field design changes. 

SUBSECTION 211.2 PLACING: 

SUBSECTION 211.2.1 Graded Filter: 

Specific approval of the graded filter upon review of pre-qualification and subsequent laboratory 
conformance testing results shall be obtained from the Engineer prior to placement. 

Placement shall be conducted using the appropriate combination of heavy equipment, small equipment, 
and labor. Placement of filter material to accurate lines, grades, and thickness, without contarillnation, is 
essential. Deviations from dimensions shall not be perrilltted without the Engineer's approval. Placement 
methods shall be outlined in the Work Plan prepared by the Contractor and approved by the Engineer. 
These placement methods shall prevent segregation of the aggregate material. 

The graded filter shall be placed in uruform lifts thickness not to exceed 6 inches as measured in its loose 
state, prior to compaction. Each lift shall be placed near horizontal and continuous along its length to 
ensure optimal compaction conditions. The graded filter shall be moisture conditioned as approved by the 
Engineer to enable proper compaction. The maximum drop height for the placement of the graded filter 
shall not exceed 3 feet. Each lift shall be compacted by a rillnimum of two passes of medium energy 
vibratory plate compaction equipment. The proposed compaction equipment shall be outlined in the Work 
Plan by the Contractor and approved by the Engineer prior to graded filter construction. The level of 
compaction shall be deterrillned and verified by the Engineer during placement operations. 

The Contractor is responsible for protecting the graded filter from being commjngled with replacement 
embankment material. In the event sloughing from either adjacent soil zones occurs, the Contractor shall 
remove and replace any comrillngled sand and soil. 

SUBSECTION 211.2.2 Structural FiJI: 

Specific approval of structural fill upon review of pre-qualification and subsequent laboratory 
conformance testing results shall be obtained from the Engineer prior to placement and construction. 

Placement of structural fill requires a well-planned method and approach from the Contractor. The 
Contractor will be required to subrillt a plan for fill placement for approval prior to beginning the work. 
Placement shall be conducted using the appropriate combination of heavy equipment, small equipment, 
and labor. The Plans indicate measurements that define the limits of the fill. Deviations from dimensions 
shall not be perrilltted without the Engineer's approval. 
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Structural fill shall be moisture conditioned prior to spreading at its fmal destination and placed in 
uniform lifts and compacted to the minimum requirements as stated in Subsection 211.3.2. 

The maximum particle size is 3 inches in its greatest dimension. Material containing oversize rock will be 
rejected by the Engineer. However, should occasional random oversize material be encountered and the 
material otherwise meets the gradation requirements, the Contractor may employ hand labor and 
equipment to hand pick the oversize rock out of the loose lifts, only upon specific approval of the 
Engineer. Clods or hard lumps of earth of 6 inches in greatest dimension shall be broken up and moisture 
conditioned before compacting the material in embankment. 

The loose thickness of each layer of fill material before compacting shall not exceed 8 inches. 

On-site undisturbed soils or compacted soils subsequently disturbed or removed by construction 
operations should be replaced by materials compacted as specified above. 

Nesting of coarse particles will not be permitted. 

Structural fill materials shall be placed in accordance with the lines, grades, and elevations shown on the 
Plans to within an allowable tolerance of 0.1 feet in 100 feet. 

The minimum compressive strength required before backfill against and over the top of concrete 
structures, soil cement, or soil-cement bentonite shall apply as described in Sections 725, 221, and 730, 
respectively. Damage caused by premature fill placement shall be replaced or repaired as recommended 
by Engineer at no cost to Owner. Do not operate heavy equipment over the outlet pipes and buried 
concrete structures until at least 1.5 feet of fill materials have been placed and compacted over the top in 
conformance with the requirements specified herein. Select and operate compaction equipment so that 
concrete structures and the outlet pipes are not damaged nor overstressed during compaction operations. 
Use hand-operated mechanical tampers for compaction of fill adjacent to concrete structures and the 
outlet pipes where rolling equipment is impracticable for use in compaction. 

SUBSECTION 211.2.3 Common Fill : 

Placement of common fill requires a well-planned method and approach from the Contractor. The 
Contractor will be required to submit a plan for fill placement for approval prior to beginning the work. 
Placement shall be conducted using the appropriate combination of heavy equipment, small equipment, 
and labor. The Plans indicate measurements that define the limits of the fill. Deviations from dimensions 
shall not be permitted without the Engineer's approval. 

Common fill shall be moisture conditioned prior to spreading at its final destination and placed in uniform 
lifts and compacted to the minimum requirements as stated in Subsection 211.3.3. 

The maximum particle size is 6 inches in its greatest dimension. Material containing oversize rock will be 
rejected by the Engineer. However, should occasional random oversize material be encountered and the 
material otherwise meets the gradation requirements, the Contractor may employ hand labor and 
equipment to hand pick the ov rsize rock out of the loose lifts, only upon specific approval of the 
Engineer. Clods or hard lumps of earth of 6 inches in greatest dimension shall be broken up and moisture 
conditioned before compacting the material in embankment. 

The loose thickness of each layer of fill material before compacting shall not exceed 12 inches. 

Nesting of coarse particles will not be permitted. 
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Common fill materials shall be placed in accordance with the lines, grades and elevations shown on the 
Plans to within an allowable tolerance of 0.1 feet in 100 feet. 

SUBSECTION 211.2.4 Bedding Sand: 

Specific approval of the bedding sand upon review of pre-qualification and subsequent laboratory 
conformance testing results shall be obtained from the Engineer prior to placement. 

Placement shall be conducted using the appropriate combination of heavy equipment, small equipment, 
and labor. Placement of filter material to accurate lines, grades, and thickness, without contamination, is 
essential. Deviations from dimensions shall not be permitted without the Engineer's approval. Placement 
methods shall be outlined in the Work Plan prepared by the Contractor and approved by the Engineer. 
These placement methods shall prevent damage to the TDR instrumentation cables. 

The bedding sand shall be placed in uniform lifts thickness to achieve a 6-inch compacted bedding lift 
beneath the TDR cables and a 6-inch compacted shading lift above the TDR cables. Each lift shall be 
placed near horizontal and continuous along its length to ensure optimal compaction conditions. The 
bedding sand shall be moisture conditioned as approved by the Engineer to enable proper compaction. 
Each lift shall be compacted by a minimum of two passes of medium energy vibratory plate compaction 
equipment. The proposed compaction equipment shall be outlined in the Work Plan by the Contractor and 
approved by the Engineer prior to bedding sand construction. The level of compaction shall be 
determined and verified by the Engineer during placement operations. 

The Contractor is responsible for protecting the bedding sand from being commingled with surrounding 
soil materials. In the event of trench sloughing, the Contractor shall remove and replace any commingled 
sand and soil. 

Placement of the bedding sand shall be coordinated with the TDR instrumentation construction activities 
outlined in Section 796 of these Special Provisions. 

SUBSECTION 211.3 COMPACTING: 

SUBSECTION 211.3.1 Graded Filter: 

Each lift of the graded filter shall be compacted by a minimum of two passes of medium energy vibratory 
compaction equipment as outlined in the approved Work Plan. The level of compaction shaH be 
determined and verified by the Engineer during placement and compaction operations. 

SUBSECTION 211.3.2 Structural Fill : 

Structural fill shall be constructed in compacted layers of uniform thickness and each layer shall be 
compacted in accordance with the requirements herein specified. Structural fill construction shall consist 
of material compacted to a uniform density of not less than 95 percent of the maximum dry density and 
within a moisture range of 4 percent minus optimum to 2 percent above optimum. The maximum dry 
density will be determined by ASTM D 698. 

Areas over which fills are to be placed over one (1) hour previously shall be scarified to a depth of 3 
inches and re-conditioned to the appropriate moisture content to provide a bond between the existing 
ground and the material to be deposited thereon. 

Compaction operations shall be accomplished by mechanical and vibratory methods, including padded 
foot rollers. Water settling or jetting shall not be permitted. 
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SUBSECTION 211.3.3 Common Fill: 

Common fill shall be constructed in compacted layers of uniform thickness and each layer shall be 
compacted in accordance with the requirements herein specified. Common fill construction shall consist 
of material compacted to a uniform density of not less than 90 percent of the maximum dry density and 
within a moisture range of 4 percent minus optimum to 2 percent above optimum. The maximum dry 
density will be determined by ASTM D 698. 

Areas over which fills are to be placed over one (1) hour previously shall be scarified to a depth of 3 
inches and re-conditioned to the appropriate moisture content to provide a bond between the existing 
ground and the material to be deposited thereon. 

Compaction operations shall be accomplished by mechanical and vibratory methods, including padded 
foot rollers. Water settling or jetting shall not be permitted. 

SUBSECTION 211.3.4 Bedding Sand: 

Each lift of the bedding sand shall be compacted by a minimum of two passes of medium energy 
vibratory compaction equipment as outlined in the approved Work Plan. The level of compaction shall be 
determined and verified by the Engineer during placement and compaction operations. 

SUBSECTION 211.4 TESTS: 

Pre-qualification testing and conformance testing prior to placement will be conducted on the graded filter 
material, bedding sand, and structural fill in accordance with the QA/QC Plan. 

The structural fill and common fill shall be thoroughly compacted to not less than the stated densities 
when tested and determined by ASTM D 2922 (nuclear gauge) and D1556 (sand cone), with the percent 
of density adjusted in accordance with the rock correction procedure for maximum density determination 
ASTM D 4718, to compensate for the rock content larger than that which will pass a No. 4 sieve. At a 
minimum, the Contractor shall perform one (1) sand cone density test for every ten (10) nuclear density 
tests taken. 

The moisture content of the structural fill and common fill shall be tested in accordance with 
ASTM D 3017 (nuclear method) for each nuclear density test performed and in accordance with either 
ASTM D 2216 (oven dry method) or ASTM D 4643 (microwave method) for each sand cone density test 
performed. 

Failing results is the responsibility of the Contractor. Rework, fill replacement, and retesting shall be at 
the Contractor's expense. 

SUBSECTION 211.5 MEASUREMENT: 

Measurement of fill construction used to construct the graded filter, structural fill and common fill shall 
be per in-place cubic yard volumes, within the limits of dimensions shown on the Plans. The Engineer 
will compute the quantities of fill by a method which is best suited to obtain an accurate determination . 

No measurement will be made for bedding sand. The construction of the bedding sand shall be considered 
incidental to the TDR instrumentation construction outlined in Section 796 of these Special Provisions. 
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SUBSECTION 211.6 PAYMENT: 

Payment of fill construction for the graded filter, structural fill and common fill shall be made on the basis 
of the bid price per cubic yard of fill (in-place) as stipulated in the proposal. Payment shall include: 
excavation, placing, compaction, grading, hauling, removal, dust control, disposal of excess material, 
survey as required, and all other miscellaneous items necessary to accomplish the work in conformance 
with the Plans . 

No payment will be made separately for bedding sand construction. The cost thereof shall be included in 
payments for TDR instrumentation construction as outlined in Section 796 of these Special Provisions. 

No payment will be made for fill construction to replace unsuitable material or for rework du~ to failing 
tests or overbuilding for construction convenience and then cut back to the required lines and grades; the 
cost thereof shall be included in the price bid for the construction of the items to which such fill is 
incidental or appurtenant. 

BID ITEM 211-1 GRADED FILTER 

BID ITEM 211-2 STRUCTURAL FILL 

BID ITEM 211-3 COMMON FILL 

End of Section 
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SECTION 215 EARTHWORK FOR OPEN CHANNELS 

(Replace tills section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 215.1 DESCRIPTION: 

Earthwork for open channels shall consist of excavation , overexcavation, fill, grading, and disposal of 
excavated and removed material. Open channels for the purpose of this section refers to the outlet works 
channel and cut through the existing White Tanks FRS No. 3. 

SUBSECTION 215.2 STRIPPING: 

When stripping is indicated on the Plans or specified in the Special Provisions, the Contractor shall strip 
the soil from the designated areas to the depths shown or specified or as directed by the Engineer. The 
material obtained from stripping operations shall be disposed of away from the site unless otherwise 
specified, shown on the Plans or authorized by the Engineer. 

Soil loosened below the stripping depth specified or designated by the Engineer, shall be compacted. Soil 
removed below stripping depth shall be replaced with approved material and compacted up to the 
designated grade. All such filling and compacting shall be done by the Contractor at no additional cost to 
the Owner. 

SUBSECTION 215.3 EXCAVATION: 

Excavation in open cut channels may be made to provide faces of the excavation that are firm and 
unyielding, are such as will stand or can be made to stand without sloughing, and are at all points are in 
accordance to the lines and grades shown on the Plans. 

Excavation made below subgrade shall be backfilled and compacted to a uniform density of not less than 
95 percent per ASTM D 698 and within a moisture range of 4 percent minus optimum to 2 percent above 
optimum. However, no payment will be made for such overexcavation or material used for such backfill. 

Where it becomes necessary to excavate beyond normal lines of excavation to remove boulders or other 
interfering objects, the voids remaining after the removal of such boulders or interfering objects shall be 
backfilled as specified below, or as otherwise approved by the Engineer. 

When the void is in the side of the excavation, it shall be filled with suitable material as approved by the 
Engineer, placed in the manner and to the same uniform density as the backfill in the vicinity of the void. 

The removal of boulders or other interfering objects and the backfilling of voids caused by such removals 
shall be done by the Contractor at no additional cost to the Owner. The cost of such work shall be 
included in the prices bid for the various items of work. 

If during the progress of excavation, material is encountered, which, in the opinion of the Engineer, is 
unsuitable for subgrade for the channel to be constructed on, the Engineer may direct the Contractor to 
excavate beyond the pay lines shown on the Plans. However, the suitability of subgrade shall be 
determined by the Engineer on the basis of its ability to withstand the load of the proposed channel and 
not upon the capacity to withstand the loads which may be placed upon it by the Contractor's equipment. 
Should the Contractor be directed to excavate beyond the pay lines shown on the Plans, said pay lines will 
be extended to include such ordered excavation; and the pay lines for subd.rainage material, if used, will 
be adjusted accordingly. 
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Excavation to the lines and grades shown on the Plans is required and eviations to the Plans for purpose 
of borrow ease or quantities shall have prior approval by the Engineer. 

Materials used or work performed by the Contractor, to stabilize the subgrade so it will withstand loads, 
which may be placed upon it by his equipment, shall be accomplished by the Contractor at no additional 
cost to the Owner. 

SUBSECTION 215.4 FILL AND BACKFILL: 

Unless otherwise specified in the Special Provisions, material obtained from the project excavations may 
be presumed to be suitable for use as structural fill or backfill for the channel provided it is free of all 
organic material, rubbish, debris, and other objectionable material. Backfilling operations for the channel 
shall conform to the following requirements: structural backfill shall not be placed until the subgrade has 
been inspected by the Engineer and approved for backfilling. 

No special treatment of the foundation (subgrade) beneath the structural fill is required unless the in-situ 
soil is disturbed, or loosened, at a depth of 3 inches or more. In the event the foundation/subgrade is 
disturbed, the Contractor is required to moisture condition the loose soil layer and recompact the layer. It 
is the Engineer's discretion to require that a uniform thickness of sub grade be scarified and moisture 
conditioned prior to recompaction operations. 

All soil materials to be backfilled shall be placed in approximately 8-inch loose lifts to produce a 
compacted lift thickness of approximately 6 inches. The structural fill shall be compacted to a minimum 
of 95 percent of maximum dry density in accordance with ASTM D 698. Compaction of fill shall be 
accomplished within a moisture range of 4 percent minus optimum to 2 percent above optimum. 

SUBSECTION 215.5 GRADING: 

Grading of the unlined channel shall conform to the following tolerances: 

A vertical tolerance of none above and 3 inches below the specified grade will be allowed on: 

(1) Channel bottom 

(2) Channel side slopes in both cut and fill 

Regardless of the construction tolerances specified, excavation and grading shall be performed so that 
finished surfaces are in uniform planes with no abrupt breaks in the surface. Construction tolerances 
specified above for grading are solely for purposes of field control. 

The Contractor will maintain the specified grade along the length of the channel as shown on the Plans. 
The grade is of the utmost importance. Abrupt crowns or depressions shall be eliminated to the practical 
extent possible by fine grading. 

SUBSECTION 215.6 TESTS: 

The channel bottom shall be proof-rolled using rubber-tired equipment with a gross vehicle weight of no 
less than 30,000 pounds. Proof-rolling shall be conducted with no less than two passes with overlapping 
tire path and shall be witnessed by the Engineer. 

All fills shall be tested in accordance with Subsection 211.4. 
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SUBSECTION 215.7 MEASUREMENT: 

Measurement for excavation of the channel shall be per cubic yard basis and shall be made according to 
the quantity of material excavated from natural ground to the finished subgrades shown on the Plans. The 
Engineer will verify the quantities of excavation by a method, which in his opinion is best suited to obtain 
an accurate determination . 

No measurement shall be made for excavation to subgrade for riprap placement. 

SUBSECTION 215.8 PAYMENT: 

Payment of excavation for the channel shall be made on the basis of the price bid per cubic yard of 
excavation as stipulated in the proposal, and shall include stripping, excavation, stockpiling, fill, backfill, 
compaction, grading, hauling, removal and disposal of excess excavated material and debris. 

BID ITEM 215-1 EXCAVATION, DIVERSION CHANNEL 

End of Section 
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SECTION 220 RIPRAP CONSTRUCTION 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 220.1 DESCRIPTION: 

The construction of plain riprap within the outlet works downstream channel shall consist of furnishing 
and placing stone to the depth and limits as shown on the Plans. 

Riprap construction shall be coordinated with the placement of geotextile filter fabric per drawing 
sections and details. 

SUBSECTION 220.2 MATERIALS: 

Materials furnished for riprap shall conform to the requirements of Section 703 and as stated in this 
Section. 

In order to maintain slope stability where plain riprap is constructed, stones shall be angular in shape and 
conform to the gradation requirements set forth in the table below. 

TABLE 220-1 

RIP RAP 

Description Size 

Dso 9 inches 

Minimum Stone Size 4 inches 

Maximum Stone Size 18 inches 

A geotextile fabric underlay shall be furnished in accordance with Section 231. 

SUBSECTION 220.3 PREPARATION OF GROUND SURFACES: 

The bed for the riprap shall be shaped and trimmed to provide even smfaces. The bed (or subgrade) shall 
be proof rolled along the slope and bottom to establish a firm surface. 

Place the geotextile filter fabric to the same dimensions that are to receive riprap in accordance with 
Section 231. 

Protect the position and integrity of the geotextile during placement of the riprap. 

SUBSECTION 220.4 PLAIN RIPRAP: 

Riprap shall be placed by heavy equipment and hand labor as required. Stone shall be placed to provide a 
minimum of voids. Stones shall be placed with their longitudinal axis normal to the face of the 
embankment and so ananged that each stone above the foundation course have at least a 3-point bearing 
on the underlying stones. Bearing on smaller stones used to chink voids will not be acceptable. Interstices 
between stones shall be chinked with small stones and spalls. The finished surface shall be even and tight 
and shall not vary from the planned surface by more than 3 inches per foot of depth. 
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Riprap may initially be placed by dumping from loader-type equipment in a careful, methodical manner. 
However, hand placement to the outer dimensions and hand repositioning shall be conducted to the 
Engineer's satisfaction in the field. Care shall be taken when placing the riprap to not tear or stretch the 
filter fabric. If tearing of the fabric is observed, the Contractor shall replace or repair the geotextile and 
the Engineer will require changes in placement methods to protect the fabric. A cushion layer of sand and 
gravel will be provided over the fabric with sufficient thickness to prevent tearing when dumping the 
riprap. If used, the cushion layer shall be a pervious mixture of sand, gravel, and small cobbles with a 
minimum of fines. Special care shall be exercised in placing riprap in all areas within 3 feet of structures 
to avoid damage to such structures. 

Place the riprap to the limits, elevation, and thickness shown on the Plans. Elevation measurements shall 
be staked prior to placement of riprap and to be inspected and verified in the field by the Engineer. 

SUBSECTION 220.5 MEASUREMENT: 

Measurement of riprap construction shall be per cubic yard for completed bid item, in place, within the 
limits of dimensions shown on the Plans. The Engineer will compute the quantities of riprap by a method, 
which, in his opinion, is best suited to obtain an accurate determination. 

SUBSECTION 220.6 PAYMENT: 

Payment for riprap construction shall be made on the basis of the price bid per cubic yard to the neat lines 
shown on the Plans, and shall include full compensation for furnishing all labor, materials, tools , and 
equipment, and doing all the work involved in constructing the riprap and aggregate structures complete 
in place as specified on the Plans, and in the Special Provisions. This includes, but is not limited to, 
preparation of ground surfaces, excavation and backfill, geotextile fabric , riprap, aggregate, and cleanup. 

BID ITEM 220-1 RIPRAP 

End of Section 
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SECTION 221 SOIL CEMENT 

(Add this section to the MAG Uniform Standard Specifications.) 

SUBSECTION 221.1 DESCRIPTION: 

The work shall consist of furnishing all labor, equipment and materials and constructing soil cement 
as required by the Plans, including the soil cement embankment of the dam construction and the soil 
cement outlet works foundation. 

In accordance with the construction sequence of the outlet works, it is anticipated that the Contractor 
will have to remobilize the soil cement batch plant and appurtenant equipment, use an imported soil 
cement mix or propose an alternate foundation material to the Engineer for approval for the 
construction of the downstream portion of the outlet works foundation. 

Given this construction sequence requirement, the payment section requires two separate bid items for 
the overall soil cement construction. The first bid item (Bid Item 221-1) shall be for the soil cement 
core and the upstream portion of the soil cement outlet works foundation. The second bid item (Bid 
Item 221-2) shall be for the downstream portion of the outlet works foundation. 

The Contractor shall submit a plan identifying his intended method of constructing the soil cement at 
least two weeks prior to the start of soil cement production. The plan shall be sufficient in detail to 
clearly describe the planned execution of the work. Such plan shall include, but not necessarily be 
limited to, mixing plant, transport equipment, spreading equipment, and compacting equipment, 
indicating number and capacities of each type of equipment. This plan shall take into consideration the 
above-listed construction sequencing requirements associated with the outlet works. 

The Contractor shall have full responsibility for administration of a QuaEty Control Plan for soil cement, 
which shall meet the same quality control requirements as Section 105 and as specified in this 
Section 221. 

The plan shall also show the access planned for performing the work. 

SUBSECTION 221.2 MATERIALS : 

SUBSECTION 221.2.1 Portland Cement: 

Portland Cement shall comply with the latest Specifications as approved by the Engineer for Portland 
Cement (ASTM C 150, Type II [low alkali]), and shall conform to the requirements of Subsection 
725 .2. The cement used for trial mixes, control strips and soil cement production shall be the same 
type as specified in these Special Provisions. Any proposed change in cement type by the Contractor 
shall be submitted to the Engineer for approval. Any changes in cement type will result in additional 
trial mixes and control strips. The Contractor shall be responsible for additional testing and control 
strip construction at no additional cost to the Owner. 

SUBSECTION 221.2.2 Water : 

Water shall be clear and free from injurious amounts of oil, acid, alkali , organic matter, or other 
deleterious substances . Water shall contain not more than 1,000 parts per million of chlorides as Cl 
or of sulfates as S04 . Water shall be sampled and tested in accordance with the requirements of 
AASHTO T 26. 

Contract No. FCD 2004C017 PCN 470.04.30 SP Page 27 of 172 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

SUBSECTION 221.2.3 Aggregate: 

Soil aggregate for use in soil cement may be produced by the Contractor by processing, screening, 
crushing and/or blending soils obtained from the required excavations. Soil aggregate for soil cement 
shall contain no deleterious material. Before mixing as soil cement, the soils shall be stockpiled, and 
samples shall be approved by the Engineer, in accordance with the requirements of Section 221.9 of these 
Special Provisions. The distribution and gradation of materials in the soil cement shall not result in lenses, 
pockets, streaks, or layers of material differing substantially in texture or gradation from surrounding 
material. 

The maximum allowable plasticity index for soil cement aggregate shall be 10. Soil aggregate for soil 
cement shall conform to the following gradation requirements when tested in accordance with ASTM D 
422: 

Table 221-1 
Soil Cement Aggregate Gradation 

Sieve Percent Passing 

2inch 100 

No. 200 5-60 

Plasticity index shall be a maximum of 10 when tested in accordance with the requirements of ASTM D 
4318. 

Soil aggregate for soil cement shall not contain clay/silt clods or clumps larger than 1 'l-1-inch in size. 

SUBSECTION 221.2.4 Fly Ash: 

Fly ash shall not be allowed as cementitious material. 

SUBSECTION 221.3 EQUIPMENT: 

The FRZ soil cement dam embankment and outlet works foundation may be constructed with any 
combination of machines and/or equipment as listed in the approved work plan, except as noted herein, 
that will produce completed soil cement meeting the requirements for soil pulverization, cement and 
water application, mixing, saw cutting, excavating, transporting, placing, compacting, finishing, and 
curing as provided in these Specifications. 

SUBSECTION 221.4 CONSTRUCTION REQUIREMENTS: 

SUBSECTION 221.4.1 Required Contractor Submittals: 

Approval by the Engineer shall not relieve the Contractor of the responsibility for achieving the desired 
result of constructing sound soil cement, free from defects, according to the Specifications and Plans, 
or as directed by the Engineer. 
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Seven (7) days prior to the start of construction, the Contractor shall submit, in writing, for approval, 
the following items: 

1. Construction methods to be used to achieve the soil cement core side slopes shown in the 
Plans. 

2. The approximate length of soil cement loose lifts to be placed prior to starting compaction 
operations. 

3. The type of compaction equipment to be used. 

4. The number and type of watering equipment to be used. 

5. The method to be used to keep surfaces continually moist until subsequent layers of soil 
cement are placed. 

6. The proposed method of horizontal and vertical soil cement terminations between daily 
placement activities or exposures in excess of 1-Yz hours . 

7. The proposed method of construction of the stepped transjtion ends of the soil cement 
embankment. 

8. The method to be used to cure permanently exposed soil cement surfaces. 

9. The propose size and number of soil aggregate stockpiles . 

10. The mix design to be used in conformance with the requirements specified herein. 

11. The proposed locations of temporary soil ramps to access the soil cement embankment during 
construction activities. 

SUBSECTION 221.4.2 Preparation: 

Before soil cement processing begins, the area on which soil cement will be placed shall be graded and 
shaped to lines and grades as shown on the Plans or as directed by the Engineer. The foundation area that 
will receive soil cement shall be prepared in accordance with Section 206. 

The guide wall used for the S-C-B cutoff wall construction shall be exposed and cleaned in 
accordance with Section 606 of the Special Provisions to the approval of the Engineer prior to soil 
cement placement. 

The soil foundation beneath all soil cement shall be prepared in accordance with Section 206 of 
the Special Provisions prior to soil cement placement. 

SUBSECTION 221.4 .3 Mixing: 

Soil cement shall be mixed in an approved central-type plant having a stationary twin shaft pugmill 
mixer of the continuous-mixing type or an approved batch-type pugmill. The mixing plant shall be 
designed, coordinated, and operated to produce a soil cement mixture that meets the requirements of 
these Special Provisions. The plant shall be equipped with positive means for controlling and 
maintaining a constant time of mixing. Twin shaft pugmills shall also be equipped with a positive 
means for maintaining a constant speed of rotation of the shafts . 
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The plant shall be equipped with screening, feeding, weighing and meteri g measuring devices that 
will add the soil, cementitious material(s), and water into the mixer in the specified quantities . 
The blades of twin shaft continuous pugmill mixers shall be adjustable for angular position on the 
shaft and reversible to retard the flow of the mix. 

When the quantity of water is controlled by metering, the Contractor shall make provisions whereby the 
quantity of water delivered through the meter can be readily converted to weight. A water storage tank 
may be required to prevent the adverse effects created by surge drawdown . 

A variable speed belt or a remotely operated gate, calibrated to accurately deliver any specified 
quantity of material shall control the soil aggregate feed rate. The feed rate shall be readily 
adjustable from the control panel to compensate for changes in the moisture content of the soil or to 
change soil aggregate proportions when blending is required and separate bins are utilized. The 
combined aggregate belt feeding the mixer shall be equipped with an approved belt scale. The belt scale 
shall operate automatic controls, which will govern the proportions of cementitious material and water 
as ratios of the total soil aggregate, with provisions for ready changing of the proportions. 

When a continuous mixing plant with a fixed soil aggregate feed rate system is used, the belt 
shall travel at a constant speed. The feed sys tem shall continuously deliver aggregate to the mixer 
at a constant feed rate, calculated on a dry weight basis, at any locked gate setting. The feed system 
shall be mechanically interlocked with all other feed devices. The soil aggregate feed monitoring system 
shall provide and record the rate of and total quantity of soil aggregate fed into the mixture. 

The plant shall be equipped with a hydraulically- or mechanically-operated discharge holding bin having 
a minimum capacity of twenty (20) tons. 

Mixing shall be sufficient to secure a homogeneous, intimate, uniform mixture of the soil, and water 
within the specified tolerances. Soil and cementitious material shall be mixed sufficiently to prevent 
cementitious balls from forming when water is added. 

Mixing shall not proceed when the soil aggregate is frozen. Soil cement shall not be mixed or placed 
when the air temperature is below 40°F (5 °C) or when the surface of the area for placement is frozen . 

If the soil cement temperatures measured at the mixer are 85°F or less, the placing and compaction shall 
be completed within 1-V2 hours of material leaving the plant. If soil cement temperatures measured at 
the mixer are greater than 85°F but less than 91 °F, placing and compaction shall be completed wi thin 1 
hour of the material leaving the plant. If soil cement temperatures are 91 op or greater when measured at 
the mixer, the Contractor shall take immediate steps to lower the batch plant mix temperature to 90°F 
or below prior to fmther placement and compaction of soil cement materials. 

At the completion of moist mixing, any lumps consisting of si lt, clay and/or cementitious material 
shall be so pulverized that, exclusive of gravel-sized and larger stones, 100 percent shall pass a 1 V2-inch 
sieve, and at least 80 percent by dry weight shall pass a No. 4 sieve. 

Silos and feeders shall be equipped and operated so as to provide uniform rates of feed and 
prevent caking. Provisions shall be made to allow for ready, safe sampling of the cementitious 
material(s). 

The weighing and metering systems shall include digital readouts, which continuously display, and 
shall provide an hourly printed record of, the following information: 
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1. The total discharged quantity per hour of each weighed or metered material. 

2. The cumulative total discharged quantity of each weighed or metered material. 

3. The moisture content of the combined soil aggregate currently entering the mixer. 

4. The cumulative total discharged weight of soil aggregate moisture. 

The Contractor shall give copies of the hourly printed records of discharged quantities and soil 
aggregate moisture information to the Engineer at the end of each day of soil cement mixing. 

Measuring devices shall be calibrated prior to production of soil cement and as deemed necessary by 
the Engineer. All measuring device calibration shall be approved by the Engineer and performed at the 
Contractor ' s expense. 

Each measuring device shall be calibrated throughout its range to within an accuracy between 
plus/minus two (2.0) percent and shall be inspected and calibrated as often as the Engineer deems 
necessary to assure their accuracy. A certified lab shall perform calibrations. 

The Contractor shall notify the Engineer at least 48 hours in advance of the initial plant calibration. Prior 
to or at the time of this notification, the Contractor shall provide a Plant Operating Manual to the 
Engineer. 

SUBSECTION 221.4.4 Required Moisture: 

At the time of compaction, the moisture content of the soil cement shall be in the range of optimum to 
optimum plus 2.0 percent when the mean air temperature during construction hours does not exceed 
90°F. The relationship between the soil cement's moisture content and its optimum moisture content will 
be determined in accordance with ASTM D 558. When the mean air temperature does exceed 90°F, 
or there is a breeze or wind which promotes the rapid drying out of the soil cement mixture, the 
moisture content of said ·x shall be increased as needed at the direction of the Engineer, but shall be 
less than that quantity that will cause the soil cement to become unstable during compaction and finishing 
operations. 

SUBSECTION 221.4.5 Sampling Facilities: 

Free and safe access to the plant must be provided to the Engineer at all times for inspection of the 
plants operation. 

The Contractor shall provide suitable facilities and shall take representative samples of materials as they 
enter the mixer, are discharged from the mixer, and are discharged from the gob hopper. The 
frequency of the Engineer's sampling of the combined said aggregate feed shall be at the discretion 
of the Engineer, but will not be Jess than once a shift or once for each 500 cubic yards of soil 
cement produced , whichever is greater. These samples shall be used for the Contractor's Quality 
Control and the Engineer ' s Quality Assurance testing. The Contractor shall furnish all necessary 
platforms, tools, equipment and trained personnel for obtaining samples. 

SUBSECTION 221.4.6 Handling: 

The soil cement mixture shall be transported from the mixing area to the embankment or outlet works 
foundation locations in clean equipment provided with suitable protective devices (i.e. , covers) in 
unfavorable weather. The total elapsed time between the addition of water to the mixture and the start 
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of compaction shall be the minimum possible, In no case shall the total elapsed time exceed thirty (30) 
minutes (This time may be reduced by the Engineer when the air temperature exceeds 90°F or when 
there is a breeze or wind, which promotes rapid drying of the soil cement mixture). Compaction 
shall start as soon as possible after spreading. 

The Contractor shall take all necessary precautions to prevent damage to completed soil cement by 
the equipment and to prevent the deposition of raw earth or foreign materials between layers of soil 
cement. Earth ramps crossing completed soil cement must have at least two (2) feet compacted 
thickness. Where ramps are constructed over soil cement that is not to grade, all foreign materials 
and the uppermost one (1) inch of the previously placed soil cement mixture must be removed prior 
to continuation of the soil cement construction. 

SUBSECTION 221.4.7 Placing: 

The mixture shall be placed on the moistened subgrade or previously completed soil cement with 
spreading equipment that will produce layers with a thickness as is necessary for compaction to the 
required dimensions of the completed soil cement layers. The width of each layer is that which will 
allow for full compaction of the design width at any given height of the soil cement embankment, with 
one-half (112) foot of excess on either embankment face that will not be trimmed. The compacted layers 
of soil cement shall not exceed eight (8) inches in thickness nor be less than four ( 4) inches in tmckness. 
The maximum depth of compacted soil cement at any location that shall be placed per day shall be five 
(5) feet. 

To maintain the desired upstream and downstream slopes of the soil cement embankment, it is anticipated 
that the adjacent structural fill and common fill will be placed simultaneously to the soil cement. The 
compacted layers of the adjacent fill shall not exceed eight (8) inches in tmckness nor be less than four (4) 
inches in tmckness. Structural fill and common fill shall be constructed in accordance to Section 211 of 
the Special Provisions. 

The Contractor shall detail the proposed soil cement placement methods in the work plan. 

Soil cement surfaces that will be in contact with succeeding layers of soil cement shall be kept 
continuously moist by fog spraying until placement of the subsequent layer, except that soil cement 
surfaces left exposed at the end of each day 's work and that will be in contact with succeeding layers of 
soil cement shall have cement slurry applied immediately before placement of the next lift. Each lift of 
soil cement surface to be left exposed at the end of each day's work shall be scored as specified in 
Subsection 221.4.8 to ensure a good bond between lifts. The cement slurry shall have a water/cement 
ratio between 0.70 and 0.80 and be approved for use by the Engineer prior to placement of any soil 
cement. 

SUBSECTION 221.4.8 Compaction: 

The running average of five consecutive in-place density tests shall not be less than 98 percent of the 
maximum density obtained by ASTM D 558, with no individual test less than 95 percent. The 
Contractor shall remove and replace all soil cement not meeting these requirements at his own cost. 
Optimum moisture and maximum density shall be determined in accordance with ASTM D 558. 
Field density tests shall be performed in accordance with ASTM D 1556 (Sand Cone Method) or 
ASTM D 2922 (Nuclear Method). Moisture contents shall be measured in accordance with 
ASTM D 2216, ASTM D 3017, and/or ASTM D 4643 and reported to the nearest 0.1 percent. 

Wheel-rolling with hauling, grading, spreading, or watering equipment, exclusively, shall not be an 
acceptable method of compaction. Vibratory compaction methods or equipment shall not be used when 
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their use contributes to sloughing or caving of the soils which the soil cement is to be placed against or 
when excessive amounts of soil cement adhere to the drum during compaction activities. 

If vibratory rollers are to be used they shall be the self-propelled drum drive vibratory type which 
will be capable of transrrtitting dynarrtic impact to the surface to be compacted through a steel drum 
by means of revolving weights, eccentric shafts, or other equivalent methods. The compactor shall 
have a gross weight of not less than 21,000 pounds and shall produce a dynarrtic force of at leas t 400 
pounds per lineal inch of drum width at the operating frequency, which is used during construction. 
The roller shall have a vibrating frequency of at least 1,800 CPM (cycles per minute). The roller 
shall have a smooth drum or drums with a drum diameter between 4 and 5.5 feet and a width of 
between 5.5 and 8 feet. The engine driving the eccentric mass shall have a rating of not less than 
125 horsepower. Heavier compacting equipment may be required to achieve the soil cement density 
requirements. 

At the start of compaction, the rrtixture shall be in a uniform, loose condition throughout its full depth. 
Its moisture content shall be as specified in Subsection 221.4.4 herein. No section shall be left 
undisturbed for longer than thirty (30) rrtinutes during compaction operations. Compaction of each 
layer shall be done in such a manner as to produce a dense surface, free of compaction planes, in not 
longer than the times specified in Subsection 221.4.3. Whenever the Contractor's operation is 
interrupted for more than one and one-half (1 Y2) hours or the surface has dried due to temperature 
and/or wind effects, the top surface of the completed layer, if smooth, shall be scored to a depth of at 
least one (1) inch with a spike tooth instrument, or by other means approved by the Engineer, prior to 
placement of the next lift. The spacing of scores shall not exceed eighteen (18) inches, measured 
across the direction of soil cement placement. The surface, after said scoring, shall be swept using a 
power broom or other method approved by the Engineer to completely free the surface of all loose 
material prior to actual placement of the soil cement rrtixture for the next lift. 

SUBSECTION 221.4.9 Finishing: 

After compaction , the top suliace of the soil cement shall be shaped to the required lines, grades .• and 
cross sections and rolled to a reasonably smooth surface. 

Surface compaction and finishing of each layer shall be done in such a manner as to produce a dense 
surface free of compaction planes or loose material as noted in Subsection 221.4.8. 

After compaction, the exposed soil cement along the upstream face of the soil cement embankment at 
each transition shall be shaped to the required lines, grades, ana cross sections and rOlled to a reasonably 
smooth surface. 

The exposed crest of the soil cement shall be graded to the elevations shown on the Plans to a tolerance 
of minus 0 feet, plus 0.2 feet. At no point shall the soil cement crest be lower than the elevations shown 
on the Plans . 

The exposed slopes of the soil cement shall be graded smooth and uniform to the lines, grades, and 
elevations shown on the Plans, with a tolerance of 1 inch · 1 25 feet. 

The stepped transitions of the soil cement embankment shall be formed to achieve full compaction of the 
2-foot by 6-foot steps as shown on the Plans . 

SUBSECTION 221.4 . 10 Curing : 

Temporarily exposed surfaces shall be kept moist as set forth in Subsection 221.4.7. 
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Care shall be exercised to ensure that no curing material other than water is applied to surfaces that 
will be in contact with succeeding layers of soil cement. 

Permanently exposed surfaces of the soil cement shall be kept moi st during the seven (7) day 
cure period . Whenever atmospheric temperatures are expected to drop below freezing (32°F), soil 
cement shall be protected from freezing for seven (7) days after its construction by a covering of loose 
earth, straw, or other suitable material approved by the Engineer. 

SUBSECTION 221.4.11 Construction .Joints: 

At the end of each day's work, or whenever construction operations are interrupted for more than one 
and one-half (1 Y2) hours , a transverse construction joint shall be formed in the last-placed lift by 
cutting back into the complete lift to form a full-depth vertical face. In any given lift, the construction 
joint shall be a maximum of 10 feet wide and shall be staggered a minimum of 10 feet in the longitudinal 
direction, or as directed by the Engineer. 

SUBSECTION 221.4.12 Maintenance: 

The Contractor shall be required, within the limits of the Contract, to maintain the soil cement in 
good condition until all work is completed and accepted . Maintenance shall include immediate 
repairs of any defects that may occur. This work shall be done by the Contractor at his own expense and 
repeated as often as necessary. Faulty work shall be replaced for the full depth of the layer at a minimum 
or, as necessary, to repair the damage as determined by the Engineer. 

SUBSECTION 221.5 INSPECTION AND TESTING: 

The Engineer, with the assistance and cooperation of the Contractor, will make such inspections and 
tests as he deems necessary to verify the conformance of the work to the Contract Documents. These 
inspections and tests will include, but will not be limited to : (1) the taking of test samples of the 
soil cement and its individual components at all stages of processing and after completion, and (2) the 
close observation of the operation of all equipment used on the work. Only those materials, machines, 
and methods meeting the requirements of the Contract Documents will be approved by the Engineer. 

All testing of soil cement or its individual components, unless otherwise provided specifically in 
the Contract Documents, shall be in accordance with the latest applicable test methods in effect as of 
the date of advertisement for bids on the project. 

Density testing for proper compaction shall be done at least six times per lift of compacted soil cement 
or at least once for every 500 cubic yards of soil cement, whichever is more. If a lift is not completed 
in one shift, 6 density tests shall be done on that portion of the lift completed in each shift. The 
Engineer shall choose test locations. If the lift being tested does not meet the specified density 
requirements, it must be reworked as directed by the Engineer until it passes or be removed by the 
Contractor at the Contractor' s expense. The Contractor shall not be permitted to continue placing 
lifts of soil cement on any lift which bas failed the compaction tests until such time as that lift has 
been reworked, retested, and passed as to meeting density and moisture content requirements. 

The initial acceptance of material shall in no way preclude further examination and testing at any time, 
during the course of construction or subsequent warranty period, if the Engineer suspects the material 
is no longer properly represented by the acceptance sample. The acceptance at any time of any 
material incorporated into the work shall not bar its future rejection if it is subsequently found to be 
defective in quality or uniformity. 
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SUBSECTION 221.6 MIX DESIGN METHODOLOGY: 

The design requirements for the soil cement shall be such that it has a minimum compressive strength of 
750 psi at seven (7) days fo the soil cement dam embankment and outlet works foundation as indicated 
on the Plans. The Contractor will determine the mix proportions of the aggregate, cement and water, and 
the Contractor shall furnish soil cement conforming to the requirements specified herein. The job-mix 
design with the supporting test results shall be submitted to the Engineer for review and approval prior to 
the Contractor incorporating any of the material into the work. 

Included in the job-mix design data shall be the type of cement and source of aggregate. A new mix 
design will be required any time the Contractor requests a change in material, or proportioning of the 
materials, from that given in the approved mix designs. 

Soil cement bench scale trial design mixes are included in the Geotechnical Report prepared by URS 
Corporation. The Geotechnical Report is available for review at the Owner's office. It should be 
recognized that bench scale mix designs are likely to achieve more effective mixing than full scale 
operations and therefore, cement contents should be evaluated accordingly. The Contractor shall be 
responsible for adjustment in the cement content for the full-scale operation to meet the density and 
strength requirements of these specifications and as required for the trial mix designs submitted in 
accordance with Section 221.7. 

SUBSECTION 221.7 MIX DESIGN FOR THIS PROJECT : 

The percent of cementitious material to be used in the mix shall be calculated to be the weight of 
cementitious material divided by the total weight of the dry soil cement materials. The actual mix designs 
used on this project shall be determined by the Contractor for each soil aggregate stockpile after 
construction of stockpiles has been completed. Mix designs shall be submitted for each stockpile source 
and whenever the fine aggregate gradation changes by more than five percent from the prequalified mix 
design. The cement content for the field mix shall be adjusted as necessary to account for full-scale 
operation versus the laboratory controlled mix. 

The cement content may be increased or decreased at any time by the Engineer if, in the Engineer's 
opinion, increased cement content is needed to assure design strength or design strength can be achieved 
using a lower cement content. An increase in cement content may be justified by inconsistencies in 
production methods and aggregate quality, variable test results, and test results, which do not meet the 
requirements of these Special Provisions. 

SUBSECTION 221.8 STOCKPILING OF AGGREGATE: 

Soil aggregate stockpiles shall be constructed on level, firm ground free of brush, trees, stumps, roots, 
rubbish, debris, and other objectionable or deleterious material. Stockpiles shall not be placed in native 
channel bottoms or in areas where other engineered project elements are to be constructed. The 
stockpiles shall be constructed in layers, each layer not exceeding two (2) feet in thickness. Ramps 
formed for stockpile construction shall be of the same material as that being stockpiled, and will be 
considered a part of the stockpile. Before steepening a ramp, any contaminated surface material 
shall be removed . The stockpile height shall be limited to a maximum of twenty-four (24) feet. 

Stockpiled material shall be thoroughly mixed throughout its depth, width, and length before 
utilization to the greatest extent possible. The material shall be homogeneous and uniform in color, 
gradation, and moisture throughout. 
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Sampling of stockpiles will be done by the Enginee . After the stockpiles have been sampled and 
approved, material shall not be added to them. Each stockpile shall be completed and approved at least 
seven (7) days prior to start of soil cement production from the stockpile. 

SUBSECTION 221.9 SAMPLING AND USE OF STOCKPILES: 

During construction of stockpiles to be utilized in the production of soil cement, the Contractor will be 
solely responsible for monitoring the uniformity of the material being placed therein to assure 
conformance with the gradation requirements specified for said soil material. The Contractor's attention is 
directed to the geotechnical investigation and design reports prepared for this project and which are on 
file at the office of the Flood Control District of Maricopa County, 2801 West Durango Street, Phoenix, 
AZ 85009. 

Upon completion of each stockpile, the Contractor shall notify the Engineer in order to allow for 
verification of the soil gradation determined during random site sampling. The Contractor shall provide 
the manpower and equipment necessary to sample each stockpile in accordance with the following 
procedure: 

Under the direction of the Engineer, the Contractor shall use a front-end loader to excavate a face for the 
full height of the stockpile, extending into the stockpile a distance required by the Engineer. The 
Contractor shall excavate a minimum of one sample location for each 5,000 cubic yards in the stockpile 
or as directed by the Engineer. The front-end loader shall then be used to channel the total excavated face 
at each location from the bottom to the top in one operation, and the material obtained shall be dumped on 
the ground in piles. 

The Contractor shall then sample each of the sample piles by channeling it with a hand shovel at four (4) 
locations equally spaced around the perimeter. 

Approval of a stockpile shall not relieve, in any degree, the full responsibility of the Contractor to furnish , 
in its final position, a material conforming to all the specification requirements . 

SUBSECTION 221.10 FIELD QUALITY CONTROL: 

The Contractor shall establish and maintain an effective quality control program for soil cement, which 
will be his means of ensuring compliance with Contract requirements and of maintaining records of 
his control. The program shall include, but not limited to the following: aggregate manufacture and 
gradations, moisture, hatching requirements and mix proportions at the mixing plant, insuring 
adequate materials are on hand, and all other tests and inspections required by these Specifications. 

All quality control tests shall be performed in strict accordance with the applicable standards as 
specified hereinafter. The quality control program for soil cement shall be established by the 
Contractor and be proposed to the Engineer for review and approval at least two weeks prior to soil 
cement production. The Contractor shall supply all equipment and provide qualified personnel for testing 
and fulfillment of his quality control program. No soil cement placement or aggregate production will 
be allowed until the Contractor has received approval of an acceptable quality control program. The 
Contractor's program shall be similar in nature to the quality control program established in the 
following paragraphs. If at any time, in the opinion of the Engineer, the Contractor's proposed 
system is inadequate or fails to ensure compliance with the Specification, the Contractor will be 
required to adopt a new system, which, at a minimum, conforms strictly to the requirements 
stated in the following paragraphs. 
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(A) 

(B) 

(C) 

(D) 

Aggregate Gradations: · 

1. Testing: At least once during each shift that soil cement is placed and that aggregates are 
produced, aggregates shall be checked for the characteristics specified in Section 221.2.3. 
A recheck sample is required for any test out of Specifications. The location from which 
samples are taken may be selected by the Contractor providing that they give an 
accurate indication of gradations of materials as they enter the mixer. However, 
provisions must be made for accurate sampling of aggregates on the feed belts. 

2. Action Required: Whenever a test result is outside of the specification limits, the 
Engineer shall be immediately notified and a recheck sample taken. If the recheck 
sample is outside of the specification limits, the Engineer shall be immediately notified 
again, the process shall be considered out of control, and positive steps shall be taken 
by the Contractor to rectify the situation. The Engineer will advise the Contractor 
if production and placement of soil cement shall be stopped at that time. The Contractor 
will be responsible for all costs incuned as a result of stopping any soil cementing 
operations due to out of specification materials. 

Aggregate Moisture Determination: 

1. 

2. 

Testing: At least once during each shift of placement for each aggregate size used, 
moisture content determinations shall be made in accordance with ASTM C 566 
(ASTM C 70 where appropriate for fine aggregate if it is stockpiled separately). The 
location from which the sample is selected may be determined by the Contractor, 
providing that it is typical of materials entering the soil cement. 

Action Required: The Engineer may test for verification any field determinations of 
moisture contents made by the Contractor. This verification will use the oven drying 
procedure. If there is a discrepancy between the Contractor's test results and the 
verification tests , immediate steps shall be taken to identify the source of the problem 
and correct it so that accurate field determinations are obtained. When moisture 
content determinations indicate a change in water entering the soil cement with the 
aggregates, the placement foreman shall be contacted to see if a corresponding 
adjustment in water added at the soil cement mixer is necessary to obtain maximum 
compaction at the placement site. 

Soil Cement Plant Control: When the nuxmg plant is operating, the measurement of all 
constituent materials including cement, each size of aggregate, water and admixtures, shall be 
continuously controlled. The aggregate weights and amount of added water to compensate 
for free moisture in the aggregates shall be adjusted as necessary. A daily report shall be 
prepared indicating the type and source of cement used during that day; the amount, type and 
source of admixtures used; aggregate size groups used; required mix proportions per cubic yard 
for each mix design used; the amount of water as free moisture in each size of 
aggregate; and the aggregate and water weights per cubic yard for each mix design of soil 
cement made during plant operation. 

Scales for Weigh Batching: 

1. Tests and Checking: The accuracy of scales shall be checked by test weights prior to 
the start-up of soil cementing operations. Such tests shall also be made whenever there 
are variations in properties of the soil cement that could result from hatching errors. The 
accuracy of each batching device when weight batching procedures are used shall be 
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2. 

routinely checked during a weighing operation by noting and recording the required 
weight and the weight actually hatched. Rechecks shall be made at least every four smfts 
of operation thereafter and whenever there are variations in the properties or control 
of soil cement that could result from hatching errors. 

Action Required: Whenever either the weighing accuracy or hatching accuracy is found 
not to comply with specification requirements, the plant shall not be operated until 
necessary adjustments or repairs have been made. 

(E) Volumetric Feed Calibrations: 

(F) 

1. Tests and Checking: The accuracy of volumetric feeds shall be checked by collecting 
all material delivered during a unit of time to the mixer and also by washout tests of 
material exiting from the mixer. Suitable methods and equipment shall be provided 
for obtaining and handling samples at the mixing plant. The weight of material 
coiTesponding to a standard time interval, and the resulting proportions of materials 
per cubic yard, shall be determined. The accuracy of volumetric feeds shall be 
determined at least three times during check out of the mixing plant prior to 
production operations and soil cement placement. Rechecks shall be made at least 
every four shifts of operation thereafter and whenever there are variations in the 
properties of control of soil cement that could result from volumetric feed errors. The 
sample shall be of sufficient size to give accurate determinations and calibration may 
require weights in excess of 500 pounds per item checked. 

2. Action Required: Whenever the volumetric feed is found not to comply with 
Specification requirements, the plant shall not be operated until necessary adjustments 
or repairs have been made. 

Testing Soil Cement Mixes: 

1. 

2. 

3. 

General: Fresh soil cement shall be sampled and tested for compliance with the 
Specification and for additional information required by the Engineer. Samples and tests 
will primarily be made at the placing location at the time of placement, but may also 
be required at the mixing plant. The Contractor shall provide a method of readily 
obtaining representative soil cement samples from the plant and any gob hopper 
locations. 

Mixer Performance: A complete mixer performance test of three different batches of 
soil cement or runs through a volumetric plant shall be made on each stationary mixer 
in accordance with the Army Corps of Engineers CRD-C 55 prior to the start of soil 
cement placing. Additional tests may be made at any time to support a Contractors 
request for reduction of mixing time. Whenever mixer adjustments are necessary because 
of failure of a mixer to comply, the mixer shall be retested after adjustment. The 
abbreviated test may be used for this purpose. Abbreviated tests shall be run routinely 
on each mixer at least once every five days. 

Temperature: 

a. Testing: At least one test of temperature shall be made at the mixing plant 
and at the placement on a randomly selected batch of each mix design of 
soil cement used per shift of placement. Additional tests shall be made when 
rapid set time or workability loss is reported by the placing foreman or 
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b. 

Engineer's inspector, or when hot or cold weather problems occur. The 
temperature of air and soil cement leaving the mixer shall be reported during the 
period of cure and hot or cold weather protection when those restrictions are 
applicable. 

Action Required: Whenever the mix temperature falls below 50°F or is above 
90°F, the Contractor shall notify the Engineer immediately. All other 
temperatures shall be included as standard data in the quality control reports. 

4. Moisture Content: 

5. 

6. 

a. 

b. 

Tests and Checking: For each nuclear density test, the moisture content shall be 
determined on the soil cement mix using a nuclear gauge in accordance with 
ASTM D 3017. The gauge shall be calibrated against oven-dry samples of each 
mix design used. If, after three days of production placement, consistent 
moisture control is achieved, the rate of testing may be decreased to one test 
per eight hours at the plant and one test per four hours at the placement, In any 
case, at least three tests shall be made in different areas of each layer of soil 
cement placed. The placing foreman shall continuously monitor the apparent 
effectiveness of compaction equipment from a visual standpoint, and shall 
notify the mixing plant whenever the mix becomes too dry or too wet. 

Action Required: Whenever moisture content tests indicate a change from 
what has been established as the optimum batching and placing moisture for 
maximum density and efficiency of compaction equipment, a corresponding 
adjustment shall be made in the mix water added at the mixing plant and the 
adjustment shall be noted. Whenever the placing foreman observes a 
condition of moisture which begins to consistently allow the vibratory rollers 
to sink excessively in the mix, cause excessive paste to develop at the 
surface, or leave an open appearing unconsolidated surface, an adjustment 
shall be made in the mix water added at the plant and the adjustment shall be 
noted. 

Cement Content: 

a. Testing: The Contractor shall obtain samples of the soil cement mix at the 
mixing plant and/or placement area for determination of cement content in 
accordance with ASTM D 2901 at a frequency of one per 2,000 cubic yards 
of soil cement produced. The test equipment shall also allow moisture content 
determinations to be made. The equipment shall be provided by the Contractor 
and all testing shall be by the Contractor and the cement content will be equal 
to or exceed the approved Contractor mix design. 

b. Action Required: If the cement content is less than the approved Contractor's 
mix design, the Contractor shall adjust the mixing process to bring the cement 
content into compliance with the approved mix. 

Density: 

a. Testing and Checking: At least six times per lift, but not less than once every 
500 cubic yards of soil cement, the density of soil cement after compaction shall 
be determined with a nuclear density gauge in accordance with ASTM D 
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7. 

2922, previously calibrated against sand cone densities. If a lift is not 
completed in one shift, 6 density tests shall be done on that portion of the lift 
completed in each shift. The Contractor shall maintain a nuclear gauge jn good 
working condition on the placement area at all times. The Engineer shall have 
access to the gauge at all times and shall be allowed to use it for quality 
assurance check tests. 

Each lift of soil cement shall be tested by the nuclear gauge in at least six, 
separate locations for density. The direct transmission mode shall be used and 
readings shall be taken in each quadrant of a circle obtained by rotating the 
gauge 90° each after each reading around the transmission probe. The probe 
shall be inserted into pre-driven holes of diameter recommended by the 
manufacturer to a depth of at least 10 inches for each reading. Density shall be as 
specified in Subsection 221.4 .8 of this Special Provision. The vibratory roller 
operators shall continually monitor their "on board" compaction meters as an 
indicator of any areas which have not been fully compacted. 

b. Action Required: Whenever a roller operator finds that his compaction meter 
indicates insufficient compaction, he shall continue rolling until the required 
compaction meter readout is achieved. If this requires more than an estimated 
six passes, the Engineer shall be notified by the placing foreman, and the 
Contractor shall determine the actual density with a nuclear gauge. Whenever the 
nuclear gauge indicates compaction of less than specified in Subsection 
221.4.8 of this Special Provision, a retest shall be made. If the retest indicates 
incomplete compaction, the Engineer shall be notified, additional rolling shall 
be immediately provided and a determination shall be made as to whether the 
lower density resulted from insufficient passes of the roller or a change in the 
mix properties. If the mix properties have changed, adjustments such as 
increasing or decreasing the moisture content shall be made at the mixing plant. 
If the problem persists, the Engineer may require the Contractor to adjust the 
proportions of aggregates, and/or cement. If the lower density is the result of 
incomplete rolling, the operator shall be notified and the Engineer may 
require removal of the incompletely compacted material at no cost. If the 
same operator repeatedly rolls less than the required number of passes, and/or 
if his compaction meter repeatedly indicates underrolling due to deliberate 
action or inattentiveness, he shall be replaced with a different operator. 

Compressive Strength: 

Testing and Checking: Soil Cement Compressive Strength: The Contractor 
shall cast, transport, and cure specimens for compressive strength tests and test 
the specimen for compressive strength at time intervals as directed by the 
Engineer, but not less than one set of fo ur (4) cylinders per 500 cubic yard s 
of soil cement placed but not less than two sets per shift. The cylinders 
shall be prepared and tested in general accordance with the requirements of 
Arizona Test Method 241 a. Compression testing shall be conducted at 1, 7, and 
28 days. One specimen shall be held in reserve. The one (1) day test shall be 
correlated to the seven (7) day test results to provide an early indicator of 
potentially low strength material. The seven (7) day test shall achieve a 
minimum strength of 750 psi. 
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(G) 

(H) 

(I) 

(J) 

a. Action Required : The one (1) day results will be used as an early warning that 
the desired strengths may not be achieved. If required strengths are not being 
achieved, the aggregate, cement content and mixing operations shall be verified 
by the Contractor and proposed adjustments shall be submitted to the Engineer 
for review and approval. 

Compaction Equipment: 

1. Tests and Checking: Before any compactor is used in soil cement construction, it shall be 
checked for current dimensions, weight and, as applicable, vibratory capacity. For 
vibratory rollers, at least once per four shifts of use, a spot recheck of frequency shall be 
made. At least once per each shift of placement for the first five days of operation by any 
new operator, his performance shall be spot checked for the conect number of passes, 
correct speed, coverage of the area being rolled, and good rolling practice. Thereafter, 
spot checks shall be made on each operator at least every four shifts. 

2. Action Required: Compaction equipment not meeting the physical dimensions and 
weights required in subsection 221.4.8 shall be removed from the site. Any vibratory 
roller having improper frequency shall be corrected before being used for soil cement 
compaction. Roller operators running at speeds in excess of those established during 
the construction of the control strips shall be immediately notified and shall correct any 
noted improper practices or be replaced by another operator. 

Dumping and Spreading: 

1. 

2. 

Tests and Checking: The placing foreman or other designated representative shall 
continually observe and monitor dumping and spreading operations to ensure that 
they are done in a manner that minimizes segregation and spreading after dumping. 
Each lift of soil cement shall be routinely checked in its spread, uncompacted 
condition for evenness and correct thickness that will result in a smooth, even, 
compacted layer having thickness as required . 

Action Required: Whenever thickness checks on uncompacted soil cement indicate an 
excess or shortage of material, the lift shall be immediately bladed off or supplemented 
to establish the conect thickness before compaction. Whenever a compacted layer 
thickness or elevation exceeds the specified thickness by two inches, the Engineer 
shall be immediately notified and he will determine whatever corrective action is 
necessary. 

Preparation for Soil Cement Placement: The Contractor shall inspect foundations, 
construction joints and lift surfaces in sufficient time prior to each soil cement placement 
in order to certify that the area is ready to receive soil cement. The results of inspections 
shall be reported in writing as a part of the quality control reports. The placing foreman shall 
supervise all placing operations and shall be responsible for measuring and recording 
concrete temperatures, ambient temperature, weather conditions, time of placement, yardage 
placed and method of placement. The placing foreman shall not permit placing to begin until 
he has verified that an adequate number of vibratory rollers and spreading equipment of the 
right size, in working order, and with competent operators are available. 

Construction Joints : Vertical construction joints are to be provided at the end of each day's 
work or when work is halted for two hours or more. The joints shall be trimmed to a straight 
line and vertical to the fu ll depth of the lift and in accordance with Section 221.4 .11 of 
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(K) 

(L) 

this Special Provision. Before resuming placement of new soil cement, loose material shall be 
removed from the joint. 

Curing, Protection and Joint Surfaces: 

1. Moist Curing: At least once each shift around the clock, seven days per week, an 
inspection shall be made of all areas subject to moist curing and joint protection. 
The surface moisture condition shall be noted and recorded. If an isolated area has 
been allowed to dry, that area shall be considered as improperly cured. The 
Contractor shall immediately wet the surface and take positive steps to insure that the 
problem does not reoccur. 

2. Protection: At least once each shift, around the clock, seven days per week, an 
inspection shall be made of all areas subject to cold weather protection or 
protection against damage. Deficiencies shall be noted. During removal of cold 
weather protection, measurement of soil cement and ambient temperature shall be !llade 
at least every three hours . 

Finishing: After compaction, the soil cement shall be further shaped in accordance with 
Section 221.4.9 of this Special Provisions to the required lines , grades, and cross sections, and 
rolled to a reasonably smooth surface. 

(M) Backfill: It is anticipated that the common fill and structural fill will be placed 
simultaneously outside of the soil cement core to achieve the desired slopes of the soil 
cement structure. This common fill (and in some areas structural fill) shall be placed to the 
lines and grades shown on the Plans. 

(N) Reports: Mixing plant control reports and all results (both passing and failing) of tests 
conducted at the site shall be delivered to the Engineer daily. These requirements do not 
relieve the Contractor of the obligation to report certain failures immediately as required in the 
preceding paragraphs. Such, reports of failures and the action taken shall be confirmed in writing 
in the routine reports. The Engineer has the right to examine all Contractor quality control 
records. 

SUBSECTION 221.11 CONTROL STRIPS : 

At the beginning of work on the soil cement portions of the overall construction actiVIties, the 
Contractor shall construct a soil cement control strip. The control strip construction shall be used to 
demonstrate equipment and procedures necessary to attain the required densities for the specified lift 
thickness, attain the required 7-day design strength, and demonstrate that the curing methods used meet 
the specification requirements. 

Each control strip, if constructed to acceptable density, attains strength required, and surface 
tolerances, may remain in place and become an integral part of the completed embankment. 
Unacceptable control strips (i.e., those that fail to meet the specified requirements for density, strength, 
or surface tolerances) shall be replaced at the Contractor's expense. A control strip shall have an area of 
not less than 500 square yards, a minimum of three lifts, and the compacted thickness specified for 
the construction of the lift, which it represents. A moisture density relationship in accordance with 
ASTM D 558 shall be provided for the soil cement in the control strip. The control strip shall be moist 
cured in conformance with Section 221.4.7 for a minimum of 7-days. 
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Whenever the fine aggregate exceeds the limits as specified in Subsection 221.7, a new control strip will 
be required for the stockpile. If previous control strips have developed a correlation of remolded test 
sample compressive strength to cored sample compressive strength, then core samples will not be 
required for the new control strip. The 7-day remolded sample compressive test strength data will be used 
as the basis for acceptance. 

A minimum of eight (8) remolded test samples shall be taken in accordance with Arizona Test Method 
241a for each fifty (50) cubic yards of soil cement placed in the control strip. The in-place density of the 
soil cement shall be determined after compaction at each location represented by the remolded test 
samples. The location for each remolded test sample shall be identified on a drawing within the nearest 
one (1) foot in both directions that shows the control strip layout and the lift from which it was taken. 
Two of the eight remolded samples shall be tested at one-day, 7-days, and 28-days. The remaining two 
samples shall be retained for possible future testing. 

The Engineer will obtain nominal four (4) indi aiameter by minimum ten (10) inch long soil cement cores 
in accordance with ASTM C 42 from the control strip at the conclusion of the 7-day moist cure. The 
Engineer shall determine the locations and number of cores that will be taken. The Contractor, at his/her 
own expense, may also take and test cores in the control strip for comparison to the remolded test 
cylinders. The density of the soil cement shall be determined in accordance with ASTM C 642. The cores 
shall be tested and the results compared to the remolded test samples. The cores shall attain a minimum 
strength of 750 psi or if below 750 psi, the cores shall attain at least 85 percent of the strength of the 
corresponding remolded samples. 

Compaction equipment shall be capable of obtaining the specified compaction requirements without 
detrimentally affecting the compacted material. The equipment shall be modern, efficient 
compacting units meeting the requirements of this section. 

If vibratory rollers are to be used they shall be the self-propelled drum drive vibratory type which 
will be capable of transmitting dynamic impact to the surface to be compacted through a steel drum 
by means of revolving weights , eccentric shafts , or other equivalent methods. The compactor shall 
have a gross weight of not less than 21,000 pounds and shall produce a dynamic force of at least 400 
pounds per lineal inch of drum width at the operating frequency, which is used during construction . 
The roller shall have a vibrating frequency of at least 1,800 CPM (cycles per minute). The roller 
shall have a smooth drum or drums with a drum diameter between 4 and 5.5 feet and a width of 
between 5.5 and 8 feet. The engine driving the eccentric mass shall have a rating of not less than 
125 horsepower. Heavier compacting equipment may be required to achieve the soil cement density 
requirements. 

The equipment used in the construction of the control strip shall be of the same type and weight to be 
used on the remainder of the lift represented by the control strip. The running speed of the compaction 
equipment shall be recorded by the Contractor during the construction of the control strip. The running 
speed in which acceptable compaction is achieved shall not be exceeded during soil cement compaction 
operations. 

The materials used in the construction of the control strip shall conform to the specification 
requirements. They shall be furnished from the same source and shall be of the same type used in 
the remainder of the lift represented by the control strip. The underlying surface upon which a 
control strip is to be constructed shall have the prior approval of the Engineer. 
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SUBSECTION 221.12 MEASUREMENT: 

Measurement for the soil cement between the limits shown by the specified lines, grades, and 
cross-sections shown on the Plans shall be per cubic yard completed-in-place. The Contractor shall 
compute the volume of soil cement placed by the average end area method from the cross sections 
required in the Plans. 

SUBSECTION 221.13 PAYMENT: 

Payment for placement of soil cement shall be made on the basis of a price bid per cubic yard for 
soil cement. Such payment shall constitute full reimbursement for performing all work and for 
furnishing all-equipment, labor, and materials necessary to complete the soil cement dam embankment 
and outlet works foundation , watering, mixing, placing, compacting, curing, inspection, and testing 
assistance and all other incidental operations. Any waste of soil cement by the Contractor during the 
handling, mixing, placing, etc., operations shall not be paid for. 

BID ITEM 221 -1 SOIL CEMENT DAM EMBANKMENT AND UPSTREAM OUTLET 
WORKS FOUNDATION 

BID ITEM 221-2 SOIL CEMENT FOR THE DOWNSTREAM OUTLET WORKS 
FOUNDATION 

End of Section 
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SECTION 225 WATERING 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 225.1 DESCRIPTION: 

Water for compacting soil embankments, soil cement, S-C-B backfill, constructing subgrade, placement 
of screened gravel and crushed materials, and for laying dust caused from grading operations, shall be 
applied in the amounts and places as detailed in the Special Provisions or as directed by the Engineer. 

The moisture content of soil shall be kept at a level sufficient to insure that dust will be kept at a 
minimum for the excavation, hauling, and disposal or placement of soil. 

All fill materials shall be moisture conditioned with uniform water application prior to spreading or 
placement to desired location. Blend soil with water to ensure uniform moisture content. Moisture content 
shall be adjusted to within the required range as specified in the applicable sections of these Special 
Provisions. 

SUBSECTION 225.2 WATER SUPPLY: 

Water shall consist of providing a water supply sufficient for the needs of the project for construction 
purposes such as moisture conditioning, excavation, dust control and the Contractor' s means of hauling 
and applying the water required. 

The Contractor shall make anangements for and provide all necessary water for his construction 
operation and domestic use at his own expense. 

If the Contractor purchases water from a water utility at a fire hydrant on or near the project, all 
anangements shall be made by the Contractor at his own expense and payment made direct to the water 
utility as agreed upon. The Contractor shall use only those hydrants designated by the water utility in 
charge of water distribution and in strict accordance with its requirements for hydrant use. The Contractor 
shall furnish all connections, wrenches, valves and small tools that may be necessary to meet the 
requirements of the water utility pertaining to hydrant use. Coordination and use of a local fire hydrant is 
the responsibility of the Contractor. There are no frre hydrants on District property. 

The Contractor is responsible for providing adequate water storage facilities (i.e., tanks, impoundments, 
etc.) as necessary to maintain a sufficient amount of construction water on-site at all times. 

Water may be available from the Beardsley Irrigation Canal depending on the season and volume needed. 
PelTDits must be obtained from Maricopa Water District for the use of this water. The permit paperwork 
may be obtained at the Maricopa Water District offices located at 19420 North Grand Avenue, Surprise, 
Arizona. 

SUBSECTION 225.3 CONSTRUCTION EQUIPMENT: 

The tank truck and/or trailer shall meet all safety and licensing regulations and the water shall be applied 
by sprinkling with tank trucks equipped with spray bars and suitable apparatus. 

The location of any temporary water impoundments or tanks shall be approved by the Engineer. 
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SUBSECTION 225.4 MEASUREMENT: 

No measurement will be made for watering. The Contractor is responsible for measurement and recording 
of progress and total water used as agreement is made with the utility or water district. 

SUBSECTION 225.5 PAYMENT: 

No payment will be made for watering as such; the cost thereof shall be included in the Contractor' s bid 
price for the construction operation to which such watering is incidental or appurtenant. 

End of Section 
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SECTION 231 GEOTEXTILE 

(Add this section to the MAG Uniform Standard Specifications.) 

SUBSECTION 231.1 DESCRIPTION: 

The work under this section consists of furnishing and installing geotextile filter fabric in accordance with 
the Plans and these Specifications. Geotextile filter fabric shall be placed to the same limits and 
dimensions as the riprap construction, as indicated on the Plans . 

SUBSECTION 231.2 SUBMITTALS: 

All brands of geotextile and all seams to be used shall be accepted on the basis of mill certificates or 
affidavits. The Contractor shall furnish the Engineer, in duplicate, a mill certificate or affidavit signed by 
a legally authorized official from the company manufacturing the geotextile. The mill certificate or 
affidavit shall attest that the geotextile meets the chemical, physical and manufactming requirements 
stated in this specification. 

If requested by the Engineer, the Contractor shall provide samples for testing to determine compliance 
with any or all of the requirements in this specification. When samples are to be provided, they shall be 
submitted a minimum of 30 days prior to the beginning of installation of the product. A written certificate 
of compliance signed by a legally authorized official from the company shall be submitted, in duplicate, 
upon delivery of the product. The certificate shall state that the product shipped to the site meets the 
chemical requirements and exceeds the minimum average roll value listed in Table 231-1. Upon request, 
the contractor shall supply quality control and quality assurance tests for the product. All samples of 
fabric provided shall be from the same production Jot as will be supplied for the contract, and shall be the 
full manufactured width of the geotextile by at least 10 feet long, except that samples for seam strength 
may be a full width sample folded over and the edges stitched for a length of at least 5 feet. Samples 
submitted for testing shall be identified by manufacturers Jot designation. The manufacturer shall certify 
that the needle-punched geotextile has been inspected using permanent on-line metal detectors and does 
not contain any needles. 

SUBSECTION 231.3 SHIPMENT, HANDLING, AND STORAGE: 

Only approved geotextile rolls shall be delivered to the project site. All products shall be labeled, shipped, 
stored, and handled in accordance with ASTM D 4873. No hooks, tongs, or other sharp instruments shall 
be used for handling geotextile. 

SUBSECTION 231.4 MATERIALS: 

The geotextile shall be a needle-punched, non-woven geosynthetic fabric , suitable for erosion control. 
The geotextile shall equal or exceed the minimum average roll values listed in Table 231-1. Strength 
values listed are for the machine direction. 

TABLE 231-1 

MINIMUM PHYSICAL REQUIREMENTS FOR 
GEOTEXTILE FOR RIPRAP 

Property Requirement Test Method 
Grab Tensile Strength, lb 202 ASTMD4632 
Grab Elongation at Break, percent 50 ASTMD4632 

Puncture Strength, lb 78 ASTMD4833 
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TABLE 231-1 
MINIMUM PHYSICAL REQUIREMENTS FOR 

GEOTEXTILE FOR RIPRAP 
Property Requirement Test Method 
Trapezoidal Tear, lb 78 ASTMD4533 

Apparent Opening Size, mm 0.22 ASTM D 4751 
Permittivity, Second-1 0.2 ASTMD4491 

Mass per Unit Area, ozJyd2 8 ASTMD 5261 

Fibers used in the manufacturing of the geotextile shall consist of a long-chain synthetic polymer 
composed of at least 85 percent by weight of polyolefins, polyesters, or polarnides. Stabilizers and/or 
inhibitors shall be added to the base polymer if necessary to make the filaments resistant to deterioration 
caused by ultraviolet light and heat exposure. Reclaimed or recycled fibers or polymer shall not be added 
to the formulation. Geotextile shall be formed into a network such that the filaments or yams retain 
dimensional stability relative to each other, including the edges. The edges of the geotextile shall be 
finished to prevent the outer fiber from pulling away from the geotextile. 

Manufactured roll length and width shall be standard for the industry. Used or scrap pieces will not be 
accepted. 

SUBSECTION 231.4.1 Seams: 

The seams of the geotextile shall be sewn with thread of a material meeting the chemical requirements 
given above for geotextile yarn or shall be bonded by cementing or by heat. Seams shall be tested in 
accordance with method ASTM D 1683. The strength of the seam shall be not less than 90 percent of the 
required grab tensile strength of the unaged geotextile in any principal direction. 

SUBSECTION 231.4.2 Securing Pins: 

The geotextile may be secured to the embankment or foundation soil by pins to prevent movement prior 
to placement of revetment materials. Other appropriate means to prevent movement such as staples, sand 
bags, and stone may also be used. Securing pins shall be inserted through both strips of overlapped 
geotextile along the line passing through midpoints of the overlap. Securing pins shall be removed as 
riprap and/or cushioning materials are placed to prevent tearing of geotextile or enlarging holes 

The maximum pins spacing shall be 5 feet or less . On steep slopes or when windy conditions prevail at 
the construction site, the number of pins may be increased upon the demand of the Engineer. 

SUBSECTION 231.5 INSPECTIONS, VERIFICATIONS, AND TESTING: 

SUBSECTION 231.5.1 Manufacturing and Sampling: 

Geotextile and factory seams shall meet the requirements specified in Table 231-1. 

SUBSECTION 231.5.2 Site Verification and Testing: 

Samples may be collected upon delivery to the site at the request of the Engineer. Samples shall be tested 
to verify that the geotextile meets the requirements specified in Table 231-1. Samples shall be identified 
by manufacturers name, type of geotextile, lot number, roll number, and machine direction. Testing shall 
be performed at an approved laboratory. Test results from the lot under review shall be submitted and 
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approved prior to deployment of that lot of geotextile. Rolls that are sampled shall be immediately 
rewrapped in their protective covering. 

SUBSECTION 231.6 SURFACE PREPARATION: 

The surface on which the geotextile will be placed shall be prepared, to a relatively smooth surface 
condition, in accordance with the applicable portion of this specification and shall be free, to the extent 
practical, from obstruction, debris, depressions or erosion features. 

SUBSECTION 231.7 INSTALLATION OF THE GEOTEXTILE: 

SUBSECTION 231.7.1 General: 

The geotextile shall be placed in the manner listed in the Specifications and at the locations shown on the 
Plans. At the time of installation, the geotextile shall be rejected if it has defects, rips, holes, flaws, 
deterioration or damage incuned during manufacture, transportation or storage. 

SUBSECTION 231.7.2 Placement: 

The geotextile shall be placed with the machine direction parallel to the axis of the channel and laid 
smooth and free of tension, stress, folds, w1inkles or creases. The strips shall be placed to provide a 
minimum width of 24 inches of overlap for each joint. Temporary pinning of the geotextile to help hold it 
in place until the riprap is placed shall be allowed. The temporary pins shall be removed as the riprap is 
placed to relieve high tensile stress which may occur during placement of material on the geotextile. 
Trimming shall be performed in such a manner that the geotextile shall not be damaged in any way. 

SUBSECTION 231.7.3 Protection: 

The geotextile shall be protected at all times during construction from contamination by surface runoff 
and any geotextile so contaminated shall be removed and replaced with uncontaminated geotextile. Any 
damage to the geotextile during its installation or during placement of riprap shall be replaced by the 
Contractor at no cost to the Owner. 

The work shall be scheduled so that the covering of the geotextile with a layer of the specified material is 
accomplished within 7 calendar days after placement of the geotextile. Failure to comply shall require 
replacement of geotextile. 

The geotextile shall be protected from damage prior to and during the placement of riprap. Before 
placement of riprap, the Contractor shall demonstrate that the placement technique will not cause damage 
to the geotextile. If a cushioning layer is incorporated, care shall be taken to ensure that the utilized 
cushioning materials beneath riprap do not impede the flow of water. In no case shall any type of heavy 
equipment or motorized vehicle be allowed on the unprotected geotextile. 

SUBSECTION 231.7.4 Overlapping: 

The overlap of geotextile rolls shall be 24 inches. Appropriate measures will be taken to insure required 
overlap. When placing geotextile on a slope, installation shall begin at the bottom of the slope and 
progress upward. The uphill fabric shall overlap the downhill fabric. 

SUBSECTION 231.7.5 Sewn Seams: 

High strength thread shall be used such that seam test conforms to ASTM D 1683. The thread shall meet 
the chemical, ultraviolet, and physical requirements of the geotextile, and the color shall be different from 
that of the geotextile. The seam strength shall be equal to the strength required for the fabric in the 
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direction across the seam. Overlapping J -type seams are preferable over prayer-type seams as the 
overlapping fabric reduces the chance of openings occurring at the seam. 

SUBSECTION 231.8 MEASUREMENT: 

Measurement for installed geotextile for riprap completed-in-place shall be per square yard to the nearest 
1 square yard of protected area to the lines and dimensions shown on the drawings or to the limits 
authorized by the Engineer in the field. No additional measurement of lapped material will be made. 

SUBSECTION 231.9 PAYMENT: 

Payment for geotextile for riprap shall be made on the basis of the price bid per square yard and shall 
constitute full compensation to the contractor for providing all plant, labor, material, and equipment and 
performing all operations necessary for the complete and satisfactory installation of the geotextile. The 
following items are included in the contract unit prices for geotextile for riprap and shall not be counted a 
second time in the process of determining the extent of geotextile placed: Matetial and associated 
equipment and operation used in laps, seams, or extra length; securing pins and associated material, 
equipment, and operations. No payment will be made for geotextiles replaced because of waste, 
contamination, damage, repair, or due to contractor fault or negligence. 

BID ITEM 231-1 GEOTEXTILE 

End of Section 
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SECTION 232 GEOCOMPOSITE WALL DRAIN 

(Add tills section to the MAG Uniform Standard Specifications.) 

SUBSECTION 232.1 DESCRIPTION: 

The work under tills section consists of furnisillng and installing geocomposite wall drains in accordance 
with the Plans and these Specifications. Geocomposite wall drains shall be placed to the limits and 
dimensions indicated on the Plans. 

SUBSECTION 232.2 SUBMITTALS: 

All brands of geocomposite wall drain materials to be used shall be accepted on the basis of mill 
certificates or affidavits. The Contractor shall furnish the Engineer, in duplicate, a mill certificate or 
affidavit signed by a legally authorized official from the company manufacturing the geocomposite wall 
drain. The mill certificate or affidavit shall attest that the geocomposite wall drain meets the chemical, 
physical and manufacturing requirements stated in tills specification. 

If requested by the Engineer, the Contractor shall provide samples for testing to determine compliance 
with any or all of the requirements in tills specification. When samples are to be provided, they shall be 
submitted a minimum of 30 days prior to the beginning of installation of the product. A written certificate 
of compliance signed by a legally authorized official from the company shall be submitted, in duplicate, 
upon delivery of the product. The certificate shall state that the product shipped to the site meets the 
chemical requirements and exceeds the minimum average roll value listed in Table 232-1. Upon request, 
the contractor shall supply quality control and quality assurance tests for the product. All samples 
provided shall be from the same production lot as will be supplied for the contract, and shall be the full 
manufactured width of the roll by at least 5 feet long. Samples submitted for testing shall be identified by 
manufacturer's lot designation. 

SUBSECTION 232.3 SHIPMENT, HANDLING, AND STORAGE: 

Only approved geocomposite wall drain rolls shall be delivered to the project site. All products shall be 
labeled, shipped, stored, and handled in accordance with ASTM D 4873. No hooks, tongs, or other sharp 
instruments shall be used for handling geocomposite wall drain. 

SUBSECTION 232.4 MATERIALS: 

The geocomposite wall drain material shall equal or exceed the minimum average roll values listed in 
Table 232-1. Strength values listed are for the machine direction. 

TABLE 232-1 
MINIMUM PHYSICAL REQUIREMENTS FOR 
GEOCOMPOSITE WALL DRAIN MATERIAL 

Property Requirement Test Method 
Core 
Thickness, in. 0.40 ASTMD 1777 
Compressive Strength, psf 18,000 ASTMD 1621 
Maximum Flow Rate (installed vertically), 

12.5 ASTMD4716 
gpm/ft 
Geotextile Filter 
Grab Tensile Strength, lb 100 ASTMD4632 
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TABLE232-1 
MINIMUM PHYSICAL REQUIREMENTS FOR 
GEOCOMPOSITE WALL DRAIN MATERIAL 

Property Requirement Test Method 
Mullen Burst Strength, psi 210 ASTMD 3786 
Trapezoidal Tear Strength, lb 45 ASTMD4533 
Puncture Strength, lb 65 ASTMD4833 
Apparent Opening Size, mm 0.212 ASTM D 4751 
Note: Properties listed are typical of Mirafi, Mrradram 6100N. 

G-
Manufactured roll length and width shall be standard for the industry. Used or scrap pieces will not be 
accepted. 

SUBSECTION 232.4.1 Seams: 

The seams of the geocomposite wall drain material shall be constructed in accordance with the 
manufacturer guidelines. 

SUBSECTION 232.5 INSPECTIONS, VERIFICATIONS, AND TESTING: 

SUBSECTION 232.5.1 Manufacturing and Sampling: 

Geocomposite wall drain material shall meet the requirements specified in Table 232-1. 

SUBSECTION 232.5.2 Site Verification and Testing: 

Samples may be collected upon delivery to the site at the request of the Engineer. Samples shall be tested 
to verify that the geocomposite wall drain material meets the requirements specified in Table 232-1. 
Samples shall be identified by manufacturer's name, type of geocomposite wall drain material, lot 
number, roll number, and machine direction. Testing shall be performed at an approved laboratory. Test 
results from the lot under review shall be submitted and approved prior to deployment of that lot of 
geocomposite wall drain material. Rolls that are sampled shall be immediately rewrapped in their 
protective covering. 

SUBSECTION 232.6 SURFACE PREPARATION: 

The concrete surface on which the geocomposite wall drain material will be placed shall be prepared, to a 
relatively smooth surface condition, in accordance with the applicable portion of this specification and 
shall be free, to the extent practical, from obstruction, debris, or depressions. 

SUBSECTION 232.7 INSTALLATION OF THE GEOCOMPOSITE WALL DRAIN: 

SUBSECTION 232.7.1 General: 

The geocomposite wall drain shall be placed in accordance with manufacturer's requirements and at the 
locations shown on the Plans. At the time of installation, the geocomposite wall drain shall be rejected if 
it has defects , rips, holes, flaws, deterioration or damage incurred during manufacture, transportation or 
storage. 
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SUBSECTION 232.7.2 Placement: 

The geocomposite wall drain shall be placed in accordance with the manufacturer's requirements and laid 
smooth and free of tension, stress, folds, wrinkles or creases. Trimming shall be performed in such a 
manner that the geocomposite wall drain material shall not be damaged in any way. 

SUBSECTION 232.7.3 Protection: 

The geocomposite wall drain material shall be protected at all times during construction from 
contamination by surface runoff and any geocomposite wall drain material so contaminated shall be 
removed and replaced with uncontaminated material. Any damage to the geocomposite wall drain 
material during its installation or during placement of structural fill or riprap shall be replaced by the 
Contractor at no cost to the Owner. 

The work shall be scheduled so that the covering of the geocomposite wall drain with a layer of the 
specified material is accomplished within 7 calendar days after placement of the geocomposite wall drain. 
Failure to comply shall require replacement of the geocomposite wall drain. 

The geocomposite wall drain shall be protected from damage prior to and during the placement of 
structural fill and riprap. Before placement of riprap, the Contractor shall demonstrate that the placement 
technique will not cause damage to the geocomposite wall drain. In no case shall any type of heavy 
equipment or motorized vehicle be allowed on the unprotected geocomposite wall drain. 

SUBSECTION 232.7.4 Seams: 

Seaming of the geocomposite wall drain material shall be done in accordance with the manufacturer's 
requirements. 

SUBSECTION 232.8 MEASUREMENT: 

Measurement for installed geocomposite wall drain shall be per square yard to the nearest 1 square yard 
of area to the lines and dimensions shown on the Plans or to the limits authorized by the Engineer in the 
field. 

SUBSECTION 232.9 PAYMENT: 

Payment for geocomposite wall drain shall be made on the basis of the price bid per square yard and shall 
constitute full compensation to the contractor for providing all plant, labor, material, and equipment and 
performing all operations necessary for the complete and satisfactory installation of the geocomposite 
wall drain. The following items are included in the contract unit prices for geocomposite wall drain and 
shall not be counted a second time in the process of determining the extent of geocomposite wall drain 
placed: Material and associated equipment and operation used in seams or extra length; securing materials 
and associated material, equipment, and operations. No payment will be made for geocomposite wall 
drains replaced because of waste, contamination, damage, repair, or due to contractor fault or negligence. 

BID ITEM 232-1 GEOCOMPOSITE WALL DRAIN 

End of Section 
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SECTION 310 UNTREATED BASE 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 310.1 DESCRIPTION: 

Untreated base, i.e., Aggregate Base Material in accordance with Section 702, placed as Operation and 
Maintenance (O&M) roadway surfacing and along the dam crest where shown on the Plans shall comply with 
this section unless the use of a different type of material is specifically authorized by the Engineer. 

SUBSECTION 310.2 PLACING AND COMPACTION: 

Untreated base 6 inches or less in compacted thickness may be placed in a single layer. 

After distributing, the base material shall first be watered and then immediately bladed to a uniform layer that 
will net, after rolling, the required thickness. If the mate1ials deposited are not uniformly blended together, the 
blading operation shall be continued to such extent as may be necessary to eliminate segregation. The 
untreated base shall be moisture conditioned as approved by the Engineer to enable proper compaction. Each 
lift shall be compacted by a minimum of two passes of a self-propelled drum drive vibratory type compactor 
with a gross weight of not less than 20,000 pounds. Care shall be exercised in connection with watering 
operations to avoid wetting the subgrade to detrimental extent. 

Upon completion, the base surface shall be true, even and uniform conforming to the grade and cross section 
specified. Untreated base may vary not more than Y2 inch above or below required grade and cross section. 

SUBSECTION 310.3 DEFICIENCY: 

When in the opinion of the Engineer there is reason to believe that a deficiency in thickness, or an excess 
of plasticity exists, measurements or samples will be taken . If the deficiency is Y2 inch or more in 
thickness, additional material will be placed to correct the deficiency. If the deficiency is a plasticity 
index of over 5, the Engineer may require removal of the material and replacement with material 
complying with the Specifications. 

SUBSECTION 310.4 MEASUREMENT: 

Measurement for untreated base shall be per ton. 

SUBSECTION 310.5 PAYMENT: 

Payment for untreated base will be made on the basis of the price bid per ton. Costs for excavation and 
preparation of subgrade shall be included in this or the other items of work. 

BID ITEM 310-1 UNTREATED BASE 

End of Section 
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SECTION 350 REMOVAL OF EXISTING STRUCTURES 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 350.1 DESCRIPTION: 

The work includes the demolition, removal, disposal and closure activities associated with the two (2) 
existing outlet structures and relevant appurtenances, existing monuments, and existing fencing necessary 
for the accomplishment of all construction activities. The disposal of all construction debris waste 
material removed under this item shall be the responsibility of the Contractor. The disposal site shall be 
approved by the Engineer. 

The two existing outlet structures to be closed are at the following locations: 

• Central Outlet- Sta. 144+20.00 

• North Outlet- Sta. 160+80.00 

SUBSECTION 350.2 METHODS: 

The removal of existing structures shall be conducted in such a manner as not to injure utilities or any 
portion of the structure that is to remain in place. 

All construction debris and waste materials shall be disposed of at an approved landfill. If a Maricopa 
County landfill is selected for disposition of waste materials and/or debris, a Maricopa County Landfill 
Use Permit will be required. Application for permit can be made at the Maricopa County Landfill Office, 
located at 2801 West Durango Street, Phoenix, Arizona 85009 (telephone (602) 269-2661). 

The project construction limits shall be cleared of all trash and construction debris. Such material as 
collected shall be disposed of at an approved landfill site and shall be subject to landfill fees so assessed, 
which will be included in the unit price bid for this item. 

Weigh tickets from all landfill disposal must be furnished to the Engineer. 

The upstream portions of the existing CMP outlet pipes to be removed contain asbestos coatings. Work 
associated with asbestos-containing materials (ACMs) shall be performed by qualified and certified 
personnel that can carry out the applicable regulations governing the removal and disposal of such 
material. 

The downstream portions of the existing CMP outlet pipes to be removed have polymer coatings. The 
Contractor will be prohibited from using conventional welding (cutting) torches in cutting full lined CMP 
due to fire hazard. Pipes will either be sawcut or cut with special cutting tools, which will not expose the 
pipe to the fire hazard of a normal acetylene torch. 

Prior to grouting activities, the Contractor shall drill a series of 2-inch diameter holes through the 
upstream portion of the outlet pipes to be closed in-place. These holes shall be drilled at five foot intervals 
for the first 30 feet of the upstream portion of the outlet pipes measured from the cutline. At each five
foot interval, a total of six 2-inch holes shall be drilled at each 60-degree increment around the 
circumference of the pipe. The intent of the holes is to allow the grout to fill the voids that may be present 
around the outside of the pipe. The Contractor shall include this procedure or propose an alternative 
method in the required grouting plan for the outlet pipe closure. It should be noted that the portions of the 
outlet pipes to be drilled consist of asbestos-containing materials (ACMs), and shall be handled 
accordingly. 
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The grouting of the existing corrugated metal pipes (CMPs) in place shall be done in such a manner as to 
provide thoroughly grouted outlet pipes through the existing White Tanks FRS No. 3 to the upstream 
excavation limits shown on the Plans. It is anticipated that a staged grouting approach will be required for 
verification of thoroughly grouted pipes. The Contractor shall provide a detailed work plan with shop 
drawings outlining the methods, materials, and equipment to be used for the grouting procedures as well 
as a thorough quality control and quality assurance plan for the process. This process shall produce 
continuously grouted pipes, free of voids, while maintaining the integrity of the existing pipes (i.e., not 
blowing out the pipes within the existing White Tanks FRS No. 3). No grouting shall commence until the 
Owner and Engineer have approved the grouting plan. 

The grout shall achieve a minimum 28-day strength of 2,500 psi and meet the requirements of Section 
776 of these Special Provisions. 

The existing cast iron sluice gates shall remain in place in the closed position until all grouting activities 
are completed, have cured a minimum of seven (7) days, and have been approved by the Engineer. 

SUBSECTION 350.3 MISCELLANEOUS REMOVAL: 

The work shall include, but not be limited to, the following, where called for on the Plans. 

A) Demolition, removal, disposal and closure activities associated with the two (2) existing outlet 
structures and appurtenances within the existing White Tanks FRS No. 3 to the limits shown on 
the Plans. These outlets include the following: 

1. Sluice gates, stems, sideslope guides, and crest hand-wheel operators. 

2. Trashracks. 

3. Concrete inlet aprons, guide foundations, hand-wheel foundations, outlet headwalls and joint 
encasements. 

4. Shotcrete around inlet apron. 

5. Sideslope water level indicators . 

6. Conugated Metal Pipe (CMP) upstream and downstream of the existing White Tanks FRS 
No.3 . 

7. Rip rap materials 

B) Grouting in-place the remaining portions of the two outlet pipes through the existing White Tanks 
FRS No.3. 

C) Demolition of all subsidence monuments within the limits of construction along the upstream 
face of the existing White Tanks FRS No. 3. 

D) Demolition of the existing barbed wire pe1imeter fencing (as necessary) along the upstream and 
downstream side of the existing White Tanks FRS No.3 and where necessary within the property 
boundary and any TCEs to accommodate construction activities. Barbed wire fence shall be 
re-erected or replaced prior to completion of the project and in accordance with Section 420. 
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The demolition of the upstream portions of the existing outlet pipes requires a specialty contractor to 
handle and dispose of the pipe and coating that consists of asbestos-containing materials (ACM). The 
Contractor is responsible for coordinating this work and retaining subcontractors as necessary. 

The Contractor may have to temporarily remove part of an existing barbed wire fence along the property 
line to maintain access to the work zone. It is the Contractor's responsibility to minimize the amount of 
impacted fence and to restore the fence to at least its original condition. The existing barbed wire fence is 
a standard 4-strand with diagonal reinforcing posts at intersections to alignment or grade. New 
replacement barbed wire and/or tee posts will be the responsibility of the Contractor and no additional 
compensation will be made for materials or labor. 

Existing sluice gates, appurtenances, and riprap materials shall be salvaged and stored at a location 
approved by the Engineer. 

SUBSECTION 350.4 MEASUREMENT: 

Measurement of miscellaneous demolition, removal, and disposal of outlet structures and relevant 
appurtenances will be based on a price per each outlet for all work listed for Items (A) and (B) within 
Subsection 350.3. 

No measurement will be made for subsidence monument removal. 

Measurement for barbed wire fencing demolition shall be per linear foot of the constructed fencing. 

SUBSECTION 350.5 PAYMENT: 

Payment for all miscellaneous demolition, removal, and disposal of outlet structures and relevant 
appurtenances shall be made on a bid price per each outlet, which price shall be full compensation for the 
item complete, as described herein and on the Plans. 

Payment for monument removal shall be considered incidental to the excavation of the existing dam crest, 
face, and toe listed in the Special Provisions, and therefore no separate payment shall be made. 

Payment for barbed wire fencing demolition shall be made on a linear foot basis per applicable proposal 
bid item, which price shall be full compensation for the item complete as herein and on the Plans. 

BID ITEM 350-1 CLOSURE OF EXISTING OUTLET STRUCTURES 

BID ITEM 350-2 REMOVAL OF PERIMETER FENCE 

End of Section 
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SECTION 401 TRAFFIC CONTROL 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 401.1 DESCRIPTION: 

Traffic control necessary for delivery of bulk soil and aggregate materials or oversize materials shall 
conform to Section 701 of the Arizona Department of Transportation (ADOT) Specifications. References 
made to approval authority shall be understood to be Flood Control District of Maricopa County acting on 
behalf of ADOT. 

All traffic control shall conform to the Special Provisions for this project, including Part VI of the 
"Manual On Uniform Traffic Control Devices for Streets and Highways" (U.S. Department of 
Transportation, Federal Highway Division) and the associated ADOT supplement. 

It shall be Contractor's responsibility to provide, erect, maintain and remove after completion of the work 
all necessary signs, barricades, barriers, berms, lights, high level w,arning devices, delineators, and any 
other required devices, uniformed officers, and flagman, necessary to properly mark and control the 
construction area for the safe and efficient movement of traffic. Temporary traffic control devices shall be 
installed prior to the start of work necessitating traffic safety. It shall be Contractor's responsibility to 
construct the required detour lanes in order to make the road available to traffic. 

Approval of the Contractor' s traffic control method by The District, or Federal guidelines shall not relieve 
Contractor of its responsibility to protect the work, the Contractor's personnel, or the general public. 

SUBSECTION 401.2 TRAFFIC CONTROL DEVICES AND EQUIPMENT: 

Devices and equipment may include flashing barricades, signage, and high-visibility cones. 

SUBSECTION 401.3 FLAGMEN OR PILOT CARS: 

Flagmen or pilot cars shall consist of providing sufficient flagmen , uniformed off-duty law enforcement 
officers or pilot cars to expedite the safe passage of traffic for mobilization of heavy equipment or 
delivery of materials on narrow rural roads. 

SUBSECTION 401.4 TRAFFIC CONTROL MEASURES: 

The application of all traffic control measures shall be based primarily upon the conditions existing at the 
time that such measures are deemed necessary. Prior to the start of any work that would interrupt the 
normal flow of traffic, suffic'ient and adequate devices and measures shall be provided and erected as 
directed by the Engineer. These devices shall be immediately removed when no longer needed. 

SUBSECTION 401.5 GENERAL TRAFFIC REGULATIONS: 

A traffic lane shall be a minimum of 10 feet of clear street width with a safe motor vehicle operating 
speed of at least 25 miles per hour. 

An intersection shall be all of the area within the right of way intersection streets plus 300 feet beyond the 
edge of the intersected right of way on all legs of the intersection. 

Local access shall be maintained to all properties on the project at all possible times. When local access 
cannot be maintained, the Contractor must notify the affected property owner at least 24 hours in advance 
and restore access as soon as possible. 
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All temporary traffic control devices and equipment shall be ballasted with sandbags or other approved 
ballast. 

The "SPEED LIMIT 25" sign shall be used on temporary detour roads or on traffic lanes that are severely 
restricted. The contractor shall conform to applicable regulations governing oversize loads for equipment 
mobilization and material delivery and truck traffic safety for the delivery of soil and aggregate materials. 

Access to all adjacent properties shall be maintained at all times. When access cannot be maintained, 
Contractor shall notify the adjacent residents at least 48 hours in advance of the access closure. 

Contractor shall maintain or relocate all existing signal indications, warning signs, STOP, YIELD, and 
street name signs erect, clean and in full view of the intended traffic at all times. Portable signs should be 
used to supplement blocked or removed signs. Contractor shall reset all disturbed signs to permanent 
locations when construction is completed. The Contractor shall cover all existing signs that are in conflict 
with the traffic control signing. Contractor is responsible for the cost of replacing lost or damaged traffic 
signs. 

Subject to the approval of the Engineer, the Contractor shall furnish and install the 25-MPH Construction 
Zone Speed Limit Signs. The Contractor shall maintain the signs erect, clean and in full view of the 
intended traffic at all times. 

SUBSECTION 401.5.1 Special Traffic Regulations: 

The public shall be adequately notified of construction operations using methods including distribution of 
construction alert publications. 

Prior to construction activities, the Engineer shall be notified regarding any road closures or temporary 
impedance of traffic. 

Construction shall not commence or proceed without an approved Traffic Control Plan. The Traffic 
Control Plans shall address all construction staging and Special Provisions requirements. 

At the time of the Pre-Construction conference, the Contractor shall designate an employee, other than the 
Project Superintendent, who is well qualified and experienced in construction traffic control and safety, to 
be available on the project site during all periods of construction to set up, maintain and coordinate safe 
banicading whenever construction restricts traffic. This individual shall be authorized to receive and 
fulfill instructions from the Engineer and shall supervise and direct the work. Instructions and information 
given by the Engineer to this individual shall be considered as having been given to the Contractor. 

SUBSECTION 401.6 MEASUREMENT: 

No measurement for a lump sum payment will be made for traffic control implemented by the Contractor 
for construction or delivery of equipment or materials. 

SUBSECTION 401.7 PAYMENT: 

Payment for traffic control shall be made on the basis of the lump sum price bid and shall be full 
compensation for all work, including mobilization, placing, storing, removal and maintenance of all 
traffic control devices, signing and striping, flag persons, and other activities incidental to the 
implementation of the approved traffic control plan. 
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SECTION 405 MONUMENTS 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 405.1 DESCRIPTION: 

The primary scope of work is the utilization and protection of existing survey monuments. Construction 
of new survey monuments is required as per the Plans and in the event an existing monument was 
inadvertently damaged or altered. 

The Contractor is required to utilize at least two of the four benchmarks shown on the Plans to tie-in 
construction layout for work and as-built survey data. In addition, construction activity involving heavy 
earthmoving equipment shall be conducted using delineated work zones and planned haul routes that 
avoid existing subsidence monuments (including project survey control stakes). The Contractor has the 
responsibility of protecting the survey monuments from damage and inadvertent altering from its own 
earthmoving equipment and construction activity, including its subcontractors . 

SUBSECTION 405.2 MATERIALS: 

Construction materials for a new monument will be required as per the Plans and if the Contractor 
inadvertently damaged an existing monument and therefore is responsible for its replacement. 

Materials required for the protection of existing monuments include, but is not limited to, painted lath or 
staking, flagging, banicades, orange safety fence, etc. 

SUBSECTION 405.3 CONSTRUCTION: 

In constructing precast monuments, the forms shall not be removed until after the concrete has hardened. 
The exposed surface of the finished monuments shall be uniform, of even texture, and shall be free from 
holes, cracks and chipped edges. The precast monuments shall not be transpmted to the work site until the 
concrete has cured. 

Cast-in-place monuments shall be cast in drilled holes without the use of forms. 

Brass caps shall be placed in survey monuments before the concrete foundation has reached initial set and 
shall be fmnly bedded in the concrete. The concrete foundation shall be so located that the reference point 
will fall within a l-inch circle in the center of the brass cap. 

SUBSECTION 405.4 INSTALLATION: 

Survey monuments shall be reset in position to equal the recorded location of the altered or damaged 
monument with tolerances allowed in the industry and agreed upon by the District. 

SUBSECTION 405.5 MEASUREMENT: 

Monuments will be measured per each completed monument installed. 

SUBSECTION 405.6 PAYMENT: 

Payment for monuments shall be made on the basis of the price bid per each complete monument 
installed. 
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No payment shall be made for protection or possible replacement of a new survey monument. Should the 
replacement of a survey monument be necessary, the Contractor shall bear the associated costs for 
construction and independent detailed survey and seal by a registered land surveyor. 

BID ITEM 405-1 MONUMENTS 

End of Section 
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SECTION 420 NEW FENCING 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 420.1 DESCRIPTION: 

This work shall consist of furnishing all materials and constructing barbed wire fence at the locations and 
in accordance with the details shown on the Plans. Fences shall be of the types and sizes shown on the 
Plans and shall be constructed in accordance with the requirements of these specifications. 

New fencing shall be installed to match the existing fence alignment at all locations where new fencing is 
required. Where the fencing requires realignment, it shall be accomplished by the Contractor to maintain 
the same fencing offset from the O&M roadway as the existing fence or as approved by the Engineer. 

The Contractor may construct a separate, temporary security fence within the limits of work at his option. 
No payment will be made for temporary fencing. 

SUBSECTION 420.2 MATERIALS: 

Barbed fencing wire shall be 4 point pattern, composed of 2 strands of 12-gage galvanized steel wire with 
barbs spaced 5 inches apart and shall conform to ASTM A 121. 

Posts, rails, braces and caps shall conform to the requirements of the details shown on the Plans. Cement 
concrete shall conform to the requirements of the details shown on the Plans. 

SUBSECTION 420.3 CONSTRUCTION METHODS: 

SUBSECTION 420.3.1 Fence Construction: 

Before any fence is installed, the Contractor shall submit to the Engineer for approval, shop drawings 
showing the details of all fittings proposed to be furnished. Posts shall be spaced at not more than 25-foot 
intervals, measured from center to center of posts, and shall be placed in a vertical position. Changes in 
line or grade where the angle of deflection is 30 degrees or more shall be considered as comer and slope 
points, respectively, and corner or slope posts shall be installed at these points. Excavation in excess of 1 
foot to remove high points will not be allowed. 

SUBSECTION 420.2 MEASUREMENT: 

Fence shall be measured on the fence line along the bottom strand of wire from center to center of end 
posts, deducting the widths of gates and openings. 

SUBSECTION 420.3 PAYMENT: 

Payment for installation of permanent barbed wire fence shall be made at the unit price per linear foot bid 
and shall be full compensation for furnishing all labor, materials, tools and equipment and doing all work 
involved in installing the said fence complete in place per the details shown on the Plans. 

Full compensation for clearing the line of the fence and disposing of the resulting material, excavating 
high points in the existing ground between posts, excavating and furnishing and placing concrete 
footings, connecting new fences to structures and existing fences, and any other related work shall be 
considered as included in the price bid per linear foot of fence and no additional allowance will be made. 

BID ITEM 420-1 FENCING 

End of Section 
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SECTION 460 AESTHETIC TREATMENT 

(Add this section to the MAG Uniform Standard Specifications.) 

SUBSECTION 460.1 GENERAL: 

This work under this section includes all work and materials necessary to furnish and install the 
complete aesthetic treatment shown or as indicated in the Plans and Specifications including the 
respective notes, legends, and detail drawings that are not covered by any other Bid Item to concrete 
aprons, principal spillway, sluice gate inlet structures, and impact basin. All work shall conform to 
the requirements of the Plans and Specifications. 

SUBSECTION 460.1.1 Concrete Forms: 

Provide and install specialized formwork for aesthetic treatment of outlet works including principal 
spillway, gated inlet structures, and impact basin, and other exposed concrete surfaces in accordance 
with the manufacturer's recommended procedures and Subsection 460.1.2 Form Liners. 

SUBSECTION 460.1.2 Form Liners: 

Provide and install form liners for aesthetic treatment of outlet works including principal spillway, 
gated inlet structures, and impact basin, and other exposed concrete surfaces in accordance with the 
manufacturer's recommended procedures and these specifications. 

Form liners used for this work shall consist of Flex-Liner® elastomeric formliner for creating textures 
(patterns in architectural concrete) in poured-in-place or precast concrete as distributed by Scott 
System, Inc., (303) 373-2500, 10777 East 45th Avenue, Denver, Colorado 80239, or approved equal. 
The patterns for the form liners to be used are as follows: 

A) Pattern No. 110 -Fractured Granite; (placed vertically) for the principal spillway and impact 
basin. 

B) Pattern No. 166A- Chiseled Limestone A; for the gated inlet structures, inlet aprons, and other 
exposed concrete surfaces. 

Sample of each pattern and shop drawings of all specialized formwork and of form liner placement 
shall be submitted by the Contractor for approval by the Engineer. The shop drawings shall identify the 
locations and use of each panel. The engineer reserves the right to review and relocate the various 
patterns on each wall during the shop drawing review process. 

Upon completion of the work, the form liners shall become the propetty of the District. 

Form Liners: 

The Contractor shall be responsible for coordinating the final aesthetic layout of the form liner pattern 
with the Engineer. The cost to perform the coordination for the final design shall be incidental to the 
project. 

The number and size of the liners shall be determined by the Contractor. The intent is to have the entire 
exposed concrete surfaces conform to the patterning specified. The liners are to be large linear pieces. 
Patchwork liners will not be accepted. All liner fablication is to be approved by the Engineer. 
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In areas where form liners are to be seamed to accommodate dimensions of the forms or intent of the 
design, the seam shall be placed in areas that will be less noticeable. Seams shall be finished so as to 
appear seamless and as one cohesive pattern. Unless otherwise indicated on the Plans, the Contractor 
may mot seam through a pattern's face unless approved by the Engineer. 

The Contractor shall comply with the form liner manufacturer's recommendations for the methods of 
securing liners to supporting form work and the use of form liner releasing agents. Twisted wire ties shall 
not be allowed for securing liners to form work. It is intended that the form liners be re-utilized multiple 
times. All form liners may be re-used multiple times. All joint material, fasteners, care and cleaning of 
liners shall be per manufacturer's instructions. 

Form oil shall be a non-staining petroleum distillate free from water, asphaltic and other insoluble residue 
or equivalent product. The form oil shall be worked into all areas, especially pattern recesses. 

Construction Methods: 

The Contractor shall fabricate form work to support the form liners and the related accessories with 
minimum deflection. The Contractor shall provide method of sealing form joints to prevent loss of water 
from wet concrete based on manufacturer's recommendations. The Contractor shall take necessary steps 
to insure no damage to joints or cast surfaces occurs during stripping operations. 

Concrete shall be deposited and consolidated to minimize air and water pockets. 

Forms shall be remove using the manufacturer's recommended method to reduce the risk of damaging 
surfaces and textural impressions that are part of the liners . 

Forms and form liners shall be handled, cleaned, and stored for re-use so as not to damage form liner 
edges or surfaces and sahll conform with manufacturer's recommendations. 

Ties shall be removed immediately after form removal. Do not remove tie cones until concrete has 
reached full strength. 

The contractor shall notify Engineer if any surface defects are found upon removal of forms . Surface 
defects are only to be patched as directed by the Engineer. 

Surfaces of forms to be re-used in the work are to be cleaned and repaired. Split, frayed, delaminated or 
otherwise damaged form facing materials are not to be re-used. The Conu·actor is to repair and replace 
form liners as recommended by manufacturer. 

It shall be the Contractor's responsibility to field verify that all form liners are aligned per the approved 
shop drawings. 

The form liner layout may need to be adjusted to adapt to wall features such as blackouts, etc . If such a 
condition will impact the alignment of the pattern, the Contractor shall immediately notify the Engineer. 

All patterns shall extend a minimum of 6" below finished grade. 

Concrete surfaces shall be finished in accordance with the requirements of Subsection 505 .7 Finishing 
Concrete. 
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SUBSECTION 460.1.3 Colored Concrete: 

Provide and install colored treatments of concrete aprons, principal spillway, sluice gate inlet 
structures, and impact basin. 

Concrete colorant to be used for the concrete aprons, principal spillway, and impact basin shall be 
"Outback-05 lbs 667" distributed by Davis Colors, 3700 East Olympic Boulevard, Los Angeles, 
California 90023, or approved equal. 

SUBSECTION 460.2 PROPRIETARY BRANDS : 

For the purpose of this specification, proprietary brands of concrete form liners and concrete 
colorant shall be construed to mean form liners and concrete colorant materials conforming to the 
requirements of this specification and produced for distribution and consumption through regular 
wholesale and retail outlets. Whenever concrete form liner or concrete colorant materials are 
designated on the Plans or Special Provisions by a manufacturer's name or catalog reference, any 
proprietary brand of equal quality will be permitted, subject to the approval of the Engineer. 
Information required by the Engineer as proof of the comparative quality shall be furnished by the 
Contractor. 

SUBSECTION 460.3 MEASUREMENT: 

No measurement for payment of aesthetic concrete forms and/or form liners is required for this section. 
The cost shall be included in the cost of the concrete structures. 

No measurement for payment of concrete colorant is required for this section. The cost shall be included 
in the cost of the concrete structures . 

SUBSECTION460.4 PAYMENT: 

No payment will be made separately for provision or installation of aesthetic concrete forms and/or form 
liners. Costs associated with provision and installation of aesthetic concrete forms and/or form liners are 
considered incidental to the work in Section 505. The Contractor shall receive payment in accordance 
with Section 505. 

No payment will be made separately for concrete colorant. Costs associated with provision or installation 
of concrete colorant are considered incidental to the work in Section 505. The Contractor shall receive 
payment in accordance with Section 505. 

End of Section 
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SECTION 505 CONCRETE STRUCTURES 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 505.1 DESCRIPTION: 

Concrete structures consisting of sluice gate inlet structure and appurtenances, principal spillway, 
impact basin, outlet pipe encasement, and footings shall be constructed in conformity with the Plans 
and the Specifications. Concrete for use in work constructed under this specification and testing 
thereof shall conform to the requirements of Section 725 and 726. Reinforcing shall conform to the 
requirements of Section 727. Aesthetic treatments applied to the concrete structure shall conform to the 
requirements of Section 460. 

Each concrete structure listed contains various components that make up the completed structure. The 
requirements for these components are specified in multiple sections of the specifications. For bidding 
and payment purposes, a brief description of the components of each structure is listed below. 

The sluice gate inlet structure and appurtenances consist of the following: 

• Reinforced concrete inlet structure 

• 48-inch diameter steel elbow 

• 6-inch diameter steel vent pipe, vent inlet riser, and rodent screen 

• Sluice gate stem foundation and vent pipe encasement 

• Reinforced concrete hoisting equipment vault 

• Hoisting equipment vault lid 

• Aesthetic treatments 

The principal spillway consists of the following: 

• Reinforced concrete principal spillway structure 

• Steel trashracks and trashrack components 

• Temporary steel blockage plates 

• Steel manhole component 

• Aesthetic treatments 

The impact basin consists of the following: 

• Reinforced concrete impact basin 

• PVC drain pipes with rodent screens 

• Steel hand railing 
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• Aesthetic treatments 

The outlet pipe encasement includes the following: 

• Reinforced concrete pipe encasement 

• Anchor bolts and cable ties 

Any other components relevant to the above listed structures that are not included in the bid tab shall be 
considered part of the individual concrete structures and shall therefore be bid and paid for accordingly. 

SUBSECTION 505.2 SUBGRADE FOR CONCRETE STRUCTURES: 

Each subgrade upon which concrete is placed shall be firm and free from water. When the subgrade is in 
dry earth or soil cement, it shall be moistened with water from a spray nozzle immediately before 
concrete is placed. 

SUBSECTION 505.3 FORMS: 

Forms shall be of suitable material and of type, size, shape, quality, and strength to enable 
construction as designed. The forms shall be true to line and grade, mortar tight, and sufficiently 
rigid to resist any appreciable amount of springing out of shape during placing of the concrete. The 
responsibility for their adequacy shall rest with the Contractor. All dirt, chips, sawdust, nails, and 
other foreign matter shall be completely removed from forms before any concrete is deposited. The 
surfaces of forms shall be smooth and free from irregularities, dents, sags and holes that would 
appreciably deface the finished surface. Forms previously used shall be thoroughly cleaned of all 
dirt, mortar and foreign matter before being reused, and the reuse of forms shall be subject to the 
approval of the Engineer. Before concrete is placed in forms, all inside surfaces of the forms shall 
be thoroughly treated with an approved releasing agent that will leave no objectionable film on the 
surface of the forms that can be absorbed by the concrete. Care shall be exercised that no releasing 
agent is deposited on previously placed concrete. 

Specialized formwork and form liners shall be incorporated on all surfaces that will not be 
completely enclosed or hidden below the permanent surface of the ground as shown on the Plans. 
Form liners shall be installed in accordance with the manufacturer' s recommended procedures and 
Section 460 Aesthetic Treatment. 

Wood forms for copings and curbs shall have a thickness of not less than 1-1/2 inches and a width of not 
less than the full depth of coping or curb. 

Unless otherwise shown on the Plans, all sharp edges shall be chamfered with 3/4-inch triangular 
fillets. Forms for curved surfaces shall be so constructed and placed that the finished surface will 
not deviate appreciably from the arc of the curve. 

Forms shall be so constructed that portions , where finishing is required, may be removed without 
disturbing the portion of forms to remain. 

Forms shall, as far as practicable, be so constructed that the form marks will conform to the general 
lines of the structure. 

Form clamps or bolts , approved by the Engineer, shall be used to fasten forms . The use of twisted wire 
loop ties to hold forms in position will not be permitted, nor shall wooden spreaders be used unless 
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authorized by the Engineer. Clamps or bolts shall be of sufficient strength and number to prevent 
spreading of the forms. They shall be of such type that they can be entirely removed or cut back 1 
inch below the finished surface of the concrete. Forms for outside surfaces shall he constructed with 
stiff wales at right angles to the studs and all form clamps shall extend through and fasten such wales, 
all based on the rate of concrete pour. 

The Contractor may, at his own option, pour such portions of the concrete for the structure directly 
against the side of the excavation or sheathing without the use of outside forms, provided that the 
following conditions are met. 

A) If concrete is poured directly against the sides of the excavation, the faces of the excavation 
must be firm and compact, and be able to stand without sloughing off and be at all points 
outside the concrete lines shown on the Plans. 

B) If concrete is poured against sheathing, such sheathing shall be closely fitted and shall be 
outside of the concrete lines shown on the Plans. Those surfaces against which the concrete 
is to be poured shall be faced with building paper. Except as otherwise specified all sheathing 
shall be removed. but not until either at least 7 days after placing concrete or until the concrete 
has attained a strength in compression of not less than 2,000 psi. Care should be used in 
pulling sheathing so as to a void damaging the concrete. V aids left by the removal of 
sheathing, piles and/or similar sheathing supports shall be backfilled with material having a 
sand equivalent of not less than 30 and consolidated by jetting as directed by the Engineer. 
When, in the opinion of the Engineer, field conditions or the type of sheathing or methods of 
construction used by the Contractor are such as to make the removal of sheathing 
impracticable, that portion of the sheathing against which concrete has been poured may be left 
in place. 

Regardless of the method used in pouring concrete without outside forms the following stipulations 
shall hold: 

A) The reinforcing steel shall be accurately set and held firmly in place, to the satisfaction of the 
Engineer. 

B) No direct payment will be made for building paper, sheeting, gunite or concrete placed 
outside of concrete lines shown on the Plans. The cost thereof shall be absorbed in the prices 
bid for the various items of work. 

C) The Contractor shall assume all risks of damage to the work or to existing improvements due to 
any reason whatsoever that may be attributable to the method of construction outlined above. 

SUBSECTION 505.3.1 Removal of Forms: 

Forms shall be removed before the members of the structure, which they support, are poured or placed 
so that the quality of the concrete may be inspected. Such forms shall be so constructed that they may 
be removed without disturbing other forms, which resist direct load or bending stress. 

Forms may be removed after 24 hours for all portions of the concrete structures that are non-spanning. 
The periods of time at which the Contractor may remove forms , as set forth above, are permissive only 
and subject to the Contractor's assuming all risks that may be involved in such removals . At his option, 
except for surfaces to be finished, the Contractor may leave the forms in place for such longer periods as 
are, in his opinion, required. Forms supporting slab spans shall be left in place for a minimum of 4 
days. 
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SUBSECTION 505.4 PLACING REINFORCEMENT: 

Reinforcing bars shall be accurately placed as shown on the Plans and shall be firmly and securely 
held in position by wiring at intersections with wire not smaller than No. 16 gage and by using 
concrete or metal chairs, spacers, metal hangers, supporting wires and other approved devices of 
sufficient strength to resist crushing under full load. Wooden supports shall not be used. 

Placing bars on layers of fresh concrete as the work progresses and adjusting bars during the 
placing of concrete will not be permitted. Before placing in the forms, all reinforcing steel shall be 
thoroughly cleaned of mortar, oil, dirt, loose mill scale, loose or thick rust and coatings of any 
character that would destroy or reduce the bond. No concrete shall be deposited until the placing of 
the reinforcing steel has been inspected and approved. 

Bundle bars shall be tied together at not more than 6-foot centers . 

SUBSECTION 505.4 .1 Splicing: 

Splices of bars shall be made only where shown on the Plans or as approved by the Engineer. Where bars 
are spliced they shall be lapped at least 42 inches, unless otherwise shown on the Plans. 

Welding of reinforcing steel will not be permitted unless specifically authorized by the Engineer. 

SUBSECTION 505.4.2 Bending Reinforcement: 

Bends and hooks in bars shall be made in the manner prescribed in the ACI, Manual of Standard 
Practice. 

Bars shall not be bent nor straightened in a manner that will injure the material. Bars with kinks or 
unspecified bends shall not be used. 

SUBSECTION 505.4 .3 Welded Wire Fabric: 

Welded wire fabric shall be held firmly in place and spliced not less than 2 meshes . 

SUBSECTION 505.5 PLACING CONCRETE: 

Where a schedule for placing concrete is shown on the Plans, no deviation will be permitted unless 
approved in writing by the Engineer. 

The placing of concrete for a given pour shall start at the low point and shall proceed upgrade, unless 
otherwise permitted by the Engineer. 

All concrete shall be compacted by means of high frequency internal vibrators of a type, size and number 
approved by the Engineer. The number of vibrators employed shall be ample to consolidate the 
incoming concrete to a proper degree within 15 minutes after it is deposited in the forms . In all 
cases, at least 2 vibrators shall be available at the site of the structure in which more than 25 cubic 
yards of concrete is to be placed. The vibrators shall not be attached to or held against the forms or the 
reinforcing steel. The locations, manner and duration of the application of the vibrators shall be such 
as to secure maximum consolidation of the concrete without causing segregation of the mortar and 
coarse aggregate, and without causing water or cement paste to flush to the surface. Fresh concrete 
shall be spread in horizontal layers insofar as practicable and the thickness of the layers shall not 
be greater than can be satisfactorily consolidated with the vibrators. If additional concrete is to be 
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placed, care shall be taken to remove all laitance and to roughen the surfaces of the concrete to insure 
that fresh concrete is deposited upon sound concrete surfaces. Layers of concrete shall not be tapered 
off in wedge-shaped slopes, but shall be built with square ends and level tops. 

Mixed concrete, after being deposited, shall be consolidated until all voids are filled and free mortar 
appears on the surface. The concrete shall be placed as nearly as possible in its final position and the 
use of vibrators for extensive shifting of the mass of fresh concrete will not be permitted. 

Fresh concrete shall not be permitted to fall from a height greater than 6 feet without the use of 
adjustable length pipes or elephant trunks. 

The use of approved external vibrators for compacting concrete will be permitted when the concrete is 
inaccessible for adequate compaction provided the forms are constructed sufficiently rigid to resist 
displacement or damage from external vibration. 

During the placing of concrete, care shall be taken that methods of compaction used will result in a 
surface of even texture free from voids, water or air pockets, and that the coarse aggregate is forced 
away from the forms in order to leave a mortar surface. Spades or broad-tined forks shall be 
provided and used to produce the desired results if required by the Engineer. 

The use of chutes in conveying or depositing concrete will be allowed only at the discretion of the 
Engineer, and wherever they are used they shall be laid at such inclination as will permit the flow of 
concrete of such consistency as is required. The use of additional water in mixing the concrete to 
promote free flow in chutes of low inclination will not be allowed. Where necessary in order to 
prevent segregation, chutes shall be provided with baffle boards or a reversed section at the outlet. 

SUBSECTION 505.5.1 Joints: 

The work shall be so prosecuted that construction joints will occur at designated places shown on 
Plans unless specifically permitted otherwise by the Engineer. The Contractor shall complete, by 
continuous depositing of concrete, section for the work comprised between such joints. The joints 
shall be kept moist until adjacent concrete is placed. 

All construction joints at the bottom of walls or arches, at the springline of the RCCP encasement, at 
the top of walls and all longitudinal construction joints having a keyed, stepped or roughened 
surface shall be cleaned by sandblasting prior to pouring the adjacent concrete. Any quality of 
sand may be used which will accomplish the desired results. 

The sandblasting operations shall be continued until all unsatisfactory concrete, and all laitance, 
coatings, stains, debris, and other foreign materials are removed. The surface of the concrete shall be 
washed thoroughly to remove all loose material. The method used in disposing of wastewater 
employed in washing the concrete surfaces shall be such that the wastewater will not stain, discolor, or 
affect exposed surfaces of the structures. The method of disposal will be subject to the approval of the 
Engineer. 

All horizontal construction joints or those on slight slopes shall be covered with Class D mortar as 
specified in Section 776. 

Expansion and contraction joints in the concrete structures shall be formed where shown on the 
Plans and as directed. In general, such joints shall have smooth abutting surfaces, painted or separated 
and sealed as detailed on the Plans. No reinforcement shall be extended through the joints, except 
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where specifically noted or detailed on the Plans . Concrete or mortar shall not be permitted to lap 
these joints in sucha manner as to effect a tie or bond that would later promote spalling. 

Waterstops: 3/8-inch web by 6-inch or 9-inch length, ribbed type with center bulb, PVC; Corps of 
Engineers Specification CRD-C572, unless indicated otherwise; Burke; Grace; Green$treak; Vinylex; 
or equal. Test reports and written certificates ascertaining physical requirements or CRD-C572 must 
be submitted to the Engineer before water stop is installed. Water stopped joints shall conform to the 
Plans. 

No direct payment will be made for furnishing and placing asphaltic paint, premolded asphaltic filler 
or other types of joint separators; their costs shall be included in the price bid for the item of work of 
which they are a part. 

SUBSECTION 505.5.2 Adverse Weather Concreting: 

A) Hot Weather Concreting: Hot weather is defined as any combination of high ambient 
temperature, low relative humidity, and wind velocity, which would tend to impair the quality 
of fresh concrete. These effects become more pronounced as wind velocity increases. Since last 
minute improvisations are rarely successful, preplanning and coordination of all phases of the 
work are required to minimize these adverse effects. 

As an absolute minimum, the Contractor shall insure that the following measures are taken: 

1. An ample supply of water, hoses, and fog nozzles are available at the site. 

2. Spare vibrators are on hand in the ratio of one spare vibrator for each three in use. 

3. Preplanning has been accomplished to ensure prompt placement, consolidation, 
finishing, and curing of the concrete. 

4. Concrete temperature on arrival should be approximately 45°F. and in any event shall 
not exceed 80°F. The use of cold water and ice is recommended. 

5. The subgrade is moist, but free of standing water. 

6. Fog spray is utilized to cool the forms and steel. 

Under extreme conditions of high ambient temperature, exposure to the direct rays of the 
sun, low relative humidity, and wind, even strict adherence to these measures may not 
produce the quality desired and it may be necessary to restrict concrete placement to early 
morning only. If this decision is made, then particular attention must be directed to the 
curing process since the concrete will be exposed to severe thermal stresses due to 
temperature variation; heat of hydration plus midday sun radiation versus nighttime cooling. 

B) Cold Weather Concreting: Concrete shall not be placed on frozen ground. nor shall it be placed 
when the ambient temperature is below 40°F. unless adequate means are used to heat the 
aggregate and/or water and satisfactory means have been taken for protecting and heating the 
concrete during the curing period. 

C) Wet Weather Concreting: Placing of concrete shall be discontinued when the quantity of 
rainfall is such as to cause a flow or wash to the surface. Any concrete already placed and 
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partially cured shall be covered to prevent dimpling. A construction joint will be installed 
prior to shut down. 

D) Replacement of Damaged or Defective Concrete: Upon written notice from the Engineer, all 
concrete which has been damaged or is defective, shall be replaced by the Contractor at no cost 
to the Owner. 

E) Recommended Reference: 

1. ACI-305 Hot Weather Concreting 

2. ACI-306 Cold Weather Concreting 

3. ACI-308 Recommended Practices for Curing Concrete 

SUBSECTION 505.6 CURING: 

As soon after the completion of the specified finishing operations as the condition of the concrete 
will permit without danger of subsequent damage thereto, all exposed surface shall either be sprinkled 
with water, covered with earth, sand or burlap; sprayed with a curing compound or sealed with a 
material conforming with Section 726. 

Concrete that is water cured must be kept continuously wet for at least 10 days after being placed; 
preferably being covered, if possible, with at least 2 layers of not lighter than 7 ounce burlap, except 
that handrail, baserail, railing posts, tops of walls, and similar parts of the structure, if water 
cured, must be covered with burlap as above prescribed, immediately following the finishing 
treatment specified therefore, and such covering shall not be removed in less than 4 days. Roadway 
areas, floors, slabs, curbs, walks, and the like that are water-cured may be covered with sand to a 
depth of at least 2 inches, in lieu of the bmlap as specified above, as soon as the condition of the 
concrete will properly pennit, and such covering must remain wet and in place until the concrete so 
covered is at least 10 days old unless otherwise directed by the Engineer or provided by Special 
Provisions. 

When a sprayed impervious membrane is used, it shall be applied under pressure through a spray 
nozzle in such manner and quantity as to entirely cover and seal all exposed surfaces of the 
concrete with a uniform film. To insure complete coverage, membrane shall be applied in two 
applications for a total coverage of 150 square feet per gallon. The membrane, however, shall not be 
applied to any surface until all of the finishing operations have been completed; such surfaces being 
kept damp, until the membrane is applied. All surfaces on which a bond is required, such as 
construction joints, shear planes, reinforcing steel, and the like, shall be adequately covered and 
protected before starting the application of the sealing medium in order to prevent any of the 
membrane from being deposited thereon; and any such surface with which the seal may have come 
in contact shall immediately thereafter be cleaned. Care shall be exercised to avoid and prevent 
any damage to the membrane seal during the curing period. Should the seal be broken or damaged 
before the expiration of 10 days after the placing of the concrete, the break shall be immediately 
repaired by the application of additional impervious membrane over the damaged area. 

Should any forms be removed sooner than 10 days after the placing of the concrete, the surface so 
exposed shall either be immediately sprayed with a coating of the membrane seal, or kept continuously 
wet by the use of burlap or other suitable means until such concrete has cured for at least 10 days. 
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When tops of walls are cured by the membrane sealing method the side forms, except metal forms, 
must be kept continuously wet for the 10 days fo1Iowing the placing of the concrete. 

If due to weather conditions, materials used, or for any other reason, there is any likelihood of the 
fresh concrete checking or cracking prior to the commencement of the curing operations, it shall be kept 
damp, but not wet, by means of an indirect fine spray of water until all danger of such checking or 
cracking is past, or until the curing operations are started in the particular area affected. 

Since hot weather leads to more rapid drying of concrete, protection and curing are far more critical 
than in cool weather. Water curing should be used wherever it is practical and should be continuous 
to avoid volume changes due to alternation of wetting and drying. The need for adequate continuous 
curing is greatest during the first few hours after placement of concrete in hot weather. 

SUBSECTION 505.7 FINISHING CONCRETE: 

Immediately after the removal of forms as provided above, all concrete surfaces shall be finished in 
accordance with the requirements specified below. 

All surfaces scheduled to be covered with backfill shall be finished so as to be free of open and rough 
spaces . 

All surfaces that will remain exposed in the completed work and not textured by use of form 
liners shall be finished so as to be free of open and rough spaces, depressions or projections. All 
angles and fillets shall be sharp and true and the finished surface shall present a pleasing appearance of 
uniform color. 

All top surfaces of the concrete structures not textured by use of form liners shall be finished to a 
smooth surface and shall be cured by an approved method. 

If rock pockets or honeycomb are of such an extent and character as to affect materially the 
strength of the structure and to endanger the steel reinforcement the Engineer may declare the 
concrete defective and require the removal and replacement of that portion of the structure affected 
by the Contractor at no additional cost to the Owner. 

If finishing operations are not carried out as set forth below, all placing of concrete shall stop until 
satisfactory arrangements are made by the Contractor to promptly correct defective finishing work 
and to carry out finishing operations as specified. 

One of the classes of finish as specified shall be applied to the various surfaces as set forth under 
applicability of finishes. 

No finishing or patching shall be permitted until the surface has been inspected by the Engineer. 

SUBSECTION 505.7.1 Finishing Green Concrete: 

Class I Finish - All bolts, wires and rods shall be clipped and recessed. All holes, honeycomb, rock 
pockets and other surface imperfections shall be cleaned out, thoroughly moistened and carefully 
patched with mortar. Mortar shall be composed of 1 part of cement and 2 parts of fine sand. A portion 
of the required cement for mortar shall be white as required to match the color of the surrounding 
concrete. 
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Class II Finish - The surface shall be patched and pointed as specified above for Class I Finish and 
then promptly covered with polyethylene film, wet burlap or wet cotton mats. If polyethylene film is 
used, the film shall be held securely to the surface by means of weights, adhesive or other suitable 
means . Only white polyethylene film for covering will be acceptable. 

When the mortar used in patching and pointing has set sufficiently, the surface shall be uncovered 
and thoroughly rubbed with either a float or a carborundum stone until the surface is covered with a 
lather. Cork, wood or rubber floats shall be used only on surfaces sufficiently green to work up such 
lather, otherwise a carborundum stone shall be used. During the rubbing process, a thin grout 
composed of 1 part cement and 1 part of fine sand may be used to facilitate producing a satisfactory 
lather; however, this grout shall not be used in quantities sufficient to cause a plaster coating to be 
left on the finished surface. A portion of the required cement for grout shall be white as required to 
match the color of the surrounding concrete. Rubbing shall continue until irregularities are removed 
and there is no excess material. At the time a light dust appears, the surface shall be brushed or sacked. 
Brushing or sacking shall be carried in one direction so as to produce a uniform texture. 

Class III Finish - The surface shall be treated as specified above under Class II Finish except that after 
brushing, the surface shall again be securely covered with polyethylene film, wet burlap or wet cotton 
mats. In not less than 1 day or more than 4 days, the surface shall be uncovered and rubbed with a 
carborundum stone. This rubbing shall continue until the entire surface is of a smooth texture and 
uniform color. During the process, the use of a thin mixture of equal parts of sand and cement with 
water will be permitted. At the time a light dust appears , the surface shall be brushed or sacked, care 
being taken to carry this brushing in one direction so as to produce a uniform texture. 

SUBSECTION 505.7.2 Finish Hardened Concrete: 

If for reasons either beyond the control of the Contractor or with the approval of the Engineer, more 
than 6 days has elapsed between the time of placing concrete and the time of the removal of forms, 
the concrete shall be considered as hardened. Prior to finishing hardened concrete, the surface shall 
be covered with burlap or cotton mats and kept thoroughly wet for a period of at least 1 hour. 
Finishing shall be identical to the respective requirements for Class I, Class II and Class III Finish 
for green concrete, except that the use of a mechanically operated carborundum stone will be required 
for Class II and Class III Finishes. 

SUBSECTION 505.7.3 Applicability of Finishes : 

Surfaces requiring Class I Finish- All formed structures that are to be covered by backfill and those 
surfaces that are normally not in view of either vehicular or pedestrian traffic such as the buried 
surfaces on the pipe encasement. 

Surfaces requiring Class II Finish - All exposed surfaces not subject to the incorporation of form 
liners or aesthetic texturing. 

When surfaces of uniform texture and pleasing appearance are obtained through the use of first class 
metal forms, paper tubing or the use of special form coatings and the use of special care, such 
surfaces may, upon approval of the Engineer, be excluded from the surfaces requiring Class II Finish. 

SUBSECTION 505.8 MEASUREMENT: 

Measurement for principal spillway, impact basin, pipe encasement and footings shall be on a 
lump sum basis. 
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Measurement for sluice gate inlet structure and appurtenances shall be per each constructed. 

SUBSECTION 505.9 PAYMENT: 

Payment for principal spillway, impact basin, pipe encasement and footings will be made on the basis 
of the lump sum price bid. Payment for sluice gate inlet structure and appurtenances will be made on 
the completed basis of the price bid per each structure. Such payment shall include full compensation 
for furnishing all labor, materials, tools and equipment, curing, placing of concrete, concrete 
colorant, and doing all work required to construct the structures in conformity with the Plans and 
Specifications. 

BID ITEM 505-1 SLUICE GATE INLET STRUCTURE AND APPURTENANCES 

BID ITEM 505-2 PRINCIPAL SPILLWAY 

BID ITEM 505-3 IMPACT BASIN 

BID ITEM 505-4 OUTLET PIPE ENCASEMENT 

End of Section 
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SECTION 516 TRASHRACKS 

(Add this section to the MAG Uniform Standard Specifications.) 

SUBSECTION 516.1 DESCRIPTION: 

A shop-fabricated trashrack shall be provided and installed at each sluice gate location shown on the 
Plans. Each trashrack shall be installed on the upstream side of the outlet pipe structure and anchored to 
the concrete inlet structure. 

The trashracks shall be shop-fabricated to the dimensions and specified materials shown on the Plans. All 
surfaces shall be shop primed and painted in accordance with Sections 530 and 790. 

SUBSECTION 516.1.1 Shop Drawings: 

The Contractor shall prepare and submit to the Engineer for approval, complete shop drawings which 
shall show details, dimensions, sizes of materials, and all information and data necessary for the metal 
work, including full details of the match markings. Any materials fabricated by the Contractor prior to the 
approval of the drawings will be at his risk. The Contractor shall be responsible for the correctness of the 
drawings and for shop fits and field corrections, even though the drawings may have been approved by 
the Engineer. 

SUBSECTION 516.1.2 Materials: 

Rolled steel shapes, plates and bars shall conform to ASTM A 36 and A 572. 

High strength bolts should conform to ASTM A 325. 

Anchor bolts should conform to ASTM A 307. Provide two hexagonal nuts and two plain washers per 
bolt. 

SUBSECTION 516.1.3 As-Built Plans: 

When required by the Special Provisions, the Contractor shall furnish to the Engineer, before formal 
acceptance of the work, detailed plans of the structure as built. Inasmuch as the plans will be retained by 
the Owner as permanent records, they must be in the form of printable transparencies of quality 
satisfactory to the Engineer. 

SUBSECTION 516.1.4 Methods and Equipment: 

When requested by the Engineer, before starting erection of any structural members, the Contractor shall 
inform the Engineer fully as to the methods he proposes to follow and the amount and character of 
equipment he proposes to use. The use of such methods and equipment shall be subject to the approval of 
the Engineer. Approval by the Engineer shall not be considered as relieving the Contractor of the 
responsibility for the safety of his methods or equipment or for carrying out the work in full accordance 
with the Plans and Specifications. 

SUBSECTION 516.1.5 Epoxy Anchors: 

Anchoring adhesive shall be a two-component solid epoxy based system supplied in manufacturer's 
standard side-by-side cartridge and dispensed through a static-mixing nozzle supplied by the 
manufacturer. Epoxy shall meet the minimum requirements of ASTM C 881 specification for Type I, II, 
IV, and V, Grade 3, Class B, C, and D and must develop a minimum 12,650-psi compressive yield 
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strength after 7 days. Epoxy must have a heat deflection temperature of a minimum 136°F (58°C). 
Adhesive shall be installed per manufacturer's instructions. 

SUBSECTION 516.2 FABRICATION: 

Prior to trashrack fabrication, the Contractor and Fabricator shall inspect the completed concrete inlet 
structures to verify dimensions and incorporate any deviations from the Plans into the trashrack 
fabrication. 

An inspector or other authorized representative of the Engineer may examine the metals and metal items 
to be fabricated before they are worked in the shop and may exercise constant surveillance over the work 
during its progress, with full power to reject materials or workmanship not conforming to the Plans and 
Specifications. 

The Contractor shall give the Engineer sufficient advance notice to permit ample time for the inspection 
of materials before commencement of the fabricating operations. 

No fabricating, machining, cutting, welding, assembling, or painting shall be done except with the 
knowledge of the Engineer. Any work done otherwise will be subject to rejection. 

The acceptance of any material or finished member by the Engineer shall not be a bar to subsequent 
rejection if it is later found to be defective. Rejected material and workmanship shall be promptly 
replaced. 

The trashrack Fabricator shall provide the Engineer shop drawings detailing the materials to be used, 
proposed dimensions, hinge details, locking pins and all other details appurtenant to the design. No 
fabrication shall commence until the shop drawings have been approved by the Owner and Engineer. 

SUBSECTION 516.3 INSTALLATION: 

Drill anchor bolt holes 118-inch larger than the specified anchor bolt diameter as shown on the Plans. 
Anchors shall be installed perpendicular to the surface unless otherwise stated on the Plans. Surfaces to 
receive epoxy shall be clean and sound. Epoxy should not be installed in or through standing water. The 
concrete temperature must be 40° F or above at the time of installation. For best results, the concrete 
should be 70° - 80° F at the time of application, therefore not during the heat of the day. Mixed material 
in the nozzle can harden in 5-7 minutes at a temperature of 40° F or above. 

Care should be taken during the installation of the trashrack to ensure no damage occurs to the concrete 
inlet structure. Any damage deemed detrimental to the structural integrity of the inlet structure by the 
Engineer shall be repaired or replaced, to the satisfaction of the Owner and Engineer, at the expense of the 
Contractor. 

SUBSECTION 516.4 WORKMANSIDP: 

Workmanship and finish shall be equal to the best general practice in the industry. 

Rolled material, before being laid off or worked, shall be straight. If straightening is necessary, it shall be 
done by methods approved by the Engineer. Kinks and bends may be cause for rejection of the material. 
Following the straightening of a bend or buckle, the surface of the metal shall be carefully inspected for 
evidence of fracture. 
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Portions of the work exposed to view shall be finished neatly. Shearing, flame cutting and chipping shall 
be done carefully and accurately. Undercut gusset plates will not be accepted. All sharp comers and 
edges, and edges that are marred, cut or roughened in handling or erection, shall be slightly rounded by 
grinding or other suitable means. 

The completion of trashracks metal items shall not be less in quality and workmanship than that standard 
considered to be the commercial standard for the kind of member being furnished . Punched and drilled 
boles shall be burred and, unless otherwise specified, sheared and machined edges shall be finished by 
grinding to an appropriate radius . Exposed edges of sheet metal shall be dressed with a stone or file to 
remove the sharp edges or comers. Drilled or punched holes, which are improperly, located or misaligned 
shall be cause for rejection and may not be corrected without the prior approval of the Engineer. All parts 
of assemblies shall be fabricated so that they may be assembled without forcing or drifting. 

Welders proposed to be used on miscellaneous metal fabrication will be subject to qualifications. 

SUBSECTION 516.5 PAINTING: 

Trashracks shall have a shop prime coat and second coat of approved rust-inhibitive paint, paint color as 
listed in Sections 530 and 790. Application shall be as specified in Section 530. The thickness of the 
prime coat and second coat shall be not less than three (3) mils. 

After installation, surfaces where the shop coat has been abraded or otherwise damaged shall be touched 
up. Match marks and identification marks shall be properly cleaned off and painted over. The paint shall 
be identical to that used for the shop prime coat. 

Paint shall be applied to the trashracks at the fabrication shop and touched up in the field both by spray 
methods as described in Section 530. 

SUBSECTION 516.6 MEASUREMENT: 

Measurement for trashracks shall be per each completed structure installed. 

SUBSECTION 516.7 PAYMENT: 

Payment for furnishing and installing trashracks shall be made on the basis of the price bid per each and 
shall include all labor, materials, tools, equipment, and incidentals, mounting, and for doing all the work 
involved in furnishing the complete in-place, trashrack as shown on the Plans, and as specified in the 
Specifications, and as directed by the Engineer. 

BID ITEM 516-1 TRASHRACK 

End of Section 
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SECTION 517 CAST IRON SLUICE GATES 

(Add this section to the MAG Uniform Standard Specifications.) 

SUBSECTION 517.1 DESCRIPTION: 

The complete sluice gate shall include, but not be limited to; cast iron sluice gate and guides, wall 
thimble, operating stem, stem guides, operating floorstand, sluice gate frame, wedges, seat facings, lift 
mechanism, and all other appurtenances or accessories required for the application. These items shall be 
referred to herein as sluice gate and appurtenances. 

A shop-fabricated sluice gate and all appurtenances shall be provided and installed at each of the two (2) 
inlet structures shown on the Plans. Each sluice gate shall be installed on the upstream side of the outlet 
pipe structure and anchored to the concrete inlet structure. 

The sluice gate and appurtenances shall be shop-fabricated to the dimensions and specified materials 
shown on the Plans. All surfaces shall be shop primed and finish painted. 

The sluice gates shall be in the quantities and sizes indicated on the Plans and listed in Table 517-2 Gate 
Schedule. The sluice gates and appurtenances shall be as manufactured by Rodney Hunt Company or 
approved equal. 

SUBSECTION 517.1.1 Shop Drawings: 

The Contractor shall prepare and submit to the Engineer for approval, complete shop drawings which 
shall show details, makes, models, dimensions, sizes of materials, and all information and data necessary 
for the sluice gate and appurtenances, including full details of the match markings. Any materials 
fabricated by the Contractor prior to the approval of the drawings will be at his risk. The Contractor shall 
be responsible for the corr-ectness of the drawings and for shop fits and field corr-ections, even though the 
drawings may have been approved by the Engineer. 

SUBSECTION 517.1.2 Materials: 

All materials used in construction of the sluice gates and appurtenances will be the best suited for the 
application and shall confmm to A WW A C-501 and the following specifications. 

TABLE 517-1 
SLUICE GATE MATERIALS 

Part 
ASTM 

Designation 

Iron castings for wall thimbles, frame, disc and guides, stem guides, 
A 126, Class-B 

floorstands, and other items 

Bronze castings for wedges, thrust nut, lift nut, and coupling B 584, C86500 

Bronze for seat facings in frame and disc B 21, C46400 

Bronze tongue and guide liners B 98, C65500 

Stainless steel for stems A 276, Type 304 

Stainless steel for fasteners A 276, Type 304 
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SUBSECTION 517.1.2.1 Sluice Gates: 

Sluice gates shall be cast iron; fully bronze mounted, and will have side wedges for seating head 
conditions and side, top, and bottom wedges for unseated head conditions. All gate components will be 
designed to safely withstand the heads listed in Table 517-2 Gate Schedule. 

TABLE 517-2 
GATE SCHEDULE 

Quantit Design 
Design 

Operating Type 
Size 

Seating Head 
Unseating 

Head Operation y Head 

Manual 

2 48-inch 50 feet 0 feet 20 feet* 
Operated 

Floorstand 

S-5012 
* Under full reservoir conditions. Sluice gate will normally be under no reservoir head. 

SUBSECTION 517.1.2.2 Frame: 

The frame shall be cast iron, one-piece construction with mounting flange and circular opening. All 
contact surfaces of the frame shall be machined. The frame shall have machined dovetailed grooves on 
the front face into which bronze seat facings shall be driven and machined to a 63 micro-inch fmish . The 
back of the frame will be machined to bolt directly to the machined face of a wall thimble, pipe flange, or 
for mounting on the concrete. Frames for sluice gates subject to unseating heads will have integrally cast 
pads machined with keyways to receive top and bottom wedge seats. 

SUBSECTION 517.1.2.3 Disc or Slide: 

The disc shall be cast iron, one-piece construction, rectangular with integrally cast vertical and horizontal 
ribs. A reinforcing rib along each side shall be provided to insure rigidity between the side wedges . The 
disc will have machined dovetail grooves on the seating face into which bronze seat facings shall be 
driven and machined to a 63 micro-inch finish. A tongue on each side, extending the full length of the 
disc, will be machined on all sides with a 1/16-inch clearance maintained between the disc tongue and 
gate guide groove. Wedge pads for side, top and bottom wedges, when required, shall be cast integrally 
on the disc and machined to receive adjustable bronze wedges. A heavily reinforced nut pocket will be 
cast integrally on the on the vertical centerline and above the horizontal center, and be of such shape to 
receive the square-backed thrust nut. 

SUBSECTION 517.1.2.4 Guides: 

The guides shall be cast iron, one-piece, designed to withstand the total thrust due to water pressure and 
the wedging action. The guides shall be machined on all contact surfaces, and a groove shall be machined 
the entire length of the guide to allow 1116-inch clearance maintained between the disc tongue and guide 
groove. The guides shall be of such length as to retain and support at least one half the disc in the full 
open position. The guides shall be integrally cast with or attached to the frame with silicon bronze or 
stainless steel studs and nuts, and shall be dowelled to prevent any relative motion between the guides and 
frame. A reinforcing rib extending from the guide flange over the top of the wedge seat shall be provided. 
Bronze wedge seats shall be securely attached to machined pads on the guides. 
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SUBSECTION 517.1.2.5 Wedges: 

The wedges shall be solid cast bronze, machined on all contact surfaces . They shall be attached o the disc 
with studs and nuts and shall have adjusting screws with lock nuts. 

SUBSECTION 517.1.2.6 Seat Facings: 

All seat facings shall be malleable extruded bronze of a composition, which will increase in weating 
ability with cold working. The extruded seat facings will be of special shape to fill and permanently lock 
in the machined dovetailed grooves when driven into place. Attaching pins and screws will not be 
allowed. The installed seat facings shall be machined to a 63 micro-inch finish or better. 

SUBSECTION 517.1.2.7 Bell Thimbles: 

Bell thimbles shall be furnished for sluice gate connection to a 48-inch diameter manufactured standard 
weight steel elbow. Contractor is responsible for coordinating the bell thimble fabrication to match the 
steel elbow fitting at the inlet structure. Incompatible fitting shall be replaced and/or corrected at no 
additional cost to the Owner. Thimbles shall be cast iron, one-piece construction of adequate section to 
withstand all operational and reasonable installation stresses. Bell thimbles shall be internally braced 
during concrete placement. A center ring or water stop shall be cast around the periphery of the thimble. 
The front flange shall be machined and have tapped holes for the sluice gate attaching studs, and metal 
stamped vertical centerlines with the word "TOP" for correct alignment. Large rectangular thimbles shall 
be provided with boles in the invert to allow air to escape during concrete placement beneath the thimble. 
A permanent gasket for uniform thickness or suitable mastic shall be provided between the sluice gate and 
thimble. 

SUBSECTION 517.1.2.8 Stems: 

The operating stem shall be of a size to safely withstand, without buckling or permanent distortion, the 
stresses induced by normal operating forces . In addition, the stem will be designed to transmit in 
compression at least 2-112 times the rated output of the floorstand with a 40-pound effort on the crank. 
The threaded portion of the stem shall have machine cut threads of the 29° Acme type. Stems of more 
than one section shall be joined by bronze couplings threaded and keyed to the stems. All threaded and 
keyed couplings of the same size shall be interchangeable. Manually operated, rising stem gates shall be 
provided with an adjustable stop collar on the stem above the floorstand lift nuts. 

SUBSECTION 517.1.2.9 Stem Guides: 

Stem guides shall be cast iron, bronze bushed, mounted on cast iron brackets. They shall be adjustable in 
two directions and shall be spaced at sufficient intervals to adequately support the stem. Stem guide 
spacing shall not exceed an Llr ratio of 200, and shall not be spaced greater than 10 feet except where 
required by gate travel. 

SUBSECTION 517.1.2.10 Manually Operated Floorstands: 

Manual operation shall be by crank operated floorstand as indicated on the Plans and as specified in Table 
517-2 Gate Schedule. 

Crank operated type shall have either single or double gear reduction depending upon the lifting capacity 
required. The crank operated type shall be provided with a threaded cast bronze lift nut to engage the 
operating stem. Roller bearings shall be provided above and below a flange on the operating nut to 
support both opening and closing thrusts. 
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Floorstands shall operate the gates under the specified operating head with not greater than a 40 pound 
pull on the crank. Gears, where required, shall be steel with machine-cut teeth designed for smooth 
operation. The stainless pinion shafts on crank operated floorstands , whether single or double ratio, shall 
be supported on tapered roller bearings or needle bearings. All components shall be totally enclosed in a 
cast iron case and cover. Positive mechanical seals shall be provided on the operating nut, and the pinion 
shaft as to exclude moisture and dirt and prevent leakage of lubricant out of the hoist. Lubricating fittings 
shall be provided for the lubrication of all gears and bearings . Removable crank shall be designed for 
rough treatment and minimum weight. 

Floorstands shall include a high strength pedestal designed to position the input, shaft, or crank 
approximately 36-inches above the operating floor. An arrow with the word "OPEN" shall be 
permanently attached or cast on the floorstand indicating the direction of rotation to open the gate. The 
operating mechanism shall be equal in all respects to the Rodney Hunt floorstand shown on the Plans and 
listed in Table 517-2 Gate Schedule. 

SUBSECTION 517.1.2.11 Self-Contained Gates: 

The self-contained sluice gate shall have extended side guides to allow the gate to fully open. The heavily 
designed cast iron or structural steel yoke, attached to machined pads on the side guides, shall have a 
machined bearing smface for the stem thrust collar or a mounting plate for the operator. The gate 
operating thrust shall be transferred to the yoke by the stem thrust collar or operator. The threaded 
operating stem shall be bronze or stainless steel and furnished as part of the sluice gate assembly. 

SUBSECTION 517.2 INSTALLATION: 

The sluice gate equipment and appurtenances shall be installed in accordance with the Installation Manual 
furnished by the gate manufacture. Extreme care should be used in the handling, storage, and installation 
of this equipment to prevent damage or distortion of the equipment and to insure proper performance. 

SUBSECTION 517.2.1 Performance: 

The sluice gates shall be substantially watertight under design head conditions. The leakage shall not 
exceed 0.1 gpm per foot of periphery for seating heads up to 50 feet, and for unseating heads up to 30 
feet. 

SUBSECTION 517.3 WORKMANSIITP: 

All work shall be performed in accordance with the best modern practice for the manufacture of high
grade machinery. All parts shall have accurately machined mounting and bearing surfaces so that they can 
be assembled without fitting, chipping, or remachining. All pa1ts shall conform accurately to the design 
dimensions and shall be free of all defects in workmanship or material that will impair their service. The 
sluice gates shall be completely shop assembled to insure proper fit and adjustment of all parts. 

SUBSECTION 517.4 PAINTING: 

The gate manufacturer shall be responsible for the shop prime and finish painting of all gates and 
appurtenances supplied under this contract. All coatings shall conform with VOC Emissions Regulations 
in effect at the manufacturing location and at the project site to allow touch-up or recoating to be 
performed with the same products. The type of paint shall be consistent with the application as approved 
by the Engineer. The color, number of coats, mil thickness, and surface preparation shall be in accordance 
with the paint manufacturer's recommendations for the application and with Section 530 and 790 of these 
Special Provisions. All coatings shall be free of carcinogens as listed on the IARC monographs. All 
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coatings shall be applied in accordance with the paint manufacturer's recommendations for thinning, 
technique, and safety precautions. 

SUBSECTION 517.5 SHOP TESTING: 

The completed assembled gate shall be inspected for proper seating. Seat facings shall be machined and 
wedges adjusted to exclude a 0.004-inch thickness gauge between the frame and disc seating surfaces. 
The gate disc shall be fully opened and closed in its guide system to insure that it operates freely. 
Floorstand shall be shop operated to insure proper assembly and operation. 

SUBSECTION 517.6 MEASUREMENT: 

Measurement for sluice gates and appurtenances shall be per each completed structure installed. 

SUBSECTION 517.7 PAYMENT: 

Payment for fabricating, furnishing and installing sluice gates and appurtenances shall be made on the 
basis of the price bid per each and shall include all labor, materials, tools, equipment, and incidentals, 
mounting, and fabricating, furnishing the complete in-place, sluice gate and appurtenances as shown on 
the Plans, and as specified in the Specifications, and as directed by the Engineer. 

BID ITEM 517-1 SLUICE GATE AND APPURTENANCES 

End of Section 
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SECTION 520 STEEL HANDRAILS 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 520.1 DESCRIPTION: 

Metal handrail shall consist of fumishing all materials and constructing steel handrail, including railing, posts, 
fittings and anchorages. Metal handrail shall be fabricated, installed and painted, when required, in accordance 
with the details shown on the Plans and the Specifications. 

SUBSECTION 520.2 FABRICATION: 

Prior to beginning any work on the fabrication of the railing, the Contractor shall submit shop drawings for 
approval, showing complete railing details. 

Materials furnished for metal handrail shall conform to the requirements specified on the Plans. 

The Engineer shall be furnished complete copies in triplicate of all mill reports on steel materials 
furnished. 

Railings shall be fabricated from welded or seamless members of the size and thickness shown on the Plans. 
Steel members shall conform to the requirements of ASTM A 53, Grade B tubular sections of hot rolled mild 
steel, or to ASTM A 36, structural steel. 

Welding shall be performed by the electric arc process and shall be done in confmmance with Specifications 
for Welded Highway and Railway Bridges of the A WS. All butt welds on exposed surfaces shall be ground 
flush with adjacent surfaces. 

Railing panels shall be straight and true to dimensions. 

SUBSECTION 520.3 ERECTION: 

The railing shall be carefully erected, true to line and grade. Posts and balusters shall be vertical and parallel 
with the deviation from the vertical for the full height of the panel not exceeding 1 inch. After erecting the 
railing, any abrasions or exposed steel shall be repaired in accordance with Section 530. 

SUBSECTION 520.4 PAINTING: 

The steel railing fabricator shall be responsible for the shop prime and finish painting of all railing and 
appurtenances supplied under this contract. All coatings shall conform with VOC Emissions Regulations in 
effect at the manufacturing location and at the project site to allow touch-up or recoating to be performed with 
the same products. The type of paint shall be consistent with the application as approved by the Engineer. The 
color, number of coats, mil thickness, and surface preparation shall be in accordance with the paint 
manufacturer's recommendations for the application and with Section 530 and 790 of these Special Provisions. 
All coatings shall be free of carcinogens as listed on the IARC monographs. All coatings shall be applied in 
accordance with the paint manufacturer's recommendations for thinning, technique, and safety precautions. 

SUBSECTION 520.5 MEASUREMENT: 

No measurement for payment is required for this section. 
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SUBSECTION 520.6 PAYMENT: 

No payment will be made separately for steel handrail. The Contractor shall receive payment in accordance 
with Section 505. 

End of Section 
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SECTION 530 PAINTING 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 530.1 DESCRIPTION: 

This work shall consist of furnishing paint and other necessary materials and painting metal surfaces in 
accordance with the details shown on the Plans and these Specifications. Surfaces to be painted include 
the principal spillway and gated outlet trashracks, sluice gates, sluice gate stems, sluice gate mechanical 
lift mechanism, vault lids, principal spillway temporary closure plate, steel hand railings on the impact 
basin and all other exposed metal components. 

SUBSECTION 530.2 MATERIALS: 

Materials used in paint for painting shall conform to the requirements of Section 790. 

SUBSECTION 530.3 WEATHER CONDITIONS: 

Paint shall be applied only on thoroughly dry surfaces and during periods of favorable weather. Except as 
provided below, painting will not be permitted when weather conditions during application are such that 
the atmospheric temperature will drop below 35°F. during the drying period. If fresh paint is damaged by 
the elements, it shall be replaced by the Contractor at no additional cost to the Owner. 

Subject to the approval of the Engineer, the Contractor may provide suitable enclosures to permit painting 
during inclement weather. Provisions must be made to control atmospheric conditions rutificially inside 
the enclosures within limits suitable for painting throughout the painting operation. The cost of providing 
and maintaining such enclosures shall be considered as included in the prices paid for the vru·ious contract items 
of work and no additional payment will be made therefore. 

SUBSECTION 530.4 APPLICATION: 

Painting shall be done in a neat and workmanlike manner. Unless otherwise specified paint shall be 
applied either by brush, roller, or spray methods. 

If brushes are used, they shall have sufficient body and length of bristle to spread the paint in a uniform 
coat. In general, the p1imary movement of the brush shall be such as to fill thoroughly all irregularities in 
the surface, after which the coating shall be smoothed by a series of parallel strokes. Paint shall be evenly 
spread and thoroughly brushed out. If a considerable amount of brush marks appear, it will be considered 
that the paint has been improperly applied. If rollers are used, they shall be of a type that do not leave a 
stippled texture in the paint file. 

On all surfaces which are inaccessible for brushing, the paint shall be applied by spray or by sheepskin 
daubers especially constructed for the purpose, or by other means approved by the Engineer. 

If spray methods are used, the operator shall be thoroughly experienced. Runs, sags, thin areas in the paint 
coat, or skips and holidays shall be considered as evidence the work is unsatisfactory and the Contractor 
may be required to apply the remainder of the paint by brush. 

A water trap acceptable to the Engineer shall be furnished and installed on all equipment used in spray 
painting. 
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Mechanical mixers shall be used to mix the paint. The paint shall be mixed a sufficient length of time, 
prior to use, to thoroughly mix the pigment and vehicle together. Paint shall be kept thoroughly mixed 
while being applied. 

SUBSECTION 530.5 TIDNNING PAINT: 

Paints specified are formulated ready for application and no thinning will be allowed. If the paint 
becomes thick in cool weather, it shall be heated in the container immersed in hot water. 

SUBSECTION 530.6 PROTECTION OF WORK: 

The Contractor shall protect all parts of the structure against disfigurement by spatters, splashes, and 
smirches of paint or of paint materials. The Contractor shall be responsible for any damage caused by his 
operations to vehicles, persons, or property, and shall provide protective means to guard against such 
damage at his expense. 

Paint stains which might result m an unsightly appearance shall be removed or obliterated by the 
Contractor. 

When ordered by the Engineer, if traffic causes an objectionable amount of dust, the Contractor shall 
sprinkle the adjacent roadbed and shoulders with water for a distance on each side of the location where 
painting is being done sufficient to abate the dust nuisance. The Contractor shall furnish and post at his 
own expense DRIVE SLOWLY signs and take other necessary precautions to prevent dust and dirt from 
accumulating on freshly painting smiaces. 

SUBSECTION 530.7 SAFETY PRECAUTIONS: 

The following safety precautions shall be observed in addition to those prescribed by law in Section 107. 
The applicable sections of NACE, A Manual for Painter Safety. 

SUBSECTION 530.8 SURFACE PREPARATION FOR PAINTING: 

Surface preparation for painting of the steel shall conform to the surface preparation specifications of the 
Steel Structures Painting Council. 

Unless otherwise specified, the commercial blast method shall be used. 

After erection and riveting or welding, all surfaces of structural steel which will be exposed to air in the 
completed structure and the repainting of existing steel structures where partial painting is required, the 
method of cleaning will be as directed by the Engineer or as specified in the Special Provisions. 

SUBSECTION 530.9 PAINTING: 

Paint: Unless otherwise required on the Plans or in the Special Provisions, the paints to be applied to 
structural steel surfaces shall consist of a shop prime coat, a second coat, and a finish coat. The total dry 
film thickness of the prime and second coat shall be not less than 3 mils. The dry thickness of the paint 
will be measured in place with a calibrated magnetic film thickness gauge. 

Excessively thick coats of paint will not be permitted. The thickness of each coat shall be limited to that 
which will result in uniform drying throughout the paint film. 

Unless specified otherwise on the Plans or in the Special Provisions, the paint coats shall be as specified 
for general use on structural steel in Section 790. Succeeding coats of paint, not otherwise materially different 
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in color, shall have carbon black mixed into the paint in accordance with Section 790 to produce a 
perceptible color difference between the paint coat being applied and the preceding coat. 

Any damage to sound paint on areas not designated for treatment, resulting from the Contractor's operations, 
shall be repaired as directed by the Engineer. 

Application of Paint: Painting of structural steel, except for shop applied prime coats and sections, which 
will be inaccessible after erection, as described below, shall be done after erection unless otherwise 
specified in the Special Provisions. Requests to do any additional painting prior to erection shall be 
submitted by the Contractor and approved by the Engineer in writing before such work is started. Painting 
prior to erection will be limited to a prime coat of paint, except that surfaces exposed to the atmosphere, 
which would be inaccessible for painting after erection shall be painted the full number of coats prior to 
erection. Any deficiencies in the prime coat of paint, or any second coat shall be corrected to the 
satisfaction of the Engineer prior to the application of the finish coat of paint. 

The surface of the paint coat being covered shall be free from moisture, dust, grease, or any other deleterious 
material which would prevent the bond of the succeeding coat. In spot painting, any old paint, which lifts 
after application of the touch-up coat, shall be removed by scraping and the area repainted before 
application of the next coat. 

The finish coat shall not be applied until the required total film thickness of the undercoats of paint, as 
described above is obtained. 

Open seams at contact surfaces of built-up members, which would retain moisture shall be caulked with 
red lead paste before applying the second coat of paint. 

Except for anchor bolt assemblies, steel embedded in concrete need not be painted. Anchor bolt 
assemblies shall be painted or dipped with 1 coat of paint prior to installation. 

Machine finished surfaces shall be coated with a rust inhibitor, which can be easily removed. Surfaces of 
iron and steel castings which have been machine finished shall be painted with a coat of shop paint. 

SUBSECTION 530.10 TESTING: 

Paint and paint materials shall be sampled and tested prior to use. Tests shall be conducted in accordance 
with methods specified by ASTM or by methods set forth in Federal Standard 141. In the absence of any 
such methods, other suitable methods may be designed and utilized by the Engineer. Lots or batches of 
paint of proprietary brand, as defmed in Section 790, which have been previously sampled and tested by the 
Owner, and approved, may be used without further testing, if permitted by the Engineer. 

SUBSECTION 530.11 PAYMENT: 

No payment for the preparation of surfaces, shop prime coat and field touch-up coats on structural steel 
and miscellaneous metal items shall be made as such; the cost thereof shall be included in the prices for 
the structural steel and miscellaneous metal items. No payment for second and fmish coats on structural 
steel or miscellaneous metal items shall be made as such; the cost thereof shall be included in payments 
for the structures, except that payment for cleaning all painting on miscellaneous metal items shall be 
considered as included in the price for the item when a separate price therefore is included in the 
proposal. 

End of Section 
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SECTION 604 PLACEMENT OF CONTROLLED LOW STRENGTH MATERIAL 

SUBSECTION 604.1 DESCRIPTION: 

The work covered by this specification consists of fumishing all materials, labor and equipment for the 
placement of controlled low strength material (CLSM). 

The following is a brief description of the type of CLSM and its intended uses: 

1 Y2SACK: One and one-half sack eLSM shall be used as backfill material for the installation of the TDR 
instrumentation cables required for the dam embankment, as shown on the Plans. 

SUBSECTION 604.2 MATERIALS: 

Controlled low strength materials shall conform to the requirements of Section 728. 

SUBSECTION 604.3 PLACEMENT: 

The Contractor shall verify that the TDR cable has been installed and tested m accordance with 
Section 796 of these Special Provisions prior to the placement of CLSM backfill. 

The CLSM shall be placed directly into the trench excavation as shown on the Plans. The CLSM shall be 
placed in a uniform manner that will prevent voids in or segregation of the material. Foreign material, 
which falls into the trench prior to and during placing of the CLSM, shall be immediately removed. The 
CLSM shall have consistency, workability, plasticity, flow characteristics and pumpability (when 
required) such that the material when placed is self-compacting. Also, the CLSM shall be placed in one 
continuous lift as shown on the Plans. 

The Contractor shall submit a work plan identifying the method of construction proposed for the 
installation of the CLSM backfill and TDR instrumentation cable. 

For long trenches or installations, which require a large amount of CLSM, bulkheads of wood, dirt, sand 
bags, etc. can be used to control the material ' s flowability. The bulkhead shall be removed prior to the 
continuation the backfilling. 

Generally, CLSM does not resist freezing and thawing and in some cases may propagate the condition. 
Further testing may be required prior to placing the material in a freeze-thaw condition. 

SUBSECTION 604.4 PROTECTION: 

Prior to CLSM being covered by embankment materials, the material shall achieve a penetration 
resistance of 3 inches (indentation diameter) or less with 5 drops at a drop distance of 5 inches prior to 
covering or the installation of the surface be delayed for 12 hours, which ever occurs first. Penetration 
resistance shall be as measured by ASTM D 6024. 

SUBSECTION 604.5 ACCEPTANCE: 

CLSM shall be considered deficient and may be rejected at the discretion of the Engineer if: (A) The 
CLSM is outside of the limits specified in Table 728-1 and/or (B) The aggregate gradation is outside the 
limits specified in Section 701.3.4. 
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Rejected material not placed shall be immediately removed from the jobsite. Rejected material placed 
shall be removed and replaced with acceptable material. Removing and disposing of the rejected material 
shall be at no additional cost to the Owner. 

SUBSECTION 604.6 MEASUREMENT: 

Measurement of CLSM shall be per in-place cubic yard volume within the limits of dimensions shown on 
the Plans. The calculation of the quantity of CLSM for payment will be made only to the neat lines of the 
CLSM trench backfill as shown on the Plans and on the basis of the CLSM having the specified lengths, 
breadths, and thicknesses. However, all CLSM shall be placed to line and grade within such tolerances 
as, in the opinion of the Engineer, are reasonable and acceptable for the type of work involved. 

SUBSECTION 604.7 PAYMENT: 

Payment for CLSM will be made in conformity with the terms of the contract and will be based on the 
unit price as set forth in the proposal. Such payment shall include full compensation for furnishing all 
labor, materials, tools and equipment, preparation of subgrade for placing of concrete and doing all work 
required to construct the CLSM trench backfill in conformity with the Plans and Specifications. 

No pay item will be included in the proposal nor direct payment made for CLSM, except for its use in 
construction the CLSM trench backfill. 

BID ITEM 604-1 CLSM BACKFILL 

End of Section 
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SECTION 606 VERTICAL CUTOFF WALL CONSTRUCTION 

(Add this section to the MAG Uniform Standard Specifications.) 

SUBSECTION 606.1 DESCRIPTION: 

The work covered by this specification consists of furnishing all plant, labor, equipment, appliances, and 
materials, and performing all operations in connection with the excavation and backfilling of the vertical 
cutoff walls in accordance with the Plans and Special Provisions. 

Vertical cutoff walls will be required beneath the FRZ portion of the dam. Trenches will be excavated to 
a minimum width of 36 inches and in accordance with the lines and grades shown on the Plans, and 
backfilled with Soil-Cement-Bentonite (S-C-B) as specified in this Section. The layout of the vertical 
cutoff walls shall be coordinated with the layout of the soil cement core. 

Slurry stabilization will be required for the cutoff wall trenches shown on the Plans. 

SUBSECTION 606.1.1 References: 

The publications listed below form a part of this specification to the extent referenced. The publications 
are refened to in the text by the basic designation only. 

A) AMERICAN PETROLEUM INSTITUTE (API) 

1. API Specification 13A- Specification for Drilling Fluid Materials. 

2. API Specification 13B-1/ISO 10414-1 - Recommended Practice for Field Testing Water 
Based Drilling Fluids Petroleum and natural gas industries-Field testing of drilling fluids -
Part 1- Water Based Fluids (Modified). 

B) AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM) 

1. ASTM C 618 

2. ASTM C 143 

3. ASTM C 150 

4. ASTM"D 422 

5. ASTM D 1140 

6. ASTM D 2216 

7. ASTM D 4318 

Standard Specification for Coal Fly Ash and Raw or Calcined Natural 
Pozzolan for Use in Concrete 

Standard Test Method for Slump of Hydraulic Cement Concrete 

Standard Specification for Portland Cement 

Standard Method for Particle Size Analysis of Soils 

Standard Test Method for Amount of Materials in Soils Finer Than the 
75-f.Lm (No. 200) Sieve 

Standard Test Method for Laboratory Determination of Water (Moisture) 
Content of Soil and Rock by Mass 

Standard Test Methods for Liquid Limit, Plastic Limit, and Plasticity 
Index of Soils 

8. AS ..D 4832-02 Standard Test Method for Preparation and Testing of Controlled Low 
Strength Material (CLSM) Test Cylinders 
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SUBSECTION 606.1.2 Definitions: 

A) Slurry: A stable, colloidal suspension of powdered bentonite in water. 

B) Mud Specialist: A specialist provided by the Contractor who has a minimum of one (1) year of 
proven and successful, experience in the use, testing, and control of bentonite slurry, acceptable 
to the Engineer. 

C) Slurry Trench Specialist: An Engineer provided by the Contractor who has a minimum of ten (10) 
years of proven and successful experience in slurry wall construction and supervision, acceptable 
to the Engineer, and is knowledgeable in all aspects of slurry wall construction which includes 
but is not limited to: 

1. Mixing methods required to properly mix the S-C-B backfill. 

2. Slurry trench excavation, including successful slurry trench excavation experience in non
cohesive materials anciJor in foundation conditions similar to those described in these 
Specifications. 

3. Backfill placement procedures for S-C-B backfill. 

4. A thorough knowledge of construction equipment and material testing required for successful 
sluny trench excavation and cutoff wall construction. 

D) Emergency Slurry Loss: An emergency sluny loss is defmed as any slurry loss, which cannot 
adequately be controlled or stopped by the introduction of additional slurry anciJor sand and 
gravel material into the trench. 

E) Slurry Trench Construction Method of Excavation: The process of excavating a vertical-walled 
trench while keeping the trench filled with slurry to maintain stability of the trench during 
construction. 

F) Excavation Segment: An independently constructed section of slurry trench that overlaps into 
adjacent segments throughout the full depth of the trench. 

G) Backfill: Unless further qualified, the term "backfill" when used as a noun in this section refers 
generically to material (soil-cement-bentonite backfill) to be placed into the vertical walled 
trench, displacing the supporting slurry. 

The term "backfill" when used as a verb in this section refers to the act of placing material 
("backfill") into the trench, thereby displacing the supporting slurry. 

H) Soil-Cement-Bentonite Backfill (or S-C-B Backfill): A specified, low strength, homogeneous 
mixture of processed soil, cement, and hydrated bentonite slurry used as backfill in a vertical
walled trench excavated below grade by sluny trench construction methods, which sets up or 
hardens to form a semi-rigid, relatively impervious wall. S-C-B backfill is essentially a very low 
strength plastic concrete. 

I) Cutoff Wall: A vertical-walled trench excavated below grade by slurry trench construction 
methods and backfilled with specified materials to produce an impervious banier. 
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Where the term "cutoff wall" is used in these Specifications, it shall designate the continuous 
vertical-walled impervious barrier to be constructed at the upstream and downstream toe of the 
future soil cement embankment as shown on the Plans. 

The cutoff wall at the site will be created by placement of soil-cement-bentonite backfill into 
overlapping vertical-walled trench segments excavated by slurry trench construction methods. 

J) Industrial Excavation Rate: The term "industrial excavation rate" is the ratio of total production 
time to the excavation production achieved. Total production time includes the total time from 
when the excavation team (personnel and equipment) begins work until the end of the shift, 
including raising and lowering equipment; maintenance; breakdowns; and moving the equipment. 

K) Guide Walls: Reinforced concrete structures constructed on a single side of the cutoff wall trench 
in which contact with the soil cement core is required. 

L) Initial Setting Time: Initial setting time is defined as the time from initial batching to that time 
when the S-C-B backfill no longer produces free liquid when a vibrator is immersed in the batch. 

M) Unacceptable (Backfill, Wall, or Other): The term "unacceptable," when used as an adjective in 
these Specifications means that the subject (noun being modified) contains conditions that will 
impede or negate the designed intent. For example, "Unacceptable backfill" is backfill that 
contains conditions that will impede or negate the designed intent of the cutoff walls, which are to 
serve as positive relatively impervious barriers that will both resist fracturing due to high 
differential pressures across the wall and internal erosion should any cracks develop. 

N) Joint Contact: The minimum width at the S-C-B backfill joint in direct contact between non
continuous segments of S-C-B backfill. 

SUBSECTION 606.2 MATERIALS: 

The Contractor shall maintain at the jobsite a sufficient quantity of raw materials and other supplies such 
that the work can proceed uninterrupted by material shortages. The slurry and S-C-B backfill to be used 
shall be suitable for the project, meeting the requirements of these specifications. The Contractor shall 
select cutoff wall backfill design mixes based upon the target requirements for strength specified for the 
cutoff wall and on the results of the testing specified in this Section. The Contractor shall undertake any 
additional tests necessary to assist in material selection to verify compliance with the Specifications. 

SUBSECTION 606.2.1 Slurry Materials: 

The requirements for the materials to be utilized for sluny are as follows: 

SUBSECTION 606.2.1.1 Bentonite Powder and Bentonite Slurry: 

A) Bentonite Powder 

1. The bentonite shall be natural sodium cation-based montmorillonite powder (Premium-Grade 
Wyoming-type bentonite) that conforms to the standards set forth in the most current API 
Standard 13A. No chemically treated bentonite will be allowed. 

2. No bentonite from the bentonite manufacturer shall be used prior to acceptance by the 
Engineer. All bentonite will be subject to inspection, sampling, and verification of quality by 
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testing under the supervision of the Engineer. Bentonite shall be protected from moisture 
during transit and storage. 

B) Bentonite Slurry at Time of Introduction Into the Trench 

1. Provide a stable, colloidal suspension of powdered bentonite in water. 

2. Provide a slurry mixture with appropriate bentonite content to meet the testing requirements 
listed in this specification. Additional bentonite may be required depending on the hardness 
and temperature of the water and the quality of the bentonite. Examine the water source and 
evaluate its effect on the slurry trench construction. 

3. Do not combine any additives with the bentonite without the expressed written consent of the 
Engineer. 

4. Bio-polymer slurry fluids will not be permitted. 

5. Provide fully hydrated slurry initially introduced into the excavated trench, or prior to 
transferring from one excavation segment to another where applicable, having the following 
properties: 

a. A minimum apparent viscosity of 32 seconds as measured through a Marsh funnel 
viscosimeter. 

b. A density of not less than 64.5 pounds per cubic foot. 

c. A pH not less than 7.0 and no greater than 11. 

d. A ftltrate cake thickness less than 2 millimeters (mm) when tested in accordance with 
API Standard Procedures. 

e. A filtrate loss between 15 and 20 cubic centimeters (cc) when tested in accordance with 
API Standard Procedures. 

C) Bentonite Slurry During Trench Excavation 

1. Provide slurry in the trench having the following properties, as measured midway between 
the top and the bottom of the trench: 

a. An apparent viscosity of more than 38 seconds but less than 60 seconds as measured 
through a Marsh funnel viscosimeter. 

b. A density of not less than 74 pounds per cubic foot. 

c. A pH not less than 7.0 and not greater than 12. 

d. Filtrate loss of less than 30 cc and cake thickness less than 5 mm. 

2. Whenever the slun·y in the trench falls outside any of the above limits, immediately 
recirculate, remove, or adjust the slurry to achieve slurry having compliance with the 
properties above. 
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D) Bentonite Slurry Just Prior to Trench Backfilling 

1. Recycle or replace as much of the slurry as is necessary in order to meet or better the 
following characteristic values of the bentonite slurry immediately prior to backfill 
operations: 

a. Density, as measured at the bottom of the trench, not exceeding 75 pounds per cubic foot. 

b. Suspended solids in the slurry not exceeding 5 percent, by volume, as measured at the 
top, middle, and bottom of the trench. Perform this test as outlined in API Specification 
13A. 

c. Maximum filtrate loss of 25 cc, cake thickness less than 3 mm. 

SUBSECTION 606.2.1.2 Slurry Water: 

Water shall be clean, fresh, and free from excessive amounts of dissolved salts, oil, acid, alkali, organic 
matter, or other deleterious substances that may adversely affect the properties of the slurry. The 
Contractor shall supply all the required water. The Contractor is responsible for changes in the water 
chemistry and its effect on the desired material properties. Water sources for the construction of the 
project are discussed in Section 225, Watering. 

SUBSECTION 606.2.1.3 Slurrv Additives: 

Admixtures of the type used in the control of oil-field drilling muds such as thinners, softening agents, 
dispersants, flocculants , retarders or plugging or bridging agents may be added to the water or the slurry 
to permit efficient use of bentonite and proper workability of the slurry. However, use of additives shall 
be in compliance with any applicable state and local regulations or standards and shall be subject to the 
approval of the Engineer. In addition, the Contractor shall have on fi le a written statement as to the use of 
any such additive, its effect on the slurry, its long-term stability, and its effect on the environment. 

SUBSECTION 606.2.2 S-C-B Backfill Materials: 

The Contractor shall conduct trial mix testing as specified in this Section using the materials planned for 
use in the S-C-B cutoff walls. 

The requirements for the S-C-B backfill materials to be utilized in the cutoff walls are as follows: 

SUBSECTION 606.2.2.1 Cement: 

Cement shall be Portland cement meeting the requirements of ASTM C 150 for Type II cement and shall 
conform to requirements set for cement in Section 725. 

SUBSECTION 606.2.2.2 Pozzolan: 

Pozzolan, if used, shall meet the requirements of ASTM C 618 for class F and shall conform to 
requirements set for pozzolan in Section 725. 

SUBSECTION 606.2.2.3 Bentonite: 

I The bentonite shall conform to requirements set for bentorute in Subsection 606.2.1.1. 

I 
I 
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SUBSECTION 606.2.2.4 Admixtures (or Additives): 

The contractor may propose the use of additives such as retarders or water-reducers, subject to the 
approval of the Engineer, and the Contractor shall have on file a written statement as to the use of any 
such admixture, its effect on the slurry or backfill mixture, its long-term stability, and its effect on the 
environment. 

SUBSECTION 606.2.2.5 Water: 

Water shall be clean, fresh, and free from excessive amounts of dissolved salts, oil, acid, alkali, organic 
matter, or other deleterious substances that may adversely affect the properties of the S-C-B backfill. The 
Contractor shall supply all the required water. The Contractor is responsible for changes in the water 
chemistry and its effect on the desired material properties. Water sources for the construction of the 
project are discussed in Section 225, Watering. 

SUBSECTION 606.2.2.6 Bentonite Slurry: 

Slurry shall consist of a stable, fully hydrated, colloidal suspension of bentonite in water and shall be 
controlled in accordance with the most current API Standard 13B "Standard Procedure for Field Testing 
Drilling Fluid." 

SUBSECTION 606.2.2.7 Processed Soil: 

Provide soils obtained from on-site material, processed, blended, and/or otherwise manufactured to meet 
the requirements of this section; or from commercial sources in the vicinity; or manufactured from 
combinations of the on-site materials and commercial sources . Provide soil that is free of deleterious 
material such as roots, organic matter, peat, diatomaceous earth, or other deleterious materials. Do not use 
soil containing organic matter in excess of 2 percent by weight. 

The maximum allowable plasticity index for processed soil shall be 10, when tested in accordance with 
the requirements of ASTM D 4318. The processed soil shall be thoroughly mixed, relatively well graded, 
and conform to the following gradation requirements when tested in accordance with ASTM D 422: 

TABLE 606-1 

Screen Size (U.S. 
Percent Passing, by dry weight 

Standard) 

1-112 inches 100 

No.4 80-100 

No. 40 20-100 

No. 200 10 to 60* 

*Does not include cement or bentonite 

Acceptance of the processed soil by the Engineer will be determined by testing of processed soil material 
in stockpiles on-site prior to being mixed with bentonite slurry and cement. Slight variations in gradation 
may be acceptable provided soil used produces an S-C-B material meeting the specified compressive 
strength properties. 

If crushed material is used together with on-site soil, the crushed material shall be blended uniformly with 
the natural material by routing both together through the classifying screens. Backfill particles larger than 

Contract No. FCD 2004C017 PCN 470.04.30 SP Page 98 of 172 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
. I 
I 
I 
I 

the US. Standard No. 4 size shall have no more than 30 percent particles with a maximum to minimum 
dimension of 3 to 1. 

The distribution and gradation of materials in the soil shall not result in lenses, pockets, streaks, or layers 
of material differing substantially in texture or gradation from surrounding material. Before mixing as S
C-B, the soils shall be stockpiled and sampled, and shall be approved by the Engineer, in accordance with 
the requirements of this Section. Processed soil, as delivered to the mixing plant shall have uniform and 
stable moisture content. Variatjons of moisture shall not exceed 1 percent in 30 rnijlutes. 

Soil material introduced into the mixing unit shall contain no silt or clay, clods or clumps larger than 1-
1/2 inch in size. If the percentage of silt or clay , clods or clumps exceeds 20 percent of the soil 
introduced into the backfill mix, additional processing will be required to reduce the percentage to less 
than 20 percent. It may be necessary to screen the soil on a 1-1/2 inch screen prior to introducing the soil 
into the mixer in order to remove such silt or clay, clods or clumps. 

SUBSECTION 606.2.2.8 Material Sources for Processed Soil: 

On-site sources of material for use in the manufacture of processed soil for backfill include Borrow 
Source A and the upstream dam face and toe of the existing White Tanks FRS No. 3 along the limits of 
construction activities. An alternate source of material (Borrow Source B) is the upstream portion of the 
emergency spillway. Use of materials excavated from the vertical trenches for S-C-B backfill is at the 
Contractor's option if the gradation requirements are met. 

With the Engineer's approval, other sources meeting the above criteria may also be used by the 
Contractor. 

SUBSECTION 606.2.2.9 S-C-B Backfill: 

SUBSECTION 606.2.2.9.1 Composition: 

S-C-B backfill placed in the slurry trench shall be propmiioned so that the mixture is cohesive, resists 
segregation, and flows readily. 

The mix proportion of bentonite shall be 5 percent, by dry weight, bentonite to weight of water. 

S-C-B backfill bench scale trial design rnixes are included in the Geoteclmical Report prepared by URS 
Corporation. The Geotechnical Report is available for review at the Owner's office. It should be 
recognized that bench scale mix designs are likely to achieve more effective mixing than full scale 
operations and therefore, cement contents should be eva uated accordingly. 

SUBSECTION 606.2.2.9.2 Strength: 

The compressive strength of the S-C-B backfill shall meet the following requirements: 

All test cylinders shall exceed a compressive strength at 7 days of 100 pounas per square inch. If a 
retarder is used, the 7-day compressive strength shall be adjusted in accordance to the backfill mix design 
where retarder was used, through coordination with the Engineer . 

SUBSECTION 606.2.2.9.3 S-C-B Backfill Mix Design: 

The S-C-B backfill mix will be designed and adjusted by the Contractor to achieve the required fresh and 
hardened backfill properties for placement of the S-C-B backfill in the trench. The proportions may be 
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adjusted during the progress of the work whenever the need for such adjustment is indicated by results of 
testing of the S-C-B backfill. 

The initial design mix for the S-C-B backfill shall be selected based upon target requirementst and trial 
mix design as specified herein. lA separate initial mix design shall be prepared by the Contractor that 
fficorporates the use of retardefs in the mix if it is anticipated that retarders will be required during 
construction. Modifications to the initial design mixes shall be made only after they can be justified by 
test results on representative subsequent trial mixtures, guided by other data and only with the approval of 
the Engineer. The initial design mix and subsequent design mixes shall have the same material sources 
and manufacturers as the actual mix. The processed soil to be mixed with the slurry shall be obtained 
from representative locations in the stockpile as specified in Section 606.5.9.1, contain representative 
proportions of each screen size, and have a representative moisture content. Laboratory mixing methods 
~all be representative of field mixing methods. 

The initial setting time should be adjusted by the Contractor by addition of retarders to be at least as long 
as (if not several hours longer than) the anticipated time required for backfill placement operations . 

SUBSECTION 606.2.3 Guide Walls: 

Materials used for reinforced concrete for guide walls shall be in accordance with Section 725, Portland 
Cement Concrete Materials for Class C Concrete, and Section 727, Steel Reinforcement. 

SUBSECTION 606.2.4 Material Storage and Transport: 

The Contractor shall provide all necessary materials, equipment and personnel to store cement, bentonite 
and other additives under conditions to prevent moisture or other contaminants from mixing with the 
materials prior to use in the slurry plant and/or batch plant. 

Handle, load, haul, and place processed soil material for manufacture of S-C-B backfill and the S-C-B 
backfill itself to minimize segregation. Handling should be such that will ensure that the various materials 
shall not become contaminated with soil or vegetative matter. 

Stockpiling of processed soil at the site will be permitted, provided that pads shall be cleared of all 
vegetation and stripped prior to stockpiling. 

SUBSECTION 606.2.5 Environment Protection: 

The raw materials and other supplies used in the construction of the cutoff walls and any spoil disposed of 
within the project limits shall be non-hazardous. 

SUBSECTION 606.3 EQUIPMENT: 

SUBSECTION 606.3.1 Trench Excavation Equipment: 

Provide sufficient labor, adequate numbers and types of excavation equipment, and sufficient supply of 
spare critical replacement parts or backup equipment to complete all cutoff wall excavation within the 
schedule specified in these Special Provisions. 

Use suitable slurry trench excavation equipment such as backhoes, cable clamshells, hydraulic clamshells, 
or combinations thereof, to excavate the vertical-walled trenches by slurry trench construction methods. 
Use equipment capable of excavating the required minimum width of trench in a single pass of the 
equipment and adequate to ensure that the required width of trench can be carried to the fmal depth of cut 
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tolerance such that the (required) overlap between excavation segments is provided over the entire depth 
of the wall, thereby maintaining continuity. The anticipated maximum epth of the trench is 
approximately 30 feet. However, provide equipment capable of excavating a trench down to 40 feet in 
depth. 

Use additional equipment such as air lifts, slurry desanders and other appropriate means as needed to 
clean the trench bottom and/or sluny in accordance with Subsection 606.5 .16. 

Provide equipment that does not create live-load surcharges that contribute to the instability of the trench. 

SUBSECTION 606.3.2 Slurry Batching Plant: 

Provide slurry batching plant including a mixer capable of producing a colloidal suspension of bentonite 
in water and complete with pumps, valves, hoses, supply lines, and all other equipment needed to 
adequately supply the slurry to the trench. Prepare all slurry for use in the trench using a suitable mixer. 
Do not mix sluny in the trench. Store the bentonite-water slurry, as required, until the mixture is fully 
hydrated and the resulting slurry is homogeneous as determined by a consistent Marsh funnel reading. 
The Contractor will be allowed to recirculate and reuse bentonite slurry but shall be responsible at all 
times for the quality of the sluny, and shall avoid at all times contamination of the same. 

All equipment associated with slurry production and transport to the trenches shall be capable of 
operating under the conditions at the site (i.e. , hot weather). 

SUBSECTION 606.3.3 S-C-B Backfill Equipment: 

The Contractor shall furnish all necessary plant and equipment for efficiently handling and transporting 
materials, mixinglbatching backfill, and placing backfill to construct the various walls; and for quality 
control testing of the materials used in such processes. The Contractor shall obtain and maintain at the 
jobsite a supply of spare critical replacement parts or backup equipment sufficient to allow the wall 
construction to proceed with minimum loss of time due to mechanical breakdown or equipment failure. 

SUBSECTION 606.3.4 S-C-B Backfill Mixing Plant: 

Mixing of the processed soil, cement, and bentonite sluny to be used in the S-C-B mixture shall be 
accomplished in a mixing plant. The mixer shall be an approved twin pugmill-type or a continuous
mixing type designed for either weight or volume proportioning. The plant shall have a rated capacity of 
at least 200 cubic yards per hour and shall be designed, coordinated and operated so as to produce a 
uniform mixture within the limits required by these Specifications. A water supply sufficient for the rated 
capacity of the plant shall be provided for S-C-B backfill production. Prior to the start of any backfill 
placement, the Contractor's proportioning and mixing equipment shall be checked with respect to meeting 
Specifications requirements. Proportioning checks shall be made at various plant operating speeds to 
cover the range of planned operating speeds. Actual batch weight checks shall be made. Proportioning 
checks shall also be performed continuously during construction. Facilities for efficiently storing, 
handling, and proportioning unmixed materials shall be provided at the plant. 

The Contractor shall provide facilities, satisfactory to the Engineer, for safely procuring representative 
soil and S-C-B samples from the mixing plant. 

Satisfactory means shall be provided to obtain the proper amount of cement, soil, and slurry (bentonite 
and water). All measuring devices shall be sensitive to a 2 percent variation above or below the actual 
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weight in pounds required. Propo1tioning may be on the volume basis, provided that the sensitivity 
specified for the weight basis is maintained. 

The plant shall include a water-metering device capable of providing accurate metering for the plant 
process(s) listed in this specification. 

The plant shall be equipped with a positive, adjustable governor for controlling the mixing time of each 
batch. The mixing time shall be considered as the interval between the time the cement contacts the soil 
and slurry and time the mixture leaves the mixing unit. 

Batching plants designed for weight proportioning shall include means for accurately weighing soil and 
cement in a weight box or hopper suspended on scales, ample in size to hold a full batch without hand 
raking or running over. The weight box or hopper shall be supported on fulcrums and knife edges so 
constructed that they will not be easily thrown out of alignment or adjustment. Scales may be either of the 
beam type with over-and-under indicator or springless-dial type and shall be of a standard make and 
design, sensitive to one-half of one percent of the maximum load that may be required. If the beam-type 
scale is used, there shall be included a separate beam for soil and for cement, each beam being connected 
so as to actuate the over-and-under indicator, and a tare beam for balancing the hopper. 

A scale check shall be conducted initially, each time equipment is moved, and at least once per month or 
as often as the Engineer deems necessary to ensure scale accuracy. Where applicable, the accuracy of the 
weighing devices in the batch plant shall be tested and sealed by a certified weighmaster of the State of 
Arizona. 

Plants designed for continuous mixing shall include a means for accurately proportioning soil and cement 
and shall be equipped to ensure positive interlocking control of the flow of the soil and cement from bins. 
The cement feeder shall be capable of operating at a range of operating speeds with no loss of accuracy. 

The Contractor shall also provide a protected working space, approximately 10 feet by 20 feet in size, 
which shall be adjacent to the mixing plant and free from vibration. The Contractor shall furnish the 
necessary utilities such as water, heat, and electrical power for the working space area for operation of 
testing equipment and for execution of tests by the Engineer. 

SUBSECTION 606.3.4.1 Safety Requirements: 

Adequate and safe stairways to the mixer platform and guarded ladders to other plant units shall be placed 
where required for accessibility to all plant operations. All gears, pulleys, chains, sprockets, and other 
dangerous moving parts shall be thoroughly guarded and protected. Ample and unobstructed space shall 
be provided on the mixing platform. A clean and unobstructed passage shall be maintained at all time in 
and around the truck loading space. 

A positive lockout procedure shall be developed for all maintenance and cleaning operations. This 
procedure shall be included in the Contractor's Safety Program, submitted and approved prior to 
equipment setup, in accordance with the cl~use entitled "Safety and Health." 

SUBSECTION 606.3.5 Transportation Equipment: 

Equipment for transpmting the S-C-B mixture shall have tight, clean, smooth beds or belts, and protective 
covers. If truck hauling is used , a sufficient number of trucks shall be provided to ensure continuous 
operation. 
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SUBSECTION 606.3.6 Placement Equipment: 

Provide suitable tremie pipe(s) as specified below. The tremie pipe(s) shall be fabricated of rapid connect, 
watertight, heavy-gauge steel pipe strong enough to withstand all handling stresses. The tremie pipe(s) 
shall have a minimum diameter of 10 inches to permit free-flow of the S-C-B backfill. The tremie pipe(s) 
shall be marked to allow quick and accurate determination of the distance from the surface of the sluny to 
the mouth of the tremie pipe. The tremie pipe(s) shall be provided with a funnel or hopper to facilitate 
transfer of S-C-B material from the delivery device to the tremie. 

A stable stationary frame or platform shall be provided to support the tremie pipe(s) during the placement. 
The tremie pipe(s) shall be equipped with a suitable power hoist or crane to facilitate vertical movement 
during placement. 

Depending upon the method selected for sealing the tremie pipe(s) at the beginning of the placement, an 
adequate supply of end-closure devices shall be available. 

Front end loaders and/or other equipment suitable to perform gravity displacement backfilling after initial 
trench placement has been completed shall be specified in the Contractor's Work Plan. 

SUBSECTION 606.3.7 Inspection of Plant and Equipment: 

The Engineer shall have access at all times to all parts of the plant for checking the adequacy of the 
equipment in use, for inspecting the operation of the plant and for verification of weights or proportions 
and character of material. 

The Contractor shall maintain all equipment in calibration at all times. 

SUBSECTION 606.4REQUIRED CONTRACTOR SUBMITTALS: 

Submit the following in accordance with this section and the Supplementary General Conditions. 

SUBSECTION 606.4.1 Qualifications: 

A) Qualifications of Contractor in Sluny Trench Construction 

1. Submit evidence satisfactory to the Engineer that the Contractor is experienced and 
competent in slurry trench construction and S-C-B production and backfilling. Include the 
following: 

a. Detailedl isting of 3 comparable slurry trench projects satisfactorily completed in tbe last 
5 years, including but not limited to: 

i. Client name, client reference name and phone contact number. 

u. Project location and construction date. 

m. Slurry and backfill properties and mixing equipment summary. 

IV. Foundation materials/conditions and excavation techniques used, including 
length, width, and depths of excavation. 

v. Employee names associated with each project. 
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b. Employee names and experience resumes of personnel that will be assigned to this 
contract. 

c. Equipment inventory available to this contract. 

B) Qualifications of Sluny Trench Specialist(s) and Mud Specialist(s) 

1. Submit credentials of sluny trench specialist(s) and mud specialist(s) for approval. 

SUBSECTION 606.4.2 Cutoff Wall Excavation Plan: 

Submit a cutoff wall excavation plan for approval. Include the following: 

A) Details of the anticipated sequence for cutoff wall excavation. Include discussions of coordination 
with other required activities such as site clearing and grubbing, foundation preparation, work pad 
construction and soil-cement embankment construction, and other critical required activities . 

B) Provide plan ana profile drawings detai ling each excavation segment (anticipated lengths, widths, 
depths). 

C) Provide cross-section drawing(s) of proposed guide walls showing all relevant dimensions and 
proposed reinforcement details. 

D) Provide details of proposed primary excavation procedures. Include discussion on type of trench
support fluid (bentonite slurry), specific details of primary equipment and/or procedures to 
excavate and backfill the materials to the depths shown in the Contract Drawings. 

E) Complete descriptions, numbers (quantity), and schedUles of primary excavation equipment, 
including expected excavation rates . 

F) Details of any anticipated pre-excavation or other temporary construction required along wall 
alignments to facilitate vertical trench excavation and/or maintain sluny levels within required 
tolerances provided in this section. 

G) Provide method of construction and backfill placement for the continuation of the cutoff wall 
after work stoppages including proposed end stops (i.e., pipe placed vertically in trench) and 
overexcavation of previously placed S-C-B backfill material (where applicable), to provide a 
continuous cutoff wall. 

H) Provide details for joint contact (where applicable) and methods of verification to ensure a 
minimum 30-inch, overlap between adjacent excavation segments. 

SUBSECTION 606.4.3 Slurry Plan: 

Submit a sluny plan, for approval, that details methods which will maintain the sluny properties under 
any foreseeable conditions. Include the following: 

A) List of equipment necessary to the sluny operation, their capacities and production rates, which 
equipment will be considered backup. 

B) Proposed location(s) of all machinery, sluny pond(s) or tank(s) , stockpiles, test trailers and sluny 
lines. 
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C) Manufacturer's certification (dated after award of this contract) of bentonite to be used at the site 
and details on availability of the selected bentonite powder. Certification must state following: 

1. Contractor's name and address. 

2. Name of project and location. 

3. List the specific requirements being certified. 

D) Proposed slurry mix design; include the concentrations/percentages of the constituents and plans 
for additives/control agents if any. 

E) Reports of Contractor' s water quality tests. 

F) Discussions on the suitability/compatibility of reservoir water, groundwater, and foundation soil 
constituents at the site as it relates to the Contractor's slurry mix designs and specification 
requirements for both freshly mixed slurry and slurry in the trench. Include discussion on any 
anticipated need for additives or control agents, as result of water quality tests or soil constituents, 
to achieve the requirements. 

G) Discussion on slurry mixing, hydration, recirculation, and desanding methods, procedures, and 
equipment. 

H) Details on Contractor's quality assurance/quality control of slurry. 

I) Details of continuous (24-hours each day, 7 days per week, weekends and holidays) monitoring 
system for slurry level in the trench(es). 

J) Details of slurry disposal plans and prevention of water pollution m accordance with the 
Supplementary General Conditions and Special Provisions. 

SUBSECTION 606.4.4 Slurrv Loss Response Plan: 

Submit a slurry loss response plan, which recognizes the risk of sluny loss in pervious geologic units or 
the caving of the wall excavations. Address in the response plan the following requirements: 

A) Have at all times a quantity of slurry, equal to twice the volume of sluny being used in the largest 
excavation segment(s), available for immediate use to maintain trench wall stability until such 
time as the sluny loss response procedures have become fully effective. The available slurry may 
be composed of waste or dirty slurry and used in an emergency after all the clean slurry in reserve 
has been transferred to the draining excavation segment. The waste or dirty slurry available for an 
emergency sluny loss not to be more than 1/3 of the total available for emergencies. Do not use 
the available slurry from any other segment which is under excavation or which is being filled 
with S-C-B backfill. Provide sufficient pumping capacity to pump this entire amount of slurry to 
the excavation within 30 minutes. Pumping shall be capable of being started immediately. It is the 
responsibility of the Contractor to initiate steps to slow or stop all slurry losses and to notify the 
Engineer when a response has been initiated. 

B) Have a minimum of 100 cubic yards of sand and gravel material withln a 1,4 mile haul distance of 
the point(s) of excavation and the equipment to deliver these materials to any trench(es) under 
excavation. Introduce these materials into the trench to slow or stop a slurry loss. 
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C) The capability of rapidly thickening or solidifying by chemical additives, cement or other 
approved methods, the slurry, and if necessary completely backfilling the trench with additional 
sand and gravel. The method should also provide for rapidly injecting the thickening or 
solidifying agent to the bottom of the trench. If cement is used in the trench as a thickening agent, 
the Contractor will be required to replace all the slurry with fresh slurry prior to continuing the 
excavation. 

SUBSECTION 606.4.5 Trench Quality Control Plan: 

Submit a trench quality control plan for approval. Include the following: 

A) Procedures and equipment for sounding of trench bottom and surface of backfill in trench, as 
required. Provide descriptions/drawings of sounding tools to be used. 

B) Procedures and equipment for cleaning trench bottom, hardened S-C-B backfill surfaces or "cold" 
joints, as required, and vertical joints prior to backfill placement. 

C) Procedures and equipment for verifying continuity of excavation segments at depth prior to 
backfill placement. 

SUBSECTION 606.4.6 S-C-B Backfill Plan: 

Submit, for approval, S-C-B backfill plan, including: 

A) Sources of processed soil and gradations. If produced utilizing on-site sources, include bonow 
areas to be used; quantities and descriptions of materials anticipated from each area; methods and 
details of all processing required or anticipated to produce the processed soil, including types of 
equipment; anticipated screen sizes; amount of crushing, if any; removal of oversize; washing; 
blending of materials; and anticipated amounts and types of waste and oversize. 

B) Specifications for mixing plant and proportioning equipment and details of mixing of hydrated 
bentonite sluny, cement, and processed soil to obtain homogeneous mixture meeting the 
requirements of this section. 

C) Details of trial proportioning, hatching operations, and testing to define and adjust the strength 
and initial setting characteristics. Include details of equipment and test procedures, in accordance 
with these Specifications. 

D) Details of Contractor' s quality control program including testing to be performed, testing 
procedures and equipment, frequency of testing. 

E) Schedule and sequence of operations including backfill preparation, placement, and details of 
coordination with vertical trench excavation operations. 

F) Layout of operations including but not limited to drawings depicting location(s) of mixing plant 
and bentonite and cement storage area(s). If plant is mobile, include discussions of movement of 
plant as it relates to excavation and backfill sequencing. 

G) Methods of measuring, hatching and recycling all S-C-B ingredients in the mixing plant. 

H) Methods, procedures, and equipment used to transport S-C-B backfill from mixing plant to 
trench. 

Contract No. FCD 2004C017 PCN 470.04.30 SP Page 106 of172 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

I) Methods and procedures used to minimize segregation of backfill during handling, transporting, 
and placement (particularly initial tremie placement). 

J) Backfill placement methods, materials and procedures, including required tremie procedures and 
methods of raising tremies, anticipated placement rates, joint treatment between sections and 
complete descriptions of equipment to be used. 

K) Details and procedures for protection of (upper) surface of the backfill from desiccating following 
completion of backfilling and prior to construction of the soil-cement embankment, including 
procedures for dealing with settlement and cracking in upper backfill surface prior to "capping." 

SUBSECTION 606.4.7 S-C-B Backfill Mix Design: 

Submit laboratory mix designs and test results for the proposed S-C-B backfill. See Subsection 606.7.1. 

SUBSECTION 606.4.8 Emergency Backfilling Plan: 

Submit emergency backfilling plan, for approval, for precluding trench instability and potential 
embankment failure due to rising water surfaces during storm or flood events. Include the following: 

A) Equipment and labor capability of Contractor to continuously backfill open excavations. 

B) Coordination with excavation plan including discussions on considerations given to setting 
segment lengths. 

C) Materials and sources/locations of materials to be used. 

D) Backfill procedures and details of disposal of slurry displaced as result of emergency backfilling. 

E) Re-excavation procedures (following retreat of reservoir waters). 

SUBSECTION 606.4.9 Excavated Material Disposal Plan: 

Submit an excavated material disposal plan, for approval, which details the disposal of the excavated 
material and slurry from the cutoff wall trench. Include the following: 

A) Descriptions of hauling equipment. 

B) Quantities and expected composition. 

C) Details for the prevention of slurry contamination of the surrounding environment. 

D) Locations, slopes, depths, the construction of drainage or containment berms, compaction 
guidelines, and capping of material at final destination. 

SUBSECTION 606.4.10 Certification: 

A) Submit a certificate of compliance and a copy of the test reports from the bentonite manufacturer 
for each lot of bentonite shipped to the site stating that the bentonite complies with all applicable 
standards and with the Specifications. 

B) Submit manufacturer' s certification (dated after the award of this contract) that the cement (and 
pozzolan, if applicable) to be used at the site was tested during production in accordance with 
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Section 725, together with a report of the test results, and details of the availability of the selected 
materials. Certifications and test reports shall be submitted for each lot of cement (and pozzolan) 
from which the shipments are drawn and shall be submitted to the Engineer. 

C) Certifications must state the following: 

1. Contractor's name and address . 

2. Name of project and location. 

3. List the specific requirements being certified. 

SUBSECTION 606.4.11 Sampling: 

Submit written notification to the Engineer ten days prior to the commencement of production of any 
processed soil for S-C-B backfill, as to location and time of production, so arrangements can be made for 
sampling and testing of the material produced for compliance to the gradation requirement of this section. 

SUBSECTION 606.4.12 Reports and Drawings: 

Submit the following reports: 

A) Daily Report: Submit two copies of a daily (24 hour) report, by 10 a.m. of the day following the 
reported construction, to the onsite Engineer. Include the following items: 

1. Results of construction control testing required in these Specifications. The Contractor shall 
furnish records of all observations, measurements, and tests performed, identified with the 
location and time of testing. These records shall be furnished no later than 48 hours after the 
tests , measurements, and/or observations were made, or as otherwise directed by the 
Engineer. 

2. Listing of equipment (hours operated per shift). Include equipment breakdowns (down time) 
that exceed 10 minutes. 

3. Depth soundings performed on excavation and backfill surfaces, including time, station, and 
excavation segment number. 

4. Area of excavation completed (in square feet and station to station) per working shift and 
daily total. 

5. Materials encountered during trench excavation. 

6. Specific details of unusual conditions and/or problems encountered (and dispositions or 
solutions, if applicable). Include time, station, excavation segment number, and depths, where 
applicable. 

7. Volume of backfill placed in trench (in cubic yards and station to station) per working shift 
and daily total. 

8. All other items required in these Specifications or requested by the Engineer. 
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B) Weekly Report: Submit two copies of a weekly report, by 10 a.m. Monday of the following week, 
to the onsite Engineer. Include the following: 

1. Updated plan and profile drawings of the cutoff wall to the Engineer each week, showing 
completed excavation segments and as-built dimensions along with any proposed changes 
from original submittal in excavation segment lengths, depths, and/or widths in response to 
drilling and sampling data or efficiency of Contractor's excavation and backfill operations. 
Show points of depth measurement. 

2. Items (excavation and backfill) completed for week reported and to-date for total wall, by 
stations, area (in square feet), and volume (in cubic yards). 

3. Summary of industrial excavation rates for each piece of excavation equipment and for each 
shift during the time period covered by the report, in square feet per shift. 

4. All test data for the week reported. 

5. All other items required by these Specifications and/or requested by the Engineer. 

C) Final Rep01t: Submit fmal report following completion of cutoff wall construction. Include the 
following: 

1. A marked copy of the final (as-built) plan and profile of the walls identifying the individual 
excavation segments and measured depth points. 

2. Total area of trench completed. 

3. Total volume of backfill utilized. 

4. Average industrial excavation rate for each piece of excavation equipment, in square feet per 
shift. 

5. Summary tables of test data. 

6. Problems encountered. 

7. Dates of cutoff wall construction. 

8. Detailed narrative description of cutoff wall construction. 

SUBSECTION 606.5 CONSTRUCTION REQUIREMENTS : 

SUBSECTION 606.5.1 Preparation: 

The work pad for the cutoff wall construction shall be prepared in accordance with Section 206 of these 
Special Provisions. 

SUBSECTION 606.5.2 Sequencing and Scheduling: 

Perform excavation of the cutoff walls in accordance with the approved wall excavation plan. 

Sequence placements of S-C-B backfill in accordance with approved trench backfill plan. 
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After completion of a sluny trench segment excavation, begin backfill placement in that trench within a 
24-hour time period. Complete the operations , which measure verticality, remove sand or cuttings from 
the bottom of the trench, and bring sluny into quality control compliance before backfill placement 
begins. 

Continuously batch and place S-C-B backfill until backfill completely fills the trench segment, from 
bottom to top of the full length of the excavation segment. 

Construct the walls in a manner, which minimizes interference with completion of other parts of the work. 
Minimize interference with haul roads, existing service roads, removal of water from the foundation, and 
other construction activities. 

SUBSECTION 606.5.3 Guide Walls : 

Construct approved reinforced concrete guide walls following preparation in accordance with Subsection 
606.5.1 above, but prior to excavating any portion of the vertical-walled trenches for the cutoff walls. 

Construct the guide walls of sufficient width, depth, and strength to ensure proper trench and excavation 
equipment alignment while maintaining surface trench wall stability. Construct each guide wall having a 
minimum width of 1 foot and a minimum depth of 4 feet. Construct the top of the guide walls to lengths 
and elevations in accordance with approved wall excavation plan. Construct the guide walls exhibiting 
less than a 0.1 percent deviation from vertical on the inside facing walls. The concrete reinforcement 
shown on the Plans is the minimum required to prevent cracking of the guide wall. The Contractor shall 
be responsible for providing additional reinforcement to provide guide wall support for construction 
equipment and installation procedures, maintain guide wall position and to maintain structural integrity of 
the guide wall. 

Remove all loose, soft or unsuitable material from guide wall trenches prior to concrete placement. 

It is intended that the guide walls will be left in the dam embankment and in work pads (beneath the soil
cement embankment) after completion of the wall. 

The Contractor shall provide, install, and maintain all layout and necessary survey marks to locate the 
cutoff walls within the tolerances provided in these Special Provisions. "Permanent" survey control points 
shall be provided at the ends of the walls and at 100-foot maximum intervals along the guide walls 
between the ends. These control points shall be surveyed to establish initial elevation and final elevation 
to an accuracy of ±0.1-foot and these control points shall be maintained and protected from damage 
throughout the work. In addition, the Contractor shall incorporate these points into a system for accurately 
locating stations along the wall alignments and relating them to the Plans. 

The Contractor shall provide the required guide wall cutouts for the guide walls constructed for the 
upstream portion of the outlet works cutoff wall construction as shown on the Plans. These cutouts have 
been provided to accommodate the construction of the TDR instrumentation cable. 

SUBSECTION 606.5.4 Trench Excavation and Requirements: 

Locate the trench along the alignment shown on the Plans or in accordance with the approved excavation 
plan. 

Excavate the vertical trenches for cutoff walls using the sluny trench method of excavation to the 
dimensions and verticality tolerances in accordance with the requirements of this section. 
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Excavate the trench with vertical walls to a width not less than 36 inches at any depth or at any wall 
station. Excavate the trench from top of existing ground (following stripping and surface preparation) or 
from top of workpads depending on location along the cutoff wall alignments. Excavate to the depth 
specified on the Plans or as directed by the Engineer. 

Support trench with bentonite slurry as specified in this section dwing excavation. Introduce slurry into 
the trench at the beginning of excavation and maintain until backfilling operations are completed. 

In the event that trench excavation is halted, for any period of time, maintain slmTy quality and adequate 
slurry levels in the trench to maintain trench stability, in accordance with these Special Provisions. 

SUBSECTION 606.5.5 Cutoff Wall Excavation: 

The trench centerline shown on the Plans for the cutoff walls represents the actual location of the trench 
with respect to the proposed soil cement embankment. Any changes in the cutoff wall alignment must be 
approved by the Engineer prior to construction. 

Construct cutoff walls consisting of interconnected vertical-walled segments. 

Sequence excavation for trench segments in accordance with approved cutoff wall excavation plan. 

The cutoff wall excavation segments used by the Contractor should be determined based on the 
Contractor's capability to continuously batch and place a sufficient quantity of backfill to completely fill 
the excavated segment from bottom to top for the full length either within a 10-hour working shift or in 
accordance with approved S-C-B backfill plan, but before initial setting of the backfill has occurred. 
Additional consideration should be given when determining cutoff wall excavation segments for the 
possibility of having to rapidly backfill open trenches under emergency backfilling situations as discussed 
in Subsection 606.5.14. 

The Engineer shall visually observe, identify and record excavated soil materials from the bottom of the 
trench at 25-foot intervals. 

Do not place S-C-B backfill in the slwry trench until the final acceptable depth has been achieved, the 
trench has been cleaned and sounded, and the trench has been approved for backfilling by the Engineer. 
Backfill trench in accordance with these Specifications. 

Approval of trench (for backfilling) by Engineer, involves the following: 

A) Sounding of trench to verify that specified fmal depth has been achieved and that sediment and 
debris have been removed by cleaning operations. 

B) Trench bottom and hardened excavation segment joints have been adequately cleaned and 
prepared. 

C) Excavation segment continuity at final depth has been verified. 

D) Minimum segment overlap of 30 inches has been achieved for the entire depth of the excavation 
segment. 

Before adjacent trench excavation segments will be allowed, the backfill in the trench will have been 
allowed to set sufficiently to allow cleaning of the segment joint without damage to the previously placed 
backfill. 
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Sequence excavation and backfilling operations in order to minimize the time any portion of the trench is 
left open (supported only by slurry). 

SUBSECTION 606.5.6 Verticality: 

The deviation of the trench excavation from vertical shall not exceed 2 percent drift to depth in either an 
upstream or downstream direction over the entire depth of the excavation segment. The deviation of the 
wall excavation allowed from vertical in the plane of the wall must be such that the joint contact 
requirement stated in this section is achieved throughout the entire depth of the cutoff wall. 

The method of measuring verticality shall be by Koden sonic imaging, continuous inclinometer 
measurement on excavation equipment, by reverse pendulum sounding, or by other methods in 
accordance with approved quality control plan. 

SUBSECTION 606.5.7 Excavation Soundings: 

Sound trench a maximum spacing of every 10 feet along alignment to measure final depth and formation 
penetration of the trench in the presence of the Engineer. Sound trench immediately following cleaning of 
trench bottom and prior to placement of S-C-B backfill or solidification of cement-bentonite, where 
applicable. Perform sounding of trench using two separate sounding tools at each location, one with a end 
area of 1 square inch, weighing at least 7 pounds, and the other with a end area of 20 square inches, also 
weighing at least 7 pounds. The sounding tools shall be a type approved by the Engineer. The difference 
in depth measurements between sounding tools indicates accumulated debris or sediment. If difference in 
depth measurements occurs, re-clean trench bottom and re-sound. 

SUBSECTION 606.5.8 Excavation Segment and ,Joint Continuitv: 

Construct excavation segment joints in manner that maintains the minimum required continuity or overlap 
between excavation segments perpendicular to the joint throughout its entire depth. 

The joint shall be capable of being a watertight joint to prevent groundwater from passing through. Create 
joint between adjacent excavation segments using stop-end pipes, or other approved methods in 
accordance with approved cutoff wall excavation plan. Temporary stop-end pipes placed to form joint 
contacts shall be placed vertically in the trench. The Engineer reserves the right to increase the joint 
overlap distance to ensure the overlap requirement of 30-inches is maintained if stop-end pipes are not 
placed vertically. Contractor methods for achieving and verifying vertical placement of stop-end pipes 
shall be included in the cutoff wall excavation plan. 

At any depth along an excavation segment, provide minimum width of joint contact between adjacent 
excavation segments of 30 inches. The quality of the trench and continuity of the joints shall be verified 
as provided in Subsection 606.4.6 and in accordance with approved quality control plan. 

Clean joint thoroughly using excavation equipment cutter teeth, a scratcher, or other type of approved 
joint cleaner to remove any contaminated slurry, and/or loose, cracked or contaminated S-C-B backfill 
from previous hardened backfill at the joint prior to subsequent backfill placement. All cleaning 
equipment shall be operated in a manner as to prevent removal of materials from and damage to the filter 
cake on the walls of the trench. 

SUBSECTION 606.5.9 Stockpiling of Processed Soil : 

A processed soil stockpile shall be constructed adjacent to the S-C-B batch plant on level, firm ground 
free of brush, trees, stumps, roots, rubbish, debris, and other objectionable or deleterious material. The 
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stockpile shall not be placed in a native channel bottom or in an area where other engineered 
project elements are to be constructed. Ramps formed for stockpile construction shall be of the same 
material as that being stockpiled, and will be considered a part of the stockpile. Before steepening 
a ramp, any contaminated surface material shall be removed. The stockpile height shall be limited to 
a maximum of twenty-four (24) feet. 

Stockpiled soil shall be thoroughly mixed throughout its depth, width, and length before 
utilization. The material shall be homogeneous and uniform in color, gradation, and moisture 
throughout. 

During construction of stockpiles to be utilized in the production of S-C-B, the Contractor will be solely 
responsible for monitoring the uniformity of the material being placed therein to assure conformance with 
the gradation requirements specified for said soil material. The Contractor's attention is directed to the 
geotechnical investigation and design reports prepared for this project and which are on file at the office 
of the Flood Control District of Maricopa County, 2801 West Durango Street, Phoenix, AZ 85009. 

After the stockpiles have been sampled and approved, material shall not be added to them. Each 
stockpile shall be completed and approved at least 7 days prior to start of S-C-B production from the 
stockpile. 

SUBSECTION 606.5.9.1 Sampling and Use of Processed Soil Stockpile: 

Upon completion of the stockpile, the Contractor shall notify the Engineer in order to allow for 
verification of the soil gradation. The Contractor shall provide the manpower and equipment necessary to 
sample the stockpile in accordance with the following procedure: 

Under the direction of the Engineer, the Contractor shall use a front-end loader to excavate a face for the 
full height of the stockpile, extending into the stockpile a distance required by the Engineer, at a 
minimum of four ( 4) different sampling locations or one sampling location around the perimeter of the 
stockpile for each 5,000 cubic yards in the stockpile, whichever is greater. The front-end loader shall then 
be used to channel the total excavated face at each location from the bottom of the top in one operation, 
and the material obtained shall be dumped on the ground in piles. 

The Contractor shall then sample each of the sample piles by channeling it with a hand shovel at four 
locations equally spaced around the perimeter. 

Approval of a stockpile shall not relieve, in any degree, the full responsibility of the Contractor to furnish, 
in its final position, a material conforming to all the specification requirements. 

SUBSECTION 606.5.10 Proportioning and Mixing of S-C-B: 

The processed soil, cement, and hydrated bentonite slurry shall be accurately measured and conveyed into 
the mixer in the proportionate amounts necessary to meet the specified requirements. All ingredients shall 
be mixed for at least 30 seconds or longer as may be necessary to ensure a thorough, uniform, and 
intimate mix of the soil, cement, and sluny, and until the resulting mixture is homogeneous and uniform 
in appearance. The mix shall contain no clay balls larger than 1-1/2 inch in size. Additional mixing shall 
be required until clay balls larger than 1-1/2 inches are no longer present in the mix. 

When mixing is completed, the backfill mix shall have a minimum slump of 7 inches and a maximum 
slump of 10 inches , as tested in accordance with ASTM C 143. 
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As with any concrete batching operation, uniformity in the grading of the processed soil along with 
uniform (and stable) moisture conditions in the processed soil are key to adequately controlling 
consistency at the plant. 

Do not add dry bentonite powder to the backfill. 

Backfill shall be mixed prior to placement in the approved trench segments. Mixing of backfill in the 
trench will not be permitted. 

Wastewater and slurry from S-C-B backfill production shall be treated, as required, and disposed of at an 
approved location, in accordance with Section 606.4.9. 

SUBSECTION 606.5.11 Transporting and Placing: 

Batching and placement of S-C-B backfill should be similar to that of plastic concrete, along with similar 
construction problems. 

Do not place S-C-B backfill in the slurry trench segments until the segment has been approved for 
placement by the Engineer. Begin placement of backfill within 1 hour of completion of trench segment 
cleaning and approval. If placement is delayed such that more than 1 hour has passed since the trench was 
cleaned, re-sound trench bottom in accordance with Subsection 606.5.7 and clean trench bottom as 
required. Continue sounding trench bottom and clean trench, as required, until backfill placement in the 
excavation segment has begun. 

It is important that the S-C-B backfill have high workability and fluidity so that fresh S-C-B backfill fed 
through tremie pir.es will readily flow into S-C-B already placed and force the previous placed S-C-B 
upward. The S-C-B backfill specified gradation and consistency (slump) shall be such that the mixture 
should be workable yet not subject to segregation. 

Provide S-C-B backfill to the trench for placement that has a slump of 7 to 10 inches . The slump 
requirements shall apply both immediately after mixing and immediately prior to placement in the trench. 
Any loads that are excessively dry or excessively wet for any reason, as determined by the Engineer will 
be rejected. During transport, the Contractor shall protect the backfill mixture with covers. 

The S-C-B mixture shall be transported from the mixing plant and placed in the excavation segment 
within 60 minutes after introduction of slurry and cement into the mixer. Backfill more than 60 minutes 
old, as measured from the time the material leaves the mixer until the same material is placed in the 
excavation segment, will be rejected. 

The backfill shall be initially placed in the slurry filled trench excavation segment by trernie methods, in 
such a manner that the backfill displaces the slurry from the bottom. Upon backfill reaching the surface of 
the trench, subsequent backfilling may proceed by gravity displacement. The procedure shall prevent free 
fall of backfill through the slurry, entrapment of the bentonite slurry, and mixing of backfill with sluuy. 
Do not drop the backfill material into the trench or push it from the sides of the trench. 

Initial placement in an excavation segment shall begin at the bottom of the trench using a tremie process 
and proceed upwards as the trench fills. The backfill shall be placed through metal hoppers and leakproof 
u·emie pipes. A positive backfill head shall be maintained throughout the pour. 

For initial placement in an excavation segment, the tremie pipe(s) shall be lowered to the bottom of the 
excavation so that the pipe does not strike the walls of the trench. The purpose of this is to prevent 
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plugging of the pipe with material gouged from the wall. If the tremie pipe strikes the wall, it shall 
immediately be removed, cleared if necessary, and reinserted. 

Lift the tremie pipe a maximum of 6 inches to allow slurry to escape. Add backfill slowly to force the 
plugging device downward. Once the plugging device reaches the mouth of the tremie pipe, lift the pipe a 
maximum of 12 inches to allow the plugging device to escape. Allow backfill to flow out and develop a 
mound around the mouth of the tremie pipe to establish a seal. Do not interrupt backfill placement at this 
time to prevent slurry from entering the tremie pipe and to ensure that the seal is established. The 
remainder of the placement shall occur as fresh backfill is injected into the mass of existing backfill. Take 
care to ensure that pipe embedment into the backfill is maintained at a minimum of 5 feet. 

If more than one tremie pipe is used on any given placement, introduce backfill simultaneously to prevent 
the tremie pipes from being pushed out of vertical from pressures of backfill coming from other tremie 
pipes. Exact embedment depths depend upon placement rates and setting time of the backfill and height 
of the residual column of backfill in the tremie pipe. 

Make all vertical movements of the pipe slowly and carefully to prevent loss of seal. If loss of seal occurs , 
halt placement immediately. Remove the pipe, install a closure device satisfactory to the Engineer at the 
end of the tremie pipe, reinsert the tremie pipe into the fluid backfill, and restart backfill as described 
above. To prevent washing backfill in place, do not restart a plugging device after loss of seal. 

The placing of the backfill shall proceed continuously and without interruption to produce a monolithic 
excavation segment without horizontal construction joints. Only vertical construction joints (at ends of 
excavation segments) will be permitted in the cutoff wall backfill, unless otherwise specifically approved 
by the Engineer. 

Place backfill as continuously as possible. Provide backfill having an initial set time of greater than 60 
minutes by use of retarders in the mix as supported by the initial mix design. IntenLJptions of 60 minutes 
or less are allowable without any special restarting procedures. Where interruptions are between 60 
minutes and the initial setting time of the backfill, a restart plan shall be submitted to the Engineer for 
approval, and restart the backfill placement. Where there are interruptions of a duration greater than the 
initial setting time of the backfill, treat the backfill as a construction joint as discussed below. 

If a break in placement results in a planned or unplanned horizontal construction joint, clean the backfill 
surface to remove contaminated backfill prior to resuming placement. 

Monitor the level of the backfill in the trench tlu·oughout placement with the use of an approved sounding 
device. These soundings shall be recorded and used as input for charting the backfill placement operation 
as required in Subsection 606.7.5.2. Note and monitor the final level of the backfill after the placing 
operation is complete to detect any settlement, which would indicate a sidewall leak or blowout. 

As backfill is placed into the trench, any slurry displaced as a result shall be removed from the trench 
without any overflow occurring from the top of the trench. 

No mixing or placing o the backfill shal be petformed when th_e a· temperature is below 40°F (5°C) or 
in the opinion of the Engineer, the climate or weather conditions are such that they may be or may 
become detrimental to the wall construction or may effect the accuracy of the quality control testing. 

SUBSECTION 606.5.12 Protecting and Curing Surfaces of S-C-B Backfill: 

Following completion of backfilling, the top of the completed wall shall be checked for free water or 
surface depressions. Any free water or other undesirable materials shall be removed, and the trench shall 
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be filled with backfill to the top of design grade. The top of the wall shall be protected against frost, when 
temperatures are expected to drop below 35°F (2°C), and to prevent drying while curing. 

All backfill surfaces shall be cured and/or protected by moist earth covering and shall be kept wet until 
the soil-cement embankment is applied, after which time the covering shall be kept moist until the 
backfill surface has been subjected to a total curing time of 7 days following placement of the backfill. 

Except at locations to be used for haul ramps, the protective earth covering shall have a minimum 
thickness of 6 inches. No equipment travel will be allowed directly on the completed backfill or on the 
protective covering of moist earth, except tracked equipment used to spread the protective covering, until 
the inplace S-C-B backfill has achieved a minimum strength of 100 pounds per square inch. Portions of 
the wall which are to be used for haul ramps shall be protected by a layer of earth at least 2 feet thick, to 
preclude any damage to the wall by hauling equipment. Any damage resulting to the top of the wall from 
equipment travel adjacent to or across the top of the completed wall shall be repaired at the expense of 
and by the Contractor. 

All haul ramps and moist earth cover shall be removed prior to beginning earthfill/soil-cement placement 
operations for the embankment, but only after the in-place S-C-B bac i11 has achieved a mmtmum 
strength of 150 pounds per square inch. 

SUBSECTION 606.5.13 Trench Stability: 777 
Maintain the stability of the excavated trench at all times for the entire length and depth of trench. 
Maintain slurry densities, infiltrate properties and levels within specified limits and controlling equipment 
surcharges, live-load surcharge passage of equipment, surcharge from working platform construction, 
stockpile surcharges, and any other loading conditions that may affect trench stability. Conduct all 
construction activities to minimize caving, sliding, or sloughing of the trench walls . Ensure that any 
stockpile surcharges do not affect trench stability. 

Do not permit the level of the bentonite slurry to drop more than 3 feet below the top of the trench. 

Provide a full-time attendant during periods of shutdown, weekends and holidays, to monitor the levels of 
bentonite slurry in the excavated trench(es). Provide individual having the knowledge and ability to 
maintain the levels of slurry in the trench(es). 

Immediately notify the Engineer in the event of a slun·y loss, however minor, and be prepared to initiate 
slurry loss response measures. Implement slurry loss response measures in accordance with approved 
slurry loss response plan. Prevent contamination of any watercourse in accordance with the 
Supplementary General Conditions and Special Provisions. 

If all response to a uncontrolled slurry loss fail, a meeting of all interested parties shall be promptly 
convened to discuss possible methods to contain the slurry loss. 

Dilution of slurry by surface waters shall be prevented. The quality of the slurry shall be· maintained at all 
times. 

SUBSECTION 606.5.14 Emergency Backfilling: 

In the event of rising water surfaces during storm or flood events, the Contractor shall be prepared to 
implement emergency backfilling procedures. When the water surface reaches an elevation 2 feet below 
the top of any open trench (excavation supported only by bentonite slun·y) and the reservoir water is 
rising, the Engineer reserves the right to direct the Contractor to implement emergency backfilling 
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procedures in accordance with approved emergency backfilling plan. If so directed by the Engineer, the 
Contractor shall continuously backfill those portions of the open trench affected by the rising water 
surface until the trench is completely filled in accordance with approved emergency backfilling plan. 
Such actions will preclude the following of the trench, dilution of the slurry, and subsequent (potential) 
trench instability and embankment failure. 

Following retreat of the reservoir waters, re-excavate the trench in accordance with this section and 
approved emergency backfilling plan. 

SUBSECTION 606.5.15 Trench Failure: 

In the event of excessive movement of trench wall or complete failure of the trench, immediately stop all 
construction activities in the vicinity of the movement/failure and notify the Engineer. Re-survey guide 
walls and measurement points on upstream edge of existing dam crest for a minimum of 200 feet to either 
side of movement/failure. Such surveys as well as visual observations of the dam embankment will be 
used by the Engineer to determine whether the integrity of the existing embankment was compromised by 
such movement/failure. 

If the existing dam embankment was involved in the trench failure as determined by the Engineer, details 
of the required repairs to be performed by the Contractor will be provided at that time by the Engineer. 

In the event of failure of the trench walls (not involving dam embankment) prior to completion of 
backfilling, backfill and re-excavate the trench in accordance with this section. Take corrective action to 
prevent fwther trench failures. 

Re-excavation, cleanup, restoration, and repair of any damage due to any trench failures as result of 
Contractor actions (or inaction, as the case may be) shall be performed by the Contractor at no cost to the 
Engineer. 

SUBSECTION 606.5.16 Cleaning Trench: 

Upon completion of excavation, completely remove any loose material or cuttings from the bottom of the 
trench with the excavation tools or other suitable means such as air lifts. All cleaning equipment shall be 
operated in a manner as to prevent removal of materials from and damage to the fi lter cake on the walls of 
the trench. 

If the density of the slurry in the trench exceeds the specified limits or becomes unworkable, remove the 
heavy slurry from the trench by airlift pump, clamshell, reverse circulation pump, or other methods 
approved by the Engineer or remove the excess solids from the slurry by screening or centrifugal-type 
desander. 

Clean the trench bottom not more than 1 hour prior to placement of S-C-B backfill in that portion of the 
trench bottom. If placement is delayed such that more than 1 hour has passed since the trench was 
cleaned, re-sound trench bottom in accordance with Subsection 606.5.7 and clean trench bottom as 
required. Continue soundings as required until backfill placement in the excavation segment has begun. 

SUBSECTION 606.5.17 Trench Quality: 

Monitor the trench in accordance with the approved trench quality control plan. 
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Monitor all of the excavated segment walls for verticality. Provide to the Engineer all verticality
monitoring data in the form of centerline profiles at the trench ends from the top to the bottom of each 
trench. 

Make measurements at a minimum vertical distance between horizontal readings of at least 20 feet if a 
mechanical method is employed, and at minimum 10 feet of vertical distance if an electronic or sonic
logging device is used. 

Additional verticality profiles may be required of the Contractor in the event of a vertical deviation 
greater than 2 percent of trench depth. 

If the trench quality is unacceptable, the Contractor shall be responsible for providing a satisfactory 
solution. An unacceptable trench is defined as an excavation which does not meet the requirements 
specified in this section, or which would not provide for at least a 30-inch joint contact between 
excavation segments after backfill placement, or a trench where the slurry continues to settle or where the 
slurry subsides during the backfill placement. The last two items would indicate a slurry or backfill loss, 
which would necessitate a break in the backfill placement operation or would indicate a trench, which 
may inhibit the continuous placing of backfill. 

SUBSECTION 606.5.18 Excavated Materials Disposal : 

Dispose of excavated materials in accordance with approved excavated material disposal plan in Section 
606.4.9. 

Prevent excess slurry, which may drain from the haul trucks, from spilling in areas outside the planned 
disposal areas or the working platform. Dispose of any material, which does spill or leak by and at the 
Contractor's expense. 

Under no circumstances will the Contractor be allowed to stockpile material, obtained in wall excavation, 
on either the workpads or within 30 feet of an open trench. At all times, when an excavating machine is 
operating, provide suitable equipment present on the work platform in a position to receive and remove 
the excavated material for disposal. 

SUBSECTION 606.6 INSPECTION AND TESTING: 

SUBSECTION 606.6.1 Bentonite Slurry: 

SUBSECTION 606.6.1.1 Bentonite Powder: 

Sample and test the bentonite powder to determine its compliance with API specification 13A, sections 4 
and 7. 

SUBSECTION 606.6.1.2 Slurry Testing: 

Provide a suitable slurry sampling instrument, which allows sampling of the slurry at any depth in the 
trench. 

Sample and test slurry for excavation, during trenching, and prior to trench backfilling as follows: 

SUBSECTION 606.6.1.3 Slurry for Excavation: 

Sample and test slurry introduced to trench a minimum of once per working shift to determine compliance 
with all property values provided in Subsection 606.2.1.1-B. 
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Sample and test the slurry planned for use in the trench excavation immediately after mixing and prior to 
introduction into the excavated trench, or prior to transferring slurry from one excavation segment to 
another segment. 

SUBSECTION 606.6.1.4 Bentonite Slurry During Trench Excavation: 

Sample and test slurry in the trench to determine compliance with all property values provided in 
Subsection 606.2.1.1-C. Sample and test bentonite sluny from each trench under excavation as follows: 

A) At a minimum of two times per calendar day and at least 8 hours between tests while trench is 
open and supported by slurry. 

B) At least once per working shift. 

SUBSECTION 606.6.1.5 Bentonite Slurry Just Prior to Backftll Placement: 

Sample and test slurry a maximum of 1 hour prior to placement to determine compliance with all property 
values provided in Subsection 606.2.1.1-D. 

SUBSECTION 606.6.2 Processed Soil Testing: 

A) Gradation analyses of processed soil prior to mixing with cement and bentonite slurry shall be 
conducted in accordance with ASTM D 422 at the following frequency: 

1. Initial Testing from stockpiled material: Four (4) different sampling locations or one 
sampling location around the perimeter of the stockpile, or once for each 5,000 cubic yards in 
the stockpile, whichever is greater. 

2. At least once during each shift that S-C-B is mixed/placed, or a minimum of once per 1,000 
cubic yards, the soil component of the S-C-B shall be checked for the specified gradation. A 
recheck sample is required for any test out of Specifications. The location from which 
samples are taken may be selected by the Contractor providing that they give an accurate 
indication of gradations of materials as they enter the mixer. Special provisions must be made 
for accurate sampling of feed belts where used. 

3. Whenever a test result is outside of the specification limits, the Engineer shall be immediately 
notified and a recheck sample taken. If the recheck sample is outside of the specification 
limits, the Engineer shall be immediately notified again, the process shall be considered out 
of control, and positive steps shall be taken by the Contractor to rectify the situation. The 
Engineer will advise the Contractor if production and placement of S-C-B shall be stopped at 
that time. The Contractor will be responsible for all costs incurred as a result of stopping any 
S-C-B operations due to out of specification materials. 

B) Moisture content of processed soil prior to mixing with cement shall be conducted in accordance 
with ASTM D 2216 at the following frequency: 

1. At least twice during each shift that S-C-B is mixed/placed. 

SUBSECTION 606.6.3 Test Results : 

Keep records of the test results and submit a report of results of tests for sluny to be used under this 
contract. Certify that testing procedures conform with the requirements of these Specifications. No 
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bentonite shall be used until notice of acceptance from the Engineer. Promptly remove bentonite in 
powder or slurry form not meeting Specifications requirements from the site of work. 

SUBSECTION 606.6.4 QA Testing: 

Make testing equipment and facilities available for Engineer use for quality assurance testing. 

SUBSECTION 606.6.5 Soil-Cement-Bentonite Mix: 

S-C-B backfill mix quantities, propmtions of all additives utilized, and placement locations into the wall 
shall be recorded by the Contractor. Any adjustments in the mix shall also be recorded and reported as 
part of the required daily report in accordance with Subsection 606.4.12-A. 

SUBSECTION 606.7 QUALITY CONTROL: 

The Contractor shall establish and maintain quality control for the work specified in this section to ensure 
compliance with contract requirements. The Contractor shall be responsible for project quality control 
records. Observations, measurements, and tests described in these Specifications shall be performed for 
quality control. All quality control records , testing procedures, observation data, and measurements shall 
be submitted to the Engineer. 

SUBSECTION 606.7.1 S-C-B Backfill Trial Design Mix and Testing: 

Prior to installation of the backfill, the Contractor shall prepare and test trial mixes of proposed backfill. 
The testing shall demonstrate that the proposed backfill mix meets the requirements of this specification 
prior to proceeding with installation of the cutoff walls. 

The trial mixes shall be fabricated in accordance with these Specifications. The materials used to fabricate 
the test specimens shall be those proposed for use in construction including processed soil (from either 
commercial or on-site sources), bentonite, cement, pozzolan, water, admixtures, and other materials, if 
any. Trial mixes should be made using soils, which will represent the range of materials expected to be 
encountered or used along the entire extent of the project. The performance criteria shall include 
compressive strength in accordance with the parameters and methods described in this section. 

The intent of the backfill trial mix testing is to evaluate the suitability of the proposed materials, evaluate 
the overall effectiveness of the S-C-B backfill, and to establish an initial design mix prior to installation. 

Under the direction of the Engineer, the Contractor shall obtain mix design test samples from the test mix 
batch, extending into the mix a distance required by the Engineer, at a minimum of four (4) different 
sampling locations. A sufficient volume of S-C-B material from the four locations shall obtained to form 
a total of sixteen 6-inch diameter by 12-inch long test cylinders (four test cylinders for each of the four 
sampling locations). The test cylinders shall be formed in plastic molds and tested in accordance with 
ASTM D 4832-02. The wet samples shall be poured into the molds and rodded or vibrated to remove 
trapped air pockets and then sealed. The specimens shall be stored in a constant temperature between 60 
degrees and 80 degrees F, damp environment until tested or until otherwise directed by the Engineer. 
Results of compressive strength and density tests of cylinders tested at 7, 14, and 28 days shall be 
submitted. Each of the fourth cylinders per sampling location shall be retained for possible testing at a 
later date. 

The Contractor's test results, including moisture content; density; mix propmtioos; gradation; 7, 14, and 
28-day com ressive strength; proposed initial backfi11 design mix; and a discussion of the testing program 
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demonstrating the suitability of the backfill mix proposed for initial use in installation of the wall shall be 
submitted to the Engineer prior to the start of the cutoff wall installation. 

Additional information that the Contractor shall submit shall include the date of the mix, the place and 
time of collection of samples of all ingredients used in the mix, and the breakdown in propmtions of all 
ingredients used in the mix. The Contractor shall also submit any additional proposed modifications to the 
laboratory mix to make to improve workability and facilitate construction. The Engineer may direct that 
additional laboratory mix design testing be performed to evaluate the effect of the proposed 
modifications. 

SUBSECTION 606.7.2 Cutoff Wall Measurements: 

The Contractor shall make width measurements of the cutoff walls every 10 feet along the respective wall 
centerlines using devices approved by the Engineer. The width of the wall shall be measured throughout 
the entire depth of wall (top to bottom). The length of wall installed each day or lesser increment thereof 
shall be measured. Based upon these measurements, the volume of backfill shall be computed. This 
computed volume shall be adjusted as needed, for pre-trenches, berms, spoil build-up on working surface 
and the slurry disposed of as spoil. The spoil build-up on working surface and the slurry disposed of as 
spoil. The adjusted volume of backfill shall be compared to the volume of backfill materials delivered to 
the wall. These measurements, along with trench and backfill soundings shall be used to chart backfill 
placement operations as required in subparagraph 606.7.5.2 below. 

Coordinate the location of wall measurements with the required excavation soundings specified m 
Subsection 606.5.7. 

SUBSECTION 606.7.3 S-C-B Backfill Sampling and Measurement: 

The quantity and source of each ingredient used at the slurry plant, S-C-B backfill mixing plant, and in 
the S-C-B backfill shall be recorded each day or lesser increment thereof. During the mixing, batching 
and placement operations, the following properties shall be recorded at the minimum: viscosity; slurry 
density; number of batches mixed; and volume pumped. When flow meters are used to control mixtures, 
the quantity used for each mixing sequence shall be recorded. 

SUBSECTION 606.7.3.1 Bentonite, Water, and Wash Water: 

Quality control of bentonite, water, and wash water shall be in accordance with Subsections 606.6: 
Inspection and Testing. 

SUBSECTION 606.7.3.2 Bulk Sampling: 

S-C-B backfill shall be (bulk) sampled a minimum of once every 200 cubic yards placed and at least 
twice per shift of work during whic backfillis batc_hed and placed. The S-C-B backfill shall be sampled 
as it is being placed into the trench, at locations and in a manner approved by the Engineer. Test 
specimens obtained from bulk samples shall be cured and used for unit weight determination and 
compressive strength testing in accordance with ASTM D 4832-02 and Section 606.7.4. At the time the 
samples are being obtained, the Contractor will also record the temperature of the backfill and perform 
slump tests in accordance with ASTM C 143. 

Plastic molds shall be used to cast a minimum of six 6-inch diameter by 12-inch long cylindrical test 
specimens from each bulk sample. The wet samples shall be poured into the molds and rodded or vibrated 
to remove trapped air pockets and then sealed. The specimens shall be stored in a constant temperature 
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between 60 degrees and 80 degrees F, damp environment until tested or until otherwise directed by the 
Engineer. 

The Contractor shall submit six (6) backfill specimens (appropriately labeled) from each bulk sample to 
the Engineer. The six (6) specimens from each bulk sample shall be transported to an independent 
laboratory for testing. 

SUBSECTION 606.7.4 S-C-B Backfill Testing: 

SUBSECTION 606.7.4.1 Compressive Strength Testing: 

Eight (8) sample test specimens from each bulk sample shall be prepared and retained for unconfined 
compressive strength testing in accordance with ASTM D 4832-02. Two specimens shall be tested after 
curing for seven (7) days, two after curing for at least fourteen (14) days, two after curing for twenty-eight 
(28) days, and two (2) shall be retained and tested as directed by the Engineer. 

Additional testing may be required, as directed by the Engineer. The need for such additional testing will 
be determined based, at least in part, on the results of the bulk sample testing. 

SUBSECTION 606.7.5 Records: 

Records shall be maintained by the Contractor for all testing, measurements, and inspections performed to 
ascertain that the cutoff wall construction meets the Specifications. Required reports, records, and 
documentation shall be furnished to the Engineer as provided in Subsection 606.4.1.12. The Contractor's 
required records for S-C-B backfill are outlined below. 

SUBSECTION 606.7.5.1 As-Built Plan and Profile: 

An updated (as-built) plan and profile of the cutoff walls shall be continuously maintained by the 
Contractor and submitted as part of the required weekly report-in accordance with Subsection 606.4.12-B . 

SUBSECTION 606.7.5.2 Backfill Placement Chart: 

For each excavation segment placement operation, fill out a plot or chart during placement operation to 
monitor the volume of backfill introduced to the trench compared as determined by sounding. On the plot 
shall be a line showing estimated volume of backfill vs. depth of backfill based on a neatline volume 
using the average depth, length, and thickness of the trench. The Contractor will then plot a line 
portraying the actual volume of the trench vs. depth, based on the trench profile determined at the end of 
trench excavation by depth soundings and wall measurements. During placement, points shall be plotted 
indicating the actual volume of backfill introduced by tremie pipe into the trench versus the depth of the 
fill. This plot shall be administered, input, and stored in a personal computer, which has the capability of 
plotting in real-time: A copy of the plot representing the completed excavation segment shall be submitted 
as part of the required daily report in accordance with Subsection 606.4.12-A. 

SUBSECTION 606.7.5.3 Results : 

The results of all Contractor construction quality control testing required in these Specifications, 
including water quality tests, slurry tests, wall backfill tests, and wall width, depth and length 
measurements shall be submitted as part of the required daily report in accordance with Subsection 
606.4.12-A. The Contractor shall furnish records of all observations, measurements, and tests performed, 
identified with the location and time of testing. Measurements and/or observations shall be fumished 
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within 24 hours of being recorded. Records of test results shall be furnished no later than 48 hours after 
the tests were made, or as otherwise directed by the Engineer. 

SUBSECTION 606.7.5.4 Soil-Cement-Bentonite Mix: 

S-C-B backfill mix quantities, proportions of all additives utilized, and placement locations into the wall 
shall be recorded by the Contractor. Any adjustments in the mix shall also be recorded and reported as 
part of the required daily report in accordance with Subsection 606.4.12-A. 

SUBSECTION 606.7.5.5 Daily Construction Log: 

The Contractor shall maintain a construction log of daily activities which shall include delays encountered 
during construction, causes of delays, locations o affected, areas, extent of delays, and corrective actions 
taken, if any. The log shall also record unusual conditions or problems encountered, and the dispositions 
made. The details of the daily activities shall be submitted as part of the required daily report in 
accordance with Subsection 606.4.12-A. 

SUBSECTION 606.8 QUALITY ASSURANCE: 

The Engineer will perform quality assurance testing on the bentonite slurry and S-C-B backfill. This 
materials testing will in no way relieve the Contractor of the responsibility of performing tests necessary 
to meet the construction requirements. All routine testing procedures being conducted by the Contractor 
shall be available for inspection by the Engineer at any time. 

SUBSECTION 606.8.1 Bentonite: 

Each truckload of bentonite delivered to the site shall be sampled in accordance with Section 8 of API 
Spec 13A. The samples shall be tested in accordance with the procedures of Section 3 of API Spec 13A. 

SUBSECTION 606.8.2 Water: 

Prior to the start of construction, the source of water to be mixed with the bentonite shall be tested for pH, 
hardness, sulfates, and oil, organic, etc. Subsequent to the start of construction testing shall be conducted 
once a month. Tests shall conform with the requirements of API Code RF 13B. 

SUBSECTION 606.8.3 Wash Water: 

Any wash water pumped from the slurry plant to the cutoff wall shall be monitored. The wash water shall 
be properly disposed of. The wash water shall not be allowed to dilute the backfill, nor shall it be allowed 
to spill off the working surfaces. 

SUBSECTION 606.8.4 Contractor: 

The Contractor shall have satisfactory experience and competence in slurry wall construction for dams. 
The Contractor shall have sufficient competent personnel to carry out the operations specified and such 
personnel shall have experience in this type of consb:uction. 

SUBSECTION 606.8.5 Mud Specialist: 

The Contractor shall provide a mud specialist as defined in these Special Provisions to direct and 
supervise the preparation and maintenance of the slurry and ensure slurry quality by control of the 
composition, density, mixing, placing, drainage, testing, and all other aspects of slurry supply. The mud 
specialist shall be physically on-site at all times during slurry trench construction. 
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SUBSECTION 606.8.6 Slurry Trench Specialist: 

The Contractor shall provide a full-time, on-site slurry trench specialist(s) as defined in these Special 
Provisions to direct and supervise all aspects of the slurry trench construction including excavation; 
alignment of trench excavation; penetration into formation; verticality; cleaning; sampling; backfill 
selection, mixing, and placement; testing; and all other required operations. The slurry trench specialist 
shall be physically on-site at all times during slurry trench construction. The specialist shall also be 
responsible for providing up to date slurry trench information and reports to the Engineer. 

SUBSECTION 606.9 QUALITY VERIFICATION: 

SUBSECTION 606.9.1 Excavation Segment Quality Verification: 

Provide verification of the following excavation segment quality categories: 

A) The fmal dimensions of a wall excavation segment are at least 36 inches in wall thickness, and 
have been excavated to the specified depths or to competent soil, whichever is deeper. 

B) The verticality, measured at the centerline, is as specified in Subsection 606.5.6. 

C) The joint contact between excavation segments is continuous and not less than 30 inches. 

D) The backfill properties are as specified in this section and the backfill placement has resulted in a 
homogeneous, impervious segment, devoid of inclusions of trapped slurry, pervious seams, and 
other similar defects wlii.ch wou1d "impede or negate the designed intent" of the wall. 

SUBSECTION 606.9.2 Substandard Excavation Segment: 

Any excavation segment which does not meet the quality assurance criteria set forth in these 
Specifications shall be considered "substandard" and shall be subject to excavation and replacement at the 
discretion of the Engineer. The following additional criteria shall be used for substandard excavation 
segment determination: 

A) On the "backfill placemeot chart" as discussed in Subsection 606.7.5.2, a large change in slope of 
the volume introduced vs. depth as compared to the neatline volume and the actual volume from 
the trench profile indicates either a sidewall sloughing into and contaminating the backfill or a 
fracturing-type blowout causing settlement of the backfill and possibly sluny contamination. Any 
anomalies found in plotting the actual backfill placed in the trench will be evaluated by the 
Engineer to determine if a problem exists and if excavation of the backfill is required . 

B) If the backfill operation is halted for a period longer than the initial setting time as defined in this 
Section the Contractor shall remove or excavate all of the backfill. 

C) If for any reason the level of the backfill settles more than 1 foot during placement operations or 
at anytime after that all of the backfill shall be immediately excavated from the trench by the 
Contractor. 

D) Unacceptable backfill or wall construction revealed by test pits, drilling, permeability testing and 
any subsequent bmings and testing. 

Excavation segment quality and as-built data shall be submitted to the Engineer as required in Subsection 
606.4.12. 
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If, in the opinion of the Engineer, data reveal unacceptable backfill, place, as soon as practical, as many 
borings as is necessary to delineate the area(s) in question. 

All installed non-complying material shall be removed and replaced by the Contractor and at the 
Contractor's expense. 

SUBSECTION 606.10 CLEANUP: 

The Contractor shall continually clean up slurry, wastes, debris, and leftover material resulting from the 
S-C-B backfill construction process. 

After completion of the cutoff walls, restore the workpads and/or working surfaces to design grades in 
preparation of construction of the soil-cement embankment. 

SUBSECTION 606.11 MEASUREMENT: 

Tills work shall be measured in square feet of complete-in-place cutoff wall between the limits shown by 
the specified lines, grades, and cross-sections shown on the Plans. The Contractor shall compute the area 
of the cutoff wall constructed based on the required trench depths multiplied by the length of the trench. 
Any portion of the trench erroneously excavated by the Contractor in excess of the required depth shall be 
excluded from the area calculations. 

SUBSECTION 606.12 PAYMENT: 

This work shall be paid for at the contract unit prices per square foot for cutoff wall construction as set 
forth in the bid schedule under Item 606-1. Such payment shall constitute full reimbursement for 
performing all work and for furnishing all equipment, labor, and materials necessary to complete the 
cutoff wall construction. Such payment shall also constitute full reimbursement for S-C-B backfill. Any 
waste of backfill by the Contractor doing the handling, mixing, placing, etc., operations shall be at the 
Contractor' s expense. The cost of delineation and removal of all substandard and unacceptable materials 
and workmanship shall be borne by the Contractor. 

The cost of the cutoff wall construction includes all costs of guide walls, trench excavation, support, 
cleaning, and other items of work required by this section for the cutoff wall in the applicable unit price 
per square foot bid in schedules for constructing cutoff wall. 

BID ITEM 606-1 CUTOFF WALL CONSTRUCTION 

End of Section 
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SECTION 612 STEEL PIPE CONSTRUCTION 

(Add this section to the MAG Uniform Standard Specifications.) 

SUBSECTION 612.1DESCRIPTION: 

The construction of all steel pipes including 6-inch outlet works vent pipes and 48-inch outlet pipe 
elbows shall conform to applicable standard specifications and details, except as otherwise required on 
the Plans or in the Special Provisions . 

SUBSECTION 612.2 GENERAL: 

All pipe shall be delivered, handled and installed in accordance with the manufacturer's 
recommendations and/or applicable provisions of A WW A standards for installation of the various steel 
pipes specified, insofar as such recommendations and provisions are not in variance with the Plans 
and/or Special Provisions . 

SUBSECTION 612.3 MATERIALS: 

All steel pipe shall be of the classes shown on the Plans or as specified below. 

A) The 6-inch diameter outlet works vent pipes shall be standard weight carbon steel pipe. 

B) The 48-inch diameter outlet pipe elbows shall be standard weight carbon steel pipe. 

Steel pipe materials shall be in accordance with ASTM A 53 Grade B pipe and with Section 759 of these 
Special Provisions. Where any material requirements listed in the various references are in conflict, the 
more stringent requirement shall be followed. 

SUBSECTION 612.4 CONSTRUCTION METHODS : 

Steel pipe shall be installed in accordance with the applicable provisions of A WW A standards. 

Trench excavation, pipe placement and backfill operations associated with the principal spillway vent 
pipe shall be completed to ensure a thoroughly compacted trench to the satisfaction of the Engineer. 

With the exception of the principal spillway vent pipe, all steel pipe used for this project shall be 
concrete encased as shown on the Plans, and therefore the Contractor shall take all necessary 
precautions to prevent pipe uplift or displacement during concrete placement activities. 

Every precaution shall be taken to prevent foreign matter from entering the pipe while it is being 
placed. At all times when the pipe laying is not in progress, the open ends of the pipe shall be closed 
by a water tight plug or other means approved by the Engineer. 

SUBSECTION 612.5 POLYETHYLENE CORROSION PROTECTION: 

SUBSECTION 612.5.1 General: 

Where called for in the plans and specifications or directed by the Engineer, pipe, valves and fittings not 
encased in concrete shall be protected from corrosion by encasement in a polyethylene protective 
wrapping referred to hereafter as polywrap. Although not intended to be a completely air and water tight 
enclosure the polywrap shall provide a continuous barrier between the pipe and surrounding bedding 
and backfill. 
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SUBSECTION 612.5.2 Materials : 

The polywrap shall be of virgin polyethylene, net less than 8 mils in thickness, formed into tubes or 
sheets as may be required. Naturally pigmented material may be used where exposure to ultra violet light 
will be less than 48 hours. Otherwise the material shall be pigmented with 2 to 2 112 percent of well 
dispersed carbon black with stabilizers. 

The polywrap shall be secured as specified below with 2 inches wide pressure sensitive plastic tape not 
less than 10 mils thick. Tape shall be Scotchrap No. 50, Polyken No. 900, Tapecoat CT, Johns-Manville 
No. V-10 Trantex, or approved equal. 

SUBSECTION 612.5.3 Installation: 

The polyethylene tubing shall be cut into lengths approximately 2 feet longer than the pipe sections. 
With the pipe suspended from the center the tube shall be slipped over the end of the pipe and bunched up 
between the point of support and the pipe end. After the pipe is coupled to the adjacent pipe the pipe shall 
be lowered to the trench bottom and the supporting sling removed from the center of the pipe. The pipe 
shall then be raised to allow the tube to be slipped along the full length of the barrel with enough left at 
each end to overlap the adjoining pipe about 1 foot. 

Pull the bunched-up polywrap from the preceding length of pipe, slip it over the end of the new length of 
pipe, and secure in place with one circumferential tum of tape plus enough overlap to assure firm adhesion. 
Then slip the end of the polywrap from the new pipe section over the end of the first wrap until it 
overlaps the joint at the end of the preceding length of pipe. Tape it in place. 

The loose wrapping on the banel of the pipe shall be pulled snugly around the barrel of the pipe, and 
excess material folded over the top of the pipe and the folds held in place by means of short strips of 
adhesive tape, at about 3 foot intervals along the pipe. 

Repair any rips, punctures or other damage to the tube with the adhesive tape or pieces of tube material 
secured with tape. 

Bends and reducers in the line shall be covered with polyethylene in the same manner as pipe. 

SUBSECTION 612.6 COUPLINGS, JOINTS, GASKETS AND FLANGES: 

A) Joints: The joints and fitting shall conform to Sections 759. 

B) Bolts and Nuts: 

1. For pipe 12 inches and smaller: Bolts and nuts for use in field connections or for connecting 
fittings shall be carbon steel equivalent to ASTM A 307, Grade B, with cadmium plating in 
accordance with ASTM B 766, except that the minimum thickness of the plating shall be 
.00020 inches. Cadmium plated bolts shall have Class 2A threads and the nuts used with 
them shall have Class 2B threads. All bolt diameters shall normally be 1/8 inch smaller 
than the bolt hole diameter. High strength, heat treated cast iron tee-head bolts with hexagon 
nuts, all in accordance with the strength requirements of AWWA C-l11, may be used in lieu 
of the cadmium plated bolts and nuts for jointing mechanical joint cast iron or ductile iron 
pipe and fittings only. 
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2. For pipe 16 inches and larger: All bolts and nuts on flanges for valves and flexible 
couplings shall be carbon steel equivalent to ASTM A 307, Grade B. Bolt diameters shall 
normally be 118 inch smaller than the bolt hole diameters. 

3. These bolted joints shall be protected as follows: Following installation and before 
backfilling, all couplings, steel flanges , bolts, nuts, anchor bolts and rods, bolting of all 
flanged valves, and all exposed steel shall be protected from corrosion by either of the two 
methods outlined below at the Contractor's option. 

a) Below ground installations shall be coated with NO-OX-ID "A" with a film of not less 
than 1/32 inch thick and then coated with cement mortar not less than l -inch thickness 
before backfilling. Cement mortar shall be composed of 1 part cement, ASTM C 150, 
Type II, low alkali, to 3 parts sand. Before application of the cement mortar coating the 
area to be protected shall be covered with a layer of 2 x 2 inch No. 14 gauge welded 
wire fabric, firmly wired in place. 

b) Below ground installations shall be protected by the application of hot coal-tar enamel. 
The coal tar enamel shall be in accordance with A WW A C 203 and shall be applied to 
the top part of the pipe or fittings by daubers for at least 2 coats for a total minimum 
thickness of 1116 inch. The coal tar for under side of the pipe flanges or fittings shall be 
applied by the pan or cocoon method as described below and in A WWA Manual M-11, 
Steel Pipe. 

i) Pan Method: The coating pan is securely anchored in place on the underside of the 
pipe and straddling the connection to be coated. The pan shall be wide enough so that 
the entire connection will be coated. 

Hot coal tar enamel is poured into the pan, from one side only, until the pan is 
completely filled. The drain plug or valve, is then opened and the excess coal tar 
drained out. The pan can then be removed. Details of the coating pan and 
corresponding dimensions are given in A WW A Manual M -11. 

The upper portion of the connection, and all remaining exposed steel pipe, will then be 
coated by the use of a dauber. The coal-tar coating shall be applied in at least 2 coats 
for a minimum thickness of 1116 inch. The daubers and method of application 
conform to A WW A C-203. No thinning will be allowed. 

ii) Cocoon Method: The cocoon is formed by placing glass fiber cloth or roofing paper. 
of the proper width, around the underside of the connection and adjacent exposed 
steel pipe. The edges of the cocoon shall be securely fastened to the pipe. Backfill 
is lightly placed to the spring line, and the top of the cocoon is opened and laid 
back on the filled area and hot coal tar enamel poured, from one side only, until the 
cocoon is completely filled . The loose backfill prevents rupture of the cocoon. The 
upper portion of the connection and remaining exposed steel pipe shall be coated as 
above. 

C) Gaskets: Except as otherwise provided, all gaskets for pipe lines shall he one piece full faced 
gaskets from one-ply cloth inserted SBR rubber material. Gaskets for flanges 20 inches and 
smaller shall be from 1/16 inch thick material. Gaskets for flanges 24 inches and larger shall be 
from 118 inch thick material. Gasket material shall be J-M 109 as manufactured by Johns
Manville Corporation or an approved equal. Physical characteristics of the rubber compound shall 
meet ASTM D 2000, Class 4AA805Al3. 
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D) Flanges: Cast iron flanges shall conform to A WW A C-110 as to material, diameter, thickness, 
drilling, etc. Steel flanges shall be ring or hub type, and shall conform to A WW A C-207, Class D. 
All flanges shall be drilled and have flange diameters and bolt circles conforming to A WW A C-
110, except bolt holes will be 1/8 inch larger than the bolts given for the various sizes. All bolts 
shall be as specified above and all flanges shall have a flat facing. 

SUBSECTION 612.7 MEASUREMENT: 

No measurement for payment is required for this section. 

SUBSECTION 612.8 PAYMENT: 

No payment will be made separately for steel pipe materials. The Contractor shall receive payment in 
accordance with Section 505. Costs associated with procuring steel pipe materials are considered 
incidental to the work in Section 505. 

End of Section 
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SECTION 618 OUTLET PIPE CONSTRUCTION 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 618.1 DESCRIPTION: 

This section covers the construction of the outlet pipes used to convey water from the principal spillway 
and from the two (2) sluice gated outlets. These outlet pipes shall be 48-inch inside diameter (ID) A WW A 
C301 reinforced concrete cylinder pipe (RCCP). 

SUBSECTION 618.2 SUBMITTALS: 

Prior to procurement of the A WW A C301 RCCP, the Contractor shall provide the Engineer with the 
following submittals: 

A) Material cut sheets and/or shop drawings for the RCCP including details for the pipe connections, 
steel cylinder, pipe thickness, inner and outer reinforcement around the steel cylinder, and pipe 
section lengths. 

B) Material cut sheets for the temporary pipe supports. Submit the type and spacing. 

C) A work plan outlining the installation of the RCCP and pipe encasements listed in Section 505 of 
the Special Provisions. The work plan shall address the construction sequencing of the outlet 
works shown on the Plans. 

SUBSECTION 618.3 MATERIALS: 

The A WW A C301 RCCP specials, joints, gaskets, and testing shall be according to Section 735, except 
as specified below or as modified by Special Provisions. 

A) Specials: Pipe specials such as closure pieces, wyes, spigot connections to concrete structures and 
steel pipes, spigot connections to sluice gate thimbles, and bends shall be provided as indicated 
on the Plans, and such specials shall be made equal in strength, diameter, and other physical 
characteristics to the standard straight pipe lengths by the use of extra concrete, extra reinforcing, 
or steel items. Drawings of specials shall be submitted to the Engineer for approval before their 
fabrication. 

B) Rubber Gasket Joints: When rubber gasket pipe is used, the joint shall be sealed with a 
continuous ring gasket made of a special composition rubber of such size and cross section as to 
fill completely the recess provided for it. The gasket shall be the sole element depended upon to 
make the joint watertight, and shall have smooth surfaces, free from pits, blisters, porosity, and 
other imperfections . The rubber compound shall contain not less than 60 percent by volume of 
first grade synthetic rubber. 

C) The remainder of the compound shall consist of pulverized fillers free from rubber substitutes, 
reclaimed rubber and deleterious substances. The compound shall meet the following physical 
requirements when tested in accordance with appropriate ASTM Specifications: 

1. Tensile Strength of the compound shall be at least 2,100 psi per ASTM D 412. 

2. Elongation at Rupture shall be at least 400 percent per ASTM D 412. 

3. Shore Durometer hardness, Type A, shall be 40-60 per ASTM D 2240. 
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4. Cold Flow: The percentage shall not exceed 20. The determination shall be made in accordance 
with Method B ASTM D 395, with the following exception. The disc shall be Y:z thick and the 
diameter shall be that of the rubber gasket. The gaskets shall not be exposed to direct sunlight 
for a time greater than needed to accomplish normal installation. 

5. Specific Gravity shall be consistent within +0.05 and shall be between 0.95 and 1.45 per 
ASTMD297. 

D) Sponge rubber filler material shall conform to ASTM D 1752, Type 1. The filler material shall be 
a minimum of 1/2-inch thick when placed around the circumference of the outlet pipe to fully 
encompass the outlet pipe at the penetration of the impact basins. The width of the filler material 
shall match the wall thickness of the compact basin at the penetration location. The filler material 
between the outlet pipe encasement and the impact basins shall consist of several layers laminated 
to make a good tight 6-inch compressible layer. The filler material between the outlet pipe 
encasement and the impact basin shall be installed to completely cover the end area of the 
encasement at the impact basin interface. 

E) The RCCP tie-down anchors and cable straps were designed based on a unit weight of 1,750 lb/ft 
for the 48-inch ID A WW A C301 RCCP. A total of two (2) tie-downs per section of pipe is 
required based on the unit weight listed above and a maximum pipe section length of 20 feet. In 
the event that the RCCP procured by the Contractor weighs in excess of 1,750 lb/ft and/or has a 
section length in excess of 20 feet, the Contractor shall submit an alternative anchoring system to 
prevent pipe movement during the installation of the concrete pipe encasement. 

SUBSECTION 618.4 CONSTRUCTION METHODS: 

The soil cement outlet works foundation shall be constructed to the lines and grades as shown on the 
Plans. The outlet pipes concrete foundations shall be either formed or cast in place with the appropriate 
reinforcement and tie-down anchoring as shown on the Plans. The outlet pipes shall be joined and 
shimmed in accordance with manufacturer's recommended procedures for reinforced concrete cylinder 
pipe installation. 

The laying of the pipe shall commence at the lowest point, with the spigot ends pointing in the direction 
of the flow. Each pipe shall be laid firmly and true to line and grade, in such manner as to form a close 
concentric joint with the adjoining pipe and to prevent sudden offsets of the flowline. Any adjustment to 
line and grade shall be made by scraping away or filling in under the body of the pipe, never by wedging 
or blocking under the pipe ends. 

In accordance with the outlet works construction sequencing shown on the Plans, the upstream portion of 
the outlet pipes shall be constructed and capped at the downstream slope of the soil cement embankment. 
This portion of the outlet works piping shall be constructed to the elevations shown on the Plans. Due to 
the potential for settlement, the invert elevation of the outlet pipes at the downstream slope of the soil 
cement embankment may decrease during the construction of the upper portions of the soil cement core 
and surrounding fill. For this reason, the Contractor shall survey the invert elevation of the outlet pipes 
along the downstream slope of the soil cement prior to the downstream completion. The results of the 
survey verification shall be submitted to the Engineer for approval. Upon Engineer's approval, the 
Contractor shall construct the downstream portion of the outlet works foundation and piping. The 
downstream portion outlet pipes shall be constructed from the resultant elevation of the outlet pipe along 
the downstream slope of the soil cement to the pipe invert elevation listed at the interface of the impact 
basin unless otherwise directed by the Engineer. 

Variation from prescribed alignment and grade shall not exceed 0.10 foot and the rate of departure from 
or return to established grade or alignment shall be no more than 1 inch in 10 feet of pipe line unless 
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otherwise approved by the Engineer. For closures and deflection angles greater than 10 degrees, joints 
shall be made by use of a bend, specially manufactured fitting, or by a concrete collar, per standard 
details. 

Pipe shall be 48-inch IDA WW A C301 RCCP. The D-load calculated for the pipe is shown on the Plans. 

SUBSECTION 618.5 MEASUREMENT: 

Measurement for payment shall be per linear feet of pipe laid as measured along the pipe axis. 

SUBSECTION 618.6 PAYMENT: 

Payment shall be made on the basis of the p1ice bid per linear foot, to the nearest foot for the size and type 
of pipe, and shall be compensation in full for furnishing and installing the type of pipe as specified and as 
shown on the Plans including removal of obstructions, excavation, installation, testing, joint materials, 
joining, collars, specials, and field closures. 

BID ITEM 618-148" RCCP OUTLET PIPES 

End of Section 
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SECTION 701 ROCK, GRAVEL, AND SAND MATERIALS 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 701.1 GENERAL: 

The following Specifications set forth the requirements for crushed rock, gravel, sand, and quarry stone. 
Samplings and sieve analysis shall be performed in accordance with ASTM D 75, ASTM C 136, and 
ASTM D 422. Sand equivalents shall be determined in accordance with AASHTO T 176. The liquid limit 
and plasticity index shall be determined in accordance with ASTM D 4318 and AASHTO T 89 and T 90. 

SUBSECTION 701.2 CRUSHED ROCK AND GRAVEL: 

Rock and gravel shall be clean, hard, sound, durable, uniform in quality, and free of any detrimental 
quantity of soft, friable, thin elongated, or laminated pieces, disintegrated material, organic matter, oil, 
alkali, or other deleterious substance. 

The loss by abrasion in the Los Angeles abrasion machine, determined as prescribed in ASTM C 131, 
Grading A, shall not exceed 10 percent, by weight, after 100 revolutions nor 40 percent after 500 
revolutions. 

SUBSECTION 701.2.1 Crushed Rock: 

Crushed rock shall consist of the product obtained by crushing rock, stone, or gravel so that at least 50 
percent by weight of aggregate retained on the No. 4 sieve for 3/4 inch or larger maximum sizes, and 50 
percent retained on the No. 8 sieve for maximum sizes less than 3/4 inch shall consist of pruticles which 
have at least one rough, angular surface produced by crushing. All material that will pass a grizzly with 
bars spaced 15 inches aprut, clear opening, shall be crushed. 

The gradation of crushed rock shall comply with ASTM D 448. 

SUBSECTION 701.2.2 Gravel: 

Material designated herein as gravel shall be composed entirely of pruticles that are either fully or 
partially rounded and water-worn. Crushed rock obtained by crushing rock, which exceeds ASTM D 448 
maximum gradation sizes, may be combined provided it is uniformly distributed throughout and blended 
with the gravel. The quality and gradation requirements shall be as stated in this specification. 

SUBSECTION 701.3 SAND: 

Sand shall be fine granular material produced by the crushing of rock or gravel or naturally produced by 
disintegration of rock and shall be sufficiently free of organic material, mica, loam, clay, and other 
deleterious substances to be thoroughly suitable for the purpose for which it is intended. 

SUBSECTION 701.3.1 Sand for Portland Cement Concrete, Mortar and Plaster: 

It shall be thoroughly and uniformly washed and shall be entirely free from oil and deleterious substances. 

The average value of sand equivalent determined on 3 successive samples shall not be less than 70. No 
individual sample shall have a sand equivalent less than 65. 

The size and grading of sand to be used in cement concrete, mortar, and plaster shall be such as to 
conform to the requirements specified as follows: 
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Concrete: 
Mortar: 
Plaster: 

ASTMC33 
ASTMC 144 
ASTMC35 

SUBSECTION 701.3.2 Coarse Aggregate for Portland Cement Concrete: 

Coarse aggregate shall conform to ASTM C 33 grading Size Number 467, 57, 67, and 7. 

SUBSECTION 701.3.3 Aggregate for Masonry Grout: 

The size and grading of the fine or coarse aggregate to be used in masonry grout shall conform to ASTM 
C404. 

SUBSECTION 701.3.4 Aggregate for Controlled Low Strength Material: 

Coarse aggregate shall conform to ASTM C 33 grading Size Number 57. The size and gradation of fine 
aggregates (sand) shall conform to ASTM C 33- Fine Aggregate. 

SUBSECTION 701.3.5 Graded Filter: 

The graded filter shall conform to the aggregate gradation listed in Section 211. 

SUBSECTION 701.3.6 Bedding Sand: 

The bedding sand shall conform to ASTM C33 -Fine Aggregate. 

SUBSECTION 701.4 MEASUREMENT: 

No measurement for payment is required for this section. 

SUBSECTION 701.5 PAYMENT: 

No payment will be made separately for rock, gravel, and sand materials. The Contractor shall receive 
payment in accordance with relevant sections of these Special Provisions. Costs associated with procuring 
commercial materials are considered incidental to the relevant sections of these Special Provisions. 

End of Section 
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SECTION 702 BASE MATERIALS 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 702.1 GENERAL: 

Materials for use as aggregate base shall be classified in the order of preference as follows: 

A) Crushed Aggregate. 

B) Processed Natural Material. 

C) Processed Steel Slag. 

D) Decomposed Granite. 

When base material without further qualification is specified, the Contractor shall supply crushed 
aggregate. When a particular classification of base material is specified, the Contractor may substitute 
any higher classification of base material for the specified classification. 

Except where materials are being obtained from a previously approved source, the Contractor 
shall give the Engineer 10 days advance notice, in writing, of the source of the base material he 
intends to use in order to allow sufficient time to perform the necessary tests. 

SUBSECTION 702.2 CRUSHED AGGREGATE: 

Crushed aggregate shall consist of crushed rock or crushed gravel or a combination thereof as 
defined in Section 701. 

SUBSECTION 702.2.1 Soundness: 

The percentage of wear of crushed aggregate to be used as base will be determined as in Section 701, 
except that Grading B of ASTM C 131 shall be used. The percentage of wear of the material shall not 
exceed 40 after 500 revolutions. 

SUBSECTION 702.2.2. Grading: 

The aggregate shall be well graded when tested in accordance with ASTM C 136. The percentage 
composition by weight shall be within the ranges specified in Table 702-1. 

TABLE 702-1 
CRUSHED AGGREGATE GRADATION 

Sieve Sizes Percentage by Weight Passing Sieve 
(Square Openings) Aggregate Base Material 

1 114 inch 100 

No.4 38-65 

No.8 25-60 

No. 30 10-40 

No. 200 3-12 
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SUBSECTION 702.2.3 Plasticity Index: 

Unless otherwise noted, the Plasticity Index as tested in accordance with AASHTO T 146 Method A 
(Wet Preparation), T 89 and T 90 shall not be more than 5. 

SUBSECTION 702.3 PROCESSED NATURAL MATERIAL: 

SUBSECTION 702.3.1 General : 

Processed natural material shall consist of hard, durable fragments of stone or gravel and a filler of 
sand or other finely divided mineral matter. It shall be free from an excess of soft or disintegrated 
pieces , alkali, adobe, vegetable matter, loam, or other deleterious substances. 

SUBSECTION 702.3.2 Physical Requirements : 

When sampled and tested in accordance with standard test methods, the aggregate shall meet the 
following requirements: 

A) Percentage of Wear: When tested in accordance with ASTM C 131, the percentage of wear 
shall not exceed 40 percent after 500 revolutions. 

B) Plasticity Index: When tested in accordance with AASHTO T 146 Method A (Wet Preparation), 
T 89 and T 90, the plasticity index shall not be more than 5. 

C) Liquid Limit: When tested in accordance with AASHTO T 89, the liquid limit shall not be 
more than 25. 

SUBSECTION 702.3.3 Crushed Material : 

Crushed material is not required, but may be incorporated in the finished product. 

SUBSECTION 702.3.4 Grading: 

The aggregate shall conform to the sieve analysis in this specification except that the least 
dimension of the maximum particle size shall not exceed two-thirds of the compacted thickness of the 
specified lift being placed. 

SUBSECTION 702.4 MEASUREMENT: 

No measurement for payment is required for this section. 

SUBSECTION 702.5 PAYMENT: 

No payment will be made separately for base materials. The Contractor shall receive payment in 
accordance with Section 310. Costs associated with procuring commercial materials are considered 
incidental to the work in Section 310. 

End of Section 
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SECTION 703 RIPRAP 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 703.1 STONE: 

Stone riprap shall be sound and durable, free from seams and coatings, and of such characteristics that it 
will not disintegrate when subjected to the action of water. Loss by abrasion shall not exceed the limits 
specified in Section 701. 

Stone shall be of shapes which will form a stable protection structure of the required depth. Angular 
shapes obtained through crushing or fracturing shall be used. Flat or needle shapes will not be acceptable 
unless the thickness of the piece is more than one-third (1/3) the length. 

Waste concrete and non-angular materials shall not be used. 

SUBSECTION 703.2 SIZE OF STONE: 

Riprap stone shall have a D50 = 9 inches and shall be placed in a minimum thickness of 18 inches or as 
shown on the Plans. 

The specific gravity of the stone shall be at least 2.64 (or specific weight 165 pcf). 

SUBSECTION 703.3 MEASUREMENT: 

No measurement for payment is required for this section. 

SUBSECTION 703.4 PAYMENT: 

No payment will be made separately for riprap materials. The Contractor shall receive payment in 
accordance with Section 220. Costs associated with procuring commercial materials are considered 
incidental to the work in Section 220. 

End of Section 
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SECTION 725 PORTLAND CEMENT CONCRETE 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 725.1 GENERAL: 

Portland Cement concrete shall be composed of Portland Cement or Portland Pozzolan cement, 
Pozzolonic Materials, fine and coarse aggregates, water, and, if provided for or allowed, certain 
admixtures. 

All of the materials used for concrete shall be in accordance with these Specifications and requirements 
for the particular material as provided herein. 

Weighing and metering devices used for the purpose of proportioning materials shall fulfill requirements 
as to accuracy and tolerance prescribed by the Weights and Measures Division of the State of Arizona and 
shall be sealed and certified in accordance with the procedures established by this agency. This 
certification shall not be over 12 months old and shall be renewed whenever required by the Engineer. 
When portable plants are set up at a new or temporary location, the scales and scale assembly shall be 
inspected and certificate issued regardless of the date when the scales were last tested. The Engineer may 
require the Contractor to run a quick scale check at any time with certified weights furnished by the 
Contractor and order the scale recertified if necessary. 

TABLE725-1 
CONCRETE CLASSES MINIMUM REQUIREMENTS 

Class of Concrete Min. Cement Content Minimum Compressive Strength (1) 

Lb Per Cu Yd At 14 Days psi At 28 Days psi 
AA 600 3200 4000 

A 520 2400 3000 

B 470 2000 2500 

c 420 1600 2000 
Note: (1) As tested in accordance with ASTM C 39. Maximum slump 5 inches when tested m 
accordance with ASTM C 143. 

Class AA concrete shall be used for concrete structures, either reinforced or non-reinforced. Class C 
concrete shall be used for guide walls, fencing footers, and monument construction. 

SUBSECTION 725.2 PORTLAND CEMENT: 

Cement to be used or furnished under this specification shall be Portland Cement, conforming with the 
requirements of ASTM C 150, Type ll, low alkali, or Portland Pozzolan Cement, conforming with the 
requirements of ASTM C 595, Type IP (MS), low alkali, except when another type including high early 
strength is specified in the Special Provisions or shown on the Plans. Type V cement (ASTM C 150) shall 
be specified in the Special Provisions for use in concrete which will be exposed to contact with soils or 
waters containing water soluble sulfates (as S04) in concentration greater than 0.20 percent by weight of 
soil or 1500 PPM in solutions. Pozzolonic materials shall not be used as a directly added ingredient in 
concrete in combination with Portland Pozzolan Cement. 

Cement shall be sampled and tested as prescribed in applicable ASTM specifications. The Contractor 
shall obtain and deliver to the Engineer a certification of compliance signed by the cement manufacturer, 
identifying the cement and stating that the cement delivered to the hatching site complies with those 
specifications. When requested by the Engineer, the Contractor shall furnish him with 3 copies of said 
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certification. The cost of furnishing tested cement shall be considered as included in the contract bid price 
and no additional allowance will be made therefore. 

When suitable facilities, as recommended by the Concrete Plant Manufacturer's Bureau, and approved by 
the Engineer, are available for handling and weighing bulk cement, such facilities shall be used. 
Otherwise the cement shall be delivered in original unopened sacks that have been filled at the mill and 
bear the name or brand of the manufacturer. The type of cement, and the weight of cement contained in 
each sack, shall be plainly marked thereon. 

Cement shall be stored in such manner as to permit ready access for the purpose of inspection and 
identification, and so as to be suitably protected against damage by contamination or moisture. Should 
any lot of bulk cement be delivered to the site show evidence of contamination, the Engineer may require 
that such lot be removed from the site. 

A cement shall not be mixed with any other brand or type unless written perrmsswn has first been 
obtained from the Engineer. All cement used in the manufacture of concrete for any individual structure 
shall be of the same brand unless otherwise approved by the Engineer. 

SUBSECTION 725.2.1 Pozzolonic Materials: 

Pozzolonic materials to be used in concrete or furnished under this specification shall conform to the 
requirements of ASTM C 618. 

If an approved pozzolonic material is used, 15 percent by weight of the Table 725-1 minimum Portland 
Cement requirements shall be replaced. The replacement ratio shall be 1.2 pounds of Pozzolan per pound 
of replaced Portland Cement. If the class of concrete is not from Table 725-1 , the amount of Pozzolanic 
material used will be 17.5 percent of the combined weight of Pozzolanic material and Portland Cement. 

Pozzolans shall be sampled and tested as prescribed in ASTM C 618 and ASTM C 311. The Contractor 
shall obtain and deliver to the Engineer a certification of compliance signed by the Pozzolan supplier 
identifying the Pozzolan and stating the Pozzolan delivered to the batching site complies with applicable 
Specifications. The cost of furnishing tested Pozzolan shall be considered as included in the contract bid 
price and no additional allowance will be made therefore. 

Pozzolan material shall be handled and stored in the same manner as Portland Cement. When facilities for 
handling bulk Pozzolan are not available, the Pozzolan shall be delivered in original unopened sacks 
bearing the name and brand of the supplier, the type and source of the Pozzolan, and the weight contained 
in each sack plainly marked thereon. 

A Pozzolan shall not be mixed with any other brand or type unless written permission has first been 
obtained from the Engineer. All Pozzolan used in the manufacture of concrete for any individual structure 
shall be of the same type, and from the same source unless otherwise approved by the Engineer. 

SUBSECTION 725.3 AGGREGATES: 

Aggregates shall be crushed rock or gravel, or a combination thereof, and sand conforming to the 
requirements prescribed in Section 701. Prior to the delivery of the aggregates, the Contractor will be 
required to furnish samples for testing, and shall notify the Engineer as to when and where they will be 
available. Thereafter, additional required samples shall be furnished at the expense of the Contractor, but 
the cost of testing and making the grading analysis will be borne by the Owner. Samples shall be taken by 
the Engineer or in the presence of the Engineer. 
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No method which may cause the segregation, degradation or the combining of materials of different 
grading shall be used. 

SUBSECTION 725.4 AGGREGATE GRADING: 

Aggregates for each batch of concrete to be prepared shall be combined from materials separately stored 
in the various sizes and gradations as prescribed in Section 701. The relative proportions of each 
aggregate used will be as required to meet the provisions of this specification and will be the 
responsibility of the Contractor. 

Except where the amount of concrete for any one job is 10 cubic yards or less, various sizes of both 
coarse and fine aggregate shall be proportioned by weight unless permission to do otherwise has first been 
obtained from the Engineer. Aggregates that are proportioned by volume shall be measured in containers 
of known capacity. Regardless of the method employed, either by weight or volume, each individually 
stored size of aggregate shall be proportioned separately, but not necessarily weighed individually. 

The maximum size of the aggregate shall not be larger than one-fifth of the narrowest dimension between 
forms of the members for which the concrete is to be used, or larger than 3/4 of the minimum clear 
spacing between reinforcing bars. 

SUBSECTION 725.5 WATER: 

The amount of water shall be varied in accordance with the percentage of free moisture in the material 
and the requirements of the workability of the aggregate. 

The equipment for measwing and supplying the water in the mixer shall be so constructed and arranged 
that the amount of water to be added to the mixture can be measured, in gallons or by weight, positively 
and that the predetermined quantity of water required can be discharged rapidly in one operation into the 
mixing drum without dribbling. Tanks or other equipment for measuring and discharging water into the 
mixer shall be sufficiently accurate that the amount of water delivered to the mixer for any batch shall not 
vary more than 1 percent from the required quantity. Adequate means for determining and checking the 
accuracy of the equipment shall be provided and made available to the Engineer at all times. 

The water used for mixing with concrete shall be potable and free from oil, vegetable matter and other 
deleterious substances, and shall conform to the following requirements: 

Water for prestressed concrete shall not contain chlorides calculated as sodium chloride in excess of 1,000 
parts per million nor sulphates calculated as sodium sulphate in excess of 1,000 parts per million nor any 
sulphates calculated as sulphate in excess of 1,000 parts per million. Water shall not contain an amount of 
impurities that will cause a change in the time of setting of Portland Cement of more than 25 percent nor a 
reduction in the compressive strength of Portland Cement mortar of more than 5 percent compared to 
results obtained with distilled water. 

SUBSECTION 725.6 ADMIXTURES: 

Admixtures of any type, except as otherwise specified, shall not be used unless w1itten authorization has 
been obtained from the Engineer. 

If an air-entraining agent is authorized, the amount used will be limited to the extent that the amount of 
entrained air by volume shall not be more than 6 percent. Air-entraining agents complying with or ASTM 
C 260 will be permitted as long as strength requirements are met. Any admixture shall be measured 
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accurately by mechanical means into each batch by equipment and in a method approved by the Engineer. 
Any admixtures used shall be included in the bid price for that item. 

SUBSECTION 725.7 PROPORTIONING: 

All proportioning equipment shall comply with the standards of the Concrete Plant Manufacturer's 
Bureau and the certification requirements of the Arizona Rock Products Association. The proportioning 
shall consist of combining the specified sizes of aggregates, each stored in a separate bin with cement, 
Pozzolanic materials, and water as herein provided. Weigh hoppers shall be charged from bins located 
directly over the weigh hoppers or from conveyor belts. When conveyor belts are used, there shall be a 
separate belt for each size of aggregate. 

Bulk cement shall be weighed in an individual hopper and shall be kept separate from the aggregates until 
the batch ingredients are released for discharge. The cement hopper shall be attached to a separate scale 
for individual weighing. 

All Pozzolan that is to be incorporated into the concrete as a separate ingredient shall be weighed. When 
the cement scales are used for weighing both cement and Pozzolan, the cement shall be weighed first. If 
separate scales are provided, they shall be accurate to ± 0.3 percent of the scale capacity. 

Scales utilized in the proportioning device may be of the springless dial-type or of the multiple-beam 
type. 

If the dial-type scale is used, the dial shall be of such size and so arranged that it may be read easily from 
the operating platform. 

If the multiple beam-type scale is used, the scales shall be provided with an indicator operated by the 
main beam, which will give positive visible evidence of over or under weight. The indicator shall be so 
designed that it will operate during the addition of the last 400 pounds of any weighing. The over travel of 
the indicator hand shall be at least one-third (113) of the loading travel. Indicators shall be enclosed 
against moisture and dust. 

Weighing equipment shall be as recommended by the Concrete Plant Manufacturer's Bureau and be 
insulated against vibration or movement of other operating equipment in the plant. When the entire plant 
is running, the scale reading at cutoff shall not vary from the weight designated by the Engineer more 
than 1 percent for cement, Pozzolan or Cement Pozzolan, 1 112 percent for any size of aggregate, nor 1 
percent for the total aggregate in any batch. When proportioned at a central mixing plant there shall be an 
approved moisture meter, accurate within 1/2 percent, installed to indicate the moisture in the fme 
aggregate. 

A concrete mix design ca.rTying the producer's designated mix number of the concrete being furnished 
under these Specifications shall be submitted to the Engineer at least once each year. In the event there is 
any change in the source of material, another mix design shall be submitted. 

SUBSECTION 725.8 MIXING: 

Machine mixing will be required in all cases other than those in which it would obviously prove to be 
impractical; in which latter event hand mixing will be permitted, only to the extent necessary. Regardless 
of the method employed, mixing shall be commenced as soon as possible after the cement is placed in 
contact with the aggregates. 
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The temperature of materials as charged in the mixer shall be such that the temperature of the mixed 
concrete at the time it is placed in final position does not exceed 90°F. When the atmospheric temperature 
at the time of placing concrete is less than 40°F, the temperature of the concrete, as placed, shall not be 
less than 60°F. 

All concrete mixers shall be of such design and construction, and so operated, as to provide a thoroughly 
and properly mixed concrete in which the ingredients are uniformly distributed. 

SUBSECTION 725.8.1 Paving and Stationary Mixers: 

Paving and stationary mixers shall comply with the standards of the Concrete Plant Manufacturer' s 
Bureau and the certification requirements of the Arizona Rock Products Association. They shall be 
equipped with an accurate automatic timing device so designed and constructed as to lock the discharge 
lever before aggregate, cement and Pozzolan enter the drum, and release such lever only after the 
specified mixing time has elapsed. The regulation of the setting of said device shall be under the 
supervision of the Engineer. Water control equipment as described in this specification shall also be 
provided with each concrete mixer. 

Mixers shall be maintained in proper and serviceable working condition, and any part or portion thereof 
that is out of order, or becomes worn to such extent as to detrimentally affect the quality of mixing, shall 
be promptly repaired or replaced. 

The proper proportions of aggregate, cement, Pozzolan and water for each batch of concrete shall be 
placed in the mixer, and shall be mixed for a period of not less than 50 seconds after all such materials are 
in the drum. The rotating speed at which the mixer shall be operated shall conform to that recommended 
by the manufacturer. 

The total volume of materials mixed in any one batch shall neither exceed the water level capacity of the 
mixer nor the manufacturer's catalog rated capacity of the mixer. 

SUBSECTION 725.8.2 Transit Mixers: 

Transit mixers shall be high quality equipment and meet the requirements of the Truck Mixer 
Manufacturer's Bureau and the certification requirements of the Arizona Rock Products Association. 
Ready mix concrete shall comply with ASTM C 94 except as herein specified. 

The total elapsed time between the addition of water at the batch plant and depositing the complete mix 
shall not exceed 90 minutes. Each mixer and agitator shall have attached thereto in a prominent place a 
metal plate or plates, installed by the manufacturer, on which is plainly marked the capacity of the drum 
in terms of the volume of mixed concrete and the speed of rotation for the agitating and mixing speeds of 
the mixing drum or blades. 

Each mixer shall have an identification number painted on the truck in such a location that it can be easily 
read from the hatching platform. 

The total volume of materials introduced into the mixer for rruxmg purposes shall not exceed the 
manufacturer's guaranteed mixing capacity. If the concrete so mixed does not meet the uniformity 
requirements of this section, the amount of materials charged into the mixer shall be reduced. 

The rotation speed at which the mixer shall be operated shall conform to that recommended by the 
manufacturer. 
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The total volume of materials mixed in any one batch shall neither exceed the water level capacity of the 
mixer nor the manufacturer's catalog rated capacity of the mixer. 

Each batch of concrete placed in the mixer shall be mixed for not less than 70 nor more than 100 
revolutions of the drum or blades, at the speed designated by the manufacturer of the equipment as mixing 
speed. Additional mixing shall be at the agitating speed designated by the manufacturer of the equipment. 
The revolving of the drum shall be continuous until the concrete is completely emptied from the drum. 
Before any portion of the materials for any batch of concrete is placed therein, the drum of the mixer shall 
be completely emptied of the previously mixed batch. 

At the time of delivery to the jobsite, the Engineer shall be provided with a legible weighmaster's 
certificate (delivery ticket) which shall contain the following information; 

• Date and Truck Number. 
• Name of the Supplier. 
• Name of the Contractor. 
• Specific designation of job (name and location). 
• Number of cubic yards in the batch. 
• Type of cement. 
• Type of Pozzolan, if any. 
• Time the transit mixer is loaded. 
• Amount of water added at the jobsite at request of receiver, and his signature or initials. 
• Suppliers' mix design code number. 
• Type and amount of admixture, if any. 
• Serial number of the ticket. 

The type, capacity and manner of operation of the mixing and transporting equipment for ready-mix 
concrete shall conform to the current Standards for Operation of Truck Mixers and Agitators of the 
National Ready-Mixed Concrete Association and the Truck Mixer and Agitators Standards of the Truck 
Mixer Manufacturer's Bureau. Water shall not be added to the batch during transit. Additional water may 
be added at the point of discharge to adjust slump providing the slump after such water addition does not 
exceed the maximum allowed by these Specifications and that water so added is mixed into the batch for 
a minimum of 30 additional revolutions at mixing speed. Loss of cement mortar during discharge which 
in the opinion of the Engineer would be of sufficient amount to affect the homogeneity of the concrete 
will be cause for rejection of the load. The Contractor shall be responsible for all concrete to which water 
is added at the jobsite. 

SUBSECTION 725.8.3 Hand Mixed Concrete: 

Hand mixed concrete shall be prepared on a watertight level platform in batches of not to exceed one
third (1/3) cubic yard each. Hand mix concrete requires prior approval from the Engineer. The required 
amount of coarse aggregate shall first be spread on the platform in an even and uniform layer, over which 
the proper proportion of fme aggregate shall then be likewise spread. The combined depth of both such 
layers shall not be greater than one foot. The required quantity of cement shall then be evenly distributed 
over the fine aggregate; following which the entire batch shall be turned with shovels at least twice before 
the water is added. The proper amount of water shall then be uniformly sprinkled or sprayed over the 
batch, which shall thereafter be returned with shovels not less than 3 times before being removed from the 
platform. 
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SUBSECTION 725.8.4 Drybatched Unmixed Concrete: 

Should the Contractor elect to use drybatched unmixed concrete, an accurate automatic batch weight 
recorder shall be provided to record the quantities of cement, aggregate and water hatched into the 
containers; the weight of cement shall be recorded on either a separate charge from the aggregate or on 
the same chart using a separate needle. The recorder shall produce an autographic readable record on a 
visible chart of the weights of each of the materials batched. After hatching, the needle on the chart shall 
return to zero. The chart scale along the ordinate shall be such that the major portion of the chati is used 
to record the total weights of the aggregates and water, and the cement. The date of hatching, the 
container number and the hatching certificate number shall be recorded on the recorder chart at the time 
of hatching. The recorder charts, or copies thereof, shall become the property of the Owner and shall be 
submitted upon request. 

All drybatched unmixed concrete delivered to the jobsite shall be stored in containers so constructed that 
the cement cannot commingle with the water and aggregate within the container. Any admixture added in 
powder form shall be added to the cement; or if added in liquid form, it shall be added to the water. 

The contents of the container shall be discharged into a mixer at the job site. Following discharge of the 
first container into the mixer, the mixer shall be operated at mixing speeds during the discharge of the 
remaining containers. After the contents of the last container have been discharged into the mixer, the 
concrete shall be mixed as specified in this specification for transit mixers, and drum or turbine type 
nnxers. 

Any spillage of cement, aggregate, water or admixture during the filling, transporting, or the discharging 
of the container, shall be cause for rejection of the container or the contents of the mixer if any portion of 
the rejected container is discharged into the mixer. 

SUBSECTION 725.9 LOADING AND TRANSPORTATION OF MATERIALS AND MIXED 
CONCRETE: 

The compattments of trucks or other equipment used for the purpose of transporting proportioned 
aggregates, bulk cement or mixed concrete, shall be sufficiently high and tight, and otherwise suitably 
constructed and adequately protected, to prevent loss or leakage of the contents thereof during transit or 
charging. 

SUBSECTION 725.10 TESTS: 

Concrete specimens for compression tests will be taken in the field by a representative of the Engineer in 
accordance with ASTM C 172 and C 31, except at noted hereinafter. 

Concrete samples shall be taken from the approximate middle 50 percent of the batch in an uninterrupted 
stream from the chute directly into the wheelbarrow or similar equipment. Where excessive slump is 
suspected, a controlling slump test may be made from any portion of the batch, except for the 
approximate 5 percent on each end of the discharge. If excessive slump is verified, at any time, the 
remainder of the load shall be rejected and removed from the project and a set of cylinders for 
compressive strength shall be taken from the batch, if any concrete from the batch was placed. The rate of 
discharge of the batch shall be regulated by the rate of revolutions of the drum and not by the size of the 
gate opening. Specimens for compression tests shall be stored in the field in accordance with methods 
approved by the Engineer and protected from vibration and other disturbances, for a minimum of 28 
hours and maximum of 76 hours . A maximum storage period would be involved only where weekends or 
holidays are involved. Cylinders stored in the field for the maximum period shall have the same validity 
as cylinders that have been stored overnight and brought in the following day. 
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Not less than 4 cylinder specimens will be made for each 50 cubic yards of each class of concrete with a 
minimum of 4 specimens for each class placed or not less than 4 test specimens for each half-day's pour, 
whichever results in the greater number of tests. All test specimens shall be molded and cured in 
accordance with ASTM C 31. Specimens will be tested in a laboratory designated by the Engineer in 
accordance with ASTM C 39 at the expense of the Owner. 

Two cylinders (test specimens) shall be laboratory tested at 7 days. Two cylinders shall be laboratory 
tested at 28 days. 

Additional specimens may be collected at the Engineer's discretion for low strengths that have been 
detected on previous pours, early breaks (less than 7 days), or to have an extra specimen after two are 
broken at 28 days (held for 60 days beyond). 

SUBSECTION 725.11 ACCEPTANCE: 

Compressive strength results for all specimens that meets or exceeds the minimum requirements at the 
28-day break will be acceptable concrete by the Engineer. All compressive strength test results shall be 
reported immediately to the Engineer. Quality control charts shall kept by the Engineer for individual 
strength tests, moving average for strength, and moving average for range for each mixture. The charts 
shall be similar to those found in ACI 214. 

If this strength does not meet the 7-day requirement, the Contractor shall schedule and pay for two cores 
to be taken, on the 29th day, from the area of concrete represented by the cylinders. The Engineer shall be 
present when the coring is accomplished or additional cores will be required. 

If the 28-day cylinder test does not meet the minimum 28-day compressive strength requirement, the 
cores will be tested in accordance with ASTM C 42 in a laboratory designated by the Engineer. If the 
cores meet or exceed the minimum 28-day strength, the concrete will be accepted by the Engineer. 

If the strength of the 28-day cylinders and the strength of the cores as calculated in accordance with 
ASTM C 42 are deficient, the Contractor shall remove all of the concrete represented by the failing test 
specimens with the exception that if the Contractor believes that the deficient concrete was confined to a 
single batch, he may immediately cut a minimum of 4 additional cores, two on either side of the affected 
batch. The cores would be compared with the minimum specified compressive strength, for the purpose 
of defining the confines of the deficient concrete. All coring done to establish this premise would be at the 
expense of the Contractor. Evaluation of the cores shall be by the Engineer, or by a substitute agent 
designated by the Owner, and his decision shall be final. All concrete failing to meet this requirement as 
evidenced by tests of either standard cylinder or drilled core specimens shall be rejected, removed and 
replaced by the Contractor at the Contractor's expense. 

Fills shall not be placed against structural concrete until the concrete has been in place for at least 7 days 
or until the concrete has attained a strength of not less than 2,500 psi, whichever occurs first. At the 
Contractor's option, additional cylinders and strength tests may be performed to obtain early (3 to 5 days) 
breaks . 

SUBSECTION 725.12 MEASUREMENT: 

No measurement for payment is required for this section. 
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SUBSECTION725.13 PAYMENT: 

No payment will be made separately for concrete materials. The Contractor shall receive payment in 
accordance with Section 505. Costs associated with procuring commercial materials are considered 
incidental to the work in Section 505. 

End of Section 
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SECTION 726 CONCRETE CURING MATERIALS 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 726.1 GENERAL: 

Curing materials shall consist of waterproof paper, polyethylene film or liquid membrane forming 
compounds which, when applied to fresh concrete, will inhibit moisture loss and reduce temperature rise 
during the curing period. All curing materials and methods shall be approved by the Engineer prior to use. 
Wet coverings such as burlap, cotton mats, or other moisture-retaining fabrics also may be used, or may 
be required by Special Provisions. 

SUBSECTION 726.2 MATERIALS: 

A) Waterproof paper, or polyethylene film, shall conform to AASHTO M 171. 

B) Type 1liquid membrane-forming compounds shall conform to AASHTO M 148. 

C) Burlap cloth made from jute or kenaf shall conform to AASHTO M 182. 

SUBSECTION 726.3 MEASUREMENT: 

No measurement for payment is required for this section. 

SUBSECTION 726.4 PAYMENT: 

No payment will be made separately for concrete curing materials. The Contractor shall receive payment 
in accordance with Section 505. Costs associated with procuring commercial materials are considered 
incidental to the work in Section 505. 

End of Section 

Contract No. FCD 2004C017 PCN 470.04.30 SP Page 147 of 172 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

SECTION 727 STEEL REINFORCEMENT 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 727.1 GENERAL: 

The following Specifications set fmth the requirements for bar reinforcement, wire reinforcement, and 
wire mesh reinforcement. The reinforcement shall conform accurately to the dimensions and details 
indicated on the Plans or otherwise prescribed and before being placed in any concrete work, shall be 
thoroughly cleaned of all loose rust, mill scale, mortar, oil, dirt, or coating of any character, which would 
be likely to destroy, reduce, or impair its proper binding with the concrete. 

No reinforcing steel will be accepted under this specification until it has been approved by the Engineer. 
When required by the Engineer, the Contractor or supplier shall furnish a spot sample taken on the project 
and notify the Engineer as to when and where they will be available. Such samples shall be furnished at 
the expense of the Contractor or supplier, but the cost of any testing that may be required will be borne by 
the Owner. Samples shall only be taken in the presence of the Engineer. The Contractor shall furnish 3 
certified mill test reports or certificates of compliance for each heat or size of steel, which can be clearly 
identified with the lot. When such information bas been furnished, placing of the steel will not be held up 
until results of spot samples have been received. Unless otherwise specified, all reinforcing steel bars 
shall be deformed intermediate grade 60 billet steel conforming with ASTM A 615 and the shapes shall 
conform with ASTM B 670. 

In testing bar reinforcement, only the theoretical cross-sectional area will be used in all computations. 

Bending of steel shall conform to the requirements of ACI-318. 

The various grades of steel shall not be used interchangeably in structures. 

SUBSECTION 727.2 WIRE REINFORCEMENT: 

Wire reinforcement shall in all respects fulfill requirements prescribed in ASTM A 82. 

SUBSECTION 727.3 WIRE MESH REINFORCEMENT: 

Mesh reinforcements shall conform to ASTM A 185. The gage of the wire and the dimension of the mesh 
will be specified in the Special Provisions or shown on the Plans. The wire mesh reinforcement shall be 
so constructed as to retain its original shape and form during necessary handling. The effective 
cross-sectional area of the metal shall be equal to that specified or indicated on the Plans. 

SUBSECTION 727.4 WIRE TIES: 

Wire for ties shall be black, annealed, and not lighter than 16 gage. 

SUBSECTION 727.5 MEASUREMENT: 

No measurement for payment is required for this section. 

SUBSECTION 727.6 PAYMENT: 

No payment will be made separately steel reinforcement materials. The Contractor shall receive payment 
in accordance with Section 505. Costs associated with procuring commercial materials are considered 
incidental to the work in Section 505. 
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SECTION 728 CONTROLLED LOW STRENGTH MATERIAL 

SUBSECTION 728.1 GENERAL: 

Controlled Low Strength Material (CLSM) is a mixture of Portland Cement, aggregate and water that, as 
the cement hydrates , forms a soil replacement. CLSM is a self-compacting, flowable, cementitious 
material that shall be used as backfill for the TDR cables. 

SUBSECTION 728.2 MATERIALS: 

Portland Cement shall conform to Section 725.2. 

Coarse and fme aggregates shall conform to Section 701. 

Water shall conform to Section 225 . 

SUBSECTIO N 728.3 PROPORTIONING OF MIXTURES AND P R ODUCTION TOLERANCES: 

Proportioning of the mixture shall comply to Section 701.3.4, Section 725.7 and Table 728-1. A mix 
design shall be submitted with test data for the Engineer's approval prior to the excavation for which the 
material is intended for use. 

TABLE 728-1 

CO NTROLLED L O W STRENGTH MAT ERIAL RE QUIREMENTS 

Cement Content, Slump, Compressive Strength 
Description of CLSM lb/cuyd inches a t 28 days, psi 

1 Y2 Sack CLSM 141 ±5 percent 7±1 425±75 

Notes for Table 728-1: 

• The values specified in the table are for both mix design requirements and field production . The 
deviations are for production, testing and sampling tolerances. 

• Slump shall be tested in accordance with ASTM C 143. Flow consistency test can be substituted 
for the slump test. When used, the CLSM shall have a flow consistency of 8 inches as tested in 
accordance with ASTM D 6103. 

• Compressive strength shall be tested in accordance with ASTM D 4832. The supplier shall 
provide laboratory and/or field test data to verify the design strength . 

• Sampling shall be in accordance with ASTM D 4832. 

• Unit weight shall be obtained by ASTM D 6023. 

• Temperature shall be taken in accordance with ASTM C 1064. 

• Cement content shall be tested in accordance with ASTM D 5982. 

SUBSECTION 728.4 MIXING: 
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The total elapsed time between the addition of the water and placement of the complete mix shall not 
exceed 90 minutes. The Engineer may waive this limitation if the slump is such that the material can be 
placed without addition of water. 

Mixing shall continue until the cementitious material and water are thoroughly dispersed throughout the 
materiaL Mixes shall be homogenous, readily placeable and uniformly workable. Proportioning of 
ingredients shall produce consistency, durability, workability and other required properties appropriate for 
the intended usage. When the CLSM is mixed other than at the project site, the mixing shall comply with 
Section 725.8. When the CLSM is mixed at the job site, the Contractor will submit for the Engineer's 
approval, the methods, equipment and procedures for proportioning and mixing of the materiaL 

SUBSECTION 728.5 MEASUREMENT: 

No measurement for payment is required for this section. 

SUBSECTION 728.6 PAYMENT: 

No payment will be made separately for CLSM. The Contractor shall receive payment in accordance with 
Section 604. Costs associated with procuring commercial materials are considered incidental to the work 
in Section 604. 

End of Section 

Contract No, FCD 2004C017 PCN 470.04.30 SP Page 151 of 172 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

SECTION 735 REINFORCED CONCRETE CYLINDER PIPE 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 735 .1 GENERAL: 

These Specifications cover A WWA C301 reinforced concrete cylinder pipe (RCCP) and related 
structures intended to be used for the principal spillway and outlet works. 

The size, type and D-load of the RCCP to be furnished shall be as shown on the Plans, or as specified 
under the item of work for the project of which the pipe is a part and shall be for pipe installed by the 
standard embankment method of construction. 

Whatever struts or other protective methods proved necessary to furnish and install the pipe to meet the 
limitation of cracks as specified herein, shall be provided and maintained throughout pipe handling and 
transportation. 

RCCP shall be manufactured and tested in conformance with the requirements of ASTM C 76, except 
as modified herein. 

SUBSECTION 735.3 CURVES, BENDS AND CLOSURES: 

Horizontal and vertical long-radius curves shall be formed by bevel adapters or by beveling the 
straight pipe joint. The bevel of the pipe shall not exceed 5 degrees and the total angular deflection, 
for beveled pipe, shall not exceed 10 degrees . Small angular changes may be made with straight pipe 
provided that the joint opening does not exceed 3/4 inch. Short radius curves and closures shall be 
formed with fabricated specials; however, the angular deflection of any segment of the fabricated 
section shall not exceed 10 degrees. 

All curves and bends shall be constructed in such a manner as to provide a continuous steel cylinder. 

SUBSECTION 735.4 MATERIALS: 

Except when otherwise permitted by the Engineer, no materials other than water, Portland Cement, 
Pozzolanic materials, mineral aggregates and steel shall be used in the manufacturing of the pipe, 
conforming to ASTM C 76, with the following exceptions: 

A) Portland Cement: Portland Cement shall comply with ASTM C 150, Type II, low alkali. 
The pipe manufacturer shall supply a cement mill certificate in triplicate for each load of 
cement delivered , showing the specification, type, chemical analysis , and quantity. In lieu 
of the above , on stockpiled pipe the manufacturer shall certify that the type of cement used 
meets this specification. The pipe manufacturer shall also certify in writing that the cement 
content of the concrete complies with the Specifications as to yield per cubic yard of concrete 
poured. 

B) Pozzolanic Materials: Pozzolanic materials shall conform to Subsection 725.2.1 and ASTM 
C 618 . If an approved Pozzolanic material is used. 17.5 percent of the combined weight of 
Pozzolanic materials and Portland Cement shall be Pozzolanic materials. 

C) Mixture: The proportion of Portland Cement or combination of Portland Cement and 
Pozzolanic material in the mixture shall not be less and 564 lb per cubic yard of concrete. 
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D) Concrete Admixtures: The pipe manufacturer shall certify in writing that no calcium chloride or 
admixture containing calcium chloride has been used in the manufacture of the pipe. Other 
admixtures may be used if approved by the Engineer. The pipe manufacturer shall certify to 
the brand and chemical content of such admixtures used. 

E) Steel Reinforcement: The pipe manufacturer shall supply 3 copies of mill certificates 
showing heat numbers, chemical analysis, and physical tests on reinforcing steel. In lieu of the 
above, on stockpiled pipe the manufacturer shall certify that the type of steel used meets this 
specification . The number of steel wraps shall not be less than 5 percent below that shown on 
the shop drawing for any one pipe. 

F) Rubber Gaskets shall comply with Section 765. 

SUBSECTION 735.5 MANUFACTURER'S QUALIFICATIONS AND EQUIPMENT 
REQUIREMENTS: 

The manufacturer shall be competent to manufacture the type. size and quality of pipe; in addition, 
the manufacturer shall have satisfactory curing and storage facilities, and satisfactory financial 
resources. 

Calibration of Cement and Aggregate Scales: The pipe manufacturer shall make whatever alterations 
are necessary to his equipment to enable the Owner's Sealer or State Inspector of Weights and Measures to 
check, calibrate, and seal the aggregate and cement scales used in the pipe production. 

SUBSECTION 735 .6 CURING OF PIPE: 

A) Steam Curing: The manufacturer shall provide adequate steam plant, piping, enclosures, and 
other facilities for curing the pipe. The enclosures shall be such that the temperature is 
maintained continuously between 110 and 150°F. 

B) Curing of the pipe shall not commence until the concrete has attained its initial set, but in 
any event not sooner than 1 hour nor later than 8 hours after placing of the concrete. Rate of 
rise of temperature shall not exceed 30° per hour. 

C) Water Curing: The pipe shall be kept moist during daylight hours. The pipe, including the 
ends, shall be covered with burlap for the first 3 days, except that, if the pipe is kept 
constantly and completely wet with fog sprays during the daylight hours, the burlap 
covering may be omitted. If the manufacturer fails to proceed immediately with the required 
water curing he shall seal the surfaces of the concrete, except joint surfaces that are to be 
grouted, with an approved, white pigmented sealing compound in accordance with Section 
726. 

SUBSECTION 735.7 TESTS AND ACCEPTANCE: 

A) Basis of Acceptance: The basis of acceptance for the reinforced concrete cylinder pipe shall be 
in accordance with ASTM C 76 by the method stated in the special provision and as amended 
herein. However, the purchaser may at his option, make concrete cylinder tests for the purpose 
of determining release dates for shipment of the pipe and for his information in regard to 
general quality of the concrete. 

B) Segregation of Material: The slump of the concrete mix shall not exceed 4 inches so as to 
preclude excessive segregation of the materials used and shall be proportioned so that 
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the result shall be a homogeneous concrete mixture of such quality that the pipe will 
conform to the tests and design requirements of these Specifications. 

C) A pipe has failed the D-load test when the opening crack exceeds .01 inch for a distance of 1 foot 
when measured at close intervals. These measurements are taken within the 1 foot measured 
span only when the crack line is more or less parallel to the axis of the pipe, as it is obvious that 
where the crack deviates substantially from parallel, and approaches a direction normal to the 
axis, that the edges of the crack tend to slip past each other, instead of opening up under 
load. The intent of the test is to measure the crack opening under stress. 

D) Porous or honeycomb concrete areas 6 inches or less in diameter may be removed and 
repaired. Pipe having defects or repairs g~·eater than 6 inches in diameter will not be accepted . 

E) Any crack exceeding 1 foot in length that goes completely through the pipe is not considered 
acceptable whether repaired or not, except that a single end crack that does not exceed the depth 
of the joint as measured from the end to the inside shoulder is acceptable. 

F) Any crack that is .01 inch in width for one-sixteenth inch in depth or deeper, for a length of 1 
foot or more and continues as a hairline crack down to the reinforcing steel for over 1/2 the 
length of the pipe, is not considered acceptable whether repaired or not. 

G) A single continuous hairline crack, which does not extend to the reinforcing steel and not in 
excess of .01 inch in width for a distance of 1 foot, is acceptable without repair. This type of 
crack longer than 1 foot shall be repaired. 

H) Repairs shall be made by filling the defect with epoxy under pressure or by chipping out a V
section to the full depth of the defect and repairing with an approved patching compound. 
The composition of the patching compound shall be furnished to the Engineer for approval. 

I) The words regarding acceptability and repair ability in the above paragraphs shall also 
apply when the crack occurs after loading of the pipe in the trench with backfill. Cracks wider 
than .01 inch shall be assumed to indicate overstress of the steel. In such case, the defective 
portion of the installation shall be replaced or repaired in a manner acceptable to the 
Engineer. After structural repairs are completed, the remaining cracks shall be filled as 
required above . All corrective measures shall be at the expense of the Contractor. 

J) Blisters: All pipe joints having blisters involving less than 1/4 the interior surface area shall 
be repaired by removing all loose material and exposing all hollow area and replacing 
with fresh concrete properly bonded, with an acceptable bonding agent, and curing the 
repair with membrane coating. Blisters with larger areas are not considered to be repairable or 
acceptable. 

K) Painting of pipe, or portion of pipe, with g~·out to cover defects, minor or major, will not be 
permitted until approved by the Engineer. 

L) Where the modified or special design method, under ASTM C 76 is elected, acceptance on 
the basis of material tests and inspection of manufactured pipe for defects and 
imperfections shall be as stated in ASTM C 76, and as amended herein. However, one joint 
of each size and D-load shall be selected by the Engineer for test purposes, and shall be 
tested for strength by the 3 edge bearing method, ASTM C 497, with the results being used 
for confirmation of the submitted design for this D-load. If the pipe section tested fails in 
compression or shear before reaching the D-load specified, the test shall be considered a 
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failure. Additional sections of the same diameter size and class shall be tested as specified 
above until the load requirements are met for the D-load strength. This test procedure shall be 
accomplished only once per manufacture regardless of the number of contractors he supplies. 
Placing of reinforcing steel in the test section of pipe to control shear cracks will not be 
permitted. 

Requirements regarding defects shall be the same as stated above for standard pipe. 

Concrete test requirements specified under compression tests of ASTM C 76 shall be amended in 
part to read as follows: "The average of any 5 consecutive strength tests of the laboratory-cured 
specimens shall be equal to or greater than the specified strength set forth in Tables ill, IV, or V, and not 
more than 20 percent of the strength tests shall have values less than the specified strength. If more 
than 20 percent have values less than the specified strength, the lot represented shall be considered 
to be defective and not acceptable . In no case shall any cylinder tested fall below 80 percent of 
the specified design strength. If any one cylinder falls below 80 percent of the specified design 
strength, then the entire production represented by that cylinder will not be accepted for purchase by 
the Owner unless the Contractor can demonstrate by coring to the satisfaction of the Engineer, that 
the cylinder in question is not representative of the entire production, or is representative of only a 
portion of the entire production." 

During the fabrication of the pipe, concrete cylinders shall be made from a representative sample of 
the concrete. Concrete cylinders and slump tests shall be made by the Engineer or under his direct 
supervision. A set of cylinders shall consist of three. A minimum of one set shall be made for each 
day's production. 

In vibrated and spun pipe, where the slump of the concrete approaches zero (0), the cylinders shall be 
made as follows: 

Fill the cylinder can in 3 equal layers. Each layer shall be vibrated and assisted by rodding or other 
mechanical contrivance simultaneously until the moisture comes to the surface. Care shall be taken that 
the material is not overvibrated which will cause segregation. When the moisture rises to the surface 
of the third layer, it is struck off and leveled . The cap is put on the cylinder and it is marked for 
identification . It shall then be steam cured in the same manner as the pipe, at the conclusion of which 
the cylinders shall be brought into the laboratory for standard moist curing until the prescribed time for 
the compressive test. 

The cylinders shall be made according to ASTM C 31 where the pipe is manufactured with concrete that 
has enough slump for the material to be hand-rodded. For reinforced concrete pipe made by the 
centrifugal method, the manufacturer may substitute centrifugally cast test cylinders for standard test 
cylinders. Centrifugally cast cylinders shall be made in accordance with A WW A C-302 and cured in 
the same manner as normal test cylinders, except that the net area of the hollow cylinder will be used 
to determine the compressive strength. 

SUBSECTION 735.8 DOWNGRADING OF PIPE: 

For the purpose of these Specifications, downgrade pipe shall be defined as pipe, which is to be 
used under loads less than that for which they have been designed . 
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SUBSECTION 735.9 ACCEPTANCE MARK: 

The Engineer may, at the place of manufacturer, indicate his acceptance of the pipe for delivery to 
the job by marking the pipe with the Owner's mark. Such acceptance, however, shall not be 
considered a final acceptance. 

If the pipe is subsequently rejected, the mark placed thereon by the Engineer shall be defaced. 

SUBSECTION 735.10 MEASUREMENT: 

No measurement for payment is required for this section. 

SUBSECTION 735.11 PAYMENT: 

No payment will be made separately for reinforced concrete cylinder pipe. The Contractor shall 
receive payment in accordance with Section 618. Costs associated with procuring commercial 
materials are considered incidental to the work in Section 618. 

End of Section 
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SECTION 759 STEEL PIPE 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 759.1 GENERAL : 

These specifications apply to Steel pipe intended for the 6-inch diameter outlet work vent pipes and 48-
inch diameter outlet pipe elbows. Steel pipe is specified as follows: 

Steel pipe shall be designed, manufactured and tested in accordance with A WW A C-200. 

Steel pipe and fittings may be furnished in pipe diameters of six (6) inches and larger. 

Pipe shall be designed by the methods described in A WW A C-200 and A WW A Manual Mll, to resist 
the internal pressures and external loading conditions designated on the approved plans or in the project 
specifications. 

Trench excavation, backfilling and compaction shall be in accordance with Section 612 unless 
otherwise specified in the plans and specifications. For Steel Pipe with a flexible coating the backfill 
pipe zone material shall consist of structural fill in accordance with Section 211. 

SUBSECTION 759.2 LINING AND COATING OPTIONS : 

A) Cement mortar lining and cement mortar coating shall be in accordance with A WW A C-205. 

B) Polyurethane coatings for interior and exterior of steel pipe shall be in accordance with 
Section 612.5. 

SUBSECTION 759.3 MANUFACTURE: 

The Contractor shall submit material information and details of special fittings to the Engineer for 
review and approval. 

When specified in the project specifications, the manufacturer shall furnish all samples, test reports, test 
specimens and perform tests as provided in A WW A C-200 or A WW A manual Mll. 

Unless otherwise specified, fabricated steel pipe shall be manufactured in uniform lengths to fit the 
pipeline alignment shown on the plans, subject to a maximum length of 40 feet. For Steel Pipe with 
flexible coatings the pipe length may be 60 foot maximum, subject to the Manufacturer' s 
recommendations. Shorter lengths may be furnished to facilitate special conditions. 

The Contractor shall submit an affidavit of compliance from the manufacturer that the pipe and fittings 
furnished comply with all applicable provisions of A WW A C-200 or A WW A Manual Mll. 

SUBSECTION 759.4 MEASUREMENT: 

No measurement for payment is required for this section. 

SUBSECTION 759.5 PAYMENT: 

No payment will be made separately for steel vent pipe and steel outlet works elbow pipe. The 
Contractor shall receive payment for the steel vent pipes and steel elbow in accordance with 
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Section 505. Costs associated with procuring commercial materials are considered incidental to the 
work in Section 505. 

End of Section 
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SECTION 765 RUBBER GASKETS FOR CONCRETE PIPE 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 765.1 GENERAL: 

The joints of concrete pipe shall be 0-ring rubber gasket joints conforming to ASTM C 361 except the 
composition and properties of the rubber gaskets shall be as follows: 

All rubber gaskets shall be extruded or molded and cured in such a manner as to be dense, homogeneous, 
and free from porosity and other imperfections. The tolerance for any diameter measured at any cross 
section shall be ±1/32 inch. All gaskets shall be manufactured from a synthetic rubber compound in 
which the elastomer is chloroprene (ASTM-SAE Designation Type SC) exclusively. Said compound 
shall contain not less than 50 percent by volume of neoprene, shall contain no deleterious substances, 
and shall conform to Table 765-1. 

TABLE 765-1 
RUBBER GASKETS 

Physical Properties Value Method of Test 
Tensile strength, Min. psi 1500 ASTM D 412 

Elongation at break, Min . percent 425 ASTM D 412 

Shore durometer hardness, Type A <I> 40-60 ASTM D 2240 

Compression set, Max. percent of original deflection <2> 20 ASTM D 395 

~ccelerated aging, tensile strength, percent <J> 80 ASTM D 572 

~ax. increase over original shore durometer value after accelerated 8 ASTMD2240 
aging 

Specific Gravity 0.95-1.45 ±0.05 ASTMD297 
(I} . . 

P1pe manufacturer shall select value Sllitable to type of JOmt. 
<
2
> Use Method B, except disc shall be Y2 inch long section of rubber gasket stock. 

(3) Percent of tensile strength, after aging by the oxygen-pressure chamber (96 hours , 
158 ± 1.8°F. 300 ± 15 psi), of the tensile strength before aging. 

It is the intent of these Specifications that the gasket container shall be a preformed rectangular 
groove so constructed that when two pipes are joined together the rubber gasket shall be 
compressed and for all practical purposes substantially fill and be largely confined within the 
rectangular groove. 

The Contractor shall submit for approval details of the shape and size of the gaskets he proposes to 
furnish. The Contractor shall submit certified test results in triplicate showing the physical properties 
of the materials used in the manufacturer of gaskets. 

SUBSECTION 765.2 MEASUREMENT: 

No measurement for payment is required for this section. 

SUBSECTION 765.3 PAYMENT: 

No payment will be made separately for rubber gaskets. The Contractor shall receive payment in 
accordance with Section 618. Costs associated with procuring commercial materials are considered 
incidental to the work in Section 618 . 
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SECTION 770 STRUCTURAL AND RIVET STEEL, RIVETS, BOLTS, PINS, 
AND ANCHOR BOLTS 

(Replace this section of the MAG Uniform Standard Specifications with the following .) 

SUBSECTION 770.1 GENERAL: 

All steel, unless otherwise designated on the Plans or in the Special Provisions, shall conform to the 
requirements of ASTM A 36. 

Report of Tests: Before fabrication, the Contractor shall furnish to the Engineer a certified mill report in 
triplicate, for each identifiable melt of steel or iron from which the material is to be fabricated. The 
report shall include the chemical and physical tests required by the ASTM Specifications. 

Additional Tests: The Owner and/or Engineer reserve the right to require and to make additional mill 
and laboratory tests . The number of such additional tests will be limited as follows, except that in the 
case of failure of the material to comply with the ASTM requirements, more tests will be made: 

Structural steel, one complete test for each heat or each 10 tons of identifiable stock. Rivets , one 
complete test for each size. Bolts, one complete test for each lot. 

Identifiable stock is material for which authentic records of the chemical and physical properties are 
available. 

Test specimens shall be furnished, cut, and machined in accordance with the ASTM specification, for 
the material to be tested, as referred to herein. Test specimens shall be furnished and machined by 
the Contractor at no additional cost to the Owner. 

Mill Tolerances: Rolling and cutting tolerances, permissible variations in weight and dimensions, 
defects and imperfections shall not exceed the limits for structural steel contained in ASTM A 6. 

Stock Material: When the Contractor proposes to use material already in stock, he shall notify the 
Engineer of such intention at least 10 days in advance of beginning fabrication, to permit sampling and 
testing. 

SUBSECTION 770.2 STRUCTURAL STEEL: 

Stock Materials: The Contractor shall select the material he wishes to use from stock. The Contractor 
shall furnish three certified mill reports for each of the heat numbers. Two samples shall be taken by 
a representative of the Engineer from each heat number, one for the tension test and one for the 
coldbend test. If the heat numbers cannot be identified, the representative of the Engineer shall select 
random test specimens from the unidentifiable heats. The number of such test specimens shall be at the 
discretion of the Engineer. The cost of all tests on stock material shall be borne by the Contractor. 

High Strength Low-Alloy Structural Steel: The material shall conform to the requirements of ASTM 
A 242, A 572/A 572M, A 606, A 607 or A 653 Grades C, D, orE as specified in the Special Provisions. 

Copper Bearing Structural Steel: Copper bearing structural steel shall conform to the requirements of 
ASTM A 36, A 570, A 61 1, or A 653 as specified in the Special Provisions. 
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SUBSECTION 770.3 RIVETS : 

Stock Material: Rivets taken from identifiable stock shall be accepted by the Engineer m 
accordance with this specification. 

Rivets from unidentifiable stock, for which authentic records of the chemical and physical 
properties are not available, shall not be used except where shown on the Plans or when approved by 
the Engineer. 

High-Strength Structural Rivet Steel: The material shall conform to the requirements of ASTM A 502. 

Structural Rivet Steel: The material shall conform to the requirements of ASTM A 502, except that the 
test specimen shall be bent upon itself when performing the bend test. 

SUBSECTION 770.4 BOLTS: 

Unfinished Bolts: The bolts shall have square heads and square nuts unless otherwise specified. The 
bolts shall bee long enough to extend entirely through the nut but not more than 1/4 inch beyond. 
Washers shall not be furnished unless specified. 

Steel bolts shall conform to the requirements of ASTM A 307, except that steel manufactured by the 
acid Bessemer process shall not be used. 

High Strength Bolts: High strength bolts shall conform to the provisions of the specification for 
the design, fabrication and erection of structural steel for buildings of the AISC. 

SUBSECTION 770 .5 ANCHOR BOLTS : 

Anchor bolts shall be manufactured from steel conforming to ASTM A 36 or A 307. 

SUBSECTION 770 .6 MILD-STEEL FORGINGS FOR STRUCTURAL PURPOSES : 

Steel forgings shall be made from steel of forging quality and shall conform to the requirements of 
ASTM A 668. They shall be Class C forgings with a maximum carbon content of 0.35 percent and 
shall be given a thorough annealing. The metal shall have a minimum Brinnel hardness number of 
130, and a maximum of 190, when tested in accordance with ASTM E 10. 

SUBSECTION 770 .7 MEASUREMENT: 

No measurement for payment is required for this 
section. 

SUBSECTION 770.8 PAYMENT: 

No payment will be made separately for the items covered by this section. The Contractor shall receive 
payment in accordance with the applicable sections of these Special Provisions. Costs associated with 
procuring commercial materials are considered incidental to the work in the applicable sections of these 
Special Provisions. 

End of Section 
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SECTION 776 MASONRY MORTAR AND GROUT 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 776.1 GENERAL: 

Masonry mortar and grout shall consist of a mixture of cementitous material and aggregate to which 
sufficient water has been added to bring the resulting mixture to the desired consistency. 

Table 776-1 and 776-2 indicates the average compressive strength obtained when the cementitious 
material, aggregate, and water (the required amount to provide a flow of 110 ± 5 percent) are combined in 
the proportion shown in Table 776-3 and 776-4. 

The mortar or grout to be used will be designated by class in the Special Provisions and the correct 
proportions of cementitious materials and aggregate will be combined with the minimum amount of water to 
provide a workable mixture. 

Retempering of the mortar or grout will not be a standard practice and the Engineer' s approval will be 
required for any exception. 

TABLES 776-1 AND 776-2 
MASONRY MORTAR AND GROUT COMPRESSIVE STRENGTH 

Table 776-1 Table 776-2 
Masonry Mortar Grout 

Compressive Strength Compressive Strength 
Type 28 Days (psi) Type 28 Days (psi) 

A 5500 Fine Grout 2500 

B 5000 Coarse Grout 2500 

c 4000 

D 3000 

M 2500 

s 1800 

TABLE776-3 
MASONRY MORTAR PROPORTIONS BY VOLUME 

Aggregate 
Type Portland Cement Hydrated Lime ASTMC144 

A 1 0 1 

B 1 0 1 1/2 

c 1 0 2 

D 1 0 2 1/2 

M 1 1/4 2 114 to 3 

S* 1 112 2 114 to 3 

*Masonry cement type S may be substituted for the cementitious material. Prior approval of the 
Engineer is required. 
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TABLE776-4 
GROUT FOR REINFORCED MASONRY PROPORTIONS BY VOLUME FOR FIELD 

BATCillNG 
Fine Aggregate Coarse Aggregate 

Type Portland Cement (ASTM C 404) (ASTM C 404) 

Fine 1 2 14 to 3 0 

Grout 1 2 Y2 1 to 2 

SUBSECTION 776.2 PORTLAND CEMENT: 

The cement used shall conform with Section 725. For volumetric proportioning an unopened sack of cement 
weighing 94 pounds shall be considered as having a 1 cubic foot volume. 

In proportioning the cement, it shall be measured loose, without shaking or compacting, in measuring 
devices of known capacity. 

SUBSECTION 776.3 AGGREGATE: 

The aggregate used shall conform with Section 701. It shall be approved by the Engineer prior to being 
utilized on the job. Any change of course will require additional approval or this neglect will be considered 
as sufficient cause for rejection of work. 

In proportioning the aggregate, it shall be measured damp, loose without shaking or compacting, m 
measuring devices of known capacity. 

SUBSECTION 776.4 MASONRY CEMENT: 

Masonry cement used shall conform to ASTM C 91 with the exception that the average compressive 
strength shall not be less than 2500 psi at 28 days. 

SUBSECTION 776.5 HYDRATED LIME: 

Hydrated lime used shall conform to ASTM C 207, TypeS. 

SUBSECTION 776.6 WATER: 

The water used shall conform to Section 225. 

SUBSECTION 776.7 ADMIXTURES: 

Admixtures, unless prescribed in the Special Provisions, will not be used without prior approval of the 
Engineer. 

SUBSECTION776.8 TESTS: 

SUBSECTION 776.8.1 Mortar: 

If in the opinion of the Engineer there is sufficient cause to question the quality of the mortar being 
utilized, random field test in accordance with ASTM C 780 Annex A-1 and A-6 will be performed. For this 
area, the penetration of the cone penetrometer correlating to a flow of 110 ± 5 percent is 40 ± 3 mrn 
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SUBSECTION 776.8.2 Grout: 

If required, tests shall be performed in accordance with Uniform Building Code Standard No. 24-23 
Section 24.2301. 

SUBSECTION 776.9 MEASUREMENT: 

No measurement for payment is required for this 
section. 

SUBSECTION 776.10 PAYMENT: 

No payment will be made separately for the items covered by this section. The Contractor shall receive 
payment in accordance with Sections 350 and 505. Costs associated with procuring commercial 
materials are considered incidental to the work in Sections 350 and 505. 

End of Section 
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SECTION790 PAINT MATERIALS 

(Replace this section of the MAG Uniform Standard Specifications with the following.) 

SUBSECTION 790.1 GENERAL: 

Paint shall be homogeneous, free of contaminants, and of a consistency suitable for the intended use. 
Finished paint shall be well-ground and the pigment shall be properly dispersed in the vehicle according 
to the requirements of the paint; and this dispersion shall be of such natme that the pigment does not settle 
appreciably, does not cake or thicken in the container, or become granular or curdled. Paint and paint 
materials shall be delivered to the job site in new, unopened air-tight containers appropriately identified 
with the manufacturer's name, date of manufacture, type of paint or paint material, specifications paint 
number, and lot or batch number. The container shall have a formula label. 

No paint shall be used until at least 7 days have elapsed from the date of manufacture. Paint containing 
lead shall comply with Subsection 107.5.2. 

SUBSECTION 790.2 PAINTED COLOR: 

Unless otherwise noted on the Plans or Special Provisions, the color for paint shall be "Wood Smoke" 
#692, 40YY 41/054 dist.J.ibuted by ICI Paints, 1307 W. Camelback Road, Phoenix, Arizona 85013, or 
approved equal. 

SUBSECTION 790.3 PROPRIETARY BRANDS: 

For the purpose of this specification, proprietary brands of paint and paint materials shall be construed to 
mean paint or paint materials conforming to the requirements of this specification and produced for 
distribution and consumption through regular wholesale and retail outlets. Whenever paint or paint 
materials are designated on the Plans or Special Provisions by a manufacturer's name or catalog 
reference, any proprietary brand of equal quality will be permitted, subject to the approval of the 
Engineer. Information required by the Engineer as proof of the comparative quality shall be furnished by 
the Contractor. 

SUBSECTION 790.4 PAINT COATS: 

The first coat of paint applied to an unpainted surface shall be called the prime coat. The paint applied to 
field connections, welds, rivets, and all damaged or defectively painted or rusty areas on a prime coated 
surface shall be called a touch-up coat. The paint applied over the prime coat and touch-up coat shall be 
called the second coat. The final coat of paint shall be called the finish coat. 

SUBSECTION 790.5 MATERIALS: 

Materials shall conform in all respects to the requirements of references specifications indicated for such 
material. 

Upon request of the Engineer, the Contractor shall furnish a ce1tification from the manufactmer that the 
material conforms to this specification. 

(A) Vehicles: 
Raw Linseed Oil 
Boiled Linseed Oil 
Water-Resistant Spar Varnish 

Contract No. FCD 2004C017 

Specifications: 
ASTMD234 
ASTMD 260 
Navy Department Specification 52V20 
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(B) 

(C) 

Alkyd Resin 
Driers 
Thinners: 
Xylene 
Turpentine (shall be used in 

Petroleum Spirits (Mineral Spirits) 

Pigments 
Carbon black 
Lampblack 
Red Lead 
Titanium Dioxide, Non-extended 
Titanium Dioxide, Extended 

(Titanium Calcium. Rutile) 
Titanium Dioxide 
White Lead Basic Carbonate 
Zinc Yellow (Zinc Chromate) 
Zinc Oxjde 
Iron Blue 
Iron Oxide, Yell ow 
Iron Oxide, Orange 
Hansa Yellow G 
Organic Green Gold 
Chromium Oxide, Green Graphite 

TT-R-266C 
ASTM D 600, Class A or Class B, as applicable 

TT-X-916B , Grade A 
ASTM D 13, Gum Spirits 
paints used for timber) 
ASTMD 35 

Specifications: 
TT-P-343 Form 1, Class B 
ASTMD209 
ASTMD 83 
ASTM D 476, Type 11 , Class II 
ASTMD476 

TT-P422B, Type Ill, Class A 
ASTMD 81 
ASTM D 478, Type II 
ASTMD 79 
TT-P-385 
TT-P-458A 
ASTM D 3721, D 3722, D 3724 
MIT..,-H-10330 
Dupont YT 562-D or equal, specific gravity 161 ±0.05 
TT-P-347 

Graphite shall be natural amorphous material (American product) which shall contain not less than 35 
percent nor more than 45 percent graphite carbon. The remainder shall be insoluble siliceous material 
containing a total of not more than 5 percent calcium and magnesium carbonate and sulfate. The 
pigment shall be ground to such a fineness that not less than 97 percent shall pass a No. 325 sieve. 
The graphite paste shall be made by grinding the pigment in pure raw linseed oil in the following 
proportions: 

Amphorus Graphite 
Linseed Oil 

Diatomaceous Silica 
Magnesium Silicate 

68.0 percent 
32.0 percent 

Inert Materials: Specifications: 
ASTM D 604, Type A 
ASTMD 605 

SUBSECTION 790.6 MIXED PAINTS: 

All mixed paints shall, in general, be machine-mixed and shall consist of the pigment of the required 
fineness and composition, ground to the desired paste consistency in pure raw or boiled linseed oil, to 
which shall be added the remainder of the vehicle to make paint conforming to the required formula as 
herein specified. 

Paint, which has hardened and thickened in the container such that it cannot be readily broken up to a 
smooth uniform paint of good brushing consistency, shall not be used. 
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All materials used in mixed paints shall conform to the requirements as herein specified. The paint shall 
be made to satisfactory workable consistency conforming to one of the following formulas for paint as 
required on the Plans or in the Special Provisions. All percentages shown are by weight. 

Any of the following paints, which are too thick to have a satisfactory workable consistency, shall be 
thinned with a suitable thinner from the group of thinners herein specified. In no case shall gasoline be 
used as a thinner. 
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Paint Number 
1-A 
1-B 
1-D 
4 
5 
6 
7 
8 
9 
10 
11 
15 

~ 
Red Lead - Linseed Oil 
Read Lead - Alkyd Resin 
Zinc Chromate 
Dull Black 
Jet Black 
Black - For Timber Primer Only 
White- For Timber Primer Only 
White 
Light Gray 
Aluminum 
White Enamel 
Zinc 

SUBSECTION 790.7 MEASUREMENT: 

No measurement for payment is required for this section. 

SUBSECTION 790.8 PAYMENT: 

No payment will be made separately for painting materials. The Contractor shall receive payment in 
accordance with Section 530. Costs associated with procuring commercial materials are considered 
incidental to the work in Section 530. 

End of Section 
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SECTION 796 TDR INSTRUMENTATION 

(Add this section to the MAG Uniform Standard Specifications.) 

SUBSECTION 796.1 DESCRIPTION: 

The work covered by this specification consists of furnishing all materials, labor, and equipment for the 
installation of the Time Domain Reflectometry (TDR) sensor cables and appurtenances . 

This installation shall include, but not be limited to, the installation of the coaxial sensor cables, coaxial 
cable connectors, and traffic rated utility vaults. The Contractor shall be responsible for crimping the 
sensor cables at the intervals described in this specification. 

SUBSECTION 796.23 MATERIALS: 

TDR sensor cables shall be Comm Scope Parameter ill, solid aluminum, 0.875-inch outside diameter 
(OD) coaxial cable without the polyethylene jacket, Part No. P-3 75-875CA. 

TDR sensor cable connectors shall be Gilbert Engineering coaxial pm connectors, Part 
No. GRS-875-/ch-DU-02 with N-type adapters (G-CH-N-75) . 

The TDR sensor cable utility vault (located at the crest of the new dam embankment) shall be the 
minimum sized traffic rated vault capable of housing at least 2 feet of TDR sensor cable (2 feet for each 
cable). 

SUBSECTION 796.3 INSTALLATION: 

The Contractor shall submit a plan for the installation, crimping, supp01i system, and backfill operation 
two (2) weeks prior to beginning work on the TDR cable installation for to the Engineer for approval. The 
plan shall include a description of how the cables will be anchored and supported in the trench during the 
CLSM backfill operation. The cable may be buoyant when the CLSM is placed and must be securely 
anchored within the trench to prevent excessive movement both vertically and horizontally. The plan shall 
include a description of the supports for the cable and precautions required to prevent bi-metallic 
corrosion between the supports and cable, if metal supports are to be used . The spacing of the supports 
shall not exceed twenty (20) feet or as required to prevent the cable from floating or excessive deflection. 
The cables shall be supp01ied such that the deflected cable has a minimum of 4 inches of clearance from 
the trench walls or bottom of trench. The Plan shall also include a description of the proposed backfilling 
operations and equipment to be used for trench backfill where sand bedding and soil backfill are 
specified. 

Each cable shall be crimped at fifty (50) foot spacing for the full length of the cable. The crimping shall 
be done without causing a crack or split in the aluminum casing. The crimp shall be a permanent 
deformation of the casing, and each crimp shall be a minimum of three (3) inches long. The Contractor 
shall demonstrate to the Engineer for approval the equipment and method that will be used to crimp the 
cable. After the cable has been c1imped and prior to backfill of the trench, the cable shall be tested for 
continuity and determination that the crimping will provide the required signal of their location. 

The Contractor shall excavate the TDR sensor cable trench to the required lines and grades as shown on 
the Plans. The CLSM backfill shall be placed and prepared in accordance with Section 604 of the Special 
Provisions. The Contractor shall verify that the guide wall cutouts have been provided at the TDR sensor 
cable trench crossing locations at the upstream outlet works foundation as shown on the Plans. Any 
corrective measures required to ensure a continuous TDR sensor cable trench shall be the responsibility of 
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the Contractor at no expense to the Owner. The Contractor shall install the TDR sensor cables m 
accordance with the Plans and these Special Provisions. 

Each TDR sensor cable shall be continuous from the utility vault at the beginning of the trench to the 
sensor cable termination utility vault and shall be watertight with no cuts, splits, or breaks in the exterior 
aluminum casing. The end connectors shall also be watertight. Each TDR sensor cable shall be marked at 
the beginning and termination point to provide permanent identification. 

The TDR sensor cable trailers and cable reels shall be placed in line with the trench to prevent any 
unnecessary bending of the cable. 

When routing cables to enclosure locations, leave adequate cable lengths for splicing. Bend the cables 
carefully around curves and upward at enclosure locations. Cap the cable as needed and in accordance 
with manufacturer's requirements. 

End connections of the TDR sensor cable shall be made in accordance with the manufacturer's 
requirements using only manufacturer approved tools and equipment to perform the work. 

The maximum pulling tension on the TDR sensor cable shall not exceed 875 pounds at any time during 
construction activities. Minimize tail loading by using minimal braking during the pay-off of the cable 
from the reel. No braking is preferred. Tail loading can also be minimized by rotating the reel in the 
direction of pay-off. 

Break-away swivels should be placed on each cable to ensure that the maximum allowable tension is not 
exceeded. The swivel shall be placed between the cable puller and pulling grip. A break-away swivel is 
required for each cable being pulled. 

A maximum bending radii of 10 inches (unless otherwise recommended by the manufacturer of the cable) 
shall be maintained at all times during construction activities. 

The two sets of two cables each where they overlap between Stations 146+81.75 and 147+06.75 shall 
overlap a minimum of 25 feet. 

The TDR sensor cables shall be crimped on 50-foot intervals. The dam embankment construction 
centerline stationing associated with the crimp locations shall be recorded and provided on the as-built 
drawings. The Contractor shall crimp the cable in such a manner as to not cut the exterior casing. If the 
exterior casing of the cable is cut during crimping operations, the Contractor shall replace the cable at the 
direction of the Engineer at no cost to the Owner. 

SUBSECTION 796.4 PROTECTION: 

The TDR sensor cables shall be protected from damage at all times by the Contractor. Any damaged TDR 
sensor cable shall be removed and replaced to the approval of the Engineer at no cost to the Owner. 

SUBSECTION 796.5 HANDLING, INSPECTION, TESTING: 

The Contractor shall inspect every reel and pallet of material for damage as it is unloaded. Suspect cable 
shall be set aside for a more detailed inspection before the shipping documents are signed. 

The Contractor shall follow the manufacturer's requirements for unloading, handling, and storage of the 
TDR sensor cables . 

If cable damage is too extensive to accept the shipment, do not sign the shipping documents and advise 
the carrier's driver that the shipment is being refused because of the damage. 

Contract No. FCD 2004C017 PCN 470.04.30 SP Page 171 of172 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

Do not drop reels off the back of the truck onto a stack of tires, onto the ground, or any other surface. Any 
cable unloaded in this manner will be rejected by the Engineer. The Contractor shall replace all rejected 
cable at no additional cost to the Owner. 

TDR sensor cable rolls may be stored outside and can be stacked on flange or stored upright on the rolling 
edge. The Contractor shall use a forklift to hoist, maneuver, or stack the cable. The ground surface where 
the cable is stored shall be relatively level and have good drainage to reduce the possibility of 
deterioration of the reel flanges. Reels stored on the rolling edge should be aligned flange to flange to 
prevent possible damage to the cable once the protective cover has been removed. At no time shall the 
cable reels be stored more than three reels high. 

The Contractor shall test each reel of TDR sensor cable prior to installation. Upon delivery of the cable to 
the site, the Contractor shall perform Structural Return Loss (SRL) and impedanceffDR testing. These 
test methods shall be performed in accordance with the Broadband Applications and Construction 
Manual for Trunk and Distribution Cable published by Comm Scope. The results shall be compared to 
the manufacturer's ce1tified test reports for the individual reels of cable. 

Upon completion of the TDR sensor cable installation including the crimping of the cables, and prior to 
backfilling operations, the Contractor shall test the cable as previously described. 

Any reels of cable exhibiting deficiencies when tested will be rejected by the Engineer. The Contractor 
shall replace all rejected cable at no additional cost to the Owner. 

SUBSECTION 796.6 MEASUREMENT: 

Measurement for payment shall be per linear feet of TDR sensor cable laid as measured along the axis of 
the cable. 

SUBSECTION 796.7 PAYMENT: 

Payment shall be made on the basis of the price bid per linear foot, to the nearest foot for the specified 
cable and shall be compensation in full for furnishing and installing the cable specified and appurtenances 
listed in these Special Provisions as shown on the Plans including trenching, bedding sand, and soil 
backfill, installation, testing, all materials and appurtenances, couplings, and vaults. 

BID ITEM 796-1 TDR INSTRUMENTATION 

End of Section 
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Appendix A 
Federal Requirements 

The cooperator/signatories agree to comply with the following special provisions, which are hereby 
attached to this agreement; to the extent they are applicable. 

I. 

II. 

Drug-Free Workplace. 

By signing this agreement, the cooperator is providing the certification set out below. If it is later 
determined that the cooperator knowingly rendered a false certification, or otherwise violates the 
requll-ements of the Drug-Free Workplace Act, the Natural Resources Conservation Service 
(NRCS), in addition to any other remedies available to the Federal Government, may take action 
authorized under the Drug-Free Workplace Act. 

Controlled substance means a controlled substance in Schedules I through V of the Controlled 
Substances Act (21 U.S.C. 812) and as further defined by regulation (21 CFS 1308.11 through 
1308.15); 

Conviction means a finding of (including a plea of nolo contendere) or imposition of sentence, or 
both, by any judicial body charged with the responsibility to determine violations of the Federal 
or State criminal drug statutes; 

Criminal drug statute means a Federal or non-Federal criminal statute involving the 
manufacturing, distribution, dispensing, use, or possession of any controlled substance; 

Employee means the employee of a grantee directly engaged in the performance of work under a 
grant, including: (1) AU direct charge employees; (ii) AD indirect charge employees unless their 
impact or involvement is insignificant to the performance of the grant; and, (iii) Temporary 
personnel and consultants who are directly engaged in the performance of work under the grant 
and who are on the grantee's payroll. This definition does not include workers not on the payroll 
of the grantee (e.g., volunteers, even if used to meet a matching requirements; consultants or 
independent contractors not on the grantees' payroll; or employees of sub-recipients or 
subcontractors in covered workplaces). 

Certification. 

A. The grantee ce1tifies that it will or will continue to provide a drug-free workplace by: 

1. Publishing a statement notifying employees that the unlawful manufacture, distribution, 
dispensing, possession, or use of a controlled substance is prohibited in the grantee's 
workplace and specifying the actions that will be taken against employees for violation of 
such prohibition; 

2. Establishing an ongoing drug-free awareness program to inform employees about-

a. The danger of drug abuse in the workplace; 
b. The grantee's policy of maintaining a drug-free workplace; 
c. Any available drug counseling, rehabilitation, and employee assistance programs; 

and 
d. The penalties that may be imposed upon employees for drug abuse violations 

occurring in the workplace; 
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III. 

3. Making it a requirement that each employee to be engaged in the performance of the 
grant be given a copy of the statement required by paragraph (1) above; 

4. Notifying the employee in the statement required by paragraph (1) above that, as a 
condition of employment under the grant, the employee will -

a. Abide by the terms of the statement; and 
b. Notifying the employer in writing of his or her conv1ct10n for a violation of a 

criminal drug statute occurring in the workplace no later than five (5) calendar days 
after such a conviction; 

5. Notifying NRCS in writing, within ten (10) calendar days after receiving notice under 
paragraph (4)(b) above from an employee or otherwise receiving actual notice of such 
conviction. Employers of convicted employees must provide notice, including position 
title, to every grant officer or other designee on whose grant activity the convicted 
employee was working, unless the Federal agency has designated a central point for the 
receipt of such notices. Notice shall include the identification number(s) of each affected 
grant; 

6. Taking one of the following actions, within thirty (30) calendar days of receiving notice 
under paragraph (4)(b), with respect to any employee who is so convicted-

a. Taking appropriate personnel action against such an employee, up to and including 
termination, consistent with the requirements of the Rehabilitation Act of 1973, as 
amended; or 

b. Requiring such employee to participate satisfactmily in a drug abuse assistance or 
rehabilitation program approved for such purposes by a Federal, State or local health, 
law enforcement, or other appropriate agency; 

7. Making a good faith effort to continue to maintain a drug-free workplace through 
implementation of paragraphs (1), (2), (3), ( 4), (5), and (6). 

8. Agencies shall keep the original of all disclosure reports in the official files of the agency. 

B. The cooperator may provide a list of the site(s) for the performance of work done in 
connection with a specific project or other agreement. 

Certification Regarding Lobbying (7 CFR 3018) (Applicable if this agreement exceeds 
$100,000). 

This certification is a material representation of fact upon which reliance was placed when this 
transaction was made or entered into. Submission of this certification is a prerequisite for making 
or entering into this transaction imposed by section 1352, Title 31, U. S. Code. Any person who 
fails to file the required certification shall be subject to a civil penalty of not less than $10,000 
and not more than $100,000 for each such failure. 

A. No Federal appropriated funds have been paid or will be paid, by or on behalf of the 
cooperator, to any person for influencing or attempting to influence an officer or employee of 
an agency, Member of Congress, and officer or employer of Congress, or a Member of 
Congress in connection with the awarding of any Federal contract, the making of any Federal 
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IV. 

v. 

grant, the making of any Federal loan, the entering into of any cooperative agreement, and the 
extension, continuation, renewal, amendment, or modification of any Federal contract, grant, 
loan, or cooperative agreement 

B. If any funds other than Federal appropriated funds have been paid or will be paid to any 
person for influencing or attempting to influence an officer or employee of any agency, a 
Member of Congress, an officer or employee of Congress, or an employee of a Member of 
Congress, in connection with this Federal contract, grant, loan, or cooperative agreement, the 
undersigned shall complete and submit Standard Form - LLL, "Disclosure Form to Report 
Lobbying," in accordance with its instructions. 

C. The cooperator shall require that the language of this certification be included in the award 
documents for all sub-awards at all tiers (including · subcontracts, sub-grants, and contracts 
under grants, loans, and cooperative agreements) and that all sub-recipients shall certify and 
disclose accordingly. 

Certification Regarding Debarment. Suspension, and Other Responsibility matters 
Primary Covered Transactions, (7 CFR 3017). 

A. The cooperator certifies to the best of its knowledge and belief, that it and its principals: 

1. Are not presently debarred, suspended, proposed for debarment, declared ineligible, or 
voluntarily excluded from covered transactions by any Federal deprutment or agency; 

2. Have not within a three-year period preceding this proposal been convicted of or had a 
civil judgment rendered against them for commission of fraud or a criminal offense in 
connection with obtaining, attempting to obtain, or performing a public (Federal, state or 
local) transaction or contract under a public transaction; violation of Federal or State 
antitrust statutes or commission of embezzlement, theft, forgery, bribery, falsification or 
destruction of records, making false statements, or receiving stolen property; 

3. Are not presently indicted for or otherwise criminally or civilly charged by a 
governmental entity (Federal, State, or local) with commission of any of the offenses 
enumerated in paragraph (1) (b) of this certification; and 

4. Have not within a three-year period preceding this application/proposal has one or more 
public transactions (Federal, State or local) terminated for cause or default. 

5. Where the primru·y cooperator is unable to certify to any of the statements in this 
certification, such prospective participant shall attach an explanation to this agreement. 

Clean Air and Water Certification. 

(Applicable if this agreement exceeds $100,000, or a facility to be used has been the subject of a 
conviction under the Clean Air Act (42 U.S.C. 1857c-g(c) (1) or the Federal Water Pollution 
Control Act (33 U.S.C. 1319(c)) and is listed by EPA, or is not otherwise exempt.) 

The cooperator signatory to this agreement certifies as follows : 

A. Any facility to be utilized in the performance of this proposed agreement is , is not 
____ , listed on the Environmental Protection Agency List of Violating Facilities. 
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B. To promptly notify the State or Regional Conservationist prior to the signing of this agreement by 
NRCS, of the receipt of any communication from the Director, Office of Federal Activities, U. S. 
Environmental Protection Agency, indicating that any facility which he/she proposes to use for 
the performance of the agreement is under consideration to be listed on the Environmental 
Protection Agency List of Violating Facilities. 

C. To include substantially this certification, including this subparagraph (c), in every nonexempt 
sub-agreement. 

VI Clean Air and Water Clause. 

(Applicable only if the agreement exceeds $100,000, or a facility to be used has been the subject 
of a conviction under the Clean Air Act (42 U.S.C. 1857c-g(c) (1) or the Federal Water Pollution 
Control Act (33 U.S.C. 1319(c)) and is listed by EPA or the agreement is not otherwise exempt.) 

A. The cooperator agrees as follows: 

1. To comply with all the requirements of section 114 of the Clean Air Act as amended (42 
U.S .C. 1857, et seq., as amended by Public Law 91-604) and section 308 of the Federal 
Water Pollution Control Act (33 U.S.C. 1251 et. sq., as amended by Public Law 92-500), 
respectively, relating to inspection, monitoring, entry, reports, and information, as well as 
other requirements specified in section 114 and section 308 of the Air Act and the Water 
Act, respectively, and all regulations and guidelines issued there under before the signing 
of this agreement by NRCS. 

2. That no portion of the work required by this agreement will be performed in a facility 
listed on the Environmental Protection Agency List of Violating Facilities on the date 
when this agreement was signed by NRCS unless and until the EPA eliminates the name 
of such facility or facilities from such listing. 

3. To use their best efforts to comply with clean air standards and clean water standards at 
the facilities in which the agreement is being performed. 

4. To insert the substance of the provisions of this clause in any nonexempt sub-agreement, 
including this subparagraph (A) (4). 

B. The terms used in this clause have the following meanings: 

1. The term "Air Act" means the Clean Air Act, as amended (42 U.S.C. 1957 et seq., as 
amended by Public Law 91-604). 

2. The term "Water Act" means Federal Water Pollution Control Act, as amended (33 
U.S.C. 1251 et seq., as amended by Public Law 92-55). 

3. The term "clean air standards" means any enforceable rules, regulations, guidelines, 
standards, limitations, orders, controls, prohibitions, or other requirements which are 
contained in, issued under, or otherwise adopted pursuant to the Air Act or Executive 
Order 11738, an applicable implementation plan as described in section 110(d) of the 
Clean Air Act (42 U.S .C. 1857c-5[d]), and approved implementation procedure or plan 
under section I 1 l(c) or section I 1 1 (d), respectively, of the Air Act (42 U.S.C. 1857C-
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6[c] or [d]), or an approved implementation procedure under section 112(d) of the Air 
Act (42 U.S.C. 1857c-7[d]). 

4. The term "clean water standards" means any enforceable limitation, control condition, 
prohibition, standards, or other requirement which is promulgated pursuant to the Water 
Act or contained a permit issued to a discharger by the Environmental Protection 
Agency or by a State under an approved program, as authorized by section 402 of the 
Water Act (33 U.S.C. 1342), or by a local government to ensure compliance with 
pretreatment regulations as required by section 307 of the Water Act (3 U.S .C. 1317). 

5. The term "compliance" means compliance with clean air or water standards. Compliance 
shall also mean compliance with the scheduled or plan ordered or approved by a court of 
competent jurisdiction, the Environmental Protection Agency or any air or water 
pollution control issued pursuant thereto. 

6. The term "facility" means any building, plant, installation, structure, mine, vessel or other 
floating craft, location or site of operations, owned leased, or supervised by a Sponsor, to 
be utilized in the performance of an agreement or sub-agreement. Where a location or site 
of operations contains or includes more than one building, plant, installation, or structure, 
the entire location shall be deemed to be a facility except where the Director, Office of 
Federal Activities, Environmental Protection Agency, determines that independent 
facilities are located in one geographical area. 

VII. Assurances and Compliance 

As a condition of the grant or cooperative agreement, the recipient assures and certifies that it is 
in compliance with and will comply in the course of the agreement with all applicable laws, 
regulations, Executive Orders and other generally applicable requirements, including those set out 
in 7 CPR 3015, 3016, 3017, 3018, 3019, and 3051 which hereby are incorporated in this 
agreement by reference, and such other statutory provisions as are specifically set fmth herein. 

VIII. Examination of Records 

Give the NRCS or the Comptroller General, through any authorized representative, access to and 
the right to examine all records, books, papers, or documents related to this agreement. Retain all 
records related to this agreement for a period of three years after completion of the terms of this 
agreement in accordance with the applicable OMB Circular. 
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NRCS-AS-83 
Rev. 12-73 

U. S. Dept. of Agr iculture 
Natural Resources Conservation Service 

EQUAL OPPORTUNITY (NRCS-AS-83) 

The Contracting Local Organization agrees to incorporate, or cause to be incorporated, into any contract 
for construction work, or modification thereof, as defmed in the rules and regulations of the Secretary of 
Labor at 41 CFR, Chapter 60, which is paid for, in whole or in part, with funds obtained from the Federal 
Government or borrowed on the credit of the Federal Government pursuant to grant, contract, loan, 
insurance, or guarantee, or undertaken pursuant to any Federal program involving such grant, contract, 
loan, insurance, or guarantee, the following Equal Opportunity (Federally Assisted Construction) clause: 

EQUAL OPPORTUNITY (FEDERALLY ASSISTED CONSTRUCTION) (NRCS-AS-83) 

During the performance of this contract, the Contractor agrees as follows: 

A The Contractor will not discriminate against any employee or applicant for employment because of 
race, color, religion, sex, or national origin. The Contractor will take affirmative action to ensure that 
applicants are employed, and that employees are treated during employment without regard to their 
race, color, religion, sex, or national migin. Such action shall include, but not be limited to the 
following: Employment, upgrading, demotion, or transfer; recruitment or recruitment advertising; 
layoff or termination; rates of pay or other forms of compensation; and selection for training, 
including apprenticeship. The Contractor agrees to post in conspicuous places, available to 
employees and applicant for employment, notices to be provided setting forth the provisions of this 
Equal Opportunity (Federally Assisted Construction) clause. 

B. The Contractor will, in all solicitations or advertisements for employees placed by or on behalf of the 
Contractor, state that all qualified applicants will receive consideration for employment without 
regard to race, color, religion, sex, or national origin. 

C. The Contractor will send to each labor union or representative of workers, with which he/she has a 
collective bargaining agreement or other contract or understanding, a notice to be provided advising 
the said labor union or workers' representative of the Contractor's commitments under this section, 
and shall post copies of the notice in conspicuous places available to employees and applicant for 
employment. 

D. The Contractor will comply with all provisions of Executive Order No. 11246 of September 24, 1965, 
and of the rules, regulations, and relevant orders of the Secretary or Labor. 

E. The Contractor will provide all information and reports required by Executive Order No. 11246 of 
September 24, 1965, and by the rules, regulations, and orders of the Secretary of Labor, or pursuant 
thereto, and will permit access to his/her books, records, and accounts by the administering agency 
and the Secretary of Labor for purposes of investigation to ascertain compliance with such rules, 
regulations, and orders, 

F. In the event of the Contractor's noncompliance with the Equal Opportunity (Federally Assisted 
Construction) clause of this contract or with any of the said rules , regulations or orders, this contract 
may be canceled, terminated, or suspended, in whole or in part, and the Contractor may be declared 
ineligible for further Government contracts or federally assisted construction contracts in accordance 
with procedures authorized in Executive Order No, 11246 of September 24, 1965, and such other 
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sanctions may be imposed and remedies invoked as provided in Executive Order No. 11246 of 
September 24, 1965, or by rule, regulation, or order of the Secretary of Labor, or as provided by law. 

G. The Contractor shall include this Equal Opportunity (Federally Assisted Constmction) clause in every 
subcontract or purchase order unless exempted by the rules, regulations, or orders of the Secretary of 
Labor issued pursuant to Section 204 of Executive Order No. 11246 of September 24, 1965, so that 
such provisions will be binding upon each subcontractor or vendor. The Contractor will take such 
action with respect to any subcontract or purchase order as the administering agency may direct as a 
means of enforcing such provisions, including sanctions for noncompliance: Provided, however, that 
in the event a Contractor becomes involved in, or is threatened with, litigation with a subcontractor or 
vendor as a result of such direction by the administering agency the Contractor may request the 
United States to enter into such litigation to protect the interests of the United States. 

H. The Contracting Local Organization further agrees that it will be bound by the above Equal 
Opportunity (Federally Assisted Construction) clause with respect to its own employment practices 
when it participates in federally assisted construction work: Provided, however, that if the 
Contracting Local Organization so participating is a State or local government, the above Equal 
Opportunity (Federally Assisted Construction) clause is not applicable to any agency, instrumentality, 
or subdivision of such government which does not patticipate in work on or under the contract. 

I. The Contracting Local Organization agrees that it will assist and cooperate actively with the 
administering agency and the Secretary of Labor in obtaining the compliance of Contractors and 
subcontractors with the Equal Opportunity (Federally Assisted Construction) clause and the rules, 
regulations, and relevant orders of the Secretary of Labor, that it will furnish the administering 
agency and the Secretary of Labor such inf<?rmation as they may require for the supervision of such 
compliance, and that it will otherwise assist the administering agency in the discharge of the agency's 
primary responsibility for securing compliance. 

J. The Contracting Local Organization further agrees that it will refrain from entering into any contract 
or contract modification subject to Executive Order No. 11246 of September 24, 1965, with a 
Contractor debarred from, or who has not demonstrated eligibility for, Government contracts and 
Federally assisted construction contracts pursuant to the Executive order and will carry out such 
sanctions and penalties for violation of the Equal Opportunity (Federally Assisted Construction) 
clause as may be imposed upon Contractors and subcontractors by the administering agency or the 
Secretary of Labor pursuant to Part II, Subpati D, of the Executive order. In addition, the Contracting 
Local Organization agrees that if it fails or refuses to comply with these undertakings the 
administering agency may take any or all of the following actions: Cancel, terminate, or suspend, in 
whole or in part, this grant; refrain from extending any futther assistance to the Contracting Local 
Organization under the program with respect to which its failure or refusal occurred until satisfactory 
assurance of future compliance has been received from such Contracting Local Organization~ and 
refer the case to the Department of Justice for appropriate legal proceedings . 
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NOTICE TO CONTRACTING LOCAL ORGANIZATION OR REQUIREMENTS FOR 
CERTIFICATIONS OF NONSEGREGATED FACILITIES 

A A Certification ofNonsegregated Facilities must be submitted by the Contracting Local Organization 
prior to any agreement for Federal financial assistance where the Contracting Local Organization will 
itself perform a federally assisted construction contract exceeding $10,000 which is not exempt from 
the provisions of the Equal Opportunity clause. 

B. The Contracting Local Organization shall notify prospective federally assisted construction 
contractors of the Certification ofNonsegregated Facilities required, as follows: 

NOTICE TO PROSPECTIVE FEDERALLY ASSISTED CONSTRUCTION CONTRACTORS 

A. A Certification of Nonsegregated Facilities must be submitted prior to the award of a federally 
assisted construction contract exceeding $10,000, which is not exempt from the provisions of the 
Equal Opportunity clause. 

B. Contractors receiving federally assisted construction contract awards exceeding $10,000, which are 
not exempt from the provisions of the Equal Opportunity clause, will be required to provide for the 
forwarding of the following notice to prospective subcontractors for supplies and construction 
contracts where the subcontracts exceed $10,000 and are not exempt from the provisions of the Equal 
Opportunity clause. 

NOTICE TO PROSPECTIVE SUBCONTRACTORS OR REQUIREMENTS FOR 
CERTIFICATIONS OF NONSEGREGATED FACILITIES 

A. A Certification of Nonsegregated Faci lities must be submitted prior to the award of a subcontract 
exceeding $10,000, which is not exempt from the provisions of the Equal Opportunity clause. 

B. Contractors receiving subcontract awards exceeding $10,000 which are not exempt from the 
provisions of the Equal Opportunity clause will be required to provide for the forwarding of this 
notice to prospective subcontractors for supplies and construction contracts where the subcontracts 
exceed $10,000 and are not exempt from the provisions of the Equal Opportunity clause. 
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NRCS-AS-818 
Rev. 4-70 
File Code AS-14 

CERTIFICATION OF NONSEGREGATED FACILITIES (NRCS-AS-818) 

(Applicable to federally assisted construction contracts and related subcontracts exceeding $10,000, 
which is not exempt from the Equal Opportunity Clause.) 

The federally assisted construction contractor certifies that he/she does not maintain or provide for his/her 
employees any segregated facilities at any of his/her establislunents, and that he/she does not permit 
his/her employees to perform their services at any location, under his/her control where segregated 
faci lities are maintained . The federally assisted construction contractor certifies that he/she wil l not 
maintain or provide for his/her employees any segregated faci lities at any of his/her establishments, and 
that he/she will not permit his/her employees to perform their services at any location, under his/her 
control where segregated facilities are used . The federally assisted construction contractor agrees that a 
breach of this certification is a violation of the Equal Opportunity Clause in this contract. As used in this 
ce11ification, the term "segregated facilities" means any waiting rooms, work areas, restrooms and 
washrooms, restaurants and other eating areas, time clocks, locker rooms and other storage or dressing 
areas, parking lots, drinking fountains , recreation or entertainment areas, transportation, and housing 
facilities provided for employees which are segregated by exp licit directive or are in fact segregated o the 
basis of race, color, religion, or national origin, because of habit, local custom, or otherwise. The 
federally assisted construction contractor agrees that (except where he/she has obtained identical 
certifications from proposed subcontractors for specific time periods) he/she will obtain identical 
certifications from proposed subcontractors prior to the award of subcontractors exceeding $10,000 which 
are not exempt from the provisions of the Equal Opportunity Clause, and that he/she will retain such 
certifications in his/her files. 

NOTE: The penalty for making false statements in offers is prescribed in 18 U.S.C. 1001. 

Contractor 

Signature 

Title Date 
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STANDARD FEDERAL EQUAL EMPLOYMENT OPPORTUNITY CONSTRUCTION 
CONTRACT SPECIFICATIONS (EXECUTIVE ORDER 11246) 

A. As used in these specifications: 

1. "Covered area," means the geographical area described m the solicitation from which this 
contract resulted; 

2. "Director" means Director, Office of Federal Contract Compliance Program, United States 
Department of Labor, or any person to whom the Director delegates authority; 

3. "Employer identification number" means the Federal Social Security number used on the 
Employer's Quru:terly Federal Tax Return, U.S. Treasury Department Form 941. 

4. "Minority" includes: 

a. Black (all persons having origins in any of the Black African racial groups not of Hispanic 
origin); 

b. Hispanic (all persons of Mexican, Puerto Rican, Cuban, Central or South American or other 
Spanish Culture or origin, regardless ofrace); 

c. Asian and Pacific Islander (all persons having origins in any of the original peoples of the 
Far East, Southeast Asia, the Indian Subcontinent, or the Pacific Islands); and 

d. American Indian or Alaskan Native (all groups having origins in any of the original peoples 
of Nmth America and maintaining identifiable tribal affiliations through membership and 
participation or community identification). 

B. Whenever the Contractor, or any Subcontractor at any tier, subcontracts a portion of the work 
involving any construction trade, it shall physically include in each subcontract in excess of 
$10,000, the provisions of these specifications and the Notice which contains the applicable goals 
for minority and female participation and which is set fmth in the solicitations from which the 
contract resulted. 

C. If the Contractor is participating (pursuant to 41 CFR 60-4.5) in a Hometown Plan approved by the 
U.S. Department of Labor in the covered area either individually or through as association, its 
affirmative action obligations on all work in the Plan area (including goals and timetables) shall be 
in accordance with that Plan for those trades which have unions participating in the Plan. 
Contractors must be able to demonstrate their participation in and compliance with the provisions 
of any such Hometown Plan. Each Contractor or Subcontractor participating in an approved Plan is 
individually required to comply with its obligations under the EEO Clause, and to make a good 
faith effort to achieve each goal under the Plan in each trade in which it has employees. The 
overall good faith performance by other Contractors or Subcontractors toward a goal in an 
approved Plan does not excuse any covered Contractor's or Subcontractor's failure to take good 
faith effmts to achieve the Plan goals and timetables . 

D. The Contractor shall implement the specific affirmative action standards provided in Paragraphs 
(G) (1) through (G) (16) of these specifications. The goals set forth in the solicitation from which 
this contract resulted are expressed as percentages of the total hours of employment and training of 
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minority and female utilization that the Contractor should reasonably be able to achieve in each 
construction trade in which it has employees in the covered area. Covered construction contractors 
performing construction work in geographical areas where they do not have a Federal or federally 
assisted construction contract shall apply the minority and female goals established for the 
geographical area where the work is being performed. Goals are published periodically in the 
Federal Register in notice form, and such notices may be obtained from any Office of Federal 
Contract Compliance Programs or from Federal procurement Contracting Officers. The Contractor 
is expected to make substantially uniform progress toward meeting its goals in each craft during the 
period specified. 

E. Neither the provisions of any collective bargaining agreement, nor the failure by a union with 
whom the Contractor has a collective bargaining agreement, to refer either minorities or women 
shall excuse the Contractor's obligations under these specifications, Executive Order 11246, or the 
regulations promulgated pursuant thereto. 

F. In order for the nonworking training hours of apprentices and trainees to be counted in meeting the 
goals, apprentices and trainees must be employed by the Contractor during the training period, and 
the Contractor must have made a commitment to employ the apprentices and trainees at the 
completion of their training, subject to the availability of employment opportunities . Trainees must 
be trained pursuant to training programs approved by the U.S. Department of Labor. 

G. The Contractor shall take specific affirmative actions to ensure equal employment opportunity. 
The evaluation of the Contractor's compli ance with these specifications shall be based upon its 
effort to achieve maximum results from its actions . The Contractor shall document these efforts 
fully, and shall implement affirmative action steps at least as extensive as the following: 

1. Ensure and maintain a working environment free of harassment, intimidation, and coercion at 
all sites, and in all facilities at which the Contractor's employees are assigned to work. The 
Contractor, where possible, will assign two or more women to each construction project. The 
Contractor shall specifically ensure that a ll foremen, superintendents, and other on-site 
supervisory personnel are aware of and carry out the Contractor's obligations to maintain such 
a working environment, with specific attention to minority or female individuals working at 
such sites or in such faci lities. 

2. Establish and maintain a current list of minority and female recruitment sources, provide 
written notification to minority and female recruitment sources and to community 
organizations when the Contractor or its unions have employment opportunities available, and 
maintain a record of the organization's responses. 

3. Maintain a current file of the names, addresses and telephone numbers of each minority and 
fema le off-the-street applicant and minority and female referral from a union, a recruitment 
source or community organization and of what action was taken w ith respect to each such 
individual. If such individual was sent to the union hiring hall for referral and was not referred 
back to the Contractor by the union or, if referred, not employed by the Contractor, this shall be 
documented in the file with the reason therefore, along with whatever additional actions the 
Contractor may have taken. 

4. Provide immediate written notification to the Director when the union or unions with wh ich the 
Contractor has a collective bargaining agreement has not referred to the Contractor a minority 
person or woman sent by the Contractor, or when the Contractor has other information that the 
union referral process had impeded the Contractor's efforts to meet its ob ligations. 
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5. Develop on-the-job training opportunities and/or participate in training programs for the area 
which expressly include minorities and women, including upgrading programs and 
apprenticeship and trainee programs relevant to the Contractor's employment needs, especially 
those programs funded or approved by the Department of Labor. The Contractor shall provide 
notice of these programs to the sources compiled under Par·agraph (G) (2) above. 

6. Disseminate the Contractor's EEO policy by providing notice of the policy to unions and 
training programs and requesting their cooperation in assisting the Contractor in meeting its 
EEO obligations; by including it in any policy manual and collective bargaining agreement; by 
publicizing it in the company newspaper, annual report, etc.; specific review of the policy with 
all management personnel and with all minority and female employees at least once a year; and 
by posting the company EEO policy on bulletin boards accessible to all employees at each 

_location where construction work is performed. 

7. Review, at least annually, the company's EEO policy and affirmative action obligations under 
these specifications with all employees having any responsibility for hiring, assignment, layoff, 
termination, or their employment decisions, including specific review of these items with on
site supervisory personnel such as Superintendents, General Foreman, etc., prior to the 
initiation of construction work at any job site. A written record shall be made and maintained 
identifying the time and place of these meetings, persons attending, subject matter discussed, 
and disposition of the subject matter. 

8. Disseminate the Contract's EEO policy externally by including it in any advertising in the news 
media, specifically including minority and female news media, and providing written 
notification to and discussing the Contractor's EEO policy with other Contractors and 
Subcontractors with whom the Contractor does or anticipates doing business. 

9. Direct its recruitment efforts, both oral and w1itten, to rninority, female, and community 
organizations, to schools with minority and female students and to minority and female 
students and to minority and female recruitment and training organizations serving the 
Contractor's recruitment area and employment needs. Not later than one month prior to the 
date for the acceptance of the applications for apprenticeship or other training by any 
recruitment sources, the Contractor shall send written notification to organizations such as the 
above, describing the openings, screening procedures and tests to be used in the selection 
process. 

10. Encourage present minority and female employees to recruit other minority persons and 
women and, where reasonable, provide after school, summer and vacation employment to 
minority and female youth both on the site and in other areas of a Contractor's workforce. 

11. Validate all tests and other selection requirements where there is an obligation to do so under 
41 CFR Part 60-3. 

12. Conduct, at least annually, an inventory and evaluation at least of all minority and female 
personnel for promotional opportunities and encourage these employees to seek or to prepar·e 
for, through appropriate training, etc., such opportunities. 

13. Ensure that seniority practices, job classification, work assignments, and other personnel 
practices, do not have a discriminatory effect by continually monitoring all personnel and 
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employment related activities to ensure that the EEO policy and the Contractor's obligations 
under these specifications are being carried out. 

14. Ensure that all facilities and company activities are nonsegregated except that separate or 
single-user toilet and necessary changing facilities shall be provided to assure piivacy between 
the sexes. 

15. Document and maintain a record of all solicitations of offers for subcontracts from minority and 
female construction contractors and suppliers, including circulation of solicitations to minority 
and female contractor associations and other business associations. 

16. Conduct a review, at least annually, of all supervisors' adherence to and performance under the 
Contractor's EEO policies and affirmative action obligations. 

I. Contractors are encouraged to participate in voluntary associations, which assist in fulfilling one or 
more of the affirmative action obligations (Paragraphs [G) [1] through [G) [16]). The efforts of a 
contractor association, joint contractor-union, contractor-community, or other similar group of which 
the Contractor is a member and participant, may be asserted as fulfilling any one or more of its 
obligations under Paragraphs (G) (1) through (G) (16) of these Specifications provided that the 
Contractor actively participates in the group, makes every effort to assure that the group has a positive 
impact on the employment of minorities and women in the industry, ensures that the concrete benefits 
of the program are reflected in the Contractor's minority and female workforce participation, makes a 
good faith effort to meet its individual goals and timetables, and can provide access to documentation 
which demonstrates the effectiveness of actions taken on behalf of the Contractor. The obligation to 
comply, however, is the Contractor's and failure of such a group to fulfill an obligation shall not be a 
defense for the Contractor's noncompliance. 

J. A single goal for minorities and a separate single goal for women have been established. The 
Contractor, however, is required to provide equal employment opportunity and to take affirmative 
action for all minority groups, both male and female, and all women, both minority and non-minority. 
Consequently, the Contractor may be in violation of the Executive Order if a particular group is 
employed in a substantially disparate manner (for example, even though the Contractor has achieved 
its goals for women generally, the Contractor may be in violation of the Executive Order if a specific 
minority group of women is underutilized). 

K. The Contractor shall not use the goals and timetables of affirmative action standards to discriminate 
against any person because of race, color, religion, sex, or national origin. 

L. The Contractor shall not enter into any Subcontract with any person or firm debarred from 
Government contacts pursuant to Executive Order 11246. 

M. The Contractor shall cany out such sanctions and penalties for violation of these specifications and of 
the Equal Opportunity Clause, including suspension, termination, and cancellation of existing 
subcontracts as may be imposed or ordered pursuant to Executive Order 11246, as amended, and its 
implementing regulations, by the Office of Federal Contract Compliance Programs. Any Contractor 
who fails to carry out such sanctions and penalties shall be in violation of these specifications and 
Executive Order 11246, as amended. 

N. The Contractor shall designate a responsible official to monitor all employment related activity to 
ensure that the company EEO policy is being carried out, to submit reports relating to the provisions 
hereof as may be required by the Government, and to keep records. Records shall at least include for 
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each employee the name, address, telephone numbers, construction trade, union affiliation if any, 
employee identification number when assigned, social security number, race, sex, status (e.g., 
mechanic, apprentice, trainee, helper, or laborer), dates of changes in status, hours worked per week 
in the indicated trade, rate of pay, and locations at which the work was performed. Records shall be 
maintained in an easily understandable and retrievable form; however, to the degree that existing 
records satisfY this requirement, Contractors shall not be required to maintain separate -records. 

0. The Contractor, in fulfilling its obligations under these specifications, shall implement specific 
affirmative action steps, at least as extensive as those standards prescribed in Paragraph 7 of these 
specifications, so as to achieve maximum results from its effort to ensure equal employment 
opportunity. If the Contractor fails to comply with the requirements of the Executive Order, the 
implementing regulations, or these specifications, the Director shall proceed in accordance with 41 
CFR 604.8. 

P. Nothing herein provided shall be construed as a limitation upon the application of other laws which 
establish different standards of compliance or upon the application of requirements for hiring of local 
or other area residents (e.g., those under the Public Works Employment Act of 1977 and the 
Community Development Block Grant Program). 
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APPENDIX C 
CONTRACTING LOCAL ORGANIZATION CERTIFICATION 

STANDARDS OF CONDUCT 

The Contracting Local Organization (CLO) officers, employees or agents, shall neither solicit nor accept 
gratuities, favors, or anything of monetary value from contractors or potential contractors. The contract or 
other procurement action shall not be awarded to a sponsor, the CLO, or firms in which any official of 
such organizations or any member of such official's immediate family has direct or indirect interest in the 
recurring profits or contracts of such firms. To the extent permissible by state or local law, rules or 
regulations, such standards shall provide for penalties, sanctions, or other disciplinary actions to be 
applied for violations of such standards by either the CLO officers, employees, or agents, or by 
contractors, or their agents. 

FINANCIAL MANAGEMENT SYSTEM 

The CLO's financial management system meets the requirements specified in Section 510.50 of the 
National Contracts, Grants, and Cooperative Agreements Manual (copy attached). Any reference in 
Section 510.50 to the acronym SCS refers to NRCS. 

PROCUREMENT 

All procurement by the CLO shall be in accordance with OMB Circular A-102, Attachment 0. 

Contracting Local Organization: Flood Control District of Maricopa County 

Signed by: a-?t/ c::f~ /L 
Timothy S. Phillips, P.E. t7 

'e: Acting Chief Engineer & General Manager 

Date: __ 0:::.,,,_/_; >_-;.,_(_6_.5 ________ __ _ 
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1.0 INTRODUCTION 

This Construction Quality Assurance Quality Control (QA/QC) Plan applies to the provision of 

Construction Quality Assurance (CQA) and Construction Quality Control (CQC) services for the 

procurement and construction of components of the White Tanks FRS No. 3 Remediation 

Project. 

1.1 PLAN PURPOSE 

The purpose of this QA/QC Plan is to provide a project-specific technical guide to the Owner, 

the Owner's representatives, and Contractor to ensure a quality project, defensible documenta

tion, and conformance with the Plans and Special Provisions . The QC components of this Plan 

have been included to detail the minimum requirements of the Contractor during construction 

activities. The QC requirement and testing frequencies listed in this Plan in no way relieve the 

Contractor from achieving the performance requirements detailed in the Special Provisions. 

This Construction QAJQC Plan has been prepared on behalf of the Flood Control District of 

Maricopa County, the operator of White Tanks FRS No. 3 located in west Phoenix, near the 

White Tanks Mountains. This Construction QA/QC Plan has been prepared by URS Corporation 

as part of the White Tanks FRS No. 3. Rehabilitation Project. 

1.2 SCOPE OF TIDS DOCUMENT 

This Construction QAJQC Plan address the CQA and CQC for the construction work associated 

with this project. Assurance in the quality expected on this project and conformance with the 

approved plans and Special Provisions relies upon the execution of this Construction QA/QC 

Plan, specifically the field monitoring and documentation of the activities. This Construction 

QAJQC Plan therefore outlines in detail the CQA and CQC procedures that are provided and 

shall be considered in conjunction with the project contract, Plans and Special Provisions. The 

construction activities requiring CQA and CQC procedures in this document include: 

• Meetings 

• Measurement and Payment Verification 

• Site Visits and Observations 

• Earthwork 

• Soil Cement 

• Geosynthetics 

• Concrete 
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• Controlled Low Strength Material (CLSM) 

• Soil-Cement-Bentonite (SCB) Cutoff Wall Backfill 

• Reinforced Concrete Cylinder Pipe (RCCP) 

Any conflict between the requirements of this document and the approved Plans and Special 

Provisions shall be reported to the Engineer of Record, for clarification or adjudication, as 

required·. In general, however, the requirements of the Special Provisions shall prevail. 

1.3 DEFINITION OF QUALITY CONTROL VERSUS QUALITY ASSURANCE 

There is often considerable confusion between the definition of quality control and quality 

assurance. This document refers to the provision of quality control and quality assurance for 

various components of the project: 

• Quality Control (QC) refers to those actions taken by all parties involved in the 

construction, including the Contractor, those parties charged with procurement and 

installation of manufactured materials, and the placement and compaction of the soil 

materials, which provide a means to determine and sometimes quantify the characteristics 

of the product. The results of a quality control program are compared to the Special 

Provisions or other contractual or regulatory requirements . During each aspect of the 

handling of these materials, quality control is provided by the manufacturer, fabricator, or 

installer of materials, or the supplier and earthworks contractor for the soils, to ensure 

that the materials and workmanship conform to the plans and Special Provisions. Quality 

control responsibility is retained by the Contractor, suppliers, and manufacturers because 

these entities have the most direct control over qualifications of personnel, specialized 

experience or expertise, choice in type and quantity of equipment, scheduling, sequencing 

and workmanship that all factor in to the quality of the finished project. 

• Quality Assurance (QA) is a planned and systematic pattern of all means and actions 

intended to provide adequate confidence that the materials and procedures conform to the 

plans and Special Provisions, and any applicable regulatory requirements. Quality 

assurance can be provided by the Owner, or its designated representative, which often is 

an independent consulting, engineering or construction management finn. Although 

quality assurance is as important during all phases of the project, construction quality 

assurance is often in association with those actions taken in relation to the installation of 

the geosynthetics materials, installation of structural concrete, and the placement and 

compaction of the soils materials. Quality assurance is a critical component of a project 

because field conditions are the most variable and the most difficult to control and 

documentation is being recognized as invaluable to Owners and regulatory agencies. 
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2.0 PARTIES TO THE WORK AND RESPONSIBILITIES 

The successful completion of the production and installation of the White Tanks FRS No. 3 

Remediation Project is dependent on the interaction and cooperation of many parties. The 

following parties are represented in the project. Specific individuals, agencies and/or firms to be 

assigned to these roles will be designated at the time of the pre-construction meeting. 

• CQA Director. The CQA Director for this project is URS Corporation of Phoenix, 

Arizona. 

• General Contractor. The General Contractor (Contractor) is the primary construction 

contract holder responsible for all construction activities including CQC requirements. 

The Contractor is responsible for QC conformance requirements and submittals required 

by all subcontractors, vendors, material manufactures , etc. used on this project and 

directly contracted through the Contractor. Testing methods and minimum frequencies 

for CQC earthwork testing are estimated in Table 1. The actual test method selection will 

be at the discretion of the CQA Director and CQA Construction Manager based on field 

conditions and construction sequencing. The Contractor shall determine the frequency of 

CQC testing i c , s of the minimum requirements listed in Table 1. 

• ana er. The CQA Construction Manager, will be a designated 

empl ee oft wner or consultant retained by the Owner, responsible for overseeing 

the CQA Consultant and participates in the monitoring and documentation of the 

activities of the Contractor on a full-time basis. 

• CQA Consultant. The CQA Consultant is responsible for the monitoring and 

documentation of the construction activities of the Contractor, CQA laboratory and field 

testing. The Owner will retain the CQA Consultant. 

• Construction Materials Testing Laboratory. The CQC Materials Testing Laboratory is 

a party, independent of the Contractor, responsible for the CQC laboratory and field 

testing, and reporting to verify the conformance to the Special Provisions. The Contractor 

will retain the CQC Materials Testing Laboratory. 

• Owner. The Owner, as used and defined for this document, is the Flood Control Dist1ict 

of Maricopa County (District). The District is the local sponsor for this rehabilitation 

project and operates and maintains White Tanks FRS No. 3 in accordance with an 

existing agreement with the Federal sponsor for the project, the Natural Resources 

Conservation Service (NRCS). The NRCS is the Federal sponsor for the rehabilitation of 

White Tanks FRS No.3. 
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• Responsible Regulatory Agencies. The state regulatory agency for the design and 

construction of the White Tanks FRS No. 3 Rehabilitation Project is the Arizona 

Department of Water Resources (ADWR). The Federal regulatory agency is NRCS. 

2.1 CQA TEAM 

The CQA Team shall consist of the following. 

• CQA Director. The CQA Director shall be the Engineer of Record identified on the 

ADWR application and shall be a registered professional engineer (P.E.) in the state of 

Arizona responsible for certifying completion of construction in accordance with the 

approved project plans and Special Provisions. The CQA Director will be kept appraised 

of field progress and decisions and will periodically visit the site to review the operations 

and progress of the CQA Program. 

• CQA Construction Manager. The CQA Construction Manager, demonstrating 

experience in construction and field oversight, will be involved on a full-time basis in 

construction oversight and provide liaison activities between the Contractor, CQA 

Consultant, and CQA Director. The CQA Construction Manager will provide 

construction management insight and guidance as needed to the CQA Team in the field 

on a daily basis, and assist with quantity verification and scheduling. 

• CQA Project Engineer. The CQA Project Engineer, who is intimately knowledgeable 

with the design calculations and design intent, will interface in the field with the CQA 

Construction Manager to provide technical guidance. The CQA Project Engineer will be 

employed by and work under the direct supervision of the CQA Director. 

• CQA Foundation Specialist. The CQA Foundation Specialist, demonstrating extensive I experience in the subsurface condition at the White Tanks FRS No. 3, will be involved in 

the determination of the foundation condition. The CQA Foundation Specialist will be I employed by and work under the direct supervision of the CQA Director. 

I 
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• CQA Field Representative. The CQA Field Representative is the representative of the 

CQA Consultant. The CQA Field Representative liaisons directly with the CQA 

Construction Manager and will coordinate with CQA Technicians on site. 

• CQA Field Technicians. The CQA Field Technicians, employed by the CQA 

Consultant, perform CQA laboratory and field testing, and reporting. CQA Field 

Technicians may be used on an on-call, as-needed basis. 
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The specific functions and responsibilities of these personnel are presented in the following 

sections. 

2.1.1 CQA Director 

The CQA Director will provide technical direction to the CQA Construction Manager, CQA 

Foundation Specialist and CQA Field Representative. In particular, the CQA Director will 

conduct the following: 

• Review the Construction QA/QC Plan, design, Plans and Special Provisions for the 

project. 

• Co-administer the CQA Program with the CQA Construction Manager, including 

supervision of the CQA Project Engineer and CQA Foundation Specialist. 

• Review progress with the CQA Construction Manager and CQA Project Engineer. 

• Participate in progress meetings. 

• Periodically visit the site to review progress of the CQA Program. 

• Review and approve any proposals for changes to the design , Plans or Special Provisions 

that may be necessitated by field conditions. 

• Receive and review the CQA Final Report. 

2.1.2 CQA Construction Manager 

The CQA Construction Manager is involved in the office and fieldwork and will conduct the 

following: 

• Review the Construction QA/QC Plan, design, Plans and Special Provisions for the 

project. 

• Co-administer the CQA Program with the CQA Director, including the supervision of the 

CQA Foundation Specialist, CQA Field Representative and CQA Field Technician. 

• Attend Pre-Bid and Pre-Construction conferences. 

• Attend periodic progress meetings and conduct site visits. 

• Scheduling of CQA Team activities. 

• Review daily field reports, and results of field and laboratory testing from the CQA 

Foundation Specialist, CQA Field Representative and CQA Field Technicians for 

confmmance and acceptability. 

• Collect, collate and review the documentation provided by the Contractors and their 

suppliers of the materials to be used on the project. 
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• Observe and verify by review of data made available by the Contractor that construction 

is performed to the depths, lines and grades as indicated on the Plans. 

• Review the schedule and progress and provide recommendations for conective actions, if 

any. 

• Observe construction procedures and, with the CQA Project Engineer, ensure that the 

intent of design is being met. 

• Assist in resolving potential Issues that may come up, including, but not limited to, 

schedules, non-conformance to Plans and Special Provisions, methods, equipment, 

payment and sequencing. 

• Prepare a weekly summary repmt that outlines progress, problems and resolutions . 

• Assist with punch list development and final inspections. 

• Assist with preparing the CQA Final Report. 

2.1.3 CQA Project Engineer 

The CQA Project Engineer will be an integral part of the team both in the office and field by 

conducting the following: 

• Review the Construction QA/QC Plan, design, Plans and Special Provisions for the 

project. 

• Coordinate approval by ADWR and NRCS of the foundation surface pnor to the 

installation of the cutoff walls, placement of soil cement and/or placement of fill 

materials. 

• Review the documentation provided by the Contractors and their suppliers of the 

mate1ials to be used on the project. 

• Receives and reviews daily and weekly reports, and provides final review of laboratory 

and field test data. 

• Attend progress meetings (as necessary). 

• Conduct routine site visits. 

• Provide design clarification in general. 

• Provide technical direction on critical start-up activities. 

• Review any proposals for changes to the design, plans or Special Provisions that may be 

necessitated by field conditions. 

• Assist with final acceptance of CQA Final Report. 
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The CQA Foundation Specialist is the representative of the CQA Consultant. The CQA 

Foundation Specialist will conduct the following: 

• Review the Construction QA/QC Plan, design, Plans and Special Provisions for the 

project. 

• Provide full-time foundation inspection and coordinate CQA/CQC testing of the 

foundation as required by the Special Provisions. 

• Review the seismic survey results submitted by the Contractor for the foundation soils. 

• Conduct foundation mapping activities and prepare supporting documentation. 

• Attend progress meetings (as necessary). 

• Assist with preparing the CQA Final Report. 

2.1.5 CQA Field Representative 

The CQA Field Representative is the representative of the CQA Consultant. The CQA Field 

Representative will conduct the following: 

• Serve as the representative of the CQA Consultant and supervise all other CQA Field 

Technicians. 

• Review the Construction QA/QC Plan, plans and Special Provisions for the project, and 

ensures that all CQA Field Technicians are fully informed of and qualified for the 

requirements of the work. 

• Assign the daily responsibilities of all CQA Field Technicians, to ensure that all relevant 

activities of the Contractor are monitored and documented. 

• Be responsible for the submittal of daily field reports (notes) to the CQA Construction 

Manager and CQA Project Engineer documenting the activities of the Contractor for each 

day worked. 

• Attend all progress meetings as required plus any activity-specific meetings necessary to 

review the installation of a critical component and/or CQA activities. 

• Report on both a verbal basis, and through periodic submittal of the daily CQA reports, to 

the CQA Construction Manager and CQA Project Engineer to ensure that any problems 

are identified and communicated to all parties of the project on a timely basis. 

• Prepare the CQA Final Report. 
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2.1.6 CQA Field Technicians 

One or more CQA Field Technicians will be assigned to the project on an on-call basis to ensure 

that the activities of the Contractor are adequately tested and documented. The CQA Field 

Technician will be available full -time whenever earthwork, soil cement, concrete, CLSM 

backfill, cutoff wall excavation, SCB backfill or reinforced concrete cylinder pipe (RCCP) 

construction is taking place. The activities to be monitored and duties to be carried out within the 

scope of the overall CQA Program include: 

• Schedule, observe, perform and/or report construction materials testing. 

• Select sample locations for CQA testing in accordance with the frequencies and test 

requirements specified, forwards these samples to the laboratory. 

• Examination of all soils delivered to the site and collection of samples for laboratory 

testing for conformance to the Special Provisions. Testing type and minimum frequencies 

are estimated in Table 2; however, the actual test selection and frequencies of testing will 

be at the discretion of the CQA Construction Manager and CQA Project Engineer based 

on field conditions and construction sequence. 

• Testing, monitoring and documenting the placement, backfilling and compaction of all 

earthwork components and material types, as stipulated in Table 2. 

• Prepare daily field reports (notes) documenting the activities of the Contractor for each 

day worked. 
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3.0 MEETINGS 

Meetings of all parties are required at various times during the project based on the following 

objectives: 

• Establish work schedules . 

• Review Progress. 

• Resolve problems. 

• Generally maintain good lines of communication. 

3.1 PRECONSTRUCTION MEETING 

The Pre-construction Meeting is held in advance of the start of construction, to introduce all 

parties, and resolve any particular issues prior to the commencement of work, and to establish 

the requirements for construction quality assurance. The CQA Construction Manager will 

conduct the pre-construction meeting. 

The following is a typical agenda for a pre-construction meeting: 

• Use of site by Contractor and Owner. 

• Owner's contract or site requirements. 

• Construction facilities and temporary controls provided by the Contractor. 

• Survey layout. 

• Security protocols. 

• Housekeeping procedures. 

• Public relations and confidentiality protocols. 

• Inspections required. 

• CQA and CQC of major or critical activities in the project and a methodology. 

• Proposed schedules and sequence of activities . 

• Identification of the responsibilities project team. 

• The timing and distribution of project correspondence. 

• Establish the lines of authority and communication. 

• Health and safety. 

The Pre-construction Meeting may also be concluded with a site walk-around to determine the 

status of activities , andre-discuss items during the meeting (if necessary) . 

Contract No. FCD 2004C017 PCN 470.04.30 CQA Page 12 of 46 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

This meeting shall be documented by the Contractor and minutes prepared and circulated to all 

present, plus any other interested parties, for approval and/or revision. 

3.2 PROGRESS MEETINGS 

Periodic progress meetings shall be held on a schedule to be determined by the CQA 

Construction Manager and the CQA Project Engineer in order to review the status of the 

schedule, problems, and measures for resolution of problems. These meetings shall be 

documented, as required, and the decisions reached promulgated to all affected parties. 

Areas of concern and potential future problems shall also be outlined, and addressed at the next 

planned Progress Meeting, unless of sufficient importance or urgency as to warrant an ad hoc 

meeting. 

The following is a typical agenda for a progress/weekly meeting: 

• Review minutes of previous meetings. 

• Review work progress. 

• Field observations, problems, and decisions . 

• Identification of problems that impede planned progress. 

• Review submittals schedule and status of submittals. 

• Review health and safety concerns and issues. 

• Revisions to progress schedule. 

• Corrective measures to regain projected schedules. 

• Planned progress during succeeding work petiod. 

• Coordination of projected progress. 

• Effect of proposed changes on progress schedule and coordination. 

• Potential change conditions or review of change order submittals. 
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4.0 MEASUREMENT AND PAYMENT VERIFICATION 

Based on the final contract documents and bid schedule, the quantities are verified in the field 

using total count of items or survey of in-place volumes. Measurement calculation shall be 

initiated in the field by the CQA Construction Manager and supported by a registered land 

surveyor licensed in the State of Arizona, as required. The calculations are reviewed or checked 

by a second method to assess reasonableness. Estimated pay measurements will be reported, and 

any discrepancies will be explained. 

4.1 PAYMENT REVIEW AND APPROVAL 

Upon request of the Owner, the CQA Project Engineer will review Contractor pay requests to 

render an opinion of progress and equitable request amount. The review is to include a written 

analysis discussing the major pay items and any discrepancy or suggested revision. Finally, the 

CQA Construction Manager is to provide conclusions and recommendations for approval or 

rejection. 
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5.0 SITE VISITS AND GENERAL OBSERVATIONS 

The CQA Project Engineer and CQA Construction Manager shall conduct joint site visits, to 

ensure that all outstanding issues are resolved on a timely basis, and to review personally the 

progress and methodology of the Contractor and Subcontractor. The schedule of these site visits 

will be determined by project demands. The CQA Construction Manager shall monitor all phases 

of construction on a full-time basis, and ensure that in his absence another CQA Team member is 

present during all phases of construction . In addition, the CQA Director will make site visits 

when a problem arises which cannot be easily resolved or which impacts the design of the 

facility. In that regard, the CQA Director should make periodic site visits in order to review the 

progress and any aspects of the project that are particularly critical to the performance of the 

project. 
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6.0 EARTHWORK 

The earthwork associated with the White Tanks FRS No.3 Remediation Project will consist of a 

variety of materials. The CQA and CQC of these materials are presented in the following 

subsections. 

6.1 SOILS TESTING 

6.1.1 Laboratory Soils Testing 

Laboratory testing of the soils materials to be used at the site shall be carried out for the purpose 

of materials selection prior to construction and for materials quality control and evaluation 

during construction operations. Laboratory testing will include CQC testing by the Construction 

Materials Testing Laboratory and CQA testing by the CQA Consultant. The CQA Construction 

Manager will submit laboratory results to ADWR within one working day of the performance of 

the test. 

All field and laboratory testing shall be con-elated with the actual location the mate1ials are 

placed including stationing, offset, and elevation to the greatest extent possible. 

6.1.2 Laboratory Conformance and Quality Control Testing 

Prior to the commencement of construction, the Construction Materials Testing Laboratory 

(CQC testing) and the CQA Consultant (CQA testing) will complete conformance testing 

associated with the selection of suitable materials for use on the project. The CQA Project 

Engineer, the CQA Construction Manager, and the CQA Consultant will evaluate the results of 

conformance testing. The CQA Construction Manager will submit laboratory results to ADWR 

within one working day of the performance of the test. 

Tests are to be carried out to provide and ensure that the source of the materials does not vary 

significantly or adversely from one area of the source to another and that the properties that are 

required in the Special Provisions are met. The minimum frequency and need for a given test is 

shown in Table 1 for the Contractor's Construction Materials Testing Laboratory, and in Table 2 

for the CQA Consultant. 

Laboratory testing of foundation subgrade, on-site fills and engineered fills must be completed 

prior to material placement. If any test yields results outside of the specified range, the CQA 

Director must review and approve the test results before material placement. If the materials are 

outside of the specified range, a field change may be considered. 
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6.1.3 Laboratory Testing Frequency 

The frequency of testing required during the selection process for soil materials is a function of 

the quantity of each soil type required, in addition to the existing documentation of the source. In 

general, however, testing shall be conducted in accordance with the requirements of the project 

Special Provisions, and, at the minimum frequencies as shown in Tables 1 and 2 for each test 

procedure. 

It should be noted that, in all cases, at least one test will be completed, regardless of the quantity 

of materials placed and compacted, where relevant. The CQA Consultant shall review all 

laboratory test results and forward a summary of all testing to the designated CQA Construction 

Manager, CQA Project Engineer, and the Contractor. 

The CQA Consultant and the Contractor' s Construction Materials Testing Laboratory shall 

coordinate the following laboratory testing: 

• Sieve analysis for fine and coarse aggregates in accordance with ASTM C 136. 

• Particle size analysis in accordance with ASTM D 422. 

• Moisture-density relation testing in accordance with ASTM D 698 . 

• Moisture content in accordance with ASTM D 4643 and ASTM D 2216. 

• Atterberg Limits in accordance with ASTM D 4318. 

6.1.4 Field Soils Testing 

The CQA Consultant shall be responsible for providing field in situ testing of the soils after 

placement and compaction, to determine their as-compacted properties and confirm conformance 

with the Special Provisions. The CQA Consultant and the Contractor's Construction Materials 

Testing Laboratory shall complete field CQA and CQC testing, respectively, as a component of 

the Construction QA/QC Program. The principal in situ testing carried out is the field 

determination of density and moisture content. The CQA Construction Manager will submit 

laboratory results to the CQA Director and ADWR within one working day of the perfotmance 

of the test. 

The CQA Consultant and the Contractor's Construction Materials Testing Laboratory shall 

conduct the following field soils testing activities: 
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• Nuclear in-place density and moisture content testing usmg a nuclear gauge m 

accordance with ASTM D 2922 and D 3017. 

• In place density testing using the sand cone method in accordance with ASTM 1556. 

All field and laboratory testing shall be correlated with the actual location the materials are 

placed including stationing, offset, and elevation to the greatest extent possible. 

6.2 CONTRACTOR'S SUBMITTALS 

The CQA Construction Manager and the CQA Project Engineer shall conduct the following 

activities regarding the Contractor's materials submittals: 

• Log the receipt of the Contractor's submittals and correspondence. 

• Review submittals for schedules. 

• Review quality control plan. 

• Review submittals for import riprap materials . 

• Review submittals for import graded filter materials. 

• Review submittals for import untreated base materials. 

• Review submittals for landfill and disposal documentation, if required. 

• Review submittals for measurement and pay requests . 

• Review submittals for as-built data. 

• Review the results of all CQC testing completed by the Contractor's Construction 

Materials Testing Laboratory. 

6.3 OBSERVATIONS 

The CQA Construction Manger shall conduct the following observations: 

• Contractor's daily activities. 

• Subcontractor's daily activities. 

• Surveyor's activities. 

• Excavation limits. 

• Borrow excavation and stockpiling. 

• Moisture conditioning. 

• · Graded filter placement. 
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• Fill and backfill placement. 

• Construction materials testing. 

6.4 EXCAVATIONS AND FOUNDATION PREPARATION 

The CQA Construction Manager and CQA Project Engineer shall conduct the following prior to 

and during excavation activities: 

• Verify the excavation limits are established and agreed upon. 

• Verify clearing, grubbing, and stripping has been conducted as necessary. 

• Observe and verify unsuitable material (i.e. concrete, shotcrete, oversize rock) does not 

get commingled with structural fill that may be reused. 

• Coordinate foundation excavation and preparation activities with the CQA Foundation 

Specialist. 

The CQA Foundation Specialist shall conduct the following during foundation preparation and 

excavation activities: 

• Ve1ify the excavations are conducted to the limits and thickness required as shown on the 

drawings and that all unacceptable soils are removed from the bottom of the foundation. 

• Direct the Contractor's in situ density testing during foundation preparation to identify 

the unacceptable soils. Review the results of the density testing and determine if 

additional excavation is required. 

• Coordinate the seismic survey to be conducted by the Contractor. 

• Review the seismic survey results and provide guidance for additional foundation 

excavation as needed. 

• Identify excavation activities and visually inspect the overexcavation of unacceptable soil 

materials. 

• Verify foundation cleaning activities are performed by the Contractor in accordance with 

the Special Provisions. 

• Visually inspect, map and photograph the foundation soils after the Contractor has 

performed the foundation cleaning. 

• Confirm that all foundation surfaces are prepared m accordance with the Special 

Provisions. 
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6.5 STRUCTURAL FILL AND COMMON FILL MATERIALS 

The CQA Construction Manager shall conduct the following prior to and during placement of the 

structural fill and common fill materials: 

• Verify the subgrade and/or foundation is prepared and ready to receive fill materials, and 

that the same have been reviewed and approved by the CQA Project Engineer. 

• Observe the placement of the fill materials per project Special Provisions. 

• Observe the compaction by method, equipment, and effort that may be necessary to 

achieve the desired results in the project Special Provisions. 

• Observe and verify the field density as required by the Special Provisions. 

• Verify the fill materials are placed to the limits and thickness required as shown on the 

Plans. 

6.6 GRADED FILTER MATERIALS 

The CQA Construction Manager shall conduct the following prior to and during placement of the 

graded filter: 

• Verify the subgrade is prepared and ready to receive graded filter materials, and that the 

same have been reviewed and approved by the CQA Project Engineer. 

• Observe the placement of the graded filter mate1ials per project Special Provisions. 

• Observe the compaction by method, equipment, and effort that may be necessary to 

achieve the desired results in the project Special Provisions. 

• Verify the graded filter is placed to the limits and thickness required as shown on the 

Plans. 

• Observe graded filter placement is not adversely affected or damaged during placement 

of fill materials. 

6.7 RIPRAP MATERIALS 

The CQA Construction Manager shall conduct the following prior to and during placement of 

1iprap materials: 

• Verify the subgrade and geotextile filter fabric have been prepared/placed in accordance 

with the Special Provisions. 

• Observe geotextile material is anchored properly to resist uplifting due to wind and 

sliding during riprap placement. 
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• Observe riprap placement and verify that the geotextile material does not move or is 

damaged. 

• Observe riprap placement and verify that the material is placed in accordance with the 

Plans and Special Provisions. 

6.8 UNTREATED BASE MATERIALS 

The CQA Construction Manager shall conduct the following prior to and dliling placement of 

untreated base materials: 

• Verify the subgrade and has been prepared in accordance with the Special Provisions. 

• Verify the untreated base mate1ial is placed to the limits required as shown on the Plans. 

• Verifry the untreated base material is compacted in accordance with the Special 

Provisions. 
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7.0 SOIL CEMENT 

The soil cement construction associated with the White Tanks FRS No. 3 Rehabilitation Project 

will consist of a soil cement core and soil cement outlet works foundation. The CQA and CQC of 

these materials are presented in the following subsections. 

7.1 SOIL CEMENT TESTING 

7.1.1 Laboratory Testing 

Laboratory testing of the soil cement materials to be used at the site shall be carried out for the 

purpose of mix design selection prior to construction and for materials quality control and 

evaluation during construction operations. Laboratory testing will include CQC testing by the 

Construction Materials Testing Laboratory and CQA testing by the CQA Consultant. 

Prior to the commencement of construction, the Construction Materials Testing Laboratory 

(CQC testing) will complete soil cement testing associated with the selection of suitable soil 

materials and for establishing a mix design for use on the project. Tests are to be carried out to 

provide and ensure that the source of the soi l materials do not vary significantly or adversely 

from one area of the source to another and that the properties that are required in the Special 

Provisions are met. The CQA Project Engineer, the CQA Construction Manager, and the CQA 

Consultant will evaluate the results of mix design testing. The CQA Construction Manager will 

submit laboratory results to ADWR within one working day of the performance of the test. 

All field and laboratory testing shall be correlated with the actual location the materials are 

placed including stationing, offset, and elevation to the greatest extent possible. 

7 .1.2 Laboratory Testing Fr~quency 

Testing shall be conducted in accordance with the requirements of the project Special Provisions, 

and, at the minimum frequencies as shown in Tables 1 and 2 for each test procedure. 

It should be noted that, in all cases, at least one test will be completed, regardless of the quantity 

of materials placed and compacted, where relevant. The CQA Consultant shall review all 

laboratory test results and forward a summary of all testing to the designated CQA Construction 

Manager, CQA Project Engineer, and the Contractor. 

The CQA Consultant and the Contractor's Construction Materials Testing Laboratory shall 

coordinate the following laboratory testing: 
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• Particle size analysis in accordance with ASTM D 422. 

• Moisture-density relation and moisture content testing in accordance with ASTM D 558. 

• Laboratory test for moisture content in accordance with ASTM D 2216 and 4643. 

• Atterberg limits in accordance with ASTM D 4318 . 

• Compression testing in accordance with Arizona Test Method 241a. 

• Plasticity Index in accordance with AASHTO T 90. 

• Cement content in accordance with ASTM D 2901. 

• Density, absorption, and voids in accordance with ASTM C 642. 

All field and laboratory testing shall be conelated with the actual location the materials are 

placed including stationing, offset, and elevation to the greatest extent possible. 

7.1.3 Field Soil Cement Testing 

The CQA Consultant shall be responsible for providing field in situ testing of the soil cement 

materials after placement and compaction, to determine their as-compacted properties and 

confirm conformance with the Special Provisions. The CQA Consultant and the Contractor's 

Construction Materials Testing Laboratory shall complete field CQA and CQC testing, 

respectively, as a component of the Construction QA/QC Program. The principal in situ testing 

carried out is the field determination of density and moisture content. The CQA Construction 

Manager will submit field results to ADWR within one working day of the performance of the 

test. 

All field and laboratory testing shall be conelated with the actual location the materials are 

placed including stationing, offset, and elevation to the greatest extent possible. 

The CQA Consultant and the Contractor's Construction Materials Testing Laboratory shall 

conduct the following field soil cement testing activities: 

• Cement content testing in accordance with ASTM D 2901. 

• Nuclear in-place density relation testing using a gauge in accordance with ASTM D 2922 

andD3017. 

• In place density testing using the sand cone method in accordance with ASTM D 1556. 

• Compressive strength in accordance with Arizona Test Method 241a except that four (4) 

cylinders shall be made and tested. 

• Temperature in accordance with ASTM C 1064. 
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• Aggregate moisture content in accordance with ASTM C 566. 

7.2 CONTRACTOR'S MATERIAL SUBMITTALS 

The CQA Construction Manager and the CQA Project Engineer shall conduct the following 

activities regarding the Contractor's materials submittals: 

• Log the receipt of the Contractor's submittals and correspondence. 

• Review submittals for schedules. 

• Review quality control plan. 

• Review the work plan . 

• Review submittals for soil cement materials. 

• Review submittals for cement materials. 

• Review submittals for landfill and disposal documentation, if required. 

• Review submittals for measurement and pay requests . 

• Review the results of all CQC testing completed by the Contractor's Construction 

Materials Testing Laboratory. 

• Review submittals for as-built data. 

7.3 SOIL-CEMENT MATERIALS 

The CQA Construction Manager shall conduct the following prior to and during placement of 

soil-cement. 

• Verify foundation areas have been prepared per project Special Provisions are prepared 

and ready to receive soil-cement, and that same have been reviewed and approved by the 

CQA Project Engineer. 

• Observe construction of stockpiles of aggregate for use in soil-cement production, and 

verify the stockpiled material per project Special Provisions. 

• Observe production of the soil-cement, including mixing and equipment used. 

• Observe the placement per project Special Provisions including cement slurry. 

• Observe the compaction by method, equipment, and number of passes that may be 

necessary to achieve the desired results in the project Special Provisions. 

• Observe and verify the field density and moisture content. 

• Verify the soil-cement is placed to the limits and thickness required as shown on the 

drawings. 
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• Monitor and document placement and curing of the soil-cement. 

• Verify the in-place properties (density and compressive strength) per project Special 

Provisions. The CQA Construction Manager shall coordinate CQC sampling, field 

testing, and laboratory testing with the Contractor' s Construction Materials Testing 

Laboratory in accordance with the quality control program specified in the Special 

Provisions . 

• Verify cement slurry placement on soil cement cold joints is placed in accordance with 

the Special Provisions. 
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8.0 GEOSYNTHETIC MATERIALS 

The geosynthetic materials associated with the White Tanks FRS No. 3 Rehabilitation Project 

will consist of a geotextile filter fabric and geocomposite wall drain material. The CQA and 

CQC of these materials are presented in the following subsections. 

8.1 GEOSYNTHETIC TESTING 

8.1.1 Geosynthetic ConformanceTesting 

The Contractor shall submit mill certificates signed by the legal authorized official from the 

company manufacturing each geosynthetic material used for the project. Upon request from the 

CQA Construction Manager, the Contractor shall provide quality control and quality assurance 

test for the geosynthetic materials used on the project in accordance with the Special Provisions. 

Laboratory testing of the geosynthetic materials (if required) to be used at the site shall be carried 

out for the purpose of materials selection prior to construction operations and shall be tested for 

the properties outlined in the Special Provisions. The CQA Construction Manager will submit 

conformance test results to ADWR upon receipt. 

8.2 CONTRACTOR'S MATERIAL SUBMITTALS 

The CQA Construction Manager and the CQA Project Engineer shall conduct the following 

activities regarding the Contractor's materials submittals: 

• Log the receipt of the Contractor's submittals and correspondence. 

• Review submittals for schedules. 

• Review quality control plan. 

• Review submittals for geotextile mate1ials. 

• Review submittals for geocomposite wall drain materials. 

• Review submittals for landfill and disposal documentation, if required. 

• Review submittals for measurement and pay requests. 

• Review submittals for as-built data. 

8.3 GEOTEXTILE FILTER FABRIC 

The CQA Construction Manager shall conduct the following prior to and during placement of the 

geotexti le filter fabric: 
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• Verify the subgrade is prepared and ready to receive fabric. 

• Observe the deployment is per manufacture requirements and the project Special 

Provisions. 

• Verify the fabric is placed to the limits required as shown on the Plans. 

• Verify the overlap dimensions are achieved. 

• Observe fabric is anchored properly to resist uplift due to wind and sliding during riprap 

placement. 

• Observe riprap placement and ve1ify the fabric does not move or is damaged. 

8.4 GEOCOMPOSITE WALL DRAIN 

The CQA Construction Manager shall conduct the following prior to and during placement of the 

geocomposite wall drain: 

• Verify that the concrete smface is smooth and has no protrusions that could potentially 

damage the geocomposite wall drain material. 

• Ve1ify that the drain holes have been properly installed in the concrete impact basin. 

• Observe the deployment is per manufacture requirements and the project Special 

Provisions. 

• Verify the geocomposite wall drain is placed to the limits required as shown on the Plans. 

• Verify the geocomposite wall drain is seamed in accordance with the manufacture 

requirements and Special Provisions. 

• Observe riprap placement and verify the geocomposite wall drain does not move or is 

damaged. 
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9.0 CONCRETE STRUCTURES 

The CQA Consultant shall perform sampling, laboratory testing, observation, and monitoring for 

forms, reinforcement steel, and cast-in-place concrete headwall construction activities. 

9.1 CONCRETE TESTING 

Conformance testing of cast-in-place concrete will be conducted and evaluated by the CQA 

Project Engineer, CQA Construction Manager and the CQA Consultant during construction. 

9.1.1 Testing Frequency 

The CQA Construction Manager shall coordinate CQA sampling, field testing and laboratory 

testing at the following frequency: 

Test Frequency 

Slump 1/9 CY 

Temperature 1/9 CY 

Concrete Compressive Strength 1 Set/ 50 CY, min. 1 set for each class of 
concrete placed or min. 1 set per half 
days pour whichever is greater 

9.1.2 Field Sampling 

Sampling shall be conducted of fresh concrete and grout materials. 

9.1.3 Field Testing 

The CQA Consultant shall perform field sampling and testing of fresh concrete and mortar to 

determine their as delivered properties and confirm conformance with the Special Provisions. 

The CQA Construction Manager will submit field testing results to ADWR within one working 

day of the performance of the test. 

The CQA Consultant shall conduct concrete field sampling and slump testing in accordance with 

ASTM C 143. 

9.1.4 Laboratory Testing 

Conformance testing of the concrete materials to be used at the site shall be carried out for the 

purpose of materials quality control and evaluation during construction. 

Contract No. FCD 2004C017 PCN 470.04.30 CQA Page 28 of 46 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

• The CQA Consultant shall conduct laboratory concrete compressive strength testing in 

accordance with ASTM C 39. 

The CQA Construction Manager will submit laboratory testing results to ADWR within one 

working day of the performance of the test. 

9.2 FORMS 

The CQA Construction Manager shall conduct the following prior to and during installation of 

forms: 

• Verify subgrade is ready to received concrete, limits of excavation in accordance of 

drawings , elevation of subgrade and compaction of subgrade. 

• Observe forms are installed to limits, lines, elevations and depths required. 

• Observe forms are supported and braced to prevent blowout or movement. 

• Observe forms have the appropriate form liners in place. 

9.3 STEEL REINFORCEMENT 

The CQA Construction Manager shall conduct the following prior to and during installation of 

steel reinforcement: 

• Observe rebar size, length, spacing, clearance and placement. 

• Observe "J" bolt embed size, length, spacing and placement. 

9.4 CAST-IN-PLACE CONCRETE 

The CQA Construction Manager shall conduct the following prior to and during installation of 

forms: 

• Verify the forms, reinforcement steel and "J" bolt embeds are ready to receive concrete. 

• Verify forms and reinforcement steel has been inspected and approved by the Engineer 

prior to concrete placement. 

• Verify material submittal for concrete mix has been reviewed and approved. 

• Velify the CQA Field Technician is ready to sample and test fresh concrete mix. 

• Verify concrete colorant has been added to the concrete. 

• Observe sampling testing of fresh concrete for slump and cylinders. 

• Observe pour, placement, consolidation, finishing, and curing of fresh cast-in-place 

concrete. 
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• Observe position/placement of reinforcement steel and "J" bolt embeds. 

• Observe raking surface to receive additional concrete. 

• Observe bonding agent is used on smiace to receive additional concrete. 

9.5 CONTRACTOR'S MATERIAL SUBMITTALS 

The CQA Construction Manager and the CQA Project Engineer shall conduct the following 

activities regarding the Contractor's materials submittals: 

• Log the receipt of the Contractor' s submittals and correspondence. 

• Review submittals for schedules. 

• Review quality control plan. 

• Review submittals for concrete materials. 

• Review submittals for reinforcement materials . 

• Review submittals for anchor materials . 

• Review submittals for the form liners and concrete colorant. 

• Review submittals for landfill and disposal documentation, if required. 

• Review submittals for measurement and pay requests. 

• Review submittals for as-built data. 

• Review the results of all CQC testing completed by the Contractor's Construction 

Materials Testing Laboratory. 
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10.0 CONTROLLED LOW STRENGTH MATERIAL (CLSM) 

The CQA Consultant shall perform sampling, laboratory testing, observation, and monitoring for 

CLSM construction activities. 

10.1 CLSM TESTING 

Conformance testing of CLSM will be conducted and evaluated by the CQA Project Engineer, 

CQA Construction Manager and the CQA Consultant during construction. 

10.1.1 Field Sampling 

Sampling shall be conducted of fresh CLSM. 

10.1.2 Field Testing 

The CQA Consultant shall be responsible for providing field sampling and testing of fresh 

CLSM to determine their as delivered properties and confirm conformance with the Special 

Provisions. The CQA Construction Manager will submit field testing results to ADWR within 

one working day of the performance of the test. 

The CQA Consultant shall conduct CLSM field sampling and testing per list below: 

• Field sampling in accordance with ASTM D 5971 

• Preparation and testing of compressive test cylinders in accordance with ASTM D 4832 

• Slump testing in accordance with ASTM C 143 

• Flow consistency in accordance with ASTM D6103 

• Temperature in accordance with ASTM C 1064 

• Cement content in accordance with ASTM D 5982. 

All field and laboratory testing shall be correlated with the actual location the materials are 

placed including stationing, offset, and elevation to the greatest extent possible. 

10.1.3 Laboratory Testing 

Conformance testing of the concrete materials to be used at the site shall be canied out for the 

purpose of materials quality control and evaluation dming construction. The CQA Construction 
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The CQA Consultant shall conduct laboratory concrete compressive strength testing in accord

ance with ASTM D 4832. Unit weight shall be obtained in accordance with ASTM D 6023. 

All field and laboratory testing shall be cmrelated with the actual location the materials are 

placed including stationing, offset, and elevation to the greatest extent possible. 

10.2 CLSM MATERIALS 

The CQA Construction Manager shall conduct the following prior to and during placement of 

CLSM. 

• Verify trenches and TDR cable have been prepared and installed per project Special 

Provisions are ready to receive CLSM backfill. 

• Observe the placement per project Special Provisions. 

• Verify the CLSM is placed to the limits and thickness required as shown on the drawings. 

• Monitor placement of the CLSM backfill and TDR cables. 

10.3 CONTRACTOR'S MATERIAL SUBMITTALS 

The CQA Construction Manager and the CQA Project Engineer shall conduct the following 

activities regarding the Contractor's materials submittals: 

• Log the receipt of the Contractor's submittals and correspondence. 

• Review submittals for schedules. 

• Review CLSM work plan. 

• Review submittals for CLSM materials. 

• Review submittals for landfill and disposal documentation, if required. 

• Review submittals for measurement and pay requests. 

• Review submittals for as-built data. 

• Review the results of all CQC testing completed by the Contractor's Construction 

Materials Testing Laboratory. 

Contract No. FCD 2004C017 PCN 470.04.30 CQA Page 32 of 46 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

11.0 SOIL CEMENT BENTONITE BACKFILL 

The cutoff wall construction associated with the White Tanks FRS No. 3 Rehabilitation Project 

will consist of soil cement bentonite (SCB) backfill. The CQA and CQC of these materials are 

presented in the following subsections. 

11.1 SCB TESTING 

11.1.1 Laboratory Testing 

Laboratory testing of the SCB materials to be used at the site shall be carried out for the purpose 

of mix design selection p1ior to construction and for materials quality control and evaluation 

during construction operations. Laboratory testing will include CQC testing by the Construction 

Materials Testing Laboratory and CQA testing by the CQA Consultant. 

Prior to the commencement of cutoff wall construction, the Construction Materials Testing 

Laboratory (CQC testing) and will complete SCB testing associated with the selection of suitable 

soil materials and for establishing a mix design for use on the project. Tests are to be carried out 

to provide and ensure that the source of the soil materials do not vary significantly or adversely 

from one area of the source to another and that the properties that are required in the Special 

Provisions are met. The CQA Project Engineer, the CQA Construction Manager, and the CQA 4/: 
Consultant will evaluate the results of mix design testing. The CQ~Manager will A-D 
submit laboratory results to ADWR within one working day of the performance of the test. -
All field and laboratory testing shall be conelated with the actual location the materials are 

placed including stationing, offset, and elevation to the greatest extent possible. 

11.1.2 Laboratory Testing Frequency 

Testing shall be conducted in accordance with the requirements of the project Special Provisions, 

and, at the minimum frequencies as shown in Tables 1 and 2 for each test procedure. 

It should be noted that, in all cases, at least one test will be completed, regardless of the quantity 

of materials placed and compacted, where relevant. The CQA Consultant shall review all 

laboratory test results and forward a summary of all testing to the designated CQ 

Manager, CQA Project Engineer, and the Contractor. The CQA Construction Manager will 

submit laboratory results to ADWR within one working day of the performance of the test. 

The CQA Consultant and the Contractor's Construction Materials Testing Laboratory shall 

coordinate the following laboratory testing: 
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• Laboratory moisture content testing in accordance with ASTM D 2216. 

• Sieve analysis in accordance with ASTM D 422. 

• Compressive strength testing in accordance with ASTM D 4832. 

All field and laboratory testing shall be correlated with the actual location the materials are 

placed including stationing, offset, and elevation to the greatest extent possible. 

11.1.3 Field SCB Testing 

The CQA Consultant shall be responsible for providing field in situ testing of the SCB backfill 

matetials after placement, to determine their properties and confitm conformance with the 

Special Provisions. The CQA Consultant and the Contractor's Construction Materials Testing 

Laboratory shall complete field CQA and C respectively, as a component of the 

Construction QA/QC Program. The CQA onstruction anager will submit field results to 

ADWR within one working day of the performance of the test. If £11-soJJ/Ie 1..-b ? 
The CQA Consultant and the Contractor's Construction Materials Testing Laboratory shall 

conduct the following field SCB backfill testing activities: 

• Slump and temperature testing in accordance with ASTM C 143. 

All field and laboratory testing shall be correlated with the actual location the materials are 

placed including stationing, offset, and elevation to the greatest extent possible. 

11.2 SCB BACKFILL MATERIAL 

The CQA Construction anager shall conduct the following prior to and during placement of 

SCB backfi . 

• Verify foundation areas have been prepared per project Special Provisions are prepared 

and ready for cutoff wall construction, and that same have been reviewed and approved 

by the CQA Project Engineer. 

• Observe construction of stockpiles of aggregate for use in SCB backfill production, and 

verify the stockpiled material per project Special Provisions. 

• Visually observe, identify, and record excavated soil materials from the bottom of the 

trench and verify depth of trench. 

• Observe production of the SCB backfill, including mixing and equipment used. 

• Observe the placement per project Special Provisions. 
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• Verify the SCB backfill is placed to the limits and thickness required as shown on the 

Plans. 

• Monitor and document placement and curing of the SCB backfill. 

• Verify the SCB properties (compressive strength) per project Special Provisions. The 

CQA onstructio Manager shall coordinate CQC sampling, field testing, and laboratory 

testing with the Contractor's Construction Materials Testing Laboratory in accordance 

with the Special Provisions. 

11.3 CONTRACTOR'S MATERIAL SUBMITTALS 

anager and the CQA Project Engineer shall conduct the following 

activities regar mg the Contractor's materials submittals: 

• Log the receipt of the Contractor's submittals and correspondence. 

• Review submittals for schedules. 

• Review quality control plan. 

• Review submittals for SCB backfill materials. 

• Review submittals for cement materials. 

• Review submittals for bentonite materials. 

• Review submittals for landfill and disposal documentation, if required. 

• Review submittals for measurement and pay requests. 

• Review submittals for as-built data. 

• Review the results of all CQC testing completed by the Contractor's Construction 

Materials Testing Laboratory. 
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12.0 REINFORCED CONCRETE CYLINDER PIPE (RCCP) 

The CQA Construction Manager shall ensure the manufacturer submits the appropriate 

certifications for all pipe and fitting materials for the application of this project. 

12.1 SHIPPING, HANDLING, AND STORAGE 

The CQA Construction Manager shall be on-site at the time of receipt of material and observe 

off-loading procedures. The following verifications shall be made: 

• Pipe and fitting material complies with specification requirements . 

• Pipe and fitting material to be off-loaded is not damaged before or during off-loading 

operations. 

• The pipe materials are placed out of the traffic so that damage does not occur. 

• Inappropriate equipment and procedures such as forklifts used with separation 2 by 4 

boards. 

• The pipe ends are kept clean and free of soil and debris during handling and storage. 

• The pipe is inspected for possible damage within one hour of installation. 

12.2 PIPE INSTALLATION 

The CQA Construction Manager shall monitor the installation of pipe at all times to the greatest 

extent possible. The CQA Construction Manager shall ensure that in his absence the CQA 

Project Engineer is present during pipe placement, joining and backfilling. 

The CQA Construction Manager shall observe several activities that may be occumng 

simultaneously, including, but not limited to, the following: 

• Verify the area to receive pipe is marked and the alignment and grade is correct. 

• Verify the foundation is ready to receive RCCP pipe, and has been reviewed and 

approved by the CQA Project Engineer as required prior to placement of pipe. 

• Upon observation and complete inspection of the installed pipe, the placement of the 

concrete encasement shall be monitored. 

12.3 CONTRACTOR'S MATERIAL SUBMITTALS 

The CQA Construction Manager and the CQA Project Engineer shall conduct the following 

activities regarding the Contractor's materials submittals: 
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• Log the receipt of the Contractor's submittals and correspondence. 

• Review submittals for schedules. 

• Review quality control plan. 

• Review submittals for RCCP materials. 

• Review submittals for rubber gasket materials. 

• Review submittals for concrete materials. 

• Review submittals for landfill and disposal documentation, if required. 

• Review submittals for measurement and pay requests. 

• Review submittals for as-built data. 
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13.0 FIELD DOCUMENTATION 

13.1 DAILY FIELD REPORTS 

The CQA Construction Manager shall document in daily field reports all significant information 

including the following: 

• Name 

• Company name 

• Date 

• Start time and ending time 

• Weather 

• Job reference number 

• Contractor or subcontractor onsite 

• Major equipment onsite and/or used (or list) 

• Page number 

• Visitors to the site 

• Activities performed that consumed the day 

• Activities performed started or restarted that day 

• Activities performed started or completed critical to the project 

• Reference attached test results, sketches, etc 

13.2 LOG FORMS 

The CQA Construction Manager shall co11ect and maintain the following log forms: 

• Contractor submittals 

• Photographs 

• Daily field reports 

• Record of conversation 

• All laboratory and field testing results 

• All foundation mapping information 

• All trench logging information 
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13.3 PHOTOGRAPHS AND VIDEO DOCUMENTATION 

The CQA Construction Manager shall document the following project activities using digital 

photographs: 

• Existing conditions 

• Progress of key activities at the various steps or phases of implementation 

• Areas or items that are planned to be buried and not expected to be seen 

• Completed components of work as project progress 

• Completed project from various views (taken in last few days of work) 

The CQA Construction Manager shall provide the photographs electronically to the Engineer 

with a brief narrative description of each photo including vantage point and location photo was 

taken. 

The Owner reserves the right to perform video documentation during critical construction 

activities or as determined necessary. The Contractor and CQA Construction Manager shall 

coordinate all video documentation with the Owner. 
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14.0 CQA FINAL REPORT 

Upon completion of the project, the CQA Consultant will prepare the CQA Final Report. This 

report will be the final record of the CQA and CQC infmmation for the site. In general , the 

report shall include all submittal items discussed in this Construction QA/QC Plan. This shall 

include, at a minimum: 

• The pipe manufacturer's certification and warranty documents. 

• Field notes from the installation procedure, including such information as weather and 

unusual circumstances. 

• Summary tables of testing results . 

• All manufacturers' conformance data. 

• Compilation of copies of photo documentation. 

• Field notes during construction and installation. 

• The results of field and laboratory testing. 

The CQA Final Report shall also provide a narrative description, in general, of the site's 

construction, noting all unusual occunences encountered (i.e., failed test results, extreme 

weather, etc.). The CQA Final Report shall be provided to the CQA Director for review and 

approval shortly after the completion of work. The CQA Director will then incorporate the CQA 

Final Report as part of the Construction Completion Documentation, which the Owner is 

required to send to ADWR within 90 days of construction completion. 
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- - - - - - - - - - - - --
Test Method 

Reference Description 

ASTM C 136 Laboratory Sieve 
Analysis for Fine and 

Coarse Aggregates 

ASTMD422 Laboratory Test for 
Particle Size 

ASTMD558 Laboratory Test for 
Moisture-Density 

Relationships for Soil 
Cement 

ASTMD698 Laboratory Test for 
Moisture-Density 

Relationships 

ASTMD2216 Laboratory Test for 
Moisture Content (oven-

dry method) 

ASTMD4643 Laboratory Test for 
Moisture Content 

(microwave method) 

ASTMD 4318 Atterberg Limits 
AASHTO T89 
and AASHTO 
T 146 Method 

A (Wet) 

ASTMD 1556 Field Test for In-Place 
Density (sand cone 

method) 

ASTMD2922 Field Test for ln-Place 
Density (nuclear method) 

ASTMD 3017 Field Test for ln-Place 
Moisture (nuclear 

method) 

Contract No. FCD 2004C017 

TABLE 1 
MINIMUM CQC TESTING REQUIRED BY CONTRACTOR 

(FOR EARTHWORK AND FILL MATERIALS) 

F requency of Tests 

Foundation Graded Bedding 
Preparation F ilter Sand Structural F ill Common Fill Soil Cement 

N/A N/A N/A N/A N/A N/A 

N/A 1/20 cy 1/20 CY 1/500 cy per material 111000 cy per 11500 cy of borrow 
or change of material material or change of material, 1/5000 cy 

source material source of stockpiled 
material, 1/shi ft or 

11500 cy during 
production 

N/A N/A N/A N/A N/A 1/500 cy per 
material or change 
of material source 

N/A N/A N/A 1/500 cy per material 111000 cy per N/A 
or change of material material or change of 

source material source 

N/A N/A N/A 1/10 nuclear tests 1/10 nuclear tests Ill 0 nuclear tests 

N/A N/A N/A 1110 nuclear tests 1110 nuclear tests 1110 nuclear tests 

N/A N/A N/A 11500 cy per material 111 000 cy per 11500 cy per 
or change of material material or change of material or change 

source material source of material source 

N/A N/A N/A 1110 nuclear tests 1110 nuclear tests Ill 0 nuclear tests 

1150-100 LF N/A N/A 2/lift or 1/500 cy 2/li ft or 11500 cy 6/lift or 11500 cy 

N/A N/A N/A 1 for each nuclear I for each nuclear 6/l ift or 1/500 cy-
density test density test to be verified by 

other test methods 

PCN 470.04.30 

- - - - -
Untreated 

Base CLSM SCB Backfill 

1/500 tons N/A N/A 

N/A N!A 11500 cy of 
borrow material , 

1/5000 cy of 
stockpiled 

material, 11shift 
or 111000 cy 

during 
production 

N/A N/A N/A 

N/A N/A N/A 

N/A N/A 2/shift during 
production 

N/A N/A N/A 

11500 tons N/A N/A 

N/A N/A N/A 

N/A N/A N/A 

N/A N/A N/A 

-
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- - - - - - - - - - - - - - - - - - -
Test Method Frequency of Tests 

Foundation Graded Bedding Untreated 
Reference Description Preparation Filter Sand Structural F ill Common Fill Soil Cement Base CLSM SCB Backfill 

AZ Test Soil Cement Compressive N/A N/A N/A N/A N/A 2/shift or I set of NIA N/A N/A 
Method 241a Strength cylinders/500 cy 

and8 
cylinders/50 cy for 
each control strip 

ASTMD4832 Laboratory Test for N/A N/A N/A N/A N/A N/A N/A 1150 cy 2/shift or 1/200 
CLSM Cylinders cy 

ASTM C 143 Temperature and Slump N/A N/A NIA N/A N/A 1/shift at plant and N/A 1/9 cy 2/shift or 
Testing at placement area 11200 cy 

(temp only) 

ASTMD2901 Cement Content of Fresh NIA N/A NIA N/A N/A 112000 cy each N/A N/A N/A 
Soil Cement 

ASTMC42 Obtain & Testing Drilled N/A N/A NIA N/A N/A 4 total from each NIA N/A N/A 
Cores control strip 

ASTMC642 Density Absorption and N/A NIA N/A N/A N/A 1 total from each NIA N/A NIA 
Voids in Hardened control strip 

Concrete 

ASTM C 566 Aggregate Moisture N/A N/A N/A N/A N/A 11shift N/A N/A N/A 
Content Determination 

ASTMD 6023 Unit Weight N/A N/A N/A N/A N/A NIA NIA 1150 cy N/A 
Determination 

ASTM C 1064 CLSM Temperature N/A N/A N/A N/A N/A N!A N/A 119 cy NIA 
Determination 

ASTM D 5982 CLSM Cement Content N/A NIA N/A N/A N/A NIA N/A 1/50 cy N/A 

I . The frequency of testing presented in this table is based on the minimum testing required . Final frequency and quantity of tests per method per material will be at the discretion of the CQA Project Engineer and CQA 
Construction Manager. 

2. At any time the materi al and/or source changes , additiona l laboratory testing may be req uired at the discretion of the CQA Project Engineer and CQA Construction Manager. 
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Test Method 

Foundation 
Reference Description Prepa ration 

ASTM C 136 Laboratory Sieve N/A 
Analysis for Fine and 

Coarse Aggregates 

ASTMD422 Laboratory Test for N/A 
Particle Size 

ASTMD 558 Laboratory Test for N/A 
Moisture-Density 

Relationships fo r Soil 
Cement 

ASTMD698 Laboratory Test for N/A 
Moisture-Density 

Relationships 

ASTMD2216 Laboratory Test for N/A 
Moisture Content (oven-

dry method) 

ASTMD4643 Laboratory Test for N/A 
Moisture Content 

(microwave method) 

ASTM D 43 18 Atterberg Limits N/A 
AASHTO T 89 
andAASHTO 
T 146 Method 

A (Wet) 

ASTMD 1556 Field Test for In-Place N/A 
Density (sand cone 

method) 

ASTMD 2922 Field Test for In-Place 1/50-100 LF 
Density (nuclear method) 

ASTMD 3017 Field Test for In-Place N/A 
Moisture (nuclear 

method) 
-

Contract No. FCD 2004C017 

- - - - - - - -
TABLE2 

MINIMUM CQA TESTING REQUIRED BY OWNER 
(FOR EARTHWORK AND FILL MATERIALS) 

Frequency of Tests 

Gr aded Bedding 
F ilter Sand Structura l Fill Common Fill Soil Cement 

N/A N!A N/A N/A N!A 

1/20 cy l/20 CY 1/500 cy per material 111000 cy per 1/500 cy of borrow 
or change of material material or change of material, 115000 cy 

source material source of stockpiled 
material, 1/shift or 

1/500 cy during 
production 

N/A N/A NIA N/A 1/500 cy per 
material or change 
of material source 

N/A N/A 1/500 cy per material 111000 cy per N/A 
or change of material material or change of 

source material source 

N/A N/A 1110 nuclear tests 1110 nuclear tests 1/10 nuclear tests 

N/A N!A 1110 nuclear tests 1/10 nuclear tests 1110 nuclear tests 

N/A N/A 11500 cy per material 1/1000 cy per 1/500 cy per 
or change of material material or change of material or change 

source material source of material source 

N/A N/A 1110 nuclear tests 1110 nuclear tests 1110 nuclear tests 

N/A N/A 2/lift or 1/500 cy 2/lift or 1/500 cy 6/lift or 1/500 cy 

N/A N/A 1 for each nuclear 1 for each nuclear 6/lift or 1/500 cy -
density test density test to be verified by 

other test methods 

PCN 470.04.30 

- - - - -
i 

Untreated 
Base CLSM SCB Backfill 

1/500 tons N/A N/A 

N/A N/A 1/500 cy of 
borrow material , 

1/5000 cy of 
stockpiled 

m:;e1~~00~s~ft I 

during I 

production 

N/A N/A N/A 

I 

N/A N/A N/A 

N/A N/A 2/shift during I 
production I 

I 

N/A N/A N/A 

11500 tons N/A N/A 

I 

I 

I 
N/A N/A N/A I 

I 

N/A N/A N/A 

I 
N/A N/A N/A I 
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Test Method Frequency of Tests 

Foundation Graded Bedding Untreated 
Reference Description Preparation Filter Sand Structural Fill Common Fill Soil Cement Base CLSM SCB Backfill 

AZ Test Soil Cement Compressive N/A N/A N/A N/A N/A 2/shift or 1 set of N/A N/A N/A 
Method 241a Strength cylinders/500 cy 

and8 
cyli nders/50 cy for 
each control strip 

ASTMD4832 Laboratory Test for N/A N/A N/A N/A N/A N/A N/A 1150 cy 2/shift or 1/200 
CLSM Cylinders cy 

ASTM C 143 Temperature and Slump N!A N/A N/A N!A N/A 11shift at plant and N/A 1/9 cy 2/shift or 
Testing at placement area 1/200 cy 

(temp only) 

ASTMD 2901 Cement Content of Fresh N/A N/A N/A N/A N/A 1/2000 cy each NIA N!A N/A 
Soil Cement 

ASTMC42 Obtain & Testing Drilled N/A N/A N/A N/A N/A 4 total from each N/A N/A N/A 
Cores control strip 

ASTM C 642 Density Absorption and N/A N/A N/A N/A N/A I total from each N/A N/A N/A 
Voids in Hardened control strip 

Concrete 

ASTM C 566 Aggregate Moisture N/A N/A N/A N/A N/A II shift N/A N/A N/A 
Content Determination 

ASTMD 6023 Unit Weight N/A N/A N/A N/A N/A N/A N/A 1150 cy N/A 
Determination 

ASTM C 1064 CLSM Temperature N/A N/A N/A N/A N/A N!A N/A 1/9 cy N/A 
Determination 

ASTMD5982 CLSM Cement Content N/A N/A N/A N/A N/A N/A N/A 1150 cy N/A 

1. The frequency of testing presented in thi s table is based on tbe minimum testing required. Final frequency and quantity of tests per method per material will be at the discretion of the CQA Project Engineer and CQA 
Construction Manager. 

2. At any time tbe material and/or source changes, additional laboratory testing may be required at the discretion of the CQA Project Engineer and CQA Construction Manager. 
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-------------------
TABLE3 

ESTIMATED MATERIAL QUANTITIES 

Material Estimated Quantity 

Graded Filter 200CY 

Structural Fill 37,211 CY 

Common Fill 161 ,825 CY 

Soil Cement 72,335 CY 

Soil-Cement-Bentonite 16,834 CY 

Geotextile Fabric 400SY 

Geocomposite Wall Drain 60SY 

CLSM 270CY 

Riprap 370CY 

Untreated Base 620TONS 

RCCP 375 LF 

Reinforced Concrete 420CY 

Note: Complete list of material quantities is included on Drawing No. QSl. 
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APPENDIXE 

U.S. Army Corps. Of Engineers 404 Permit
Department of the Army Permit 

CONTRACT FCD 2004C017 

White Tanks Flood Retarding Structure #3 Remediation Phase I 

PCN 470.04.30 
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RECEIVED 
DEPARTMENT OF THE ARMY PERMIT . 

· · Per:inittee: 

·Mr. Robert B. Stevens 
Flood Co~trol District Maricopa County . 
2801 West Durango Street 
Phoenix, Arizona 85009 

· Permit Number: 2004-00476-SDM . 

Issuing Office: Los Angeles District 

" · ··, · t1AY 12 2004 ~ 
· - Reg.ulatbry Branch L Lp s Angeles Office 

Note: The term "you" ~d its derivatives, as used in this permit, means· the permittee or any 
future transferee. The term "this office" refers to tbe approp~iate district or division office of the 
Corps of Engineers having jurisdiction over the permitted ac;:tivity or the appropriate official 
acting under the authority of the commanding offi~eF. 

You are authorized to perform work in accordance with the terms and conditions ~pecified 
below. · 

Project Description: To modify the existing White Tanks FRS #3 by constructing a modified 
dam including cutoffs for-fissure control and a new upstream darri fac~ to upgrade the existing 
dam to .current reguhi.tory standards as shown on th~ .attached drawings. · · 

Project Location: In the White Ta~s Flood Retarding Structure (FRS) #,3 (tributary to the Gila 
River) at (Section.s 4, 5,8 and 9, T2N, R2W), Maricopa County,' Arizona. 

Permit Conditions 

General Conditions: 

1. The time limit for completing the authorized activity ends on April 30, 2009'. If you find 
that you need more time to complete the authorized ac-tivity, submit your request for a time ---. .-.-._. 
extension to this office for consideration at least one month before the above date is reached. . . 

You must maintain the activity authorized by this permit in good condition and in 
···~ _, 

ENG FORM 1721, Nov 86/ED!TION OF SEP 8:2 IS OBSOLETE./33 CFR 3'25 (Appendix A) 

1 
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-conforffiance with the terms and c.onditions of this permit. You are not rdieved of this 
. requirement if' you aband~n the permitted activity, although you may make a.. good faith transfer 
to a third party in coinpUance with General Condition 4 below. Should you wish to cease·to . 
maintain the au~horized activity or sh-ould you desire to abandon it without a goci,d faith transfer, 
you mus-t obtain a modification from this permit from this office, which may require restorat·ion . . 

of the area. 

3. · If you discover any previ-ously unknown. historic or archeological remains while 
accomplishing the activ!ty authorized by this permit, yciu must immediately notify this office of 
what you have found. We will initiate the Federal and state coordination required to determine if 
the remains warrant a recovery effort or if the site is-eligible for listing in the National Register of 
Historic Places. _ 

4. Ifyou sell the property associated with t.his permit, you must obtain the signature of the 
new owner. in the space provided and forward a copy o( the permit to this office to validate th~ 
transfer of this authorization. 

. ' 
5. If a ·conditioned water quality certification has been issued for your project, you must 

· cqmply with the conditions specified in the certification as special conditions to this permit. For 
your convenience, a copy of the certification 1s a,ttached if it contains _ such conditions. 

6. You must allow representatives from this offic~ to inspect the authorized activity at any 
. time deemed necessar}r to ensure that it is being or has been a~complished with the terms and 
conditions of your permit. 

Special Conditions: See attached sheet. 

Further Information: 

1. Congressional Authorities: You have been authorized to undertake the activity descdbed 
above pursuant to: 

2. 

() Section 10 of the River and Harbor Act of 1899 (33 U.S.C. 403). 

( ) Section 103 of the Marine Protection, Research and Sanctuaries Act of 1972 (33 
U.S.C. 1413). 

(X) Section 404 of the Clean Water Act (3~ U.S.C. 1344) . 

Limits of this authorization. 

a. This permit does not obviate the need to obtain ot~er Fed-eral, state, or local 
authorizations required by law . 

b. This permit does not grant any property rights or exclusive privileges. 

2 
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c. 

d. 

This -pe~t does not authorize an.y injury to the property or.nghts of others. · 

Thi~ permit does not authori~e interference with any existing.or propQsed Federal 
project. · 

. 3. Limits of Federar Liability. In issuing this permit, the Federal Gover~n1ent does not 
assume any liability for the following: · · 

" ' 

a. Damages to. the permitted project or uses thereof as a result <?f other permitted ~r 
unpermitted activities or from natural causes. 

b. Damages to the permitted project or uses thereof as a result of current .or future 
activities undertaken by or· behalf of the United States in the public interest. 

c. Darriages to persons, property, or to other permitted or unpermitted activities or 
structure~ caused by the activity authorized by this permit .. 

d. Design or construction deficiencies associated with the permitted work. 

e. Damage claims associated with any future ·modification, suspension, or revocation 
of this permit. · 

4. Reliance on Applicant's Data: The determination of this office that issuance of this permit . 
is not contrary to the public interest was made in reliance on the information you prov~ded. 

5. Reevaluation of Permit Decision." This office may reevaluate its decision on this permit at . 
any time the circumstances w~ant. Circumstances that could require a reevaluation include, but 

. are not limited to, the following: 

a. You fail to comply with the terms and con~ltions of t?is ·permit. 

b. The information provided by you in support of your permit application proves to .· 
have been false, incomplete, or inaccurate (See 4 above). · 

c. Significant new information surfaces which this office did not con'sider in 
reaching the. original public interest decision. 

Such a reev~luation may result in a deterri1imiti~n that it is appropriate to use the . 
suspension, modification, and revocation procedures contained in 33 CFR 325.7 or enforcement 
procedures such as those contained in 33 CFR 326.4 and 326.5. The referenced enforcement 
_procedures provide for the issuance of an administrative order requiring you to cornply'with the 
terms and conditions of your permit and for th~ initiation of legal action where appropriate . You 
will be required to pay for any corrective measure ordered by this office, and if you fail to .. 
comply with such directive, this office may in certain situations (such as those specified in 33 
CFR 209 .170) accomplish the corrective. measures by contract or otherwise and. bill you for the 
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cost: 

6. Extensions. General condition 1 establishes a time limit for the co~pletion . of the activity . 
.. authorized by this permit. Unless there are circumstances requiring either a prompt completion 

of .the authorized activity or a reevaluation of the public interest decision, the Corps will 
normally give you favorable,~onsiderati?n to a request for an extension of this time iimit. _ 

Your signature below, as permittee, indicates that you accept ~d agree to comply with the · 
·.terms and conditions of this permit. · 

... .. .. _ .. .. ---·----------
(DATE) 

Timothy S. Phillips, P .E. 
Acting Chief Engineer & General Manager 

Th1s perm1t becomes enecuve when the rederal official, designated to act for the Secretary 
of th~ Army, has-signed below. · · 

astanon C (DATE) 
I I 

ACting ie.f, Regulatory Branch 
(for the District Engineer) .. 

When the structures or work authorized by this permit are still in existence at the time the . 
property is transferred, the terms an.d conditions of this p~rmit 'will continue to be binding on the 
new owner(s) of the property. To validate the transfer of this permit and the associated liabilities 
associated with compliance with its terms and conditions, have the transferee sign and date 
below. 

(TRANSFEREE) (DATE) 
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SPECIAL CONDITIONS 
PERMIT NO. 2004-00476-SDM 

a) The pennittee shall c.mpply witb .all requirements and conditions in the state waterquality 
·certification that the Arizona Department of :Environmental Quality signed on March _15, 2004. 
This certification demonstmtes that the permittee has complied, with Section 40l(a) of the Clean 
·water Act A copy of this letter is attached. · 

b) The permittee shall comply with the terms and conditions of the "Mitigation Plan for Wliite 
Tanks FRS #3 bam Rehabilitation Project,,; January 27, 2004, copy attached. Planting should be 
yomplete by June 30, 2005. The pe~mittee shall provide a report documenting the planting with 
maps and photographs to the Corps by September 30, 2005. Ther~after, annual reports _will be 
due to the Corps by September 30, for 5 years, or until success criteria have been-achieved: 

c) Should previously unknown historic or archaeological remains be discovered while · . 
accomplishing activities authorized by this pe~t, the perrrii.ttee shall immediately cease work in 

. the area of discovery and this office shall be immediately notified to ensure compliance with 
General Condition 3 of this indiv~dual permit. The perffiittee is restricted from entering any 
archaeologic-al ~ite on or adjacent to the project area. 

. . ' . 

d) The permittee shall include a copy of this permit i~ all contracts a~arded to contractors or 
subcontractors for work in or adjacent to waters of the U.S., mitigation areas, or open space 
areas. The intent of this special condition is that the permittee shall make all appropriate 
contractors aware of the terms and conditions of this pennit. Additionally a copy of this permit 
~hall be available at the construction site at all times. 

. " I 

5 . 



I 

,. 
I 
I 
I 
I 
I 
I 
I 
I. 

I 
I 
I· 
I 
I 
I 
I 

' ' 

··. PtJBLIC.NdTICE·. 
US Army Corps -. , 
of Engi·neers® I I. ' 

·APPLICATION FOR PERMIT . 
' ' • ' . 

I I : • 

Public NotiCe/Application Ng.: 2004.:.00476-SDM 
Comment Period: March 3, 2004 throu~h Aprill, 2004 

Applicant · 
Flood Control District Maricopa County . 
Robert B . Ste"Vens 
2801 West Durango Street 
Phoenix, Arizona 85009 
( 602) 506-4073 

Location 

' . ' 

In the 'White Tan1cs Flood Retarding Structure (FRS) #3 (tributary to the ·Gila River) at (Sections 4, 5, 8 
and 9, T2~, R2W2, Mancopa County, Arizona. (Hydrologic Unit Code 15070102) 

A~~~ . . . . . 
To modify the existing Whit~ Tanks FRS #3 by.c.onstructing a rnodified'dam including cutoffsJor fiss1ire 

control and a new upstream dam face to upgr:ade the existmg dam to current regulatory standards. For more 
information, see page 3 of this notice and attached drawings. . 

Interested parties are hereby notified that an application has been received for a Department of the Army 
pennit for the activity described herein and shown on the attached drawing(s). Interested parties are invited to . 
provide their views on the proposed work, which will become a part of the record and will be considered in the 
decision. This permit application will be issued or denied under Section 404 of the Clean Water Act (33 U.S.C. 
1344). 

Comments can bee-mailed to sallie:rncguire@usace.arrny.mil or mailed to: 

U.S. Army Corps of E.;~gineers 
ATTENTION: Regulatory Branch (2004-00476-SDM) 

3636 Nor-th Central A venue, Suite 900 
Phoenix, Arizona 85012-1939 



I 
Evaluation Factors . . 

. , . The decision wheth~r to issue a permit -~ill be based on an evaluation of the probable impact including . . '·. ' 

cumulative impacts of the proposed actlvity on the public interest.. That decision will reflect the national concern for 

I both protection and utilization of important resources .. The benefit which reasonably tnay be expected to accrue from 
· . the proposal must be balanced ~gainst its re~sonably . foreseeabie detriments . All factors which may be relevant to the 

proposal will be considered including the curtmla:tive effects thereof. Factors that will be -considered include 

'

conservation, economics, aesthetics, general ·environm:ntal concerns, wetlands, cultural values, fish and wildlife 
values, flood 'hazards, flood plain values, land -use, navigation, shoreline erosion and accretion, recreation, water . 

. supply and conser-Vation, waterqualicy, energy needs, safety, food production and, in general, toe rieeds and welfar~ ·'of 

l
~he people. · ~ a~dition , if the prop_os~ would discharge dredged_or fill mate?al, the evaluation of the activity will . 
mclude apphcatwn of the EPA Gt,ndeh~es ( 40 CFR 230) as requ1red by Sectwn 404 (b)( 1) of the Clean Water Act. 

I. The Corps of Engineers is soliciting comments from the publi~; F~dera1, state, and local agencies and officiils; 
Indian tribes; and other, intere~ted parties in order to consider and evaluate the impacts of this proposed a.ctivity; Any 
comments received will be considered by the Corps of Engineers to determine whether to issue, modify, condition or 

1 
.. deny a permit for this proposal. To make this decision, comments are used to assess impacts on ·endangered species, 

historic properties, ':"ater quality, general envir:_onmental effects, and the other public '·interest faCtors listed above; · 
Comments are used in the preparation of an Environmental Assessment and/or an Environmental Impact Statement 

I 
pursuant tq the National Environmental Policy Act. Comments are also used to determine the need for a public 
hearing and to ·determine the overall public interest of the proposed activity. · . 

~~reliminary_ Re~ew ~f Selected Factors 

. , ....... 
' ( 

I
. . . El!:S Determination- A preliminary determination has been made that an environmental impact statement is not . 

requrred for the proposed work. · · . . · . · · (. 
' . . ' . . . . ·:·'"; 

. Water Quality- The applicant will be required to obtain water quality certification, under Section 401 of the J Clean Water Act, from the Arizona Department of Environmental Quality and/ or the U.S .. Environmental Protection 
· Agency. For any_proposed activity on Tribal land that is subject to Section 404jurisdiction, the appl,i9ant will be 

required to obtain water quality certification from the U.S. Environmental Pr:otectionAgency. For any proposed I acti ~ity on land o~her th~n T~balland th~t is ~ubj ect to Section 404 ju~sdiction, tlie ap)?licant -~ill be required to 
obtam water quality certificatiOn from the Arizona Department ofEnvrronmental ·Quahty. SectiOn 401 of the Clean 
Water Act requires that any applicant for an ir:idividual Section 404 permit pr9vide proof of water quality certification I to the Corps of E~&ifleers. . . . . . · : .· . . . . . . · 

Cultural Resources- The latest version of the National Register of Historic Places has been consulted and this I site is not listed. This review constitutes the extent of cultural resources investigations by the District Engi?eer, and 
he is otherwise unaware of the presence of such resources. · . · · 

I Endanger-ed Spedes- Preliminary determinations indicate that the proposed activity would not affect 
federally-listed endangered or threatened species, or their critical habitat. Therefore, formal consultation und,er 
Section 7 of the Endangered Species Act does not appear to be required at this time . 

I Public H earing- Any person may request, in writing, within the comment-period specified in this notice, that a 
public hearing be held to consider this application. Requests for public hea..-ing shall state with particularity the I reasons for holdi..'1g a public hea.-ing. :---=-------

I 
I 2 



IPr.~posed Activity for Which a Permit is Reqv1red 

, I . . ' ' 

I The project includes the construCtion of a modified dam including cutoffs for fissure control and a new 
: -stream dam face to upgrade the existing dam to current regulatory standards. Material used for construction of t[te 

\ .m will be excavated from borrow areas upstream. The dam extension, which will modify the embankment crack.ino-. . . . . ' . ~ ·I zone and ~he earth fissur~ zone, will impact approximately 8.3. acres of w~ters ~f the United States. Hab~tat within this 
· area cons1sts of low den my shrubs and grasses. The upstream dam. extens10n w11l be. composed of two d1fferent 

Bections·. One section will be a soil cement structure blended into the existing I<i.ndscape with fill dirt and vegetation. · 

I The secon'd secri~n includes an.increas~ in the heig~t of the cu.rrent darn with onsite ~ill. material. over a g~otextile. an~ 
sand filter that w11l be blended mto the' landscape w1th vegetatiOn. Two borrow areas 'w11l be used to obtam matenal m 
which to mix soil cement that will be used for the darn extertsimi. The borrow areas will impact approximately 3.2 ., 

l acres of waters of the U.S., where habitat consists of low density shrubs :and grasses. · ·. · · 
· Total impacts from the proJect ~e proposed to be 11.5 acres of waters of the U.S.; the total area of waters of the 

. U.S. within. the project area is 60 acres . The proposed project area encompasses approximately 150 aqes. 

~Additional Pro]e~t I;formati~n . - , . .. 

. ' . 

I The pu~ose of the proposed project is to rehabilitate or replace the Wh~te Tanks FRS #3 with flood control 
facilities . that provide continued flood protection to areas currently benefited by the e_xisting structure. The basic 

· project purpose is flood control, which is not water dependent. The FRS was constructed in 1954 to provide flood 

'

protection for Illterstate 10, the City of G<?odyear, unincorporated county land and other infrastructure downstream. 
Due to severe embankment cracking resulting from desiccation and differential settl~::ment, extensive repairs to White 
Tanks FRS #3 were completed irt 1982. Further mon:itoring of the dam and other studies resulted in the modifi.cations I proposed within this public notice. · 

Proposed Special Conditions ·, .. ''· 

1. To be developed. 

r 

I For additional information please call Sallie D. McGuire'.at .(602) 640-5385 x 221. 
by the Chief, Regulato9' Branch. 

This public notice is issued 

I 
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. Janet Napolitano 
·Governor· 

. A~RIZ ·ONA DEPARTMENT 
OF 

. [NV I RONM ~NTAL. QUALITY 
11 .10 West Washington Street_. Phoenix, Arizona 85007 

(602) 771-230Q • www.a¢leq.sta~e.a:z.u~ . .· . Stephen A. Owens 
\., '• 

. ' 
.... ·-. . c· ~· \1l'!v· ~ ·E))ireaor ·.fQ ~ · . .-~~ a\ ,.~ ~- ~1 .f.; 
\~ ~~ r~J~~!I\1 - ~:_ -~ 

Applicant: Flood. Control District of lVIaricopa County 
Attn: Mr. Micha~l S. Ellegood, P .E_, ; . -
Chief Engineer and General Nlanager . · 

Subject: 

. 2801 W.est Durango Street 
Phoenix, Arizona 85009-6399 

CWA 40 1 W ~ter :Q~aii~ Certifi~·~tio~, State or'Arizon~ for the Flood Conqol 
·District of.Maricopa County: White Tanks Flood Retardin!! Structure# 3 
Modification Project, (Sections 4, 8 and 9, T2N, R2W),:Maricopa County, 
.A.rizona, AnDy Corps of Engineers Public Notice No. 2004~00476-SDM 

Dear Mr .. Ellegood: · 

The Arizona Department of Env~Onmental QualitY (ADEQ), -w,:ater Qu~ity pi vision has 
reviewed information concerning the White Tanlcs Flood Retarding .Structure #3 Modification 
Project submitted for water quality certification pursuant to Section 401-'ofthe federal Clean 
Water Act. Section A of this certification describes the activities to be certified. The references 

~ listed in' Section B were us~d as the basis for certification. Section C lists the Approval 
Conditions. 

ADEQ' s review has determined that when the applicant adheres to the Conditions in Section C, 
the certifi~d activities should comply with State surla~e water 'quality standards~ Subject to these · 
conditions, this letter certifies that the activities associated with the White Tanks Flood Retarding 
Structure (FRS) #3 Modifi~ati~n Project shocld not h~lVe a riegative impact to the chemical, 
physical or bi?logical · in~egrity of unnamed jurisdictional ephemeral waters of the U.S. (WUS). 

A. Des~rintion. Of Activities To Be Certified . 

1. . The White Tanks FRS #3 i.s located east of the White Tank Mountains, near 
Bethany Home Road and Jackrabbit Trail, and east of the Beardsley Canal. The . 
darn_ is 7, 700 feet long. and 2 7 feet high. The structure was originally constructed 
by the Soil Conservation Service (now the Natural Resource Conservation 
Service) in 19 54 to provide flood protection for a portion of interstate 1 0, the City 
of Goodyear, unincorporafed portions of Maricopa County, Perrjville Prison and 
other infrastructure dovmstrearn ("White Tanks #3 FRS). 

Currently, the darn is operatedand maintained by the Flood Control District of 
Maricopa County (FCDMC). The embankment was constructed using material 
excavated from the reservoir of the dain. niTee gated corrugated rrietal pipes 
(CivlPs) through the embankment serve as the principal outlets frorri the reservoir. 

Northern Regional D.ffi ce 
1 ~ l 5 East Cedar Avenue • Suite F • Flagstaff, A2 86004 

(928) /79-03i '3 

Southern .RegiQJJaJ Dffice 
· 400 West Congress Street • Suite 433 • Tucson, AZ 85701 

(520) 62 ['.-6733 . 
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N1r. MichaelS. Ellegood, P .E. 
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· .. ·.· 
... 

B. 

·. " . .. 

· r: 'i. · . 

Due to~ severe embankment cracking resulting from c;l.essication and differ~ntia1 
· ;;ettlement, extensive repairs to White Tanks FRS #3. were completed in 1982. · 1n 
1990; the Arizona Department ofvVater R~soill-ces exa.Irrined the darn and . 
determined that' it did not meet Arizona's dam safety requirements. . . . 

'I '' 

· 2. The ·purpose of the p):'oje~t is to modify the exisfuig Vllrite Tanks FRS #3 by 
constructing a modified dam that provides continued flood protection to areas . . 

. currently benefited by the existing structure; and upgrade the darn to c.urrent 
. regulatory standards. Activities include the construction of a modified darn 

· including cutoffs for .fisslire control and a new upstream darn face. Material for 
use in the construction of the modi:fied dam and cutoffs will be excavated from 

. ' b~rrow areas upstream of the dam .. ·. The' proposed 'activities will impact a total of 
11.5 acres of unnamed epheniera:l vVUS. Approximately 8.3 _acres for 
construction of the modifi~d darn, and 3.2 acres of impact resulting from the 

- ~xcavation of two borrow areas. 

3. Approximately 900,000 cubic yards of soil cement and on-site fill material will be 
utilized for constrUction of the .dam modification, and approximately 100,000 cy 
of o:ri-siteflll material will be placed downstream of the dam for aesthetic 
enhancement. 

4. Iinpacts '\ovlthin the area upstream of the darn will be hydroseeded with a native ' 
plant seed mix. ' 

. . . 

Basis For Conditional State 401 Water Quality Certification 

1. State of Arizona Water Oualitv Standards for Surface Water, AriZona 
Administrativ e Code (J\..A.C.) Title 18, Chapter 11, Section 108,' Narra,tive Water 
Quality Standards, Section 109 Numeric Water Quality Standards, Appendix A. 
Designated Uses include: Aquatic and Wildlife ephemeral (A&We) and · 
Partial Body Cont act (PBC) (~.A:c. R-18-11-105). · · 

.. 2. ADEQ Water Quality Division Form 404-015 CWA 401 Certification 
Application signed February 12, 2004, and received by ADEQ on February 23, 
2004, from lvlr. Michael S. Ellegood, P .E. representing the FCDMC. Additional 
documents submitted with the application include the following: 
a. Applicant's response to Arizona Water Qu~lity Policy for Protecting 

vVater Quality During Facility Construction. 
b. Aerial photos, maps and design drawings. 

2. U.S . .t\.rmy Corps of Engineers.Public Notice/Application No. 2004-0047:5-SDM, 
comment period March 3, 2004 through April1 , 2004, downloaded from the LA 
District website on March 3, 2004. · 
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C. . Conditions For State 401 Water Oualitv Certification 

. This State Water Quality Certification is issued by ADEQ under tli.e authority of Section . 
40l(a) ofthe federal Clean Water Act (33 U.S.C.§ 1251 et seq.).' The conditions listed · 
below apply the Section404 Permit issued by the US. Army Corps of Engineers 
(ACOE). The Permittee shall follow these conditions in developing the project permitted . 
under ACOE404 Permit No. 2004-00476-SDM. These conditions are enforceable by th~ 
U.S. Environmental Protection ,Agency .and the ACOE. Civil penalties up to a ma.~um 
of $25

1 
000 per day of violation may b~ levied if these c~'rtification .conditions'-are · · 

violated. Criminal penalties may also be levied if a person knowingly viol~tes any -
provision of the federal Clean Water Act. The follo\ving., co:o.diti'oris are in ~ddition to the 
·special conditions .developed by the. ACOE fqr 404 Permit No. 2004-00476-SDM. 

• ' "' ', • ' , • ,,I ' .' • ' lo ~ • 1 ' • • • ' , I ·' I ·~ ' •. o , 

1. General Conditions 

a. 

b. 

c. 

d. 

, This Certification is f~r the activities described in Section A to allow for 
the ma"{irnum impact of 11.5 a:cres' to unn~ed ephemeral washes for the 
construction of. the White .Tanks FRS #3 modification. The certification is 

", J· : . . , I . , . , 

valid;for th~ .s.m,ne periqd ~s the ,A90E ;404·Permit If;sli!Jstantive changes 
are made in the proposed project or if cdnstruCtion :has. not been started by 
the time sp~cified in the ACOE 404-'Perrr.J.t, the applic~tshall notlfy as 
follows: · 

ArizpD.a Department ofEnvironmental Quality 
Wat~r QualityDiVision . · · · 
Surface W'ater Perrillts Unit ·· 
Attention Surface Water Quality 401 Certification 
ADEQ 401/404 FileNo. 9S32 
1110 West ·washington Street (5415B-3) 
Phoenh, Arizona 85007 

ADEQ will then have the option of extending, modifying or denying this 
Certification. ' · 

The FCDMC shall provide a copy ofthese State 401 V.Tater Quality _ 
Certification Conditions to all appropriate contractors and subcontractors. 
The applicant shall also post a copy of these conditions at a conspicuous 
water resistant location at the cons1n1ction site. · 

Tnis certification is void if the constmction is not consistent with the 
activities described in Section A. 

The FCDMC is responsible for the construction and rnailltenance of the . 
project and ariy adverse cumulative impacts that it may cause. 

.. - - - - - -: . .::::;-" 

.. 
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2 . . 

.., 

.J. 

..4. 

4. 

-· 

Necessary Permits . 
- ' 

The FCDMC is responsible for Obtaining all other pennits certifications ·and 
licenses that may be required ·by:fede:ral, state or local authorities. Other 
approvals inClude,· but are not limited to: construction activities (Ai:PDES 
Stormwater Permit), use ofreclaimed'wastewater for-dust control ·or irrigation 
(Reclaimed Water PeT:rnit), or dewatenng of construction ·sites to a surface -yvater 
body, (AZPDES Process-Wastewater Permit). 

Er;~ion Protection Mea'sul-es 

a. 

b. 

c. 

Er-~simi controi.and/or bank protection features (e.g.,' silt fences, straw 
bales, riprap, or·mulching} shall be used, where appropriate, t() minimize 
channel or bank erosion and soil loss. · These features shall be maintained, 

· ·as necessary, during: pre-construction and construction periods. Denuded 
areas shall be revegetated as soon as possible with native plants and seed. 

• • J • ' • 

Temporary erosion and sediment control measlires shall be installed 
before Construction 'and pre.,constructi6ri practices; and shall be · 
mainta:ined .. as il.ecessar)l dunng construction ' and post-construction 
periods. 

. . . . . 
If construCtion operations are likely to create an erosion problem, 
ope~ations shall cease untiJ the problem isresolved or until reasonable 
control measures have been 1ll1dertal\:en .. ' . 

Chemicals and Materials Handling 

a. 

b. 

The FCDMC shall use designated areas for the~ cal and petroleum 
storage, solid waste containment, and equipment washing. These 
desigmited areas shall all be .located outside the 1 OO-ye3! floodplain of 
urmamed ephemeral vVUS. 

The FCDMC shall have a spill containment plan to ensure that pollutants 
are contained, removed and properly disposed of. In addition, equipment 
maintenance shall be performed at an upland site away from unnamed 
ephemeral vrus. . 

Contaminated Soils and Materials 

a. The FCDlv1C is responsible :for ensuring construction material and/or fill 
placed .within the ordinary high water mark (OffiVM) ofurmamed 

, ephemeral WUS is free from substances (inc1udimr fines that mav be 
associated with rin-ran material) that can cause or contribute to pollutio'n 
of a surface water. 

-----

( 
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.. b. Debris (such· as soil~ silt, sand, rubbish, cement, oil, or petroleUm. products, · 
organic material, tires or batteries) derjved from construction activities 
shall no~ be deposited at any site where it may be washed into unnamed 
ephe~eral wus and shall be properly disposed of after completion of the . 
project. ·· 

c. If water-is used for dust suppression, it shall not contain contaminants that 
could violate Surface Water Quality Standards. 

5. Runoff 

Runoff and· seepage from the flood retarding structure, berms and other alterations 
of the nahrraf environment shall not cause a violation of S'Lirface Wat.er Quality-. 
Standards. · 

I • 

6. Conditions Related to Flow Events 

a. Accessroadways, staging areas and temporary material stockpiles shall be 
· designed to allow normal storm flows to pass unimpede.d. There shall be 
·no sigillncant a1terat1on' of hydraulic conditions of upstream waters as a· 
result of temporary constructed features. 

b. Work shall be perfo:imed during low water conditions when the area is 
naturally dewatered. When there i~ flo'vv within the construction area:, 
construction activity shall cease and construction equipment relocated 
outside .of unnamed ephem~ral WUS. · 

8. Construction Related Activities , 

a. 

b. 

c. 

. Activities shall be conducted and monitored to ensure that pollution from 
channel excavation, berm construction and equipment maintenance an:d 
washing does not drain into Unnamed ephemeral WUS. · 

Silt laden or turbid water resulting· from construction activity shall be 
settled, filtered or otherwise treated prior to discharge to ensure no 
violation of water quality standards. 

After completion of construction, the work area and al1 disturbed areas 
along the bank and streambed shall be restored to an environmentally 
acceptable condition. All construction residues, equipment and non-native 
materials shall be removed from and properly disposed of outside of the 
OHWM ofunnamed ephemeral WUS. 
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· 4. · Standard Issues 

Any disqharge occuning as a re~ult of activiti~s ~ertified for the Wbite Tanb FRS 
#3 Modification proje.ct shall not cause a violation ofSurface Vlater Quality -
Standards. Applicability' of this condition is as defined in section R~ 18-11-1 02 of 
A.A. C. Title 1 ?· ·Chapter 11, Article 1 -Water Quality Standards for. SUrface 
Water. · · 

. ADEQ CvV A 401 \Vater Quality Certification of these activities to operate under the. terms of the 
ACOE Individual· 404 Penllit does not affect or modify in any way the· obligation or liability of 
any person for any damages, injury, or loss, resultmg from an impacted area discharge. The 
department may modify or withdraw jts determination if the information relied upon is 
inaccurate or not implemented as proposed. If, in the future~ the Department determines that the 
terms and conditions of the Certification have been violated, or discharges from the activities 
have caused or contributed to a violation of surface water quality standards, the Director may 
revoke the Certification. This certification is not int~nded to waive any other federal; state or 
loca11aws. 

Thank you for your cooperation and efforts to protect 01JI finite and precioils water resources. 

Sincerely, 

Authorized ADEQ· Signature: fkd!tft.Jflhrls4f.,__ 3-!?-D4 
1vlichele Robertson, R.G. Date 
Water Permits Section lvlanage:r: 
Water Quality Division 

Enclosilles: VicinityMap (1 page) 

cc: Flood Control District ofMaricopa County 
U.S . Army Corps of Engineers, Regulatory Branch · 
USEPA, Wetlands Regulatory Office 

SWPU04 :0 ll7- ADEQ40l File No. 9832 
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Appendi~F 
l\1itig.ation Pla11-· Floo.cl ·control District o,f 

Maricopa iCounty, 2004 

Mitigation PLan for V\lhite Tanks FRS #3 Dam Rehabilitation Project 
Developed By Flood C.ontrol ·Distrkt of Maricopa CoLmty 

Date: January 27, 2ob4 ~ 

EVALUATION AND. PROPOSED MiTIGATION PLAN 
' . .... ... . . . 

1.0 Project Background 

The Flood Control District Of Maricop·a COLmty (District) i~ planning 'to construct ·· 
the Whit~ Tanks~ #3 dam modification project IT,t Phoei:lix, Arizona. Irn..pacts.to 
waters of the US will include the dam extension and the tw0 borrow areas: 
f.pproxima.tely.11.5 acres of the WUS will be impacted from constrLi.CtiOn of the . 
project. The dam is located in Section 4, 5, 8 and 9 of. Township 2 North, Range 2 . 

. West of the baseline .. and meridian in Mciricopa CbLinty. Impacts withi~ the . 
reservoir and the borrow areas will re.quire a Clean Water ACt Section 404 permit 
prior to construction of this project. . 

2.0 Habitat Evaluation and Impacts to the Waters of the U.S. . . 

A habitat evaluation was conducted to determine the density, diversity, and 
structUral components of the vegetation within the designated_ waters of the US. A 
total of 11.5 acres of wus will be impacted from the dam extension aitd excavation 
of the porrow areas . . A description of each s:>f the impact areas is provided below: 

Dam modification- Areas immediately upstream of the dam or the former borrow 
area represent a disturbed and low value habitat containing shrubs and grasses with 
some trees. The area is sparsely vegetated and contains low structural diversity 
resulti....:.tg in a small number of species. Therefore, the habitat quolity for the 
impoLmdment area has been designated as low value. Approximately s:27 acres of 
wus will be disturbed by the dam modification. 

Borrow Area A is located upstream at the southwestern portion of the site. It is 
prirnarily barren land which has been disturbed by earlier earthmoving activities by 
the former owners, Case Equipment Company. The area ranges from scarce shrubs 
in the western portion of the site to a moderate habitat along the eastern edge of the 
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property. Typical deser~ habitat in t.~e area includes velvet mesquite (Prosopis 
velutina), blue paloverde (Cercidzum floridum), foothills pqloverde (Cercidium 
microphyllum), acacia (Acacia greggi.ir ironwood,(Olneya tesotat Creosote bush (Lmna , 

· · Tridentata) and .wliite brittle bush (Encelia fari71ose). Approximately 1.55 acr~s of. 
moderate value habitat within wus will be disturbed from the borrow area. 

Borrow Area B is a pie shaped property located to the northeast of the dam. ·:only a 
small portion of the -site iinpinge's 'on the low value habitat within the wus or flood 
pool. The remaining portion consist of low to moderate value habitat adjacent to 
some of the unnamed washes in the area. · Approximately 1.69 acres of low value 

- habitat will be disturbed by the borrovv activities. See Table 1 for description of 
impacts within ~us. 'F 

.1. . 
~~ 

Tabl.e One: Summary of Impacts to Wate~s of the United States 

Dam E-xtension ~ 8.27 Low 

Borrow Ar.ea A 1.55 Low to moderate 

1Borrow .A..rea B 
1.69 Low 

Total 
11.5 Low to Moderate 

The objective of compensatory mitigation is to replace the :ft.mctions and values ~f 
the habitat" that will be impacted from the darn rehabilitation. Typically, the 
acreages of lost habitat is mitigated with a one-to-one replacement ratio to support 
the.sarne habitat types and :ft.mctions (i.e., in-kind mitigation). Given the miniJ:num 
impacts to low value habitat within_WU?, the impact~d areas will be hydroseeded to 
replace vegetation removed dming project construction. · 

3.1 PJ:oposed Mitigation for disturbances to WUS 
There is a total of 11.5 acres of low to moderate value habitat which will be impacted 
by the project. Approximately 8.27 acres of low value habitat will be permanently 
in1.pacted due to the extension of the darn. The remaining 3.23 acres of impact is 
within the borrow areas and v,rill be reclaimed using hydroseed. 

.. 3.1 .. 1 Location 
Perma.<1.ent impacts f:rom the dam extension will be replaced ~1 the barren areas of 
the flood pool using a hydroseed mix of grasses a.."ld shrubs. Temporary impacts of 
the project will be replaced in the borrow areas using a hydroseed mix of desert 
plants and trees. 

( .. 

, ...... 

( 
... 

( 
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3.1.2 Sueci~s and Plantin~ D~si2:n .- :· :·:' 
·The District will hydroseedthe proposed borrow areas with the native d~~ert · .·· 

.. species of the area including velvet mesquite (Prosopis veliLtina), blue paloverde 
(Cercidiumfloridum), fopthills paloverde (Cercidium microphyllum), acacia (Acacia 

- greggii), iron woo~ (Olneya)esota), . Creosote bush (Larrea Tride,rr:tata). an~ whit~ brittle 
. bush (Encelia farinose). See Table 1. for proposed native-seed rn.lx. . · . ·' 

Table 1. Proposed Native Se~d Mix 
· . . 

Common Name Scientific Name Pounds of Pure L~ve. 
.. Seed/Acr~ ., 

Velvet mesquite Presopis velutina 
' 2.0 . 

_blue paloverde Cercedium fioridum 
2.0 

· .. Foothills paloverde C~rcidium microphyllum ' 
- . 3.0 . 

Acacia Acacia greffiis 
·•. ' 2.0 ' . . .·. ., -

Ironwood Olneyq tesota 2.0 

Creosote bush Larrea Tridentata ' ' 2.5 

White. brittle bush Encelia jarinos'e 
,. 

.c : 3:0 

Total -
20.5 

.. 1Species may be substituted w1th an ecologically smular nahve species if the seed are not 
available. The District will receive approval on any plant substitutions from the Army Corps of 
Engineers prior to the mitigation plan implementation 

Areas within the impOtmdrnent disrurbed by the dam extension will be mitigated 
with a hydroseed mix of native forbs, grasses an~ plants: See Tabk 2 for list of 
plants and native seed mi..'< · 
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T bl ? P a e -· ropose dN f S dM' a 1ve ee lX 
., 

Common Name Scientif:l.c N arne· Pounds of .Pure Live 
-

Seed/Acre 
-

Brittle Bush Encelia farincse 2.0 ) -

Desert Cassia .Cassia covesii I 2.0 

Globe Mallow Sphaeralcea ambigua 
3.0 

Indian Wheat Plantago inslulariss· 
2,0 

Purple Three-Awn I Aristidiz purpw~ea -
to 

Arabian Grass· · Schismus barbatus 2.5 
.. 

Triangle Bursage Ambrosia deltoidea 
3.0 

Total 
' ' - 16.5 

1Species may b~ substituted with an ecologically similar native species it the seed are not available. The District will receive 
approval on any plant substitutions from the Army Corps of Engineers prior to the mitigation plan implementation. · 

.;3.1.3 Site Preuaration. Plant l\;IateriaL and Maintenance 
The vegetation will be seeded during the fall (mid-October) after completion of the 
COIU?,truction. To improve success-in the seeded areas, the compacted grotmd will be 
scarified an~ graded to promote passive water collection and to improve the soil 
moisture. 

·Maintenance will consist of monitoririg the health of the vegetation and .maintaining . 
the property. Undesirable weedy species, such as salt cedar and tumbleweed, will 

· be removed. The site will 'only be mowed to remove tmdesirable species. Similarly, 
the trees will be allowed to grow naturally and remain tm- pruned. 

( 
- '< 

·' 

) 

( 
·'\...,. 
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Monitorin$ and Measure of Success or th~ Mitigation Site . . . . . 
. Temporary study plots will be established in the borrow areas· and impoundrrient 
following the hydroseeding. The study plots will be approximately l / 2Qth acre and 
.be used to record quantitative measurements to dociunent the progress of the plant 
growth throughout th~· five years. The District will qualitatively evaluate thehealth 
of the vegetation and visit the site once each month for the first year after planting 

. (Table 3). The percent of vegetation coverage will also be evaluated. If an area 
II1.Qre than 20Q square feet has no vegetation after the first year, th_e area will be re
hydroseeded. After the fu~tyear, the site will be inspected on a quarterly basis. 

, I <1, ,., " 

The District's rnitigation .goal is to have low quality wildlife habitat within five 
years. At the end of the fifth year, two measurements including percent o,f 

· vegetation coverage and species composition will be completed. The mitigation site 
. will have 30% vegetation coverage including no less than 20% from the shrubs and 
trees. The District Will'ineastire and document the percent of vegetative cover using. 
aerial photos, photo points, and field mspections of the study plots: Additioricill. y( · 
the district will conduct field inspections to evaluq.te the species composition af\er 
fi~e years and ensure thafat least 30%of the vegetation that is ,con.tributillg to fite 
vegetative cover ar~ the species that were originally planted and not exotics or other 
undesira:ble species. · ·. · 

•, 

3.2 Long-term Management Plan 
The rese~ded areas. will be secured· from trespassing and potential vandalism to the 
site. Following plant establishment, passive recreational uses by the public (e.g., 
walking, birding, etc,) may be perrnitte~ by the District. 

' 
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, Table 3. Proposed· Monitonng Schedcle1 

Time Period Frequency 

. - Imrn.edia tely aiter see.ding First 6 months 

First Year Every 6 months 

At the end, of First Year One time 

Year Two through Year Five Once per quarter 

At the end of the Fifth Year Once 

Task 
1. Establish sh1d}r plots and photo 

points;· · 

2. · Document- density and types of . 
plants . . , 

1. Visually evaluate the health of 
the vegetation. initiate watering 
from water truckif needed. 

2. Monitor the recruitment and 
growth of undesirable plant 
species. Remove if necessary. 

1. Reapply hydroseed on areas 
. where m,ore than 200 square feet . 

is b ar.e grotmd. 

1. V1sually evaluate the health of . 
the reseeded vegetation. Adjust ·· 
the watering schedule if 
necessary. 

2: Monitor the re.cruitment and 
growth of-undes:frable plant 
species . . Rf:!move if necessary .. 

1. , Using field measurements of the 
study plots and aerial · 
photographs for the entire site, 
determine the percent vegetation 
cover for grotmd cover, shrubs, 
and trees. 

2. Determine the-percentage of the 
vegetation cover that can be 
a~euted to the mitigation 
efforts compared to nuisance or 
exotic vegS!tation. 

1 Th"' fron1 tcnry or' the mnnir'nrinn ~rhc::~ ' de. i ~ ~11h icrt tn ''h :> nnc a·nrl ffi"Y ·lr,rro"~" '1f n"""~ ',"n' or dcrro:oc:e '1f ::mnropr'l"t" I " .... II ...... ~ ..... IOV ............... VII:;, .......................... I W ....... ... J WV\. ~ .... \.Jo o - o+:;:,'-' I.... - oV .............. '-' ...... ... ................ , I ..,.., . ... _... -it""' _,._,, 

,. 
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APPENDIXF 

Bolin Laboratories, Inc. 

Results of Sample Test 
For 

Corrugated Metal Pip Outlets Coating 

CONTRACT FCD 2004C017 

White Tanks Flood Retarding Structure #3 Remediation Phase I 

PCN 470.04.30 



I - ATTACHMENT 2 

Bolin Laboratories .Inc. 
17631 N. 25th Avea~e '• Phoanix, Arizona 15023 

·(6o2) 94:2 1:220 • F;\X (602) 942 ·toso 

1 I Maricop~ CountY Flood Cont~ol 
Environmental Branch · 

: 2801 West Durango 

I
. Phoenix. AZ 85009 

Artn:_ Dave Gardner. 

l ·White Tanks #3 

.. . 

SGC FCD 2000C0 28 

Received: 
Reported: ·· 
Invoice No: 

1 Oi23/98 
0/00100 

: 000000 .· 

• Pro]Oct Name: 

METHOD ~- · ' RESULTS 

· o·ATE · .. · : 
. UNtTs·· -. .' ·. P.aL "· · .. ANALYZED . 

I 

• . 

I 
I 
I 

1 

I 

Matrix': 
Sample No: 
Sample ID: 

Asbestos 

Matrix: · .· 
Sample No: 
.Sample. IO: 

Matrix: 
Sample No: · 

· Sample ID: 

solid . . 
· 9a1o~o7s81.:.oo1 
wt--3 29+00 

· PLM 

. Solid 

. sa1o~o7sa1-002 
WT-3 4~+00 

• • 0 • 

.. ' 

·· PLM · .. 

sand 
9810-07581-003 
·wT-3 63 + s·o 

. 1o· 

. ·. 

-: .. . 10 . 

10 

'ri~~ Sampiect . 12:.s0' · : . .. ·<.· .:_ ·. · · 
. Oat~- sl!rripled:· 10/;2SI199B . :· . . · . . . . .. 

. .. 
. ·: % c _hr)t_sohila · 1Qi26/98 

. . 
.· . . 

Time s·arnpied: i2:SO · · .··.::: : · · .. 
Date SaiT'.Pied: 1.0/2~/1.~·98 : · . . · 

10/26/98 . 
•: . . : . 

Tiri!~ ·Sarr:tpled:,::12:50 . 
~ Date Sampled: · .1 0/23/1998 

• .. 0 • • • ••• • 

. ' . ' 

·% Chrysotile , 
·:. . .. ' ~· 

I 
I 
I 
I 
I 
I 
I 

Asbes:t.os perf.ormed b~ (eg.~iid. Tech~l~al s~-~ices·, St.Peul MN, #A~os57, · .. 
Other Material:. < 1% cell~ 88.% non; <V~ glass . . .. · 

Asbe·stos 

Authorized Signatory · 
ADHS license No.: AZ0004. 

' . 


